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Table 1

PCB Extent and Abatement Approach

Exterior Caulk

IRS Service Center Renovation

Andover, MA

Sample 

Date
Location Sample ID

Total PCB 

(ppm)
Anticipated Abatement Approach

8/11/2011 Stair 1 - West - Door 1 ST1-W-D1 22800
Remove complete door assembly (no 

adjacent porous surface)

8/11/2011 Penthouse 5 (10 labeled on door)  - East - Door 1 P5-E-D1 260
Remove complete door assembly (no 

adjacent porous surface)

8/20/2011 14 line, Column H, Window 1 14L-H-W1 686
Remove window assembly and adjacent 6 

inches of substrate

8/20/2011 12 Line, Column BE, Door 1 and 3 12L-BE-D1 4340
Remove door only, encapsulate remaining 

substrate

8/20/2011 12 Line, Column BE, Door 1 12L-BE-D1 Duplicate 4340
Remove door only, encapsulate remaining 

substrate

8/20/2011 12 Line, Column BE, Door 3 DUP2 1770
Remove door only, encapsulate remaining 

substrate

8/20/2011 13 Line, Column AE, Window 29 13L-AE-W29 201
Remove window only, encapsulate 

remaining substrate

8/20/2011 6 Line, Column DE, Window 1 6L-DE-W1 193
Remove window only, encapsulate 

remaining substrate

8/20/2011 6 Line, Column CE, Window 1 6L-CE-W1 386
Remove window assembly and adjacent 6 

inches of substrate

8/20/2011 6 Line, Column B, Window 1 6L-B-W1 211000
Remove window only, encapsulate 

remaining substrate

8/20/2011 6 Line, Column BE, Door 1 6L-BE-D1 87.9
Remove door assembly and adjacent 6 

inches of substrate

8/20/2011 6 Line, Column B, Window 2 6L-B-W2 198000
Remove window only, encapsulate 

remaining substrate

11/2/2011 14 Line, Column H, Expansion Joint 14 Line Column H 2010
Remove expansion joint and adjacent 6 

inches of substrate

11/2/2011 14 Line, Column F, Expansion Joint 14 Line Column F 52600
Remove expansion joint and adjacent 6 

inches of substrate

11/2/2011 14 Line, Column E, Expansion Joint 14 Line Column E 37400
Remove expansion joint and adjacent 6 

inches of substrate
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Table 1

PCB Extent and Abatement Approach

Exterior Caulk

IRS Service Center Renovation

Andover, MA

Sample 

Date
Location Sample ID

Total PCB 

(ppm)
Anticipated Abatement Approach

11/2/2011 14 Line, Column D, Expansion Joint 14 Line, Column D 92700
Remove expansion joint and adjacent 6 

inches of substrate

11/2/2011 14 Line, Column C,  Expansion Joint 14 Line Column C 8400
Remove expansion joint and adjacent 6 

inches of substrate

11/2/2011 14 Line, Column B,  Expansion Joint 14 Line column B 19700
Remove expansion joint and adjacent 6 

inches of substrate

11/2/2011 13.3 Line, Column B,  Expansion Joint B Line Column 13.3 3010
Remove expansion joint and adjacent 6 

inches of substrate

11/2/2011 13 Line, Column B,  Expansion Joint B Line Column 13 14200
Remove expansion joint and adjacent 6 

inches of substrate

11/2/2011 11 Line, Column  AE,  Expansion Joint AE Line Column 11 24600
Remove expansion joint and adjacent 6 

inches of substrate

11/2/2011 10 Line, Column AE,  Expansion Joint AE Line Column 10 22100
Remove expansion joint and adjacent 6 

inches of substrate

11/2/2011 9 Line, Column AE,  Expansion Joint AE Line Column 9 30600
Remove expansion joint and adjacent 6 

inches of substrate

11/2/2011 8 Line, Column AE,  Expansion Joint AE Line Column 8 44400
Remove expansion joint and adjacent 6 

inches of substrate

11/2/2011 7 Line, Column AE,  Expansion Joint AE Line Column 7 78000
Remove expansion joint and adjacent 6 

inches of substrate

NOTE:

Detected values above the TSCA 50 ppm threshold are highlighted with BOLD text
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Table 2
PCB Content in Brick Adjacent to Caulk 
Phase 2 IRS Service Center Renovation

Andover, Massachusetts

Sample 
Date

Location Sample ID
Total PCB 

(ppm)
1/24/2012 6 Line, Column DE, Window 1, 0-3” 6L-DE-W1/0-3 0.123

1/24/2012 6 Line, Column DE, Window 1, 3-6” 6L-DE-W1/3-6 0.237

1/24/2012 6 Line, Column DE, Window 1, 6-9” 6L-DE-W1/6-6 0.268

1/24/2012 Exterior, AE Line Column 10, 0-3” AE-D-EJ/0-3 0.564

1/24/2012 Exterior, AE Line Column 10, 0-3 DUP AE-D-EJ/0-3/DUP 0.618

1/24/2012 Exterior, AE Line Column 10, 3-6” AE-D-EJ/0-3-6 0.2221

1/24/2012 Exterior, AE Line Column 10, 6-9” AE-D-EJ/0-6-9 0.242

1/24/2012 13 Line, Column AE, Window 29, 0-3” 13L-AE-W29/0-3 0.422

1/24/2012 13 Line, Column AE, Window 29, 3-6” 13L-AE-W29/3-6 0.402

1/24/2012 13 Line, Column AE, Window 29, 6-9” 13L-AE-W29/6-9 0.45

1/24/2012 12 Line, Column EB, Door 3, 0-3” 12L-BE-D3/0-3 ND

1/24/2012 12 Line, Column EB, Door 3, 0-3” 12L-BE-D3/3-6 ND

1/24/2012 12 Line, Column EB, Door 3, 0-3” 12L-BE-D3/3-6-9 ND

1/24/2012 Exterior B Line Column 13, 0-3” 6L-B-EJ/0-3 0.568

1/24/2012 Exterior B Line Column 13, 3-6” 6L-B-EJ/3-6 ND

1/24/2012 Exterior B Line Column 13, 6-9” 6L-B-EJ/6-9 0.0629

1/24/2012 Exterior, 14 Line Column E, 0-3” 14-E-EJ/0-3 1.11

1/24/2012 Exterior, 14 Line Column E, 0-3 DUP 14-E-EJ/0-3/DUP 1.25

1/24/2012 Exterior, 14 Line Column E, 3-6” 14-E-EJ/3-6 0.46

1/24/2012 Exterior, 14 Line Column E, 6-9” 14-E-EJ/6-9 0.0762

2/3/2012 6 Line, Column B, Window 1,0-3" 6L-B-W1/0-3 0.16
2/3/2012 6 Line, Column B, Window 1, 3-6" 6L-B-W1/3-6 ND
2/3/2012 6 Line, Column B, Window 1, 6-9" 6L-B-W1/6-9 ND
2/3/2012 14 Line, Column D, Expansion Joint, 0-3" 14L-D-EJ/0-3" 7.16
2/3/2012 14 Line, Column D, Expansion Joint, 3-6" 14L-D-EJ/3-6" 0.1
2/3/2012 14 Line, Column D, Expansion Joint, 6-9" 14L-D-EJ/6-9" 0.07
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Phase II PCB Results

Analytical Data Tracking Spreadsheet

GSA - Andover, MA

Sample Date Location Alpha Lab ID Sample ID

Aroclor 1254 

(ppm)

Aroclor 1260 

(ppm)

Aroclor 1242 

(ppm)

Aroclor 1248 

(ppm) Total PCB

8/11/2011 Stair 1 - West - Door 1 L1112383-01 ST1-W-D1 22800 22800

8/11/2011 Penthouse 13 - South - Door 1 L1112383-02 P13-S-D1 3.25 1.41 4.66

8/11/2011 Penthouse 13 - East - louver 1 L1112383-03 P13-E-L1 21.1 21.1

8/11/2011 Penthouse 13 - East - louver 2 L1112383-04 213-E-L1 7.53 7.53

8/11/2011 Penthouse 10 - South - Door 1 L1112383-05 P10-S-D1 ND

8/11/2011 Penthouse 10 - East - louver 1 L1112383-06 P10-E-L1 ND

8/11/2011 Penthouse 10 - East - louver 2 L1112383-07 P10-E-L2 ND

8/11/2011 Penthouse 10 - North - louver 1 L1112383-08 P10-N-L1 ND

8/11/2011 Penthouse 10 - South - louver 1 L1112383-09 P10-S-L1 ND

8/11/2011 Penthouse 8 - South - Door 1 L1112383-10 P08-S-D1 11.9 11.9

8/11/2011 Penthouse 8 - East - louver 1 L1112383-11 P08-E-L1 38 38

8/11/2011 Penthouse 8 - East - louver 2 L1112383-12 P08-E-L2 ND

8/11/2011 Penthouse 5 - East - Door 1 L1112383-13 P5-E-D1 260 260

8/11/2011 Penthouse 5 - East - louver 1 L1112383-14 P5-E-L1 3.54 3.54

8/11/2011 Penthouse 5 - East - louver 2 L1112383-15 P5-E-L2 ND

8/11/2011 Penthouse 5 - North - louver 1 L1112383-16 P5-N-L1 ND

8/11/2011 Penthouse 3 - West - Door 1 L1112383-17 P3-W-D1 4.6 4.6

8/11/2011 Penthouse 3 - West - louver 1 L1112383-18 P3-W-L1 4.15 4.15

8/11/2011 Penthouse 3 - East - louver 1 L1112383-19 P3-E-L1 0.251 0.251

8/11/2011 Penthouse 4 - West - Door 1 L1112383-20 P4-W-D1 1.59 0.735 2.325

8/11/2011 Penthouse 4 - West - louver 1 L1112383-21 P4-W-L1 2.24 9.13 11.37

8/11/2011 Penthouse 4 - East - louver 1 L1112383-22 P4-E-L1 0.493 0.518 1.011

8/11/2011 Penthouse 7 - South - Door 1 L1112383-23 P7-S-D1 13.2 13.2

8/11/2011 Penthouse 7 - East - louver 1 L1112383-24 P7-E-L1 7.14 7.14

8/11/2011 Penthouse 7 - East - louver 2 L1112383-25 P7-E-L2 1.68 1.68

8/20/2011 14 Line, Column H, Window 1 L1113015-01 14L-H-W1 686 686

8/20/2011 14 Line, Column H, Door 1 L1113015-02 14L-H-D1 1.17 2.18 3.35

8/20/2011 14 Line, Column H, Door 2 L1113015-03 14L-H-D2 ND

8/20/2011 12 Line, Column B, Door 1 L1113015-04 12L-B-D1 ND

8/20/2011 12 Line, Column B, Door 2 L1113015-05 12L-B-D2 3.67 3.67

8/20/2011 12 Line, Column BE, Door 1 L1113015-06 12L-BE-D1 4340 4340

8/20/2011 12 Line, Column BE, Door 3 4340 4340

1/24/2012 Exterior, 12 Line, Column BE, Door 3, 0-3" Brick L1201253-11 12L-BE-D3/0-3 ND

1/24/2012 Exterior, 12 Line, Column BE, Door 3, 3-6" Brick L1201253-12 12L-BE-D3/3-6 ND

1/24/2012 Exterior, 12 Line, Column BE, Door 3, 6-9" Brick L1201253-13 12L-BE-D3/6-9 ND

8/20/2011 13 Line, Column AE, Window 1 L1113015-07 13L-AE-W1 1.88 1.88

8/20/2011 13 Line, Column AE, Window 2 L1113015-08 13L-AE-W2 1.88 1.88

8/20/2011 13 Line, Column AE, Window 3 L1113015-09 13L-AE-W3 5.36 5.36

8/20/2011 13 Line, Column AE, Window 4 L1113015-10 13L-AE-W4 7.74 7.74

8/20/2011 13 Line, Column AE, Window 5 L1113015-11 13L-AE-W5 1.87 1.87

8/20/2011 13 Line, Column AE, Window 6 L1113015-12 13L-AE-W6 37.9 37.9

8/20/2011 13 Line, Column AE, Window 7 L1113015-13 13L-AE-W7 6.17 6.17

8/20/2011 13 Line, Column AE, Window 8 L1113015-14 13L-AE-W8 3.58 3.58

8/20/2011 13 Line, Column AE, Window 9 L1113015-15 13L-AE-W9 7.55 7.55

8/20/2011 13 Line, Column AE, Window 10 L1113015-16 13L-AE-W10 16 16

8/20/2011 13 Line, Column AE, Window 11 L1113015-17 13L-AE-W11 8.49 8.49

8/20/2011 13 Line, Column AE, Window 12 L1113015-18 13L-AE-W12 ND

8/20/2011 13 Line, Column AE, Window 13 L1113015-19 13L-AE-W13 14.2 14.2

8/20/2011 13 Line, Column AE, Window 14 L1113015-20 13L-AE-W14 5.05 5.05

8/20/2011 13 Line, Column AE, Window 15 L1113019-01 13L-AE-W15 4.09 4.09

8/20/2011 13 Line, Column AE, Window 16 L1113019-02 13L-AE-W16 6.73 6.73

8/20/2011 13 Line, Column AE, Window 17 L1113019-03 13L-AE-W17 8.1 8.1

Same as 12L-BE-D1
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Phase II PCB Results

Analytical Data Tracking Spreadsheet

GSA - Andover, MA

Sample Date Location Alpha Lab ID Sample ID

Aroclor 1254 

(ppm)

Aroclor 1260 

(ppm)

Aroclor 1242 

(ppm)

Aroclor 1248 

(ppm) Total PCB

8/20/2011 13 Line, Column AE, Window 18 L1113019-04 13L-AE-W18 7.09 7.09

8/20/2011 13 Line, Column AE, Window 19 L1113019-05 13L-AE-W19 2.24 2.24

8/20/2011 13 Line, Column AE, Window 20 L1113019-06 13L-AE-W20 1.96 1.96

8/20/2011 13 Line, Column AE, Window 21 L1113019-07 13L-AE-W21 6.35 6.35

8/20/2011 13 Line, Column AE, Window 22 L1113019-08 13L-AE-W22 3.7 3.7

8/20/2011 13 Line, Column AE, Window 23 L1113019-09 13L-AE-W23 3.66 3.66

8/20/2011 13 Line, Column AE, Window 24 L1113019-10 13L-AE-W24 3.24 3.24

8/20/2011 13 Line, Column AE, Window 25 L1113019-11 13L-AE-W25 3.06 3.06

8/20/2011 13 Line, Column AE, Window 26 L1113019-12 13L-AE-W26 2.39 2.39

8/20/2011 13 Line, Column AE, Window 27 L1113019-13 13L-AE-W27 4.6 4.6

8/20/2011 13 Line, Column AE, Window 28 L1113019-14 13L-AE-W28 8.95 8.95

8/20/2011 13 Line, Column AE, Window 29 L1113019-15 13L-AE-W29 201 201

1/24/2012 Exterior, 13 Line, Column AE, Window 29, 0-3" Brick L1201253-08 13L-AE-W29/0-3 0.422 0.422

1/24/2012 Exterior, 13 Line, Column AE, Window 29, 3-6" Brick L1201253-09 13L-AE-W29/3-6 0.402 0.402

1/24/2012 Exterior, 13 Line, Column AE, Window 29, 6-9" Brick L1201253-10 13L-AE-W29/6-9 0.459 0.459

8/20/2011 13 Line, Column AE, Window 30 L1113019-16 13L-AE-W30 3.78 3.78

8/20/2011 14 Line, Louver 1 L1113019-17 14L-Louver1 ND

8/20/2011 13 Line, Column AE, Door 1 L1113019-18 13L-AE-D1 16.2 16.2

8/20/2011 6 Line, Column DE, Window 1 L1113019-19 6L-DE-W1 193 193

1/24/2012 Exterior, 6 Line, Column DE, Window 1, 0-3" Brick L1201253-01 6L-DE-W1/0-3 0.123 0.123

1/24/2012 Exterior, 6 Line, Column DE, Window 1, 3-6" Brick L1201253-02 6L-DE-W1/3-6 0.237 0.237

1/24/2012 Exterior, 6 Line, Column DE, Window 1, 6-9" Brick L1201253-03 6L-DE-W1/6-9 0.268 0.268

8/20/2011 6 Line, Column CE, Window 1 L1113019-20 6L-CE-W1 386 386

8/20/2011 6 Line, Column B, Window 1 L1113020-01 6L-B-W1 211000 211000

2/3/2012 Exterior, 6 Line, Column B, Window 1, 0-3" Brick L1201875-01 6L-B-W1/0-3 0.16 0.16

2/3/2012 Exterior, 6 Line, Column B, Window 1, 3-6" Brick L1201875-02 6L-B-W1/3-6 ND

2/3/2012 Exterior, 6 Line, Column B, Window 1, 6-9" Brick L1201875-03 6L-B-W1/6-9 ND

8/20/2011 6 Line, Column B, Door 1 L1113020-02 6L-B-D1 19.5 19.5

8/20/2011 6 Line, Column BE, Door 1 L1113020-03 6L-BE-D1 87.9 87.9

8/20/2011 6 Line, Column B, Window 2 L1113020-04 6L-B-W2 198000 198000

8/20/2011 12 Line, Column AE, Door 2 L1113020-05 10L-AE-D2 14.6 14.6

8/20/2011 12 Line, Column AE, Door 3 L1113020-06 12L-AE-D3 4.76 4.76

8/20/2011 12 Line, Column B, Door 2 DUPLICATE L1113020-07 DUP1 3.46 3.46

8/20/2011 12 Line, Column BE, Door 3 DUPLICATE L1113020-08 DUP2 1770 1770

8/20/2011 14 Line, Louver 1 DUPLICATE L1113020-09 DUP3 ND

8/20/2011 10 Line, Column AE, Door 2, DUPLICATE L1113020-10 DUP4 2.55 2.55

8/20/2011 13 Line, Column AE, Window 3, DUPLICATE L1113020-11 DUP5 11.6 11.6

8/20/2011 13 Line, Column AE, Window 4, DUPLICATE L1113020-12 DUP6 6.47 6.47

8/20/2011 12 Line, Column AE, Window 5, DUPLICATE L1113020-13 DUP7 13.3 13.3

8/20/2011 Interior, Door 11, Men's Room - 0735 L1113022-01 IN-D11-MR 42.9 42.9

8/20/2011 Interior, Door 12, Electrical Room 0733; #7B L1113022-02 IN-D12-ER 28 28

8/20/2011 Interior, Door 13, West Emergency Exit L1113022-03 IN-D13-WE 10.6 10.6

8/20/2011 Interior, Door 14, Deligation Building L1113022-04 IN-D14-DB 8.82 8.82

8/20/2011 Interior, Door 15, Utility Room L1113022-05 IN-D15-UR 45.9 45.9

8/20/2011 Interior, Door 16, Computer Room L1113022-06 IN-D16-CC 5.17 5.17

8/20/2011 Interior, Door 17, Computer Room 5 L1113022-07 IN-D17-CR5 3.04 3.04

8/20/2011 Interior, Door 18, Loading Dock L1113022-08 IN-D18-LD 0.733 0.733

8/20/2011 Interior, Window 1, MDF Room 5 L1113022-09 IN-W1-MDF-5 6.04 6.04

8/20/2011 Interior, Window 2, MDF Room 5 L1113022-10 IN-W2-MDF-5 6.18 6.18

8/20/2011 Interior, Door 1, Loading Dock L1113022-11 IN-D1-LD 5.35 9.85 15.2

8/20/2011 Interior, Door 2, Loading Dock L1113022-12 IN-D2-LD 5.34 6.03 11.37

8/20/2011 Interior, Door 3, Loading Dock L1113022-13 IN-D3-LD 4.78 4.78
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Phase II PCB Results

Analytical Data Tracking Spreadsheet

GSA - Andover, MA

Sample Date Location Alpha Lab ID Sample ID

Aroclor 1254 

(ppm)

Aroclor 1260 

(ppm)

Aroclor 1242 

(ppm)

Aroclor 1248 

(ppm) Total PCB

8/20/2011 Interior, Door 4, Facility Corridor L1113022-14 IN-D4-FC 28 28

8/20/2011 Interior, Door 5, Main Entrance - Guard Station L1113022-15 IN-D5-ME 1.44 1.44

8/20/2011 Interior, Door 6, Men's Room Door Frame L1113022-16 IN-D6-MR 6.38 5.9 12.28

8/20/2011 Interior, Door 7, Woman's Room Door Frame L1113022-17 IN-D7-WR 5.86 6.48 12.34

8/20/2011 Interior, Door 8, Main Corridor - Double Electric Doors L1113022-18 IN-D8-MC 9.47 9.47

8/20/2011 Interior, Door 9, Phase Line Door L1113022-19 IN-D9-PHL 44.9 44.9

8/20/2011 Interior, Door 10, West Entrance Revolving Door L1113022-20 IN-D10-WES ND

11/2/2011 14 Line Column H, Expansion Joint L1118200-01 14 Line Column H 2010 2010

11/2/2011 14 Line Column F, Expansion Joint L1118200-02 14 Line Column F 52600 52600

11/2/2011 14 Line Column E, Expansion Joint L1118200-03 14 Line Column E 37400 37400

1/24/2012 Exterior, 14 Line Column E, 0-3" Brick L1201253-17 14L-E-EJ/0-3 1.11 1.11

1/24/2012 Exterior, 14 Line Column E, 0-3 DUPLICATE L1201253-18 14L-E-EJ/0-3/DUP 1.25 1.25

1/24/2012 Exterior, 14 Line Column E, 3-6" Brick L1201253-19 14L-E-EJ/3-6 0.46 0.46

1/24/2012 Exterior, 14 Line Column E, 6-9" Brick L1201253-20 14L-E-EJ/6-9 0.0762 0.0762

11/2/2011 14 Line Column D, Expansion Joint L1118200-04 14 Line Column D 92700 92700

2/3/2012 Exterior, 14 Line Column D, 0-3" Brick L1201875-06 14L-D-EJ/0-3 7.16 7.16

2/3/2012 Exterior, 14 Line Column D, 3-6" Brick L1201875-05 14L-D-EJ/3-6 0.1 0.1

2/3/2012 Exterior, 14 Line Column D, 6-9" Brick L1201875-04 14L-D-EJ/6-9 0.07 0.07

11/2/2011 14 Line Column C, Expansion Joint L1118200-05 14 Line Column C 8400 8400

11/2/2011 14 Line Column B, Expansion Joint L1118200-06 14 Line Column B 19700 19700

11/2/2011 13.3 Line B Column, Expansion Joint L1118200-07 B Line Column 13.3 3010 3010

11/2/2011 13 Line, Column B, Expansion Joint L1118200-08 B Line Column 13 14200 14200

1/24/2012 Exterior, B Line Column 13, 0-3' Brick L1201253-14 6L-B-EJ/0-3 0.568 0.568

1/24/2012 Exterior, B Line Column 13, 3-6" Brick L1201253-15 6L-B-EJ/3-6 ND

1/24/2012 Exterior, B Line Column 13, 6-9" Brick L1201253-16 6L-B-EJ/6-9 0.0629 0.0629

11/2/2011 11 Line, AE Column, Expansion Joint L1118200-09 AE Line Column 11 24600 24600

11/2/2011 10 Line, AE Column, Expansion Joint L1118200-10 AE Line Column 10 22100 22100

1/24/2012 Exterior, AE Line Column 10, 0-3" Brick L1201253-04 AE-D-EJ/0-3 0.564 0.564

1/24/2012 Exterior, AE Line Column 10, 0-3 DUP L1201253-05 AE-D-EJ/0-3/DUP 0.618 0.618

1/24/2012 Exterior, AE Line Column 10, 3-6" Brick L1201253-06 AE-D-EJ/3-6 0.13 0.0921 0.2221

1/24/2012 Exterior, AE Line Column 10, 6-9" Brick L1201253-07 AE-D-EJ/6-9 0.138 0.104 0.242

11/2/2011 9 Line, Column AE, Expansion Joint L1118200-11 AE Line Column 9 30600 30600

11/2/2011 8 Line, Column AE, Expansion Joint L1118200-12 AE Line Column 8 44400 44400

11/2/2011 7 Line, Column AE, Expansion Joint L1118200-13 AE Line Column 7 78000 78000

NOTE:

Detected values above the TSCA 50 ppm threshold are highlighted with BOLD text
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L1111112

URS Corporation

41062464

GSA IRS MODERNIZATION

Client:

Project Name:

Project Number:

07/29/11

Eight Walkup Drive, Westborough, MA  01581-1019

Lab Number:

Report Date:

508-898-9220  (Fax) 508-898-9193  800-624-9220 - www.alphalab.com

5 Industrial Way

Salem, NH 03079

Marilyn WadeATTN:

ANALYTICAL REPORT

Certifications & Approvals:  MA (M-MA086), NY NELAC (11148), CT (PH-0574), NH (2003), NJ (MA935), RI (LAO00065), ME (MA0086),
PA (Registration #68-03671), USDA (Permit #S-72578), US Army Corps of Engineers, Naval FESC.

(603) 893-0616Phone:

The original project report/data package is held by Alpha Analytical. This report/data package is paginated and should be reproduced only in its
entirety. Alpha Analytical holds no responsibility for results and/or data that are not consistent with the original.

Serial_No:07291110:36
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L1111112-01

L1111112-02

L1111112-03

L1111112-04

L1111112-05

Alpha 
Sample ID

W-1; SEC. B EA. WALL

W-2; SEC. B NO. W WALL

W-3; SEC A NO. W WALL

W-4; SEC A WEST WALL

W-5; COURTYARD NO. WALL

Client ID

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

Sample 
Location

GSA IRS MODERNIZATION

41062464

Project Name:
Project Number:

Lab Number: 
Report Date:

L1111112
07/29/11

07/22/11 00:00

07/22/11 00:00

07/22/11 00:00

07/22/11 00:00

07/22/11 00:00

Collection 
Date/Time

Serial_No:07291110:36
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    I, the undersigned, attest under the pains and penalties of perjury that, to the best of my knowledge and 
    belief and based upon my personal inquiry of those responsible for providing the information contained
    in this analytical report, such information is accurate and complete.  This certificate of analysis is not
    complete unless this page accompanies any and all pages of this report.

    
    Authorized Signature:    

    Title:  Technical Director/Representative                                                                          Date:  07/29/11                  

GSA IRS MODERNIZATION

41062464

Project Name:

Project Number:

Lab Number:

Report Date:
L1111112

07/29/11

PCBs

The WG481017-2/-3 LCS/LCSD RPD, associated with L1111112-01 through -05, is above the acceptance 

criteria for Aroclor 1016 (67%); however, the individual LCS/LCSD recoveries are within method limits.

Case Narrative

The samples were received in accordance with the Chain of Custody and no significant deviations were encountered during the preparation 

or analysis unless otherwise noted. Sample Receipt, Container Information, and the Chain of Custody are located at the back of the report.

Results contained within this report relate only to the samples submitted under this Alpha Lab Number and meet all of the requirements of 

NELAC, for all NELAC accredited parameters. The data presented in this report is organized by parameter (i.e. VOC, SVOC, etc.). Sample 

specific Quality Control data (i.e. Surrogate Spike Recovery) is reported at the end of the target analyte list for each individual sample, 

followed by the Laboratory Batch Quality Control at the end of each parameter. If a sample was re-analyzed or re-extracted due to a 

required quality control corrective action and if both sets of data are reported, the Laboratory ID of the re-analysis or re-extraction is 

designated with an "R" or "RE", respectively. When multiple Batch Quality Control elements are reported (e.g. more than one LCS), the 

associated samples for each element are noted in the grey shaded header line of each data table. Any Laboratory Batch, Sample Specific %

recovery or RPD value that is outside the listed Acceptance Criteria is bolded in the report. Definitions of all data qualifiers and acronyms 

used in this report are provided in the Glossary located at the back of the report.

Please see the associated ADEx data file for a comparison of laboratory reporting limits that were achieved with the regulatory Numerical 

Standards requested on the Chain of Custody.

For additional information, please contact Client Services at 800-624-9220.

Serial_No:07291110:36
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ORGANICS
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PCBS
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FF

Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ug Abs

ug Abs

ug Abs

ug Abs

ug Abs

ug Abs

ug Abs

1

1

1

1

1

1

1

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

GSA IRS MODERNIZATION

41062464

L1111112

0.500

0.500

0.500

0.500

0.500

0.500

0.500

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

63

55

74

73

30-150

30-150

30-150

30-150

Acceptance 
CriteriaSurrogate % Recovery Qualifier

07/29/11

W-1; SEC. B EA. WALLClient ID:
07/22/11 00:00Date Collected:
07/22/11Date Received:

ANDOVER, MASample Location:

L1111112-01Lab ID:

Field Prep: Not Specified
Matrix: Wipe Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
07/28/11 06:44
KB

EPA 3540C

EPA 3665A
Extraction Date: 07/25/11 21:15

Cleanup Date1: 07/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 07/27/11

MDL

--

--

--

--

--

--

--

Serial_No:07291110:36
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Aroclor 1254

Aroclor 1260

Parameter Result Dilution Factor

1.99

0.685

ug Abs

ug Abs

1

1

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

GSA IRS MODERNIZATION

41062464

L1111112

0.500

0.500

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

63

55

74

73

30-150

30-150

30-150

30-150

Acceptance 
CriteriaSurrogate % Recovery Qualifier

07/29/11

W-1; SEC. B EA. WALLClient ID:
07/22/11 00:00Date Collected:
07/22/11Date Received:

ANDOVER, MASample Location:

L1111112-01Lab ID:

Field Prep: Not Specified
Matrix: Wipe Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
07/28/11 06:44
KB

EPA 3540C

EPA 3665A
Extraction Date: 07/25/11 21:15

Cleanup Date1: 07/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 07/27/11

MDL

--

--

Serial_No:07291110:36
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ND

ug Abs

ug Abs

ug Abs

ug Abs

ug Abs

ug Abs

ug Abs

ug Abs

ug Abs

1

1

1

1

1

1

1

1

1

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

GSA IRS MODERNIZATION

41062464

L1111112

0.500

0.500

0.500

0.500

0.500

0.500

0.500

0.500

0.500

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

57

47

72

69

30-150

30-150

30-150

30-150

Acceptance 
CriteriaSurrogate % Recovery Qualifier

07/29/11

W-2; SEC. B NO. W WALLClient ID:
07/22/11 00:00Date Collected:
07/22/11Date Received:

ANDOVER, MASample Location:

L1111112-02Lab ID:

Field Prep: Not Specified
Matrix: Wipe Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
07/28/11 06:57
KB

EPA 3540C

EPA 3665A
Extraction Date: 07/25/11 21:15

Cleanup Date1: 07/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 07/27/11

MDL

--

--

--

--

--

--

--

--

--

Serial_No:07291110:36

Page 8 of 21



Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ND

ug Abs

ug Abs

ug Abs

ug Abs

ug Abs

ug Abs

ug Abs

ug Abs

ug Abs

1

1

1

1

1

1

1

1

1

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

GSA IRS MODERNIZATION

41062464

L1111112

0.500

0.500

0.500

0.500

0.500

0.500

0.500

0.500

0.500

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

61

56

70

72

30-150

30-150

30-150

30-150

Acceptance 
CriteriaSurrogate % Recovery Qualifier

07/29/11

W-3; SEC A NO. W WALLClient ID:
07/22/11 00:00Date Collected:
07/22/11Date Received:

ANDOVER, MASample Location:

L1111112-03Lab ID:

Field Prep: Not Specified
Matrix: Wipe Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
07/28/11 07:10
KB

EPA 3540C

EPA 3665A
Extraction Date: 07/25/11 21:15

Cleanup Date1: 07/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 07/27/11

MDL

--

--

--

--

--

--

--

--

--

Serial_No:07291110:36
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ND

ug Abs

ug Abs

ug Abs

ug Abs

ug Abs

ug Abs

ug Abs

ug Abs

ug Abs

1

1

1

1

1

1

1

1

1

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

GSA IRS MODERNIZATION

41062464

L1111112

0.500

0.500

0.500

0.500

0.500

0.500

0.500

0.500

0.500

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

63

54

77

76

30-150

30-150

30-150

30-150

Acceptance 
CriteriaSurrogate % Recovery Qualifier

07/29/11

W-4; SEC A WEST WALLClient ID:
07/22/11 00:00Date Collected:
07/22/11Date Received:

ANDOVER, MASample Location:

L1111112-04Lab ID:

Field Prep: Not Specified
Matrix: Wipe Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
07/28/11 07:23
KB

EPA 3540C

EPA 3665A
Extraction Date: 07/25/11 21:15

Cleanup Date1: 07/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 07/27/11

MDL

--

--

--

--

--

--

--

--

--

Serial_No:07291110:36
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ND

ug Abs

ug Abs

ug Abs

ug Abs

ug Abs

ug Abs

ug Abs

ug Abs

ug Abs

1

1

1

1

1

1

1

1

1

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

GSA IRS MODERNIZATION

41062464

L1111112

0.500

0.500

0.500

0.500

0.500

0.500

0.500

0.500

0.500

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

71

61

79

77

30-150

30-150

30-150

30-150

Acceptance 
CriteriaSurrogate % Recovery Qualifier

07/29/11

W-5; COURTYARD NO. WALLClient ID:
07/22/11 00:00Date Collected:
07/22/11Date Received:

ANDOVER, MASample Location:

L1111112-05Lab ID:

Field Prep: Not Specified
Matrix: Wipe Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
07/28/11 07:37
KB

EPA 3540C

EPA 3665A
Extraction Date: 07/25/11 21:15

Cleanup Date1: 07/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 07/27/11

MDL

--

--

--

--

--

--

--

--

--

Serial_No:07291110:36
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Method Blank Analysis
Batch Quality Control

Project Name: 

Project Number: 

Lab Number: 

Report Date: 

GSA IRS MODERNIZATION

41062464

L1111112

07/28/11 06:04
1,8082Analytical Method:

Analytical Date:
Extraction Method:

Cleanup Method1:

EPA 3540C

EPA 3665A
Extraction Date: 07/25/11 21:15

07/29/11

Cleanup Method2: EPA 3660B

Analyst: KB

Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result

ND

ND

ND

ND

ND

ND

ND

ND

ND

RL

0.500

0.500

0.500

0.500

0.500

0.500

0.500

0.500

0.500

ug Abs

ug Abs

ug Abs

ug Abs

ug Abs

ug Abs

ug Abs

ug Abs

ug Abs

UnitsQualifier

PCB by GC - Westborough Lab for sample(s):   01-05    Batch:   WG481017-1     

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

67

69

74

86

30-150

30-150

30-150

30-150

Surrogate %Recovery Qualifier
Acceptance 

Criteria

Cleanup Date1: 07/27/11

Cleanup Date2: 07/27/11

MDL

--

--

--

--

--

--

--

--

--

07/27/11
Serial_No:07291110:36
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Aroclor 1016

Aroclor 1260

 124

 68

62

66

40-140

40-140

67

3

50

50

Parameter
LCS

%Recovery
LCSD

%Recovery
%Recovery

Limits RPD RPD Limits

PCB by GC - Westborough Lab  Associated sample(s):   01-05    Batch:   WG481017-2   WG481017-3     

Lab Control Sample Analysis
Batch Quality Control

Project Name: 

Project Number: 

Lab Number: 

Report Date: 

GSA IRS MODERNIZATION

41062464

L1111112

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

64

56

77

77

30-150

30-150

30-150

30-150

60

55

71

75

Surrogate Qual%Recovery Qual%Recovery
LCS LCSD

07/29/11

Acceptance
Criteria

Qual Qual Qual

Q

Serial_No:07291110:36
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*Values in parentheses indicate holding time in days

L1111112-01A

L1111112-02A

L1111112-03A

L1111112-04A

L1111112-05A

Amber 100ml Hexane preserved

Amber 100ml Hexane preserved

Amber 100ml Hexane preserved

Amber 100ml Hexane preserved

Amber 100ml Hexane preserved

A

A

A

A

A

N/A

N/A

N/A

N/A

N/A

3

3

3

3

3

Y

Y

Y

Y

Y

Absent

Absent

Absent

Absent

Absent

A Absent
Cooler

Custody SealCooler Information

GSA IRS MODERNIZATION

41062464

PCB-8082-3540C(14)

PCB-8082-3540C(14)

PCB-8082-3540C(14)

PCB-8082-3540C(14)

PCB-8082-3540C(14)

Project Name:

Project Number:

L1111112Lab Number:

Report Date:

Sample Receipt and Container Information

Container ID Container Type Cooler pH
Temp
deg C Pres Seal

Container Information

Analysis(*)

07/29/11

Were project specific reporting limits specified? YES

Reagent H2O Preserved Vials Frozen on: NA

Serial_No:07291110:36
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Report Format: Data Usability Report

GLOSSARY

Project Name:

Project Number:

Lab Number:

Report Date:

L1111112GSA IRS MODERNIZATION

41062464 07/29/11

Acronyms

EPA

LCS

LCSD

LFB

MDL

MS

MSD

NA

NC

NI

RL

RPD

SRM

Environmental Protection Agency.

Laboratory Control Sample: A sample matrix, free from the analytes of interest, spiked with verified known amounts of analytes 
or a material containing known and verified amounts of analytes.
Laboratory Control Sample Duplicate: Refer to LCS.

Laboratory Fortified Blank: A sample matrix, free from the analytes of interest, spiked with verified known amounts of analytes 
or a material containing known and verified amounts of analytes.
Method Detection Limit: This value represents the level to which target analyte concentrations are reported as estimated values, 
when those target analyte concentrations are quantified below the reporting limit (RL). The MDL includes any adjustments from 
dilutions, concentrations or moisture content, where applicable.
Matrix Spike Sample: A sample prepared by adding a known mass of target analyte to a specified amount of matrix sample for 
which an independent estimate of target analyte concentration is available. 
Matrix Spike Sample Duplicate: Refer to MS.

Not Applicable.

Not Calculated:  Term is utilized when one or more of the results utilized in the calculation are non-detect at the parameter's 
reporting unit.
Not Ignitable. 

Reporting Limit:  The value at which an instrument can accurately measure an analyte at a specific concentration. The RL 
includes any adjustments from dilutions, concentrations or moisture content, where applicable.
Relative Percent Difference:  The results from matrix and/or matrix spike duplicates are primarily designed to assess the precision
of analytical results in a given matrix and are expressed as relative percent difference (RPD).  Values which are less than five 
times the reporting limit for any individual parameter are evaluated by utilizing the absolute difference between the values; 
although the RPD value will be provided in the report.
Standard Reference Material: A reference sample of a known or certified value that is of the same or similar matrix as the 
associated field samples.

 -

 -

 -

 -

 -

 -

 -

 -

 -

 -

 -

 -

 -

Terms

Analytical Method: Both the document from which the method originates and the analytical reference method. (Example: EPA 8260B is 
shown as 1,8260B.) The codes for the reference method documents are provided in the References section of the Addendum.

Data Qualifiers

A

B

C

D

E

G

H

I

M

P

Q

 -

 -

 -

 -

 -

 -

 -

 -

 -

 -

 -

Spectra identified as "Aldol Condensation Product".

The analyte was detected above the reporting limit in the associated method blank. Flag only applies to associated field samples that 
have detectable concentrations of the analyte at less than five times (5x) the concentration found in the blank. For MCP-related 
projects, flag only applies to associated field samples that have detectable concentrations of the analyte at less than ten times (10x) 
the concentration found in the blank. For DOD-related projects, flag only applies to associated field samples that have detectable 
concentrations of the analyte at less than ten times (10x) the concentration found in the blank AND the analyte was detected above 
one-half the reporting limit (or above the reporting limit for common lab contaminants) in the associated method blank.
Co-elution: The target analyte co-elutes with a known lab standard (i.e. surrogate, internal standards, etc.) for co-extracted 
analyses.
Concentration of analyte was quantified from diluted analysis. Flag only applies to field samples that have detectable concentrations 
of the analyte.
Concentration of analyte exceeds the range of the calibration curve and/or linear range of the instrument.

The concentration may be biased high due to matrix interferences (i.e, co-elution) with non-target compound(s). The result should 
be considered estimated.
The analysis of pH was performed beyond the regulatory-required holding time of 15 minutes from the time of sample collection.

The RPD between the results for the two columns exceeds the method-specified criteria; however, the lower value has been reported
due to obvious interference.
Reporting Limit (RL) exceeds the MCP CAM Reporting Limit for this analyte.

The RPD between the results for the two columns exceeds the method-specified criteria.

The quality control sample exceeds the associated acceptance criteria. Note: This flag is not applicable for matrix spike recoveries 
when the sample concentration is greater than 4x the spike added or for batch duplicate RPD when the sample concentrations are less

1 The reference for this analyte should be considered modified since this analyte is absent from the target analyte list of the original
method.

 -

Footnotes

Serial_No:07291110:36
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Report Format: Data Usability Report

Project Name:

Project Number:

Lab Number:

Report Date:

L1111112GSA IRS MODERNIZATION

41062464 07/29/11

Data Qualifiers

R

RE

 -

 -

than 5x the RL. (Metals only.)

Analytical results are from sample re-analysis.

Analytical results are from sample re-extraction.

J

ND

 -

 -

Estimated value. This represents an estimated concentration for Tentatively Identified Compounds (TICs).

Not detected at the reporting limit (RL) for the sample.

Serial_No:07291110:36
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Alpha Analytical performs services with reasonable care and diligence normal to the analytical testing
laboratory industry.  In the event of an error, the sole and exclusive responsibility of Alpha Analytical
shall be to re-perform the work at it's own expense.  In no event shall Alpha Analytical be held liable
for any incidental, consequential or special damages, including but not limited to, damages in any way
connected with the use of, interpretation of, information or analysis provided by Alpha Analytical.

We strongly urge our clients to comply with EPA protocol regarding sample volume, preservation, cooling,
containers, sampling procedures, holding time and splitting of samples in the field.

LIMITATION OF LIABILITIES

1 Test Methods for Evaluating Solid Waste:  Physical/Chemical Methods.  EPA SW-846. 
Third Edition. Updates I - IIIA, 1997.

Project Name:

Project Number:

Lab Number:

Report Date:

L1111112GSA IRS MODERNIZATION

41062464

REFERENCES 

07/29/11

Serial_No:07291110:36
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Certificate/Approval Program Summary 
Last revised July 28, 2011  - Westboro Facility   

 
The following list includes only those analytes/methods for which certification/approval is currently held. 

For a complete listing of analytes for the referenced methods, please contact your Alpha Customer Service Representative.  
 

Connecticut Department of Public Health Certificate/Lab ID: PH-0574. NELAP Accredited Solid Waste/Soil. 
 
Drinking Water (Inorganic Parameters: Color, pH, Turbidity, Conductivity, Alkalinity, Chloride, Free Residual Chlorine, 
Fluoride, Calcium Hardness, Sulfate, Nitrate, Nitrite, Aluminum, Antimony, Arsenic, Barium, Beryllium, Cadmium, 
Calcium, Chromium, Copper, Iron, Lead, Magnesium, Manganese, Mercury, Molybdenum, Nickel, Potassium, Selenium, 
Silver, Sodium, Thallium, Vanadium, Zinc, Total Dissolved Solids, Total Organic Carbon, Total Cyanide, Perchlorate. 
Organic Parameters: Volatile Organics 524.2, Total Trihalomethanes 524.2, 1,2-Dibromo-3-chloropropane (DBCP), 
Ethylene Dibromide (EDB), 1,4-Dioxane (Mod 8270). Microbiology Parameters: Total Coliform-MF mEndo (SM9222B), 
Total Coliform – Colilert (SM9223 P/A), E. Coli. – Colilert (SM9223 P/A), HPC – Pour Plate (SM9215B), Fecal Coliform – 
MF m-FC (SM9222D))  
 
Wastewater/Non-Potable Water (Inorganic Parameters: Color, pH, Conductivity, Acidity, Alkalinity, Chloride, Total 
Residual Chlorine, Fluoride, Total Hardness, Silica, Sulfate, Sulfide, Ammonia, Kjeldahl Nitrogen, Nitrate, Nitrite, O-
Phosphate, Total Phosphorus, Aluminum, Antimony, Arsenic, Barium, Beryllium, Boron, Cadmium, Calcium, Chromium, 
Hexavalent Chromium, Cobalt, Copper, Iron, Lead, Magnesium, Manganese, Mercury, Molybdenum, Nickel, Potassium, 
Selenium, Silver, Sodium, Strontium, Thallium, Tin, Titanium, Vanadium, Zinc, Total Residue (Solids), Total Dissolved 
Solids, Total Suspended Solids (non-filterable), BOD, CBOD, COD, TOC, Total Cyanide, Phenolics, Foaming Agents 
(MBAS), Bromide, Oil and Grease. Organic Parameters: PCBs, Organochlorine Pesticides, Technical Chlordane, 
Toxaphene, 2,4-D, 2,4,5-T, 2,4,5-TP(Silvex), Acid Extractables (Phenols), Benzidines, Phthalate Esters, Nitrosamines, 
Nitroaromatics & Isophorone, Polynuclear Aromatic Hydrocarbons, Haloethers, Chlorinated Hydrocarbons, Volatile 
Organics, TPH (HEM/SGT), Extractable Petroleum Hydrocarbons (ETPH), MA-EPH, MA-VPH. Microbiology Parameters: 
Total Coliform – MF mEndo (SM9222B), Total Coliform – MTF (SM9221B), HPC – Pour Plate (SM9215B), Fecal 
Coliform – MF m-FC (SM9222D), Fecal Coliform – A-1 Broth (SM9221E).)  
 
Solid Waste/Soil (Inorganic Parameters: pH, Sulfide, Aluminum, Antimony, Arsenic, Barium, Beryllium, Boron, Cadmium, 
Calcium, Chromium, Hexavalent Chromium, Cobalt, Copper, Iron, Lead, Magnesium, Manganese, Mercury, 
Molybdenum, Nickel, Potassium, Selenium, Silver, Sodium, Thallium, Tin, Vanadium, Zinc, Total Cyanide, Ignitability, 
Phenolics, Corrosivity, TCLP Leach (1311), SPLP Leach (1312 metals only), Reactivity. Organic Parameters: PCBs, 
PCBs in Oil, Organochlorine Pesticides, Technical Chlordane, Toxaphene, Extractable Petroleum Hydrocarbons 
(ETPH), MA-EPH, MA-VPH, Dicamba, 2,4-D, 2,4,5-T, 2,4,5-TP(Silvex), Volatile Organics, Acid Extractables (Phenols), 
3.3’-Dichlorobenzidine, Phthalates, Nitrosamines, Nitroaromatics & Cyclic Ketones, PAHs, Haloethers, Chlorinated 
Hydrocarbons. )  
 
Maine Department of Human Services Certificate/Lab ID: 2009024.  
Drinking Water (Inorganic Parameters: SM9215B, 9222D, 9223B, EPA 180.1, 353.2, SM2130B, 2320B, 2540C, 4500Cl-
D, 4500CN-C, 4500CN-E, 4500F-C, 4500H+B, 4500NO3-F, EPA 200.7, EPA 200.8, 245.1, EPA 300.0. Organic 
Parameters: 504.1, 524.2.)  
 
Wastewater/Non-Potable Water (Inorganic Parameters: EPA 120.1, 1664A, 350.1, 351.1, 353.2, 410.4, 420.1, 
SM2320B, 2510B, 2540C, 2540D, 426C, 4500Cl-D, 4500Cl-E, 4500CN-C, 4500CN-E, 4500F-B, 4500F-C, 4500H+B, 
4500Norg-B, 4500Norg-C, 4500NH3-B, 4500NH3-G, 4500NH3-H, 4500NO3-F, 4500P-B, 4500P-E, 5210B, 5220D, 
5310C, 9010B, 9040B, 9030B, 7470A, 7196A, 2340B, EPA 200.7, 6010, 200.8, 6020, 245.1, 1311, 1312, 3005A, 
Enterolert, 9223D, 9222D. Organic Parameters: 608, 8081, 8082, 8330, 8151A, 624, 8260, 3510C, 3630C, 5030B, ME-
DRO, ME-GRO, MA-EPH, MA-VPH.)  
 
Solid Waste/Soil (Inorganic Parameters:  9010B, 9012A, 9014A, 9040B, 9045C, 6010B, 7471A, 7196A, 9050A, 1010, 
1030, 9065, 1311, 1312, 3005A, 3050B. Organic Parameters: ME-DRO, ME-GRO, MA-EPH, MA-VPH, 8260B, 8270C, 
8330, 8151A, 8081A, 8082, 3540C, 3546, 3580A, 3630C, 5030B, 5035.) 
 
Massachusetts Department of Environmental Protection Certificate/Lab ID: M-MA086.  
Drinking Water (Inorganic Parameters: (EPA 200.8 for: Sb,As,Ba,Be,Cd,Cr,Cu,Pb,Ni,Se,Tl) (EPA 200.7 for: 
Ba,Be,Ca,Cd,Cr,Cu,Na,Ni)  245.1, (300.0 for:  Nitrate-N, Fluoride, Sulfate); (EPA 353.2 for:  Nitrate-N, Nitrite-N);   
(SM4500NO3-F for:  Nitrate-N and Nitrite-N); 4500F-C, 4500CN-CE, EPA 180.1, SM2130B, SM4500Cl-D, 2320B, 
SM2540C, SM4500H-B. Organic Parameters: (EPA 524.2 for:  Trihalomethanes, Volatile Organics); (504.1 for:  1,2-
Dibromoethane, 1,2-Dibromo-3-Chloropropane), EPA 332. Microbiology Parameters:  SM9215B; ENZ. SUB. SM9223; 
ColilertQT SM9223B; MF-SM9222D.) 
 
Non-Potable Water (Inorganic Parameters:, (EPA 200.8 for:  Al,Sb,As,Be,Cd,Cr,Cu,Pb,Mn,Ni,Se,Ag,Tl,Zn); (EPA 200.7 
for:  Al,Sb,As,Be,Cd,Ca,Cr,Co,Cu,Fe,Pb,Mg,Mn,Mo,Ni,K,Se,Ag,Na,Sr,Ti,Tl, V,Zn); 245.1, SM4500H,B, EPA 120.1, 
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SM2510B, 2540C, 2340B, 2320B, 4500CL-E, 4500F-BC, 426C, SM4500NH3-BH, (EPA 350.1 for:  Ammonia-N), 
LACHAT 10-107-06-1-B for Ammonia-N, SM4500NO3-F, 353.2 for Nitrate-N, SM4500NH3-BC-NES, EPA 351.1, 
SM4500P-E, 4500P-B,E, 5220D, EPA 410.4, SM 5210B, 5310C, 4500CL-D, EPA 1664, SM14 510AC, EPA 420.1, 
SM4500-CN-CE, SM2540D. 
Organic Parameters: (EPA 624 for Volatile Halocarbons, Volatile Aromatics),(608 for:  Chlordane, Aldrin, Dieldrin, DDD, 
DDE, DDT, Heptachlor, Heptachlor Epoxide, PCBs-Water), (EPA 625 for SVOC Acid Extractables and SVOC 
Base/Neutral Extractables), 600/4-81-045-PCB-Oil.  Microbiology Parameters: (ColilertQT SM9223B;Enterolert-QT: 
SM9222D-MF.)  
 
New Hampshire Department of Environmental Services Certificate/Lab ID: 200307. NELAP Accredited. 
Drinking Water (Inorganic Parameters: SM 9222B, 9223B, 9215B, EPA 200.7, 200.8, 245.2, 300.0, SM4500CN-E, 
4500H+B, 4500NO3-F, 2320B, 2510B, 2540C, 4500F-C, 5310C, 2120B, EPA 332.0. Organic Parameters: 504.1, 524.2.)  
 
Non-Potable Water (Inorganic Parameters: SM9222D, 9221B, 9222B, 9221E-EC, EPA 3005A, 200.7, 200.8, 245.1, 
245.2, SW-846 6010B, 6020, 7196A, 7470A, SM3500-CR-D, EPA 120.1, 300.0, 350.1, 351.1, 353.2, 410.4, 420.1, 
1664A, SW-846 9010, 9030, 9040B, 9050A, SM426C, SM2120B, 2310B, 2320B, 2540B, 2540D, 4500H+B, 4500CL-E, 
4500CN-E, 4500NH3-H, 4500NO3-F, 4500NO2-B, 4500P-E, 4500-S2-D, 5210B, 5220D, 2510B, 2540C, 4500F-C, 
5310C, 5540C, LACHAT 10-204-00-1-A, LACHAT 10-107-06-2-D. Organic Parameters: SW-846 3510C, 5030B, 8260B, 
8270C, 8330, EPA 624, 625, 608, SW-846 8082, 8081A, 8151A.)  
 
Solid & Chemical Materials (Inorganic Parameters: SW-846 6010B, 7196A, 7471A, 1010, 1030, 9010, 9012A, 9014, 
9030B, 9040B, 9045C, 9050C, 9065,1311, 1312, 3005A, 3050B. Organic Parameters: SW-846 3540C,  3546, 3580A, 
5030B, 5035, 8260B, 8270C, 8330, 8151A, 8015B, 8082, 8081A.) 
  
New Jersey Department of Environmental Protection Certificate/Lab ID: MA935. NELAP Accredited. 
Drinking Water (Inorganic Parameters: SM9222B, 9221E, 9223B, 9215B, 4500CN-CE, 4500NO3-F, 4500F-C, EPA 
300.0, 200.7, 200.8, 245.2, 2540C, SM2120B, 2320B, 2510B, 5310C, SM4500H-B. Organic Parameters: EPA 332, 
504.1, 524.2.)  
 
Non-Potable Water (Inorganic Parameters: SM5210B, EPA 410.4, SM5220D, 4500Cl-E, EPA 300.0, SM2120B, 
SM4500F-BC, EPA 200.7, 351.1, LACHAT 10-107-06-2-D, EPA 353.2, SM4500NO3-F, 4500NO2-B, EPA 1664A, 
SM5310B, C or D, 4500-PE, EPA 420.1, SM510ABC, SM4500P-B5+E, 2540B, 2540C, 2540D, EPA 120.1, SM2510B, 
SM15 426C, 9222D, 9221B, 9221C, 9221E, 9222B, 9215B, 2310B, 2320B, 4500NH3-H, 4500-S D, EPA 350.1, 350.2, 
SW-846 1312, 6020, 6020A, 7470A, 5540C, 4500H-B, EPA 200.8, SM3500Cr-D, 4500CN-CE, EPA 245.1, 245.2, SW-
846 9040B, 3005A, 3015, EPA 6010B, 6010C, 7196A, 3060A, SW-846 9010B, 9030B. Organic Parameters: SW-846 
8260B, 8270C, 8270D, 8270C-SIM, 8270D-SIM, 3510C, EPA 608, 624, 625, SW-846 3630C, 5030B, 8081A, 8081B, 
8082, 8082A, 8151A, 8330, NJ OQA-QAM-025 Rev.7, NJ EPH.)  
 
Solid & Chemical Materials (Inorganic Parameters: SW-846, 6010B, 6010C, 7196A, 3060A, 9010B, 9030B, 1010, 1030, 
1311, 1312, 3005A, 3050B, 7471A, 7471B, 9014, 9012A, 9040B, 9045C, 9050A, 9065. Organic Parameters: SW-846 
8015B, 8015C, 8081A, 8081B, 8082, 8082A, 8151A, 8330, 8260B, 8270C, 8270D, 8270C-SIM, 8270D-SIM, 3540C, 
3545, 3546, 3550B, 3580A, 3630C, 5030B, 5035L, 5035H, NJ OQA-QAM-025 Rev.7, NJ EPH.) 
  
New York Department of Health Certificate/Lab ID: 11148. NELAP Accredited. 
Drinking Water (Inorganic Parameters: SM9223B, 9222B, 9215B, EPA 200.8, 200.7, 245.2, SM5310C, EPA 332.0, 
SM2320B, EPA 300.0, SM2120B, 4500CN-E, 4500F-C, 4500H-B, 4500NO3-F, 2540C, SM 2510B. Organic Parameters: 
EPA 524.2, 504.1.)  
 
Non-Potable Water (Inorganic Parameters: SM9221E, 9222D, 9221B, 9222B, 9215B, 5210B, 5310C, EPA 410.4, 
SM5220D, 2310B-4a, 2320B, EPA 200.7, 300.0, SM4500CL-E, 4500F-C, SM15 426C, EPA 350.1, SM4500NH3-BH, 
EPA 351.1, LACHAT 10-107-06-2, EPA 353.2, LACHAT 10-107-04-1-C, SM4500-NO3-F, 4500-NO2-B, 4500P-E, 
2540C, 2540B, 2540D, EPA 200.8, EPA 6010B, 6020, EPA 7196A, SM3500Cr-D, EPA 245.1, 245.2, 7470A, SM2120B, 
LACHAT 10-204-00-1-A, EPA 9040B, SM4500-HB, EPA 1664A, EPA 420.1, SM14 510C, EPA 120.1, SM2510B, 
SM4500S-D, SM5540C, EPA 3005A, 9010B, 9030B.. Organic Parameters: EPA 624, 8260B, 8270C, 625, 608, 8081A, 
8151A, 8330, 8082, EPA 3510C, 5030B.)  
 
Solid & Hazardous Waste (Inorganic Parameters: 1010, 1030, EPA 6010B, 7196A, 7471A, 9012A, 9014, 9040B, 9045C, 
9065, 9050, EPA 1311, 1312, 3005A, 3050B, 9010B, 9030B. Organic Parameters: EPA 8260B, 8270C, 8015B, 8081A, 
8151A, 8330, 8082, 3540C, 3545, 3546, 3580, 5030B, 5035.)  
 
North Carolina Department of the Environment and Natural Resources Certificate/Lab ID : 666. Organic 
Parameters: MA-EPH, MA-VPH. 
 
Drinking Water Program Certificate/Lab ID:  25700.   (Inorganic Parameters: Chloride EPA 300.0.  Organic Parameters:  
524.2) 
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Pennsylvania Department of Environmental Protection Certificate/Lab ID : 68-03671. NELAP Accredited. 
Drinking Water (Organic Parameters: EPA 524.2, 504.1) 
 
Non-Potable Water (Inorganic Parameters: EPA 1312, 200.7, 410.4, 1664A, SM2540D, 5210B, 5220D, 4500-P,BE.  
Organic Parameters: EPA 3510C, 5030B, 625, 624, 608, 8081A, 8082, 8151A, 8260B, 8270C, 8330) 
 
Solid & Hazardous Waste (Inorganic Parameters: EPA 350.1, 1010, 1030, 1311, 1312, 3050B, 6010B, 7196A, 7471A, 
9010B, 9012A, 9014, 9040B, 9045C, 9050, 9065, SM 4500NH3-H.  Organic Parameters: 3540C, 3545, 3546, 3550B, 
3580A, 3630C, 5035, 8015B, 8081A, 8082, 8151A, 8260B, 8270C, 8330) 
 
Rhode Island Department of Health Certificate/Lab ID: LAO00065. NELAP Accredited via NY-DOH. 
Refer to MA-DEP Certificate for Potable and Non-Potable Water.  
Refer to NJ-DEP Certificate for Potable and Non-Potable Water.  
 
Texas Commisson on Environmental Quality  Certificate/Lab ID: T104704476-09-1. NELAP Accredited. 
Non-Potable Water (Inorganic Parameters: EPA 120.1, 1664, 200.7, 200.8, 245.1, 245.2, 300.0, 350.1, 351.1, 353.2, 
376.2, 410.4, 420.1, 6010, 6020, 7196, 7470, 9040, SM 2120B, 2310B, 2320B, 2510B, 2540B, 2540C, 2540D, 426C, 
4500CL-E, 4500CN-E, 4500F-C, 4500H+B, 4500NH3-H, 4500NO2B, 4500P-E, 4500 S2¯D, 510C, 5210B, 5220D, 
5310C, 5540C. Organic Parameters: EPA 608, 624, 625, 8081, 8082, 8151, 8260, 8270, 8330.) 
 
Solid & Hazardous Waste (Inorganic Parameters: EPA 1311, 1312, 9012, 9014, 9040, 9045, 9050, 9065.) 
 
Department of Defense Certificate/Lab ID: L2217. 
Drinking Water (Inorganic Parameters: SM 4500H-B. Organic Parameters: EPA 524.2, 504.1.) 
 
Non-Potable Water (Inorganic Parameters: EPA 200.7, 200.8, 6010B, 6020, 245.1, 245.2, 7470A, 9040B, 300.0, 332.0, 
6860, 353.2, 410.4, 9060, 1664A, SM 4500CN-E, 4500H-B, 4500NO3-F, 5220D, 5310C, 2320B, 2540C, 3005A, 3015, 
9010B, 9056. Organic Parameters: EPA 8260B, 8270C, 8330A, 625, 8082, 8081A, 3510C, 5030B, MassDEP EPH, 
MassDEP VPH.) 
 
Solid & Hazardous Waste (Inorganic Parameters: EPA 200.7, 6010B, 7471A, 9010, 9012A, 6860, 1311, 1312, 3050B, 
7196A, 9010B, 3500-CR-D, 4500CN-CE, 2540G, Organic Parameters: EPA 8260B, 8270C, 8330A/B-prep, 8082, 
8081A, 3540C, 3546, 3580A, 5035A, MassDEP EPH, MassDEP VPH.) 
 
The following analytes are not included in our current NELAP/TNI Scope of Accreditation: 
EPA 8260B:  Freon-113, 1,2,4,5-Tetramethylbenzene, 4-Ethyltoluene.  EPA 8330A:  PETN, Picric Acid, Nitroglycerine,  
2,6-DANT,  2,4-DANT.  EPA 8270C:  Methyl naphthalene, Dimethyl naphthalene, Total Methylnapthalenes, Total 
Dimethylnaphthalenes, 1,4-Diphenylhydrazine (Azobenzene). EPA 625:  4-Chloroaniline, 4-Methylphenol.  Total 
Phosphorus in a soil matrix, Chloride in a soil matrix, TKN in a soil matrix, NO2 in a soil matrix, NO3 in a soil matrix, SO4 
in a soil matrix. 
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L1112383-01

L1112383-02

L1112383-03

L1112383-04

L1112383-05

L1112383-06

L1112383-07

L1112383-08

L1112383-09

L1112383-10

L1112383-11

L1112383-12

L1112383-13

L1112383-14

L1112383-15

L1112383-16

L1112383-17

L1112383-18

L1112383-19

L1112383-20

L1112383-21

L1112383-22

L1112383-23

L1112383-24

L1112383-25

Alpha 
Sample ID

ST1-W-D1

P13-S-D1

P13-E-L1

213-E-L1

P10-S-D1

P10-E-L1

P10-E-L2

P10-N-L1

P10-S-L1

P08-S-D1

P08-E-L1

P08-E-L2

P5-E-D1

P5-E-L1

P5-E-L2

P5-N-L1

P3-W-D1

P3-W-L1

P3-E-L1

P4-W-D1

P4-W-L1

P4-E-L1

P7-S-D1

P7-E-L1

P7-E-L2

Client ID

210 LOWELL ST. ANDOVER, MA

210 LOWELL ST. ANDOVER, MA

210 LOWELL ST. ANDOVER, MA

210 LOWELL ST. ANDOVER, MA

210 LOWELL ST. ANDOVER, MA

210 LOWELL ST. ANDOVER, MA

210 LOWELL ST. ANDOVER, MA

210 LOWELL ST. ANDOVER, MA

210 LOWELL ST. ANDOVER, MA

210 LOWELL ST. ANDOVER, MA

210 LOWELL ST. ANDOVER, MA

210 LOWELL ST. ANDOVER, MA

210 LOWELL ST. ANDOVER, MA

210 LOWELL ST. ANDOVER, MA

210 LOWELL ST. ANDOVER, MA

210 LOWELL ST. ANDOVER, MA

210 LOWELL ST. ANDOVER, MA

210 LOWELL ST. ANDOVER, MA

210 LOWELL ST. ANDOVER, MA

210 LOWELL ST. ANDOVER, MA

210 LOWELL ST. ANDOVER, MA

210 LOWELL ST. ANDOVER, MA

210 LOWELL ST. ANDOVER, MA

210 LOWELL ST. ANDOVER, MA

210 LOWELL ST. ANDOVER, MA

Sample 
Location

IRS-GSA

41062464.01

Project Name:
Project Number:

Lab Number: 
Report Date:

L1112383
08/23/11

08/11/11 00:00

08/11/11 00:00

08/11/11 00:00

08/11/11 00:00

08/11/11 00:00

08/11/11 00:00

08/11/11 00:00

08/11/11 00:00

08/11/11 00:00

08/11/11 00:00

08/11/11 00:00

08/11/11 00:00

08/11/11 00:00

08/11/11 00:00

08/11/11 00:00

08/11/11 00:00

08/11/11 00:00

08/11/11 00:00

08/11/11 00:00

08/11/11 00:00

08/11/11 00:00

08/11/11 00:00

08/11/11 00:00

08/11/11 00:00

08/11/11 00:00

Collection 
Date/Time
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IRS-GSA

41062464.01

Project Name:

Project Number:

Lab Number:

Report Date:
L1112383

08/23/11

Sample Receipt

All analyses performed were verified with the client.

PCB

L1112383-01, -02, -03, -05 and -07 through -20 have elevated detection limits due to limited sample volume

available for analysis.

L1112383-01, -03, -10, -13, -18, -23 and -25 have elevated detection limits due to the dilutions required by 

the elevated concentrations of target compounds in the samples.

L1112383-02, -05, -09 and -17 have elevated detection limits due to the dilutions required by matrix 

interferences encountered during the concentration of the samples.

L1112383-04 and -11 have elevated detection limits due to the dilutions required by the matrix interferences 

encountered during the concentration of the samples and the analytical dilutions required by the target 

Case Narrative

The samples were received in accordance with the Chain of Custody and no significant deviations were encountered during the preparation 

or analysis unless otherwise noted. Sample Receipt, Container Information, and the Chain of Custody are located at the back of the report.

Results contained within this report relate only to the samples submitted under this Alpha Lab Number and meet all of the requirements of 

NELAC, for all NELAC accredited parameters. The data presented in this report is organized by parameter (i.e. VOC, SVOC, etc.). Sample 

specific Quality Control data (i.e. Surrogate Spike Recovery) is reported at the end of the target analyte list for each individual sample, 

followed by the Laboratory Batch Quality Control at the end of each parameter. If a sample was re-analyzed or re-extracted due to a 

required quality control corrective action and if both sets of data are reported, the Laboratory ID of the re-analysis or re-extraction is 

designated with an "R" or "RE", respectively. When multiple Batch Quality Control elements are reported (e.g. more than one LCS), the 

associated samples for each element are noted in the grey shaded header line of each data table. Any Laboratory Batch, Sample Specific %

recovery or RPD value that is outside the listed Acceptance Criteria is bolded in the report. Definitions of all data qualifiers and acronyms 

used in this report are provided in the Glossary located at the back of the report.

Please see the associated ADEx data file for a comparison of laboratory reporting limits that were achieved with the regulatory Numerical 

Standards requested on the Chain of Custody.

For additional information, please contact Client Services at 800-624-9220.
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Case Narrative (continued)

IRS-GSA

41062464.01

Project Name:

Project Number:

Lab Number:

Report Date:
L1112383

08/23/11

compounds present in the samples.

L1112383-06 and-14 have elevated detection limits due to the dilution required by the sample matrix.

L1112383-07, -12 and -24 have elevated detection limits due to the dilutions required by the matrix 

interferences encountered during the concentration of the samples and the analytical dilutions required by the 

sample matrix.

L1112383-21 has elevated detection limits due to the limited sample volume utilized during extraction, as 

required by the sample matrix, and due to the dilution required by the elevated concentrations of target 

compounds in the sample.

The surrogate recoveries for L1112383-01, -04, -06, -07, -11, -12, -13, -18, -21, -23, -24 and -25 are 

below the acceptance criteria for 2,4,5,6-Tetrachloro-m-xylene and Decachlorobiphenyl (all at 0%) due to the 

dilutions required to quantitate the samples. Re-extraction was not required; therefore, the results of the 

original analysis are reported.

L1112383-11: The internal standard (IS) response for 1-Bromo-2-nitrobenzene was above the acceptance 

criteria on B channel; however, the sample was not re-analyzed due to obvious interferences. A copy of the 

chromatogram is included as an attachment to this report. Since the IS response was above method criteria, all

associated compounds are considered to have a potentially low bias.  Due to the high IS response on the B 

channel, the dual column RPD for L1112383-11 is above the acceptance criteria for Aroclor 1254. The higher 

of the two results is reported and qualified with a "P".

The surrogate recoveries for L1112383-14 were below the acceptance criteria for 2,4,5,6-Tetrachloro-m-

xylene (27%) and Decachlorobiphenyl (23%/28%); however, re-extraction could not be performed due to lack 

of additional sample. The results of the original analysis are reported.

The surrogate recoveries for L1112383-15 were below the acceptance criteria for 2,4,5,6-Tetrachloro-m-

xylene (28%) and Decachlorobiphenyl (9%/10%); however, re-extraction could not be performed due to lack of 

additional sample. The results of the original analysis are reported.

The surrogate recoveries for L1112383-16 were below the acceptance criteria for Decachlorobiphenyl 

(7%/8%); however, re-extraction could not be performed due to lack of additional sample. The results of the 

original analysis are reported.

The surrogate recoveries for L1112383-19 were below the acceptance criteria for 2,4,5,6-Tetrachloro-m-
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Case Narrative (continued)

    
    I, the undersigned, attest under the pains and penalties of perjury that, to the best of my knowledge and 
    belief and based upon my personal inquiry of those responsible for providing the information contained
    in this analytical report, such information is accurate and complete.  This certificate of analysis is not
    complete unless this page accompanies any and all pages of this report.

    
    Authorized Signature:    

    Title:  Technical Director/Representative                                                                          Date:  08/23/11                  

IRS-GSA

41062464.01

Project Name:

Project Number:

Lab Number:

Report Date:
L1112383

08/23/11

xylene (4%/4%) and Decachlorobiphenyl (2%/2%); however, re-extraction could not be performed due to lack 

of additional sample. The results of the original analysis are reported.

The surrogate recoveries for L1112383-22 were outside the acceptance criteria for 2,4,5,6-Tetrachloro-m-

xylene (11%/11%) and Decachlorobiphenyl (14%/14%); however, re-extraction could not be performed due to 

lack of additional sample. The results of the original analysis are reported.

L1112383-23: The internal standard (IS) response for 1-Bromo-2-nitrobenzene was above the acceptance 

criteria on the confirmation column; however, the sample was not re-analyzed due to obvious interferences. A 

copy of the chromatogram is included as an attachment to this report. Since the IS response was above 

method criteria, all associated compounds are considered to have a potentially low bias on this column.  The 

dual column RPD for L1112383-23 is above the acceptance criteria for Aroclor 1254. The results from the 

primary column are reported and qualified with a "P".

The dual column RPD for L1112383-24 is above the acceptance criteria for Aroclor 1254; however, no obvious

column interferences are present. The higher of the two results is reported and qualified with a "P".

L1112383-25: The internal standard (IS) response for 1-Bromo-2-nitrobenzene was above the acceptance 

criteria on the confirmation column; however, the sample was not re-analyzed due to obvious interferences. A 

copy of the chromatogram is included as an attachment to this report. Since the IS response was above 

method criteria, all associated compounds are considered to have a potentially low bias on this column.  The 

dual column RPD for L1112383-25 is above the acceptance criteria for Aroclor 1254. The results from the 

primary column are reported and qualified with a "P".

The WG484729-2 LCS recovery, associated with L1112383-01 through -20, was below the acceptance 

criteria for Aroclor 1016 (29%); however, re-extraction could not be performed due to lack of additional sample.

The results of the original analyses are reported. In addition, the associated WG484729-2/-3 LCS/LCSD RPD 

is above the acceptance criteria for Aroclor 1016 (95%).

The surrogate recoveries for the WG484729-2 LCS, associated with L1112383-01 through -20, are below the 

acceptance criteria for 2,4,5,6-Tetrachloro-m-xylene (6%/6%).

Serial_No:08231115:53
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ORGANICS

Serial_No:08231115:53
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PCBS

Serial_No:08231115:53
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FF

Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

20000

20000

20000

20000

20000

20000

20000

20000

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-GSA

41062464.01

L1112383

3390000

3390000

3390000

3390000

2260000

2260000

1130000

1130000

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

08/23/11

ST1-W-D1Client ID:
08/11/11 00:00Date Collected:
08/12/11Date Received:

210 LOWELL ST. ANDOVER, MASample Location:

L1112383-01Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/23/11 10:55
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/16/11 12:30

Cleanup Date1: 08/19/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/19/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

Serial_No:08231115:53
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Aroclor 1254

Parameter Result Dilution Factor

22800000 ug/kg 20000

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-GSA

41062464.01

L1112383

3390000

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

08/23/11

ST1-W-D1Client ID:
08/11/11 00:00Date Collected:
08/12/11Date Received:

210 LOWELL ST. ANDOVER, MASample Location:

L1112383-01Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/23/11 10:55
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/16/11 12:30

Cleanup Date1: 08/19/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/19/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

Serial_No:08231115:53
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

5

5

5

5

5

5

5

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-GSA

41062464.01

L1112383

1240

1240

1240

1240

826

413

413

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

68

53

65

64

30-150

30-150

30-150

30-150

Acceptance 
CriteriaSurrogate % Recovery Qualifier

08/23/11

P13-S-D1Client ID:
08/11/11 00:00Date Collected:
08/12/11Date Received:

210 LOWELL ST. ANDOVER, MASample Location:

L1112383-02Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/19/11 11:48
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/16/11 12:30

Cleanup Date1: 08/19/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/19/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

Serial_No:08231115:53
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Aroclor 1254

Aroclor 1260

Parameter Result Dilution Factor

3250

1410

ug/kg

ug/kg

5

5

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-GSA

41062464.01

L1112383

1240

826

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

68

53

65

64

30-150

30-150

30-150

30-150

Acceptance 
CriteriaSurrogate % Recovery Qualifier

08/23/11

P13-S-D1Client ID:
08/11/11 00:00Date Collected:
08/12/11Date Received:

210 LOWELL ST. ANDOVER, MASample Location:

L1112383-02Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/19/11 11:48
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/16/11 12:30

Cleanup Date1: 08/19/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/19/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

Serial_No:08231115:53
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

5

5

5

5

5

5

5

5

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-GSA

41062464.01

L1112383

1500

1500

1500

1500

1000

1000

500

500

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

71

60

74

74

30-150

30-150

30-150

30-150

Acceptance 
CriteriaSurrogate % Recovery Qualifier

08/23/11

P13-E-L1Client ID:
08/11/11 00:00Date Collected:
08/12/11Date Received:

210 LOWELL ST. ANDOVER, MASample Location:

L1112383-03Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/22/11 14:18
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/16/11 12:30

Cleanup Date1: 08/19/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/19/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

Serial_No:08231115:53
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Aroclor 1254

Parameter Result Dilution Factor

21100 ug/kg 5

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-GSA

41062464.01

L1112383

1500

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

71

60

74

74

30-150

30-150

30-150

30-150

Acceptance 
CriteriaSurrogate % Recovery Qualifier

08/23/11

P13-E-L1Client ID:
08/11/11 00:00Date Collected:
08/12/11Date Received:

210 LOWELL ST. ANDOVER, MASample Location:

L1112383-03Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/22/11 14:18
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/16/11 12:30

Cleanup Date1: 08/19/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/19/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

Serial_No:08231115:53
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

10

10

10

10

10

10

10

10

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-GSA

41062464.01

L1112383

701

701

701

701

467

467

234

234

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

08/23/11

213-E-L1Client ID:
08/11/11 00:00Date Collected:
08/12/11Date Received:

210 LOWELL ST. ANDOVER, MASample Location:

L1112383-04Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/22/11 14:31
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/16/11 12:30

Cleanup Date1: 08/19/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/19/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

Serial_No:08231115:53
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Aroclor 1254

Parameter Result Dilution Factor

7530 ug/kg 10

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-GSA

41062464.01

L1112383

701

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

08/23/11

213-E-L1Client ID:
08/11/11 00:00Date Collected:
08/12/11Date Received:

210 LOWELL ST. ANDOVER, MASample Location:

L1112383-04Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/22/11 14:31
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/16/11 12:30

Cleanup Date1: 08/19/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/19/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

Serial_No:08231115:53
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

5

5

5

5

5

5

5

5

5

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-GSA

41062464.01

L1112383

3000

3000

3000

3000

2000

3000

2000

1000

1000

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

60

53

63

69

30-150

30-150

30-150

30-150

Acceptance 
CriteriaSurrogate % Recovery Qualifier

08/23/11

P10-S-D1Client ID:
08/11/11 00:00Date Collected:
08/12/11Date Received:

210 LOWELL ST. ANDOVER, MASample Location:

L1112383-05Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/19/11 14:31
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/16/11 12:30

Cleanup Date1: 08/19/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/19/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

--

Serial_No:08231115:53
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

20

20

20

20

20

20

20

20

20

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-GSA

41062464.01

L1112383

1280

1280

1280

1280

853

1280

853

426

426

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

08/23/11

P10-E-L1Client ID:
08/11/11 00:00Date Collected:
08/12/11Date Received:

210 LOWELL ST. ANDOVER, MASample Location:

L1112383-06Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/22/11 12:55
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/16/11 12:30

Cleanup Date1: 08/19/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/19/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

--

Serial_No:08231115:53
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

60

60

60

60

60

60

60

60

60

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-GSA

41062464.01

L1112383

7590

7590

7590

7590

5060

7590

5060

2530

2530

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

08/23/11

P10-E-L2Client ID:
08/11/11 00:00Date Collected:
08/12/11Date Received:

210 LOWELL ST. ANDOVER, MASample Location:

L1112383-07Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/22/11 13:12
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/16/11 12:30

Cleanup Date1: 08/19/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/19/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

--

Serial_No:08231115:53
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

1

1

1

1

1

1

1

1

1

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-GSA

41062464.01

L1112383

3330

3330

3330

3330

2220

3330

2220

1110

1110

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

64

63

71

75

30-150

30-150

30-150

30-150

Acceptance 
CriteriaSurrogate % Recovery Qualifier

08/23/11

P10-N-L1Client ID:
08/11/11 00:00Date Collected:
08/12/11Date Received:

210 LOWELL ST. ANDOVER, MASample Location:

L1112383-08Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/19/11 14:58
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/16/11 12:30

Cleanup Date1: 08/19/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/19/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

--

Serial_No:08231115:53

Page 19 of 62



Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

6

6

6

6

6

6

6

6

6

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-GSA

41062464.01

L1112383

520

520

520

520

347

520

347

173

173

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

59

83

57

96

30-150

30-150

30-150

30-150

Acceptance 
CriteriaSurrogate % Recovery Qualifier

08/23/11

P10-S-L1Client ID:
08/11/11 00:00Date Collected:
08/12/11Date Received:

210 LOWELL ST. ANDOVER, MASample Location:

L1112383-09Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/19/11 15:11
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/16/11 12:30

Cleanup Date1: 08/19/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/19/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

--

Serial_No:08231115:53
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

5

5

5

5

5

5

5

5

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-GSA

41062464.01

L1112383

932

932

932

932

621

621

310

310

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

62

136

63

58

30-150

30-150

30-150

30-150

Acceptance 
CriteriaSurrogate % Recovery Qualifier

08/23/11

P08-S-D1Client ID:
08/11/11 00:00Date Collected:
08/12/11Date Received:

210 LOWELL ST. ANDOVER, MASample Location:

L1112383-10Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/22/11 14:45
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/16/11 12:30

Cleanup Date1: 08/19/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/19/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

Serial_No:08231115:53
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Aroclor 1254

Parameter Result Dilution Factor

11900 ug/kg 5

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-GSA

41062464.01

L1112383

932

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

62

136

63

58

30-150

30-150

30-150

30-150

Acceptance 
CriteriaSurrogate % Recovery Qualifier

08/23/11

P08-S-D1Client ID:
08/11/11 00:00Date Collected:
08/12/11Date Received:

210 LOWELL ST. ANDOVER, MASample Location:

L1112383-10Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/22/11 14:45
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/16/11 12:30

Cleanup Date1: 08/19/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/19/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

Serial_No:08231115:53
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result

P

Dilution Factor

ND

ND

ND

ND

ND

38000

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

100

100

100

100

100

100

100

100

100

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-GSA

41062464.01

L1112383

8640

8640

8640

8640

5760

8640

5760

2880

2880

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

08/23/11

P08-E-L1Client ID:
08/11/11 00:00Date Collected:
08/12/11Date Received:

210 LOWELL ST. ANDOVER, MASample Location:

L1112383-11Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/23/11 11:09
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/16/11 12:30

Cleanup Date1: 08/19/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/19/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

--

Serial_No:08231115:53
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

40

40

40

40

40

40

40

40

40

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-GSA

41062464.01

L1112383

4180

4180

4180

4180

2790

4180

2790

1390

1390

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

08/23/11

P08-E-L2Client ID:
08/11/11 00:00Date Collected:
08/12/11Date Received:

210 LOWELL ST. ANDOVER, MASample Location:

L1112383-12Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/22/11 13:25
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/16/11 12:30

Cleanup Date1: 08/19/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/19/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

--

Serial_No:08231115:53
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

100

100

100

100

100

100

100

100

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-GSA

41062464.01

L1112383

14200

14200

14200

14200

9480

14200

4740

4740

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

08/23/11

P5-E-D1Client ID:
08/11/11 00:00Date Collected:
08/12/11Date Received:

210 LOWELL ST. ANDOVER, MASample Location:

L1112383-13Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/22/11 14:58
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/16/11 12:30

Cleanup Date1: 08/19/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/19/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

Serial_No:08231115:53
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Aroclor 1260

Parameter Result Dilution Factor

260000 ug/kg 100

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-GSA

41062464.01

L1112383

9480

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

08/23/11

P5-E-D1Client ID:
08/11/11 00:00Date Collected:
08/12/11Date Received:

210 LOWELL ST. ANDOVER, MASample Location:

L1112383-13Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/22/11 14:58
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/16/11 12:30

Cleanup Date1: 08/19/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/19/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

Serial_No:08231115:53
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

3540

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

5

5

5

5

5

5

5

5

5

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-GSA

41062464.01

L1112383

829

829

829

829

552

829

552

276

276

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

30

23

27

28

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Surrogate % Recovery Qualifier

08/23/11

P5-E-L1Client ID:
08/11/11 00:00Date Collected:
08/12/11Date Received:

210 LOWELL ST. ANDOVER, MASample Location:

L1112383-14Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/22/11 13:38
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/16/11 12:30

Cleanup Date1: 08/19/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/19/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

--

Serial_No:08231115:53
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

1

1

1

1

1

1

1

1

1

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-GSA

41062464.01

L1112383

545

545

545

545

364

545

364

182

182

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

31

9

28

10

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Surrogate % Recovery Qualifier

08/23/11

P5-E-L2Client ID:
08/11/11 00:00Date Collected:
08/12/11Date Received:

210 LOWELL ST. ANDOVER, MASample Location:

L1112383-15Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/22/11 15:11
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/16/11 12:30

Cleanup Date1: 08/19/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/19/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

--

Serial_No:08231115:53
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

1

1

1

1

1

1

1

1

1

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-GSA

41062464.01

L1112383

1880

1880

1880

1880

1250

1880

1250

625

625

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

43

7

45

8

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Surrogate % Recovery Qualifier

08/23/11

P5-N-L1Client ID:
08/11/11 00:00Date Collected:
08/12/11Date Received:

210 LOWELL ST. ANDOVER, MASample Location:

L1112383-16Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/22/11 15:24
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/16/11 12:30

Cleanup Date1: 08/19/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/19/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

--

Serial_No:08231115:53
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

4600

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

5

5

5

5

5

5

5

5

5

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-GSA

41062464.01

L1112383

1390

1390

1390

1390

926

1390

926

463

463

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

68

55

73

67

30-150

30-150

30-150

30-150

Acceptance 
CriteriaSurrogate % Recovery Qualifier

08/23/11

P3-W-D1Client ID:
08/11/11 00:00Date Collected:
08/12/11Date Received:

210 LOWELL ST. ANDOVER, MASample Location:

L1112383-17Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/22/11 15:38
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/16/11 12:30

Cleanup Date1: 08/19/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/19/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

--

Serial_No:08231115:53
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

20

20

20

20

20

20

20

20

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-GSA

41062464.01

L1112383

3530

3530

3530

3530

2350

2350

1180

1180

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

08/23/11

P3-W-L1Client ID:
08/11/11 00:00Date Collected:
08/12/11Date Received:

210 LOWELL ST. ANDOVER, MASample Location:

L1112383-18Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/22/11 13:51
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/16/11 12:30

Cleanup Date1: 08/19/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/19/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

Serial_No:08231115:53
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Aroclor 1254

Parameter Result Dilution Factor

4150 ug/kg 20

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-GSA

41062464.01

L1112383

3530

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

08/23/11

P3-W-L1Client ID:
08/11/11 00:00Date Collected:
08/12/11Date Received:

210 LOWELL ST. ANDOVER, MASample Location:

L1112383-18Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/22/11 13:51
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/16/11 12:30

Cleanup Date1: 08/19/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/19/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

Serial_No:08231115:53
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

1

1

1

1

1

1

1

1

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-GSA

41062464.01

L1112383

90.6

90.6

90.6

90.6

90.6

60.4

30.2

30.2

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

4

2

4

2

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

08/23/11

P3-E-L1Client ID:
08/11/11 00:00Date Collected:
08/12/11Date Received:

210 LOWELL ST. ANDOVER, MASample Location:

L1112383-19Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/22/11 15:51
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/16/11 12:30

Cleanup Date1: 08/19/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/19/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

Serial_No:08231115:53
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Aroclor 1248

Parameter Result Dilution Factor

251 ug/kg 1

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-GSA

41062464.01

L1112383

60.4

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

4

2

4

2

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

08/23/11

P3-E-L1Client ID:
08/11/11 00:00Date Collected:
08/12/11Date Received:

210 LOWELL ST. ANDOVER, MASample Location:

L1112383-19Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/22/11 15:51
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/16/11 12:30

Cleanup Date1: 08/19/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/19/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

Serial_No:08231115:53
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

1590

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

1

1

1

1

1

1

1

1

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-GSA

41062464.01

L1112383

297

297

297

297

198

297

99.0

99.0

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

63

77

70

61

30-150

30-150

30-150

30-150

Acceptance 
CriteriaSurrogate % Recovery Qualifier

08/23/11

P4-W-D1Client ID:
08/11/11 00:00Date Collected:
08/12/11Date Received:

210 LOWELL ST. ANDOVER, MASample Location:

L1112383-20Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/22/11 16:04
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/16/11 12:30

Cleanup Date1: 08/19/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/19/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

Serial_No:08231115:53
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Aroclor 1260

Parameter Result Dilution Factor

735 ug/kg 1

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-GSA

41062464.01

L1112383

198

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

63

77

70

61

30-150

30-150

30-150

30-150

Acceptance 
CriteriaSurrogate % Recovery Qualifier

08/23/11

P4-W-D1Client ID:
08/11/11 00:00Date Collected:
08/12/11Date Received:

210 LOWELL ST. ANDOVER, MASample Location:

L1112383-20Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/22/11 16:04
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/16/11 12:30

Cleanup Date1: 08/19/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/19/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

Serial_No:08231115:53
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

9130

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

10

10

10

10

10

10

10

10

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-GSA

41062464.01

L1112383

1570

1570

1570

1570

1050

1050

524

524

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

08/23/11

P4-W-L1Client ID:
08/11/11 00:00Date Collected:
08/12/11Date Received:

210 LOWELL ST. ANDOVER, MASample Location:

L1112383-21Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/18/11 16:54
GT

EPA 3540C

EPA 3665A
Extraction Date: 08/16/11 16:50

Cleanup Date1: 08/17/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/17/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

Serial_No:08231115:53
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Aroclor 1254

Parameter Result Dilution Factor

2240 ug/kg 10

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-GSA

41062464.01

L1112383

1570

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

08/23/11

P4-W-L1Client ID:
08/11/11 00:00Date Collected:
08/12/11Date Received:

210 LOWELL ST. ANDOVER, MASample Location:

L1112383-21Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/18/11 16:54
GT

EPA 3540C

EPA 3665A
Extraction Date: 08/16/11 16:50

Cleanup Date1: 08/17/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/17/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

Serial_No:08231115:53
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

493

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

1

1

1

1

1

1

1

1

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-GSA

41062464.01

L1112383

71.1

71.1

71.1

71.1

71.1

47.4

23.7

23.7

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

11

14

11

14

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

08/23/11

P4-E-L1Client ID:
08/11/11 00:00Date Collected:
08/12/11Date Received:

210 LOWELL ST. ANDOVER, MASample Location:

L1112383-22Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/19/11 10:21
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/16/11 04:45

Cleanup Date1: 08/19/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/19/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

Serial_No:08231115:53
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Aroclor 1248

Parameter Result Dilution Factor

518 ug/kg 1

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-GSA

41062464.01

L1112383

47.4

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

11

14

11

14

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

08/23/11

P4-E-L1Client ID:
08/11/11 00:00Date Collected:
08/12/11Date Received:

210 LOWELL ST. ANDOVER, MASample Location:

L1112383-22Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/19/11 10:21
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/16/11 04:45

Cleanup Date1: 08/19/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/19/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

Serial_No:08231115:53
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result

P

Dilution Factor

ND

ND

ND

ND

ND

13200

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

10

10

10

10

10

10

10

10

10

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-GSA

41062464.01

L1112383

2260

2260

2260

2260

1500

2260

1500

752

752

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

08/23/11

P7-S-D1Client ID:
08/11/11 00:00Date Collected:
08/12/11Date Received:

210 LOWELL ST. ANDOVER, MASample Location:

L1112383-23Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/19/11 09:41
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/16/11 04:45

Cleanup Date1: 08/19/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/19/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

--

Serial_No:08231115:53
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

50

50

50

50

50

50

50

50

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-GSA

41062464.01

L1112383

5430

5430

5430

5430

3620

3620

1810

1810

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

08/23/11

P7-E-L1Client ID:
08/11/11 00:00Date Collected:
08/12/11Date Received:

210 LOWELL ST. ANDOVER, MASample Location:

L1112383-24Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/19/11 09:55
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/16/11 04:45

Cleanup Date1: 08/19/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/19/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

Serial_No:08231115:53
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Aroclor 1254

Parameter Result

P

Dilution Factor

7140 ug/kg 10

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-GSA

41062464.01

L1112383

5430

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

08/23/11

P7-E-L1Client ID:
08/11/11 00:00Date Collected:
08/12/11Date Received:

210 LOWELL ST. ANDOVER, MASample Location:

L1112383-24Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/19/11 09:55
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/16/11 04:45

Cleanup Date1: 08/19/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/19/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

Serial_No:08231115:53
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result

P

Dilution Factor

ND

ND

ND

ND

ND

1680

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

10

10

10

10

10

10

10

10

10

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-GSA

41062464.01

L1112383

726

726

726

726

484

726

484

242

242

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

08/23/11

P7-E-L2Client ID:
08/11/11 00:00Date Collected:
08/12/11Date Received:

210 LOWELL ST. ANDOVER, MASample Location:

L1112383-25Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/19/11 10:08
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/16/11 04:45

Cleanup Date1: 08/19/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/19/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

--

Serial_No:08231115:53

Page 44 of 62



Method Blank Analysis
Batch Quality Control

Project Name: 

Project Number: 

Lab Number: 

Report Date: 

IRS-GSA

41062464.01

L1112383

08/19/11 10:35
1,8082Analytical Method:

Analytical Date:
Extraction Method:

Cleanup Method1:

EPA 3540C

EPA 3665A
Extraction Date: 08/16/11 04:45

08/23/11

Cleanup Method2: EPA 3660B

Analyst: KB

Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result

ND

ND

ND

ND

ND

ND

ND

ND

ND

RL

60.0

60.0

60.0

60.0

40.0

60.0

40.0

20.0

20.0

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

UnitsQualifier

PCB by GC - Westborough Lab for sample(s):   22-25    Batch:   WG484728-1     

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

76

62

96

88

30-150

30-150

30-150

30-150

Surrogate %Recovery Qualifier
Acceptance 

Criteria

Cleanup Date1: 08/19/11

Cleanup Date2: 08/19/11

MDL

--

--

--

--

--

--

--

--

--

08/19/11
Serial_No:08231115:53
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Method Blank Analysis
Batch Quality Control

Project Name: 

Project Number: 

Lab Number: 

Report Date: 

IRS-GSA

41062464.01

L1112383

08/19/11 15:38
1,8082Analytical Method:

Analytical Date:
Extraction Method:

Cleanup Method1:

EPA 3540C

EPA 3665A
Extraction Date: 08/16/11 12:30

08/23/11

Cleanup Method2: EPA 3660B

Analyst: KB

Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result

ND

ND

ND

ND

ND

ND

ND

ND

ND

RL

60.0

60.0

60.0

60.0

40.0

60.0

40.0

20.0

20.0

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

UnitsQualifier

PCB by GC - Westborough Lab for sample(s):   01-20    Batch:   WG484729-1     

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

68

59

73

75

30-150

30-150

30-150

30-150

Surrogate %Recovery Qualifier
Acceptance 

Criteria

Cleanup Date1: 08/19/11

Cleanup Date2: 08/19/11

MDL

--

--

--

--

--

--

--

--

--

08/19/11
Serial_No:08231115:53
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Method Blank Analysis
Batch Quality Control

Project Name: 

Project Number: 

Lab Number: 

Report Date: 

IRS-GSA

41062464.01

L1112383

08/17/11 22:46
1,8082Analytical Method:

Analytical Date:
Extraction Method:

Cleanup Method1:

EPA 3540C

EPA 3665A
Extraction Date: 08/16/11 16:50

08/23/11

Cleanup Method2: EPA 3660B

Analyst: GT

Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result

ND

ND

ND

ND

ND

ND

ND

ND

ND

RL

20.0

20.0

20.0

20.0

13.3

20.0

13.3

6.67

6.67

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

UnitsQualifier

PCB by GC - Westborough Lab for sample(s):   21    Batch:   WG484873-1     

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

100

80

120

94

30-150

30-150

30-150

30-150

Surrogate %Recovery Qualifier
Acceptance 

Criteria

Cleanup Date1: 08/17/11

Cleanup Date2: 08/17/11

MDL

--

--

--

--

--

--

--

--

--

08/17/11
Serial_No:08231115:53
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Aroclor 1016

Aroclor 1260

Aroclor 1016

Aroclor 1260

 77

 71

 29

 73

87

75

81

82

40-140

40-140

40-140

40-140

12

5

95

12

50

50

50

50

Parameter
LCS

%Recovery
LCSD

%Recovery
%Recovery

Limits RPD RPD Limits

PCB by GC - Westborough Lab  Associated sample(s):   22-25    Batch:   WG484728-2   WG484728-3     

PCB by GC - Westborough Lab  Associated sample(s):   01-20    Batch:   WG484729-2   WG484729-3     

Lab Control Sample Analysis
Batch Quality Control

Project Name: 

Project Number: 

Lab Number: 

Report Date: 

IRS-GSA

41062464.01

L1112383

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

66

57

83

79

6

67

6

82

30-150

30-150

30-150

30-150

30-150

30-150

30-150

30-150

Q

Q

79

59

96

81

74

62

77

80

Surrogate

Surrogate

Qual

Qual

%Recovery

%Recovery

Qual

Qual

%Recovery

%Recovery

LCS

LCS

LCSD

LCSD

08/23/11

Acceptance
Criteria

Acceptance
Criteria

Qual Qual

Q

Qual

Q

Serial_No:08231115:53
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Aroclor 1016

Aroclor 1260

 115

 96

105

89

40-140

40-140

9

8

50

50

Parameter
LCS

%Recovery
LCSD

%Recovery
%Recovery

Limits RPD RPD Limits

PCB by GC - Westborough Lab  Associated sample(s):   21    Batch:   WG484873-2   WG484873-3     

Lab Control Sample Analysis
Batch Quality Control

Project Name: 

Project Number: 

Lab Number: 

Report Date: 

IRS-GSA

41062464.01

L1112383

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

92

85

120

100

30-150

30-150

30-150

30-150

91

76

108

78

Surrogate Qual%Recovery Qual%Recovery
LCS LCSD

08/23/11

Acceptance
Criteria

Qual Qual Qual
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*Values in parentheses indicate holding time in days

L1112383-01A

L1112383-02A

L1112383-03A

L1112383-04A

L1112383-05A

L1112383-06A

L1112383-07A

L1112383-08A

L1112383-09A

L1112383-10A

L1112383-11A

L1112383-12A

L1112383-13A

L1112383-14A

L1112383-15A

L1112383-16A

L1112383-17A

L1112383-18A

L1112383-19A

L1112383-20A

L1112383-21A

L1112383-22A

L1112383-23A

L1112383-24A

L1112383-25A

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

A

A

A

A

A

A

A

A

A

A

A

A

A

A

A

A

A

A

A

A

A

A

A

A

A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

2.3

2.3

2.3

2.3

2.3

2.3

2.3

2.3

2.3

2.3

2.3

2.3

2.3

2.3

2.3

2.3

2.3

2.3

2.3

2.3

2.3

2.3

2.3

2.3

2.3

Y

Y

Y

Y

Y

Y

Y

Y

Y

Y

Y

Y

Y

Y

Y

Y

Y

Y

Y

Y

Y

Y

Y

Y

Y

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

A Absent
Cooler

Custody SealCooler Information

IRS-GSA

41062464.01

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

Project Name:

Project Number:

L1112383Lab Number:

Report Date:

Sample Receipt and Container Information

Container ID Container Type Cooler pH
Temp
deg C Pres Seal

Container Information

Analysis(*)

08/23/11

Were project specific reporting limits specified? YES

Reagent H2O Preserved Vials Frozen on: NA
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Report Format: Data Usability Report

GLOSSARY

Project Name:

Project Number:

Lab Number:

Report Date:

L1112383IRS-GSA

41062464.01 08/23/11

Acronyms

EPA

LCS

LCSD

LFB

MDL

MS

MSD

NA

NC

NI

RL

RPD

SRM

Environmental Protection Agency.

Laboratory Control Sample: A sample matrix, free from the analytes of interest, spiked with verified known amounts of analytes 
or a material containing known and verified amounts of analytes.
Laboratory Control Sample Duplicate: Refer to LCS.

Laboratory Fortified Blank: A sample matrix, free from the analytes of interest, spiked with verified known amounts of analytes 
or a material containing known and verified amounts of analytes.
Method Detection Limit: This value represents the level to which target analyte concentrations are reported as estimated values, 
when those target analyte concentrations are quantified below the reporting limit (RL). The MDL includes any adjustments from 
dilutions, concentrations or moisture content, where applicable.
Matrix Spike Sample: A sample prepared by adding a known mass of target analyte to a specified amount of matrix sample for 
which an independent estimate of target analyte concentration is available. 
Matrix Spike Sample Duplicate: Refer to MS.

Not Applicable.

Not Calculated:  Term is utilized when one or more of the results utilized in the calculation are non-detect at the parameter's 
reporting unit.
Not Ignitable. 

Reporting Limit:  The value at which an instrument can accurately measure an analyte at a specific concentration. The RL 
includes any adjustments from dilutions, concentrations or moisture content, where applicable.
Relative Percent Difference:  The results from matrix and/or matrix spike duplicates are primarily designed to assess the precision
of analytical results in a given matrix and are expressed as relative percent difference (RPD).  Values which are less than five 
times the reporting limit for any individual parameter are evaluated by utilizing the absolute difference between the values; 
although the RPD value will be provided in the report.
Standard Reference Material: A reference sample of a known or certified value that is of the same or similar matrix as the 
associated field samples.

 -

 -

 -

 -

 -

 -

 -

 -

 -

 -

 -

 -

 -

Terms

Analytical Method: Both the document from which the method originates and the analytical reference method. (Example: EPA 8260B is 
shown as 1,8260B.) The codes for the reference method documents are provided in the References section of the Addendum.

Data Qualifiers

A

B

C

D

E

G

H

I

M

P

Q

 -

 -

 -

 -

 -

 -

 -

 -

 -

 -

 -

Spectra identified as "Aldol Condensation Product".

The analyte was detected above the reporting limit in the associated method blank. Flag only applies to associated field samples that 
have detectable concentrations of the analyte at less than five times (5x) the concentration found in the blank. For MCP-related 
projects, flag only applies to associated field samples that have detectable concentrations of the analyte at less than ten times (10x) 
the concentration found in the blank. For DOD-related projects, flag only applies to associated field samples that have detectable 
concentrations of the analyte at less than ten times (10x) the concentration found in the blank AND the analyte was detected above 
one-half the reporting limit (or above the reporting limit for common lab contaminants) in the associated method blank.
Co-elution: The target analyte co-elutes with a known lab standard (i.e. surrogate, internal standards, etc.) for co-extracted 
analyses.
Concentration of analyte was quantified from diluted analysis. Flag only applies to field samples that have detectable concentrations 
of the analyte.
Concentration of analyte exceeds the range of the calibration curve and/or linear range of the instrument.

The concentration may be biased high due to matrix interferences (i.e, co-elution) with non-target compound(s). The result should 
be considered estimated.
The analysis of pH was performed beyond the regulatory-required holding time of 15 minutes from the time of sample collection.

The RPD between the results for the two columns exceeds the method-specified criteria; however, the lower value has been reported
due to obvious interference.
Reporting Limit (RL) exceeds the MCP CAM Reporting Limit for this analyte.

The RPD between the results for the two columns exceeds the method-specified criteria.

The quality control sample exceeds the associated acceptance criteria. Note: This flag is not applicable for matrix spike recoveries 
when the sample concentration is greater than 4x the spike added or for batch duplicate RPD when the sample concentrations are less

1 The reference for this analyte should be considered modified since this analyte is absent from the target analyte list of the original
method.

 -

Footnotes
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Report Format: Data Usability Report

Project Name:

Project Number:

Lab Number:

Report Date:

L1112383IRS-GSA

41062464.01 08/23/11

Data Qualifiers

R

RE

 -

 -

than 5x the RL. (Metals only.)

Analytical results are from sample re-analysis.

Analytical results are from sample re-extraction.

J

ND

 -

 -

Estimated value. This represents an estimated concentration for Tentatively Identified Compounds (TICs).

Not detected at the reporting limit (RL) for the sample.
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Alpha Analytical performs services with reasonable care and diligence normal to the analytical testing
laboratory industry.  In the event of an error, the sole and exclusive responsibility of Alpha Analytical
shall be to re-perform the work at it's own expense.  In no event shall Alpha Analytical be held liable
for any incidental, consequential or special damages, including but not limited to, damages in any way
connected with the use of, interpretation of, information or analysis provided by Alpha Analytical.

We strongly urge our clients to comply with EPA protocol regarding sample volume, preservation, cooling,
containers, sampling procedures, holding time and splitting of samples in the field.

LIMITATION OF LIABILITIES

1 Test Methods for Evaluating Solid Waste:  Physical/Chemical Methods.  EPA SW-846. 
Third Edition. Updates I - IIIA, 1997.

Project Name:

Project Number:

Lab Number:

Report Date:

L1112383IRS-GSA

41062464.01

REFERENCES 

08/23/11
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Certificate/Approval Program Summary 
Last revised July 28, 2011  - Westboro Facility   

 
The following list includes only those analytes/methods for which certification/approval is currently held. 

For a complete listing of analytes for the referenced methods, please contact your Alpha Customer Service Representative.  
 

Connecticut Department of Public Health Certificate/Lab ID: PH-0574. NELAP Accredited Solid Waste/Soil. 
 
Drinking Water (Inorganic Parameters: Color, pH, Turbidity, Conductivity, Alkalinity, Chloride, Free Residual Chlorine, 
Fluoride, Calcium Hardness, Sulfate, Nitrate, Nitrite, Aluminum, Antimony, Arsenic, Barium, Beryllium, Cadmium, 
Calcium, Chromium, Copper, Iron, Lead, Magnesium, Manganese, Mercury, Molybdenum, Nickel, Potassium, Selenium, 
Silver, Sodium, Thallium, Vanadium, Zinc, Total Dissolved Solids, Total Organic Carbon, Total Cyanide, Perchlorate. 
Organic Parameters: Volatile Organics 524.2, Total Trihalomethanes 524.2, 1,2-Dibromo-3-chloropropane (DBCP), 
Ethylene Dibromide (EDB), 1,4-Dioxane (Mod 8270). Microbiology Parameters: Total Coliform-MF mEndo (SM9222B), 
Total Coliform – Colilert (SM9223 P/A), E. Coli. – Colilert (SM9223 P/A), HPC – Pour Plate (SM9215B), Fecal Coliform – 
MF m-FC (SM9222D))  
 
Wastewater/Non-Potable Water (Inorganic Parameters: Color, pH, Conductivity, Acidity, Alkalinity, Chloride, Total 
Residual Chlorine, Fluoride, Total Hardness, Silica, Sulfate, Sulfide, Ammonia, Kjeldahl Nitrogen, Nitrate, Nitrite, O-
Phosphate, Total Phosphorus, Aluminum, Antimony, Arsenic, Barium, Beryllium, Boron, Cadmium, Calcium, Chromium, 
Hexavalent Chromium, Cobalt, Copper, Iron, Lead, Magnesium, Manganese, Mercury, Molybdenum, Nickel, Potassium, 
Selenium, Silver, Sodium, Strontium, Thallium, Tin, Titanium, Vanadium, Zinc, Total Residue (Solids), Total Dissolved 
Solids, Total Suspended Solids (non-filterable), BOD, CBOD, COD, TOC, Total Cyanide, Phenolics, Foaming Agents 
(MBAS), Bromide, Oil and Grease. Organic Parameters: PCBs, Organochlorine Pesticides, Technical Chlordane, 
Toxaphene, 2,4-D, 2,4,5-T, 2,4,5-TP(Silvex), Acid Extractables (Phenols), Benzidines, Phthalate Esters, Nitrosamines, 
Nitroaromatics & Isophorone, Polynuclear Aromatic Hydrocarbons, Haloethers, Chlorinated Hydrocarbons, Volatile 
Organics, TPH (HEM/SGT), Extractable Petroleum Hydrocarbons (ETPH), MA-EPH, MA-VPH. Microbiology Parameters: 
Total Coliform – MF mEndo (SM9222B), Total Coliform – MTF (SM9221B), HPC – Pour Plate (SM9215B), Fecal 
Coliform – MF m-FC (SM9222D), Fecal Coliform – A-1 Broth (SM9221E).)  
 
Solid Waste/Soil (Inorganic Parameters: pH, Sulfide, Aluminum, Antimony, Arsenic, Barium, Beryllium, Boron, Cadmium, 
Calcium, Chromium, Hexavalent Chromium, Cobalt, Copper, Iron, Lead, Magnesium, Manganese, Mercury, 
Molybdenum, Nickel, Potassium, Selenium, Silver, Sodium, Thallium, Tin, Vanadium, Zinc, Total Cyanide, Ignitability, 
Phenolics, Corrosivity, TCLP Leach (1311), SPLP Leach (1312 metals only), Reactivity. Organic Parameters: PCBs, 
PCBs in Oil, Organochlorine Pesticides, Technical Chlordane, Toxaphene, Extractable Petroleum Hydrocarbons 
(ETPH), MA-EPH, MA-VPH, Dicamba, 2,4-D, 2,4,5-T, 2,4,5-TP(Silvex), Volatile Organics, Acid Extractables (Phenols), 
3.3’-Dichlorobenzidine, Phthalates, Nitrosamines, Nitroaromatics & Cyclic Ketones, PAHs, Haloethers, Chlorinated 
Hydrocarbons. )  
 
Maine Department of Human Services Certificate/Lab ID: 2009024.  
Drinking Water (Inorganic Parameters: SM9215B, 9222D, 9223B, EPA 180.1, 353.2, SM2130B, 2320B, 2540C, 4500Cl-
D, 4500CN-C, 4500CN-E, 4500F-C, 4500H+B, 4500NO3-F, EPA 200.7, EPA 200.8, 245.1, EPA 300.0. Organic 
Parameters: 504.1, 524.2.)  
 
Wastewater/Non-Potable Water (Inorganic Parameters: EPA 120.1, 1664A, 350.1, 351.1, 353.2, 410.4, 420.1, 
SM2320B, 2510B, 2540C, 2540D, 426C, 4500Cl-D, 4500Cl-E, 4500CN-C, 4500CN-E, 4500F-B, 4500F-C, 4500H+B, 
4500Norg-B, 4500Norg-C, 4500NH3-B, 4500NH3-G, 4500NH3-H, 4500NO3-F, 4500P-B, 4500P-E, 5210B, 5220D, 
5310C, 9010B, 9040B, 9030B, 7470A, 7196A, 2340B, EPA 200.7, 6010, 200.8, 6020, 245.1, 1311, 1312, 3005A, 
Enterolert, 9223D, 9222D. Organic Parameters: 608, 8081, 8082, 8330, 8151A, 624, 8260, 3510C, 3630C, 5030B, ME-
DRO, ME-GRO, MA-EPH, MA-VPH.)  
 
Solid Waste/Soil (Inorganic Parameters:  9010B, 9012A, 9014A, 9040B, 9045C, 6010B, 7471A, 7196A, 9050A, 1010, 
1030, 9065, 1311, 1312, 3005A, 3050B. Organic Parameters: ME-DRO, ME-GRO, MA-EPH, MA-VPH, 8260B, 8270C, 
8330, 8151A, 8081A, 8082, 3540C, 3546, 3580A, 3630C, 5030B, 5035.) 
 
Massachusetts Department of Environmental Protection Certificate/Lab ID: M-MA086.  
Drinking Water (Inorganic Parameters: (EPA 200.8 for: Sb,As,Ba,Be,Cd,Cr,Cu,Pb,Ni,Se,Tl) (EPA 200.7 for: 
Ba,Be,Ca,Cd,Cr,Cu,Na,Ni)  245.1, (300.0 for:  Nitrate-N, Fluoride, Sulfate); (EPA 353.2 for:  Nitrate-N, Nitrite-N);   
(SM4500NO3-F for:  Nitrate-N and Nitrite-N); 4500F-C, 4500CN-CE, EPA 180.1, SM2130B, SM4500Cl-D, 2320B, 
SM2540C, SM4500H-B. Organic Parameters: (EPA 524.2 for:  Trihalomethanes, Volatile Organics); (504.1 for:  1,2-
Dibromoethane, 1,2-Dibromo-3-Chloropropane), EPA 332. Microbiology Parameters:  SM9215B; ENZ. SUB. SM9223; 
ColilertQT SM9223B; MF-SM9222D.) 
 
Non-Potable Water (Inorganic Parameters:, (EPA 200.8 for:  Al,Sb,As,Be,Cd,Cr,Cu,Pb,Mn,Ni,Se,Ag,Tl,Zn); (EPA 200.7 
for:  Al,Sb,As,Be,Cd,Ca,Cr,Co,Cu,Fe,Pb,Mg,Mn,Mo,Ni,K,Se,Ag,Na,Sr,Ti,Tl, V,Zn); 245.1, SM4500H,B, EPA 120.1, 
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SM2510B, 2540C, 2340B, 2320B, 4500CL-E, 4500F-BC, 426C, SM4500NH3-BH, (EPA 350.1 for:  Ammonia-N), 
LACHAT 10-107-06-1-B for Ammonia-N, SM4500NO3-F, 353.2 for Nitrate-N, SM4500NH3-BC-NES, EPA 351.1, 
SM4500P-E, 4500P-B,E, 5220D, EPA 410.4, SM 5210B, 5310C, 4500CL-D, EPA 1664, SM14 510AC, EPA 420.1, 
SM4500-CN-CE, SM2540D. 
Organic Parameters: (EPA 624 for Volatile Halocarbons, Volatile Aromatics),(608 for:  Chlordane, Aldrin, Dieldrin, DDD, 
DDE, DDT, Heptachlor, Heptachlor Epoxide, PCBs-Water), (EPA 625 for SVOC Acid Extractables and SVOC 
Base/Neutral Extractables), 600/4-81-045-PCB-Oil.  Microbiology Parameters: (ColilertQT SM9223B;Enterolert-QT: 
SM9222D-MF.)  
 
New Hampshire Department of Environmental Services Certificate/Lab ID: 200307. NELAP Accredited. 
Drinking Water (Inorganic Parameters: SM 9222B, 9223B, 9215B, EPA 200.7, 200.8, 245.2, 300.0, SM4500CN-E, 
4500H+B, 4500NO3-F, 2320B, 2510B, 2540C, 4500F-C, 5310C, 2120B, EPA 332.0. Organic Parameters: 504.1, 524.2.)  
 
Non-Potable Water (Inorganic Parameters: SM9222D, 9221B, 9222B, 9221E-EC, EPA 3005A, 200.7, 200.8, 245.1, 
245.2, SW-846 6010B, 6020, 7196A, 7470A, SM3500-CR-D, EPA 120.1, 300.0, 350.1, 351.1, 353.2, 410.4, 420.1, 
1664A, SW-846 9010, 9030, 9040B, 9050A, SM426C, SM2120B, 2310B, 2320B, 2540B, 2540D, 4500H+B, 4500CL-E, 
4500CN-E, 4500NH3-H, 4500NO3-F, 4500NO2-B, 4500P-E, 4500-S2-D, 5210B, 5220D, 2510B, 2540C, 4500F-C, 
5310C, 5540C, LACHAT 10-204-00-1-A, LACHAT 10-107-06-2-D. Organic Parameters: SW-846 3510C, 5030B, 8260B, 
8270C, 8330, EPA 624, 625, 608, SW-846 8082, 8081A, 8151A.)  
 
Solid & Chemical Materials (Inorganic Parameters: SW-846 6010B, 7196A, 7471A, 1010, 1030, 9010, 9012A, 9014, 
9030B, 9040B, 9045C, 9050C, 9065,1311, 1312, 3005A, 3050B. Organic Parameters: SW-846 3540C,  3546, 3580A, 
5030B, 5035, 8260B, 8270C, 8330, 8151A, 8015B, 8082, 8081A.) 
  
New Jersey Department of Environmental Protection Certificate/Lab ID: MA935. NELAP Accredited. 
Drinking Water (Inorganic Parameters: SM9222B, 9221E, 9223B, 9215B, 4500CN-CE, 4500NO3-F, 4500F-C, EPA 
300.0, 200.7, 200.8, 245.2, 2540C, SM2120B, 2320B, 2510B, 5310C, SM4500H-B. Organic Parameters: EPA 332, 
504.1, 524.2.)  
 
Non-Potable Water (Inorganic Parameters: SM5210B, EPA 410.4, SM5220D, 4500Cl-E, EPA 300.0, SM2120B, 
SM4500F-BC, EPA 200.7, 351.1, LACHAT 10-107-06-2-D, EPA 353.2, SM4500NO3-F, 4500NO2-B, EPA 1664A, 
SM5310B, C or D, 4500-PE, EPA 420.1, SM510ABC, SM4500P-B5+E, 2540B, 2540C, 2540D, EPA 120.1, SM2510B, 
SM15 426C, 9222D, 9221B, 9221C, 9221E, 9222B, 9215B, 2310B, 2320B, 4500NH3-H, 4500-S D, EPA 350.1, 350.2, 
SW-846 1312, 6020, 6020A, 7470A, 5540C, 4500H-B, EPA 200.8, SM3500Cr-D, 4500CN-CE, EPA 245.1, 245.2, SW-
846 9040B, 3005A, 3015, EPA 6010B, 6010C, 7196A, 3060A, SW-846 9010B, 9030B. Organic Parameters: SW-846 
8260B, 8270C, 8270D, 8270C-SIM, 8270D-SIM, 3510C, EPA 608, 624, 625, SW-846 3630C, 5030B, 8081A, 8081B, 
8082, 8082A, 8151A, 8330, NJ OQA-QAM-025 Rev.7, NJ EPH.)  
 
Solid & Chemical Materials (Inorganic Parameters: SW-846, 6010B, 6010C, 7196A, 3060A, 9010B, 9030B, 1010, 1030, 
1311, 1312, 3005A, 3050B, 7471A, 7471B, 9014, 9012A, 9040B, 9045C, 9050A, 9065. Organic Parameters: SW-846 
8015B, 8015C, 8081A, 8081B, 8082, 8082A, 8151A, 8330, 8260B, 8270C, 8270D, 8270C-SIM, 8270D-SIM, 3540C, 
3545, 3546, 3550B, 3580A, 3630C, 5030B, 5035L, 5035H, NJ OQA-QAM-025 Rev.7, NJ EPH.) 
  
New York Department of Health Certificate/Lab ID: 11148. NELAP Accredited. 
Drinking Water (Inorganic Parameters: SM9223B, 9222B, 9215B, EPA 200.8, 200.7, 245.2, SM5310C, EPA 332.0, 
SM2320B, EPA 300.0, SM2120B, 4500CN-E, 4500F-C, 4500H-B, 4500NO3-F, 2540C, SM 2510B. Organic Parameters: 
EPA 524.2, 504.1.)  
 
Non-Potable Water (Inorganic Parameters: SM9221E, 9222D, 9221B, 9222B, 9215B, 5210B, 5310C, EPA 410.4, 
SM5220D, 2310B-4a, 2320B, EPA 200.7, 300.0, SM4500CL-E, 4500F-C, SM15 426C, EPA 350.1, SM4500NH3-BH, 
EPA 351.1, LACHAT 10-107-06-2, EPA 353.2, LACHAT 10-107-04-1-C, SM4500-NO3-F, 4500-NO2-B, 4500P-E, 
2540C, 2540B, 2540D, EPA 200.8, EPA 6010B, 6020, EPA 7196A, SM3500Cr-D, EPA 245.1, 245.2, 7470A, SM2120B, 
LACHAT 10-204-00-1-A, EPA 9040B, SM4500-HB, EPA 1664A, EPA 420.1, SM14 510C, EPA 120.1, SM2510B, 
SM4500S-D, SM5540C, EPA 3005A, 9010B, 9030B.. Organic Parameters: EPA 624, 8260B, 8270C, 625, 608, 8081A, 
8151A, 8330, 8082, EPA 3510C, 5030B.)  
 
Solid & Hazardous Waste (Inorganic Parameters: 1010, 1030, EPA 6010B, 7196A, 7471A, 9012A, 9014, 9040B, 9045C, 
9065, 9050, EPA 1311, 1312, 3005A, 3050B, 9010B, 9030B. Organic Parameters: EPA 8260B, 8270C, 8015B, 8081A, 
8151A, 8330, 8082, 3540C, 3545, 3546, 3580, 5030B, 5035.)  
 
North Carolina Department of the Environment and Natural Resources Certificate/Lab ID : 666. Organic 
Parameters: MA-EPH, MA-VPH. 
 
Drinking Water Program Certificate/Lab ID:  25700.   (Inorganic Parameters: Chloride EPA 300.0.  Organic Parameters:  
524.2) 
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Pennsylvania Department of Environmental Protection Certificate/Lab ID : 68-03671. NELAP Accredited. 
Drinking Water (Organic Parameters: EPA 524.2, 504.1) 
 
Non-Potable Water (Inorganic Parameters: EPA 1312, 200.7, 410.4, 1664A, SM2540D, 5210B, 5220D, 4500-P,BE.  
Organic Parameters: EPA 3510C, 5030B, 625, 624, 608, 8081A, 8082, 8151A, 8260B, 8270C, 8330) 
 
Solid & Hazardous Waste (Inorganic Parameters: EPA 350.1, 1010, 1030, 1311, 1312, 3050B, 6010B, 7196A, 7471A, 
9010B, 9012A, 9014, 9040B, 9045C, 9050, 9065, SM 4500NH3-H.  Organic Parameters: 3540C, 3545, 3546, 3550B, 
3580A, 3630C, 5035, 8015B, 8081A, 8082, 8151A, 8260B, 8270C, 8330) 
 
Rhode Island Department of Health Certificate/Lab ID: LAO00065. NELAP Accredited via NY-DOH. 
Refer to MA-DEP Certificate for Potable and Non-Potable Water.  
Refer to NJ-DEP Certificate for Potable and Non-Potable Water.  
 
Texas Commisson on Environmental Quality  Certificate/Lab ID: T104704476-09-1. NELAP Accredited. 
Non-Potable Water (Inorganic Parameters: EPA 120.1, 1664, 200.7, 200.8, 245.1, 245.2, 300.0, 350.1, 351.1, 353.2, 
376.2, 410.4, 420.1, 6010, 6020, 7196, 7470, 9040, SM 2120B, 2310B, 2320B, 2510B, 2540B, 2540C, 2540D, 426C, 
4500CL-E, 4500CN-E, 4500F-C, 4500H+B, 4500NH3-H, 4500NO2B, 4500P-E, 4500 S2¯D, 510C, 5210B, 5220D, 
5310C, 5540C. Organic Parameters: EPA 608, 624, 625, 8081, 8082, 8151, 8260, 8270, 8330.) 
 
Solid & Hazardous Waste (Inorganic Parameters: EPA 1311, 1312, 9012, 9014, 9040, 9045, 9050, 9065.) 
 
Department of Defense Certificate/Lab ID: L2217. 
Drinking Water (Inorganic Parameters: SM 4500H-B. Organic Parameters: EPA 524.2, 504.1.) 
 
Non-Potable Water (Inorganic Parameters: EPA 200.7, 200.8, 6010B, 6020, 245.1, 245.2, 7470A, 9040B, 300.0, 332.0, 
6860, 353.2, 410.4, 9060, 1664A, SM 4500CN-E, 4500H-B, 4500NO3-F, 5220D, 5310C, 2320B, 2540C, 3005A, 3015, 
9010B, 9056. Organic Parameters: EPA 8260B, 8270C, 8330A, 625, 8082, 8081A, 3510C, 5030B, MassDEP EPH, 
MassDEP VPH.) 
 
Solid & Hazardous Waste (Inorganic Parameters: EPA 200.7, 6010B, 7471A, 9010, 9012A, 6860, 1311, 1312, 3050B, 
7196A, 9010B, 3500-CR-D, 4500CN-CE, 2540G, Organic Parameters: EPA 8260B, 8270C, 8330A/B-prep, 8082, 
8081A, 3540C, 3546, 3580A, 5035A, MassDEP EPH, MassDEP VPH.) 
 
The following analytes are not included in our current NELAP/TNI Scope of Accreditation: 
EPA 8260B:  Freon-113, 1,2,4,5-Tetramethylbenzene, 4-Ethyltoluene.  EPA 8330A:  PETN, Picric Acid, Nitroglycerine,  
2,6-DANT,  2,4-DANT.  EPA 8270C:  Methyl naphthalene, Dimethyl naphthalene, Total Methylnapthalenes, Total 
Dimethylnaphthalenes, 1,4-Diphenylhydrazine (Azobenzene). EPA 625:  4-Chloroaniline, 4-Methylphenol.  Total 
Phosphorus in a soil matrix, Chloride in a soil matrix, TKN in a soil matrix, NO2 in a soil matrix, NO3 in a soil matrix, SO4 
in a soil matrix. 
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L1113015

URS Corporation

41062464

IRS/GSA

Client:

Project Name:

Project Number:

08/30/11

Eight Walkup Drive, Westborough, MA  01581-1019

Lab Number:

Report Date:

508-898-9220  (Fax) 508-898-9193  800-624-9220 - www.alphalab.com

5 Industrial Way

Salem, NH 03079

Marilyn WadeATTN:

ANALYTICAL REPORT

Certifications & Approvals:  MA (M-MA086), NY NELAC (11148), CT (PH-0574), NH (2003), NJ (MA935), RI (LAO00065), ME (MA0086),
PA (Registration #68-03671), USDA (Permit #S-72578), US Army Corps of Engineers, Naval FESC.

(603) 893-0616Phone:

The original project report/data package is held by Alpha Analytical. This report/data package is paginated and should be reproduced only in its
entirety. Alpha Analytical holds no responsibility for results and/or data that are not consistent with the original.
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Page 1 of 57



L1113015-01

L1113015-02

L1113015-03

L1113015-04

L1113015-05

L1113015-06

L1113015-07

L1113015-08

L1113015-09

L1113015-10

L1113015-11

L1113015-12

L1113015-13

L1113015-14

L1113015-15

L1113015-16

L1113015-17

L1113015-18

L1113015-19

L1113015-20

Alpha 
Sample ID

14L-H-W1

14L-H-D1

14L-H-D2

12L-B-D1

12L-B-D2

12L-BE-D1

13L-AE-W1

13L-AE-W2

13L-AE-W3

13L-AE-W4

13L-AE-W5

13L-AE-W6

13L-AE-W7

13L-AE-W8

13L-AE-W9

13L-AE-W10

13L-AE-W11

13L-AE-W12

13L-AE-W13

13L-AE-W14

Client ID

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

Sample 
Location

IRS/GSA

41062464

Project Name:
Project Number:

Lab Number: 
Report Date:

L1113015
08/30/11

08/20/11 08:28

08/20/11 08:40

08/20/11 08:42

08/20/11 09:10

08/20/11 09:15

08/20/11 09:25

08/20/11 09:35

08/20/11 09:40

08/20/11 09:45

08/20/11 09:50

08/20/11 09:55

08/20/11 10:05

08/20/11 10:10

08/20/11 10:20

08/20/11 10:25

08/20/11 10:35

08/20/11 10:45

08/20/11 10:55

08/20/11 11:00

08/20/11 11:05

Collection 
Date/Time

Serial_No:08301117:35
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IRS/GSA

41062464

Project Name:

Project Number:

Lab Number:

Report Date:
L1113015

08/30/11

PCBs

L1113015-01, -06, -12 and -16 have elevated detection limits due to the dilutions required by the matrix 

interferences encountered during the concentration of the samples and the analytical dilutions required by the 

target compounds present in the samples.

The surrogate recoveries for L1113015-01, -04, -05, -06 and -08 through -20 are below the acceptance 

criteria for 2,4,5,6-Tetrachloro-m-xylene and Decachlorobiphenyl (all at 0%) due to the dilutions required to 

quantitate the samples. Re-extraction was not required; therefore, the results of the original analyses are 

reported. 

L1113015-02, -04, -05, -07 through -11, -13, -14, -15 and -17 through -20 have elevated detection limits 

due to the dilutions required by matrix interferences encountered during the concentration of the samples.

L1113015-03 has elevated detection limits due to the dilution required by matrix interferences encountered 

during the concentration of the sample and due to limited sample volume available for analysis.

Case Narrative

The samples were received in accordance with the Chain of Custody and no significant deviations were encountered during the preparation 

or analysis unless otherwise noted. Sample Receipt, Container Information, and the Chain of Custody are located at the back of the report.

Results contained within this report relate only to the samples submitted under this Alpha Lab Number and meet all of the requirements of 

NELAC, for all NELAC accredited parameters. The data presented in this report is organized by parameter (i.e. VOC, SVOC, etc.). Sample 

specific Quality Control data (i.e. Surrogate Spike Recovery) is reported at the end of the target analyte list for each individual sample, 

followed by the Laboratory Batch Quality Control at the end of each parameter. If a sample was re-analyzed or re-extracted due to a 

required quality control corrective action and if both sets of data are reported, the Laboratory ID of the re-analysis or re-extraction is 

designated with an "R" or "RE", respectively. When multiple Batch Quality Control elements are reported (e.g. more than one LCS), the 

associated samples for each element are noted in the grey shaded header line of each data table. Any Laboratory Batch, Sample Specific %

recovery or RPD value that is outside the listed Acceptance Criteria is bolded in the report. Definitions of all data qualifiers and acronyms 

used in this report are provided in the Glossary located at the back of the report.

Please see the associated ADEx data file for a comparison of laboratory reporting limits that were achieved with the regulatory Numerical 

Standards requested on the Chain of Custody.

For additional information, please contact Client Services at 800-624-9220.

Serial_No:08301117:35
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Case Narrative (continued)

    
    I, the undersigned, attest under the pains and penalties of perjury that, to the best of my knowledge and 
    belief and based upon my personal inquiry of those responsible for providing the information contained
    in this analytical report, such information is accurate and complete.  This certificate of analysis is not
    complete unless this page accompanies any and all pages of this report.

    
    Authorized Signature:    

    Title:  Technical Director/Representative                                                                          Date:  08/30/11                  

IRS/GSA

41062464

Project Name:

Project Number:

Lab Number:

Report Date:
L1113015

08/30/11

The surrogate recoveries for L1113015-03 were outside the acceptance criteria for 2,4,5,6-Tetrachloro-m-

xylene (9%/6%) and Decachlorobiphenyl (3%/7%); however, re-extraction could not be performed due to lack 

of additional sample. The results of the original analysis are reported.

L1113015-08 through -17 and -20 contain peaks which match the retention times for Aroclor 1254, but do not 

match the area ratios typical for this Aroclor. The results for Aroclor 1254 are reported as "Altered".

Serial_No:08301117:35
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ORGANICS
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PCBS
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FF

Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

1000

1000

1000

1000

1000

1000

1000

1000

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113015

53200

53200

53200

53200

35500

35500

17700

17700

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

08/30/11

14L-H-W1Client ID:
08/20/11 08:28Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113015-01Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/30/11 11:43
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 19:12

Cleanup Date1: 08/26/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/26/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

Serial_No:08301117:35
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Aroclor 1254

Parameter Result Dilution Factor

686000 ug/kg 1000

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113015

53200

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

08/30/11

14L-H-W1Client ID:
08/20/11 08:28Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113015-01Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/30/11 11:43
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 19:12

Cleanup Date1: 08/26/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/26/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

Serial_No:08301117:35
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

7

7

7

7

7

7

7

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113015

378

378

378

378

252

126

126

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

67

48

72

70

30-150

30-150

30-150

30-150

Acceptance 
CriteriaSurrogate % Recovery Qualifier

08/30/11

14L-H-D1Client ID:
08/20/11 08:40Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113015-02Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/26/11 17:20
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 19:12

Cleanup Date1: 08/26/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/26/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

Serial_No:08301117:35
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Aroclor 1254

Aroclor 1260

Parameter Result Dilution Factor

1170

2180

ug/kg

ug/kg

7

7

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113015

378

252

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

67

48

72

70

30-150

30-150

30-150

30-150

Acceptance 
CriteriaSurrogate % Recovery Qualifier

08/30/11

14L-H-D1Client ID:
08/20/11 08:40Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113015-02Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/26/11 17:20
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 19:12

Cleanup Date1: 08/26/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/26/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

Serial_No:08301117:35
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

5

5

5

5

5

5

5

5

5

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113015

1530

1530

1530

1530

1020

1530

1020

510

510

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

9

3

6

7

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

08/30/11

14L-H-D2Client ID:
08/20/11 08:42Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113015-03Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/30/11 12:36
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/26/11 17:20

Cleanup Date1: 08/30/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/30/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

--
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

28

28

28

28

28

28

28

28

28

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113015

1500

1500

1500

1500

1000

1500

1000

502

502

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

08/30/11

12L-B-D1Client ID:
08/20/11 09:10Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113015-04Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/26/11 17:33
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 19:12

Cleanup Date1: 08/26/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/26/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

--

Serial_No:08301117:35
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

10

10

10

10

10

10

10

10

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113015

518

518

518

518

345

345

173

173

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

08/30/11

12L-B-D2Client ID:
08/20/11 09:15Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113015-05Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/26/11 17:47
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 19:12

Cleanup Date1: 08/26/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/26/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

Serial_No:08301117:35
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Aroclor 1254

Parameter Result Dilution Factor

3670 ug/kg 10

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113015

518

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

08/30/11

12L-B-D2Client ID:
08/20/11 09:15Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113015-05Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/26/11 17:47
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 19:12

Cleanup Date1: 08/26/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/26/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

Serial_No:08301117:35
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

8000

8000

8000

8000

8000

8000

8000

8000

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113015

421000

421000

421000

421000

281000

281000

140000

140000

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

08/30/11

12L-BE-D1Client ID:
08/20/11 09:25Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113015-06Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/30/11 14:01
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 19:12

Cleanup Date1: 08/26/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/26/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

Serial_No:08301117:35
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Aroclor 1254

Parameter Result Dilution Factor

4340000 ug/kg 8000

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113015

421000

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

08/30/11

12L-BE-D1Client ID:
08/20/11 09:25Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113015-06Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/30/11 14:01
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 19:12

Cleanup Date1: 08/26/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/26/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

Serial_No:08301117:35
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

5

5

5

5

5

5

5

5

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113015

251

251

251

251

167

167

83.6

83.6

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

49

31

50

50

30-150

30-150

30-150

30-150

Acceptance 
CriteriaSurrogate % Recovery Qualifier

08/30/11

13L-AE-W1Client ID:
08/20/11 09:35Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113015-07Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/26/11 18:13
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 19:12

Cleanup Date1: 08/26/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/26/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

Serial_No:08301117:35
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Aroclor 1254

Parameter Result Dilution Factor

1880 ug/kg 5

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113015

251

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

49

31

50

50

30-150

30-150

30-150

30-150

Acceptance 
CriteriaSurrogate % Recovery Qualifier

08/30/11

13L-AE-W1Client ID:
08/20/11 09:35Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113015-07Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/26/11 18:13
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 19:12

Cleanup Date1: 08/26/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/26/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

Serial_No:08301117:35
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

24

24

24

24

24

24

24

24

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113015

1260

1260

1260

1260

841

841

420

420

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

08/30/11

13L-AE-W2Client ID:
08/20/11 09:40Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113015-08Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/26/11 18:26
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 19:12

Cleanup Date1: 08/26/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/26/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

Serial_No:08301117:35
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Aroclor 1254

Parameter Result Dilution Factor

1880 ug/kg 24

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113015

1260

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

08/30/11

13L-AE-W2Client ID:
08/20/11 09:40Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113015-08Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/26/11 18:26
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 19:12

Cleanup Date1: 08/26/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/26/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

Serial_No:08301117:35
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

25

25

25

25

25

25

25

25

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113015

1220

1220

1220

1220

817

817

408

408

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

08/30/11

13L-AE-W3Client ID:
08/20/11 09:45Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113015-09Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/26/11 18:39
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 19:12

Cleanup Date1: 08/26/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/26/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

Serial_No:08301117:35
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Aroclor 1254

Parameter Result Dilution Factor

5360 ug/kg 25

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113015

1220

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

08/30/11

13L-AE-W3Client ID:
08/20/11 09:45Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113015-09Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/26/11 18:39
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 19:12

Cleanup Date1: 08/26/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/26/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

Serial_No:08301117:35
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

22

22

22

22

22

22

22

22

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113015

1250

1250

1250

1250

833

833

417

417

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

08/30/11

13L-AE-W4Client ID:
08/20/11 09:50Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113015-10Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/26/11 18:53
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 19:12

Cleanup Date1: 08/26/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/26/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

Serial_No:08301117:35
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Aroclor 1254

Parameter Result Dilution Factor

7740 ug/kg 22

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113015

1250

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

08/30/11

13L-AE-W4Client ID:
08/20/11 09:50Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113015-10Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/26/11 18:53
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 19:12

Cleanup Date1: 08/26/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/26/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

Serial_No:08301117:35
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

16

16

16

16

16

16

16

16

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113015

863

863

863

863

576

576

288

288

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

08/30/11

13L-AE-W5Client ID:
08/20/11 09:55Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113015-11Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/26/11 19:06
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 19:12

Cleanup Date1: 08/26/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/26/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

Serial_No:08301117:35
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Aroclor 1254

Parameter Result Dilution Factor

1870 ug/kg 16

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113015

863

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

08/30/11

13L-AE-W5Client ID:
08/20/11 09:55Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113015-11Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/26/11 19:06
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 19:12

Cleanup Date1: 08/26/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/26/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

Serial_No:08301117:35
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

100

100

100

100

100

100

100

100

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113015

5240

5240

5240

5240

3500

3500

1750

1750

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

08/30/11

13L-AE-W6Client ID:
08/20/11 10:05Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113015-12Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/30/11 12:09
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 19:12

Cleanup Date1: 08/26/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/26/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

Serial_No:08301117:35
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Aroclor 1254

Parameter Result Dilution Factor

37900 ug/kg 100

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113015

5240

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

08/30/11

13L-AE-W6Client ID:
08/20/11 10:05Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113015-12Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/30/11 12:09
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 19:12

Cleanup Date1: 08/26/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/26/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

Serial_No:08301117:35
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

20

20

20

20

20

20

20

20

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113015

1080

1080

1080

1080

717

717

358

358

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

08/30/11

13L-AE-W7Client ID:
08/20/11 10:10Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113015-13Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/26/11 19:33
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 19:12

Cleanup Date1: 08/26/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/26/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

Serial_No:08301117:35
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Aroclor 1254

Parameter Result Dilution Factor

6170 ug/kg 20

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113015

1080

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

08/30/11

13L-AE-W7Client ID:
08/20/11 10:10Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113015-13Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/26/11 19:33
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 19:12

Cleanup Date1: 08/26/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/26/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

Serial_No:08301117:35
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

23

23

23

23

23

23

23

23

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113015

1230

1230

1230

1230

818

818

409

409

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

08/30/11

13L-AE-W8Client ID:
08/20/11 10:20Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113015-14Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/26/11 20:39
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 19:12

Cleanup Date1: 08/26/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/26/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

Serial_No:08301117:35
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Aroclor 1254

Parameter Result Dilution Factor

3580 ug/kg 23

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113015

1230

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

08/30/11

13L-AE-W8Client ID:
08/20/11 10:20Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113015-14Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/26/11 20:39
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 19:12

Cleanup Date1: 08/26/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/26/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

Serial_No:08301117:35
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

23

23

23

23

23

23

23

23

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113015

1240

1240

1240

1240

827

827

414

414

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

08/30/11

13L-AE-W9Client ID:
08/20/11 10:25Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113015-15Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/26/11 20:52
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 19:12

Cleanup Date1: 08/26/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/26/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

Serial_No:08301117:35
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Aroclor 1254

Parameter Result Dilution Factor

7550 ug/kg 23

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113015

1240

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

08/30/11

13L-AE-W9Client ID:
08/20/11 10:25Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113015-15Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/26/11 20:52
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 19:12

Cleanup Date1: 08/26/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/26/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

Serial_No:08301117:35
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

50

50

50

50

50

50

50

50

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113015

2770

2770

2770

2770

1850

1850

924

924

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

08/30/11

13L-AE-W10Client ID:
08/20/11 10:35Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113015-16Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/30/11 12:23
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 19:12

Cleanup Date1: 08/26/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/26/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

Serial_No:08301117:35
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Aroclor 1254

Parameter Result Dilution Factor

16000 ug/kg 50

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113015

2770

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

08/30/11

13L-AE-W10Client ID:
08/20/11 10:35Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113015-16Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/30/11 12:23
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 19:12

Cleanup Date1: 08/26/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/26/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

Serial_No:08301117:35
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

15

15

15

15

15

15

15

15

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113015

799

799

799

799

533

533

266

266

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

08/30/11

13L-AE-W11Client ID:
08/20/11 10:45Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113015-17Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/26/11 21:18
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 19:12

Cleanup Date1: 08/26/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/26/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

Serial_No:08301117:35
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Aroclor 1254

Parameter Result Dilution Factor

8490 ug/kg 15

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113015

799

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

08/30/11

13L-AE-W11Client ID:
08/20/11 10:45Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113015-17Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/26/11 21:18
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 19:12

Cleanup Date1: 08/26/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/26/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

Serial_No:08301117:35
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

12

12

12

12

12

12

12

12

12

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113015

632

632

632

632

421

632

421

210

210

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

08/30/11

13L-AE-W12Client ID:
08/20/11 10:55Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113015-18Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/26/11 21:32
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 19:12

Cleanup Date1: 08/26/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/26/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

--

Serial_No:08301117:35
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

27

27

27

27

27

27

27

27

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113015

1420

1420

1420

1420

947

947

474

474

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

08/30/11

13L-AE-W13Client ID:
08/20/11 11:00Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113015-19Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/26/11 21:45
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 23:50

Cleanup Date1: 08/26/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/26/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

Serial_No:08301117:35
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Aroclor 1254

Parameter Result Dilution Factor

14200 ug/kg 27

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113015

1420

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

08/30/11

13L-AE-W13Client ID:
08/20/11 11:00Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113015-19Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/26/11 21:45
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 23:50

Cleanup Date1: 08/26/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/26/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

Serial_No:08301117:35
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

10

10

10

10

10

10

10

10

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113015

548

548

548

548

366

366

183

183

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

08/30/11

13L-AE-W14Client ID:
08/20/11 11:05Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113015-20Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/27/11 07:06
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 23:50

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

Serial_No:08301117:35
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Aroclor 1254

Parameter Result Dilution Factor

5050 ug/kg 10

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113015

548

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

08/30/11

13L-AE-W14Client ID:
08/20/11 11:05Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113015-20Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/27/11 07:06
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 23:50

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

Serial_No:08301117:35
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Method Blank Analysis
Batch Quality Control

Project Name: 

Project Number: 

Lab Number: 

Report Date: 

IRS/GSA

41062464

L1113015

08/26/11 19:46
1,8082Analytical Method:

Analytical Date:
Extraction Method:

Cleanup Method1:

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 19:12

08/30/11

Cleanup Method2: EPA 3660B

Analyst: KB

Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result

ND

ND

ND

ND

ND

ND

ND

ND

ND

RL

60.0

60.0

60.0

60.0

40.0

60.0

40.0

20.0

20.0

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

UnitsQualifier

PCB by GC - Westborough Lab for sample(s):   01-02,04-18    Batch:   WG486310-1     

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

68

51

72

70

30-150

30-150

30-150

30-150

Surrogate %Recovery Qualifier
Acceptance 

Criteria

Cleanup Date1: 08/26/11

Cleanup Date2: 08/26/11

MDL

--

--

--

--

--

--

--

--

--

08/26/11
Serial_No:08301117:35
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Method Blank Analysis
Batch Quality Control

Project Name: 

Project Number: 

Lab Number: 

Report Date: 

IRS/GSA

41062464

L1113015

08/27/11 10:51
1,8082Analytical Method:

Analytical Date:
Extraction Method:

Cleanup Method1:

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 23:50

08/30/11

Cleanup Method2: EPA 3660B

Analyst: KB

Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result

ND

ND

ND

ND

ND

ND

ND

ND

ND

RL

59.8

59.8

59.8

59.8

39.8

59.8

39.8

19.9

19.9

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

UnitsQualifier

PCB by GC - Westborough Lab for sample(s):   19-20    Batch:   WG486341-1     

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

64

47

65

74

30-150

30-150

30-150

30-150

Surrogate %Recovery Qualifier
Acceptance 

Criteria

Cleanup Date1: 08/27/11

Cleanup Date2: 08/27/11

MDL

--

--

--

--

--

--

--

--

--

08/27/11
Serial_No:08301117:35
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Method Blank Analysis
Batch Quality Control

Project Name: 

Project Number: 

Lab Number: 

Report Date: 

IRS/GSA

41062464

L1113015

08/30/11 12:49
1,8082Analytical Method:

Analytical Date:
Extraction Method:

Cleanup Method1:

EPA 3540C

EPA 3665A
Extraction Date: 08/26/11 17:20

08/30/11

Cleanup Method2: EPA 3660B

Analyst: KB

Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result

ND

ND

ND

ND

ND

ND

ND

ND

ND

RL

60.0

60.0

60.0

60.0

40.0

60.0

40.0

20.0

20.0

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

UnitsQualifier

PCB by GC - Westborough Lab for sample(s):   03    Batch:   WG486774-1     

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

95

72

87

95

30-150

30-150

30-150

30-150

Surrogate %Recovery Qualifier
Acceptance 

Criteria

Cleanup Date1: 08/30/11

Cleanup Date2: 08/30/11

MDL

--

--

--

--

--

--

--

--

--

08/30/11
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Aroclor 1016

Aroclor 1260

Aroclor 1016

Aroclor 1260

 66

 53

 59

 52

57

51

65

58

40-140

40-140

40-140

40-140

15

4

10

11

50

50

50

50

Parameter
LCS

%Recovery
LCSD

%Recovery
%Recovery

Limits RPD RPD Limits

PCB by GC - Westborough Lab  Associated sample(s):   01-02,04-18    Batch:   WG486310-2   WG486310-3     

PCB by GC - Westborough Lab  Associated sample(s):   19-20    Batch:   WG486341-2   WG486341-3     

Lab Control Sample Analysis
Batch Quality Control

Project Name: 

Project Number: 

Lab Number: 

Report Date: 

IRS/GSA

41062464

L1113015

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

52

44

57

64

60

44

60

62

30-150

30-150

30-150

30-150

30-150

30-150

30-150

30-150

58

43

62

58

63

75

64

80

Surrogate

Surrogate

Qual

Qual

%Recovery

%Recovery

Qual

Qual

%Recovery

%Recovery

LCS

LCS

LCSD

LCSD

08/30/11

Acceptance
Criteria

Acceptance
Criteria

Qual Qual Qual
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Aroclor 1016

Aroclor 1260

 96

 71

89

77

40-140

40-140

8

8

50

50

Parameter
LCS

%Recovery
LCSD

%Recovery
%Recovery

Limits RPD RPD Limits

PCB by GC - Westborough Lab  Associated sample(s):   03    Batch:   WG486774-2   WG486774-3     

Lab Control Sample Analysis
Batch Quality Control

Project Name: 

Project Number: 

Lab Number: 

Report Date: 

IRS/GSA

41062464

L1113015

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

75

67

88

85

30-150

30-150

30-150

30-150

87

67

85

89

Surrogate Qual%Recovery Qual%Recovery
LCS LCSD

08/30/11

Acceptance
Criteria

Qual Qual Qual
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*Values in parentheses indicate holding time in days

L1113015-01A

L1113015-02A

L1113015-03A

L1113015-04A

L1113015-05A

L1113015-06A

L1113015-07A

L1113015-08A

L1113015-09A

L1113015-10A

L1113015-11A

L1113015-12A

L1113015-13A

L1113015-14A

L1113015-15A

L1113015-16A

L1113015-17A

L1113015-18A

L1113015-19A

L1113015-20A

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

A

A

A

A

A

A

A

A

A

A

A

A

A

A

A

A

A

A

A

A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

5.7

5.7

5.7

5.7

5.7

5.7

5.7

5.7

5.7

5.7

5.7

5.7

5.7

5.7

5.7

5.7

5.7

5.7

5.7

5.7

Y

Y

Y

Y

Y

Y

Y

Y

Y

Y

Y

Y

Y

Y

Y

Y

Y

Y

Y

Y

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

A Absent
Cooler

Custody SealCooler Information

IRS/GSA

41062464

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

Project Name:

Project Number:

L1113015Lab Number:

Report Date:

Sample Receipt and Container Information

L1113015-10A

L1113015-13A

L1113015-19A

Container ID Container Type Cooler pH
Temp
deg C Pres Seal

Container Information

Analysis(*)

08/30/11

Were project specific reporting limits specified? YES

Container Comments

Reagent H2O Preserved Vials Frozen on: NA
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Report Format: Data Usability Report

GLOSSARY

Project Name:

Project Number:

Lab Number:

Report Date:

L1113015IRS/GSA

41062464 08/30/11

Acronyms

EPA

LCS

LCSD

LFB

MDL

MS

MSD

NA

NC

NI

RL

RPD

SRM

Environmental Protection Agency.

Laboratory Control Sample: A sample matrix, free from the analytes of interest, spiked with verified known amounts of analytes 
or a material containing known and verified amounts of analytes.
Laboratory Control Sample Duplicate: Refer to LCS.

Laboratory Fortified Blank: A sample matrix, free from the analytes of interest, spiked with verified known amounts of analytes 
or a material containing known and verified amounts of analytes.
Method Detection Limit: This value represents the level to which target analyte concentrations are reported as estimated values, 
when those target analyte concentrations are quantified below the reporting limit (RL). The MDL includes any adjustments from 
dilutions, concentrations or moisture content, where applicable.
Matrix Spike Sample: A sample prepared by adding a known mass of target analyte to a specified amount of matrix sample for 
which an independent estimate of target analyte concentration is available. 
Matrix Spike Sample Duplicate: Refer to MS.

Not Applicable.

Not Calculated:  Term is utilized when one or more of the results utilized in the calculation are non-detect at the parameter's 
reporting unit.
Not Ignitable. 

Reporting Limit:  The value at which an instrument can accurately measure an analyte at a specific concentration. The RL 
includes any adjustments from dilutions, concentrations or moisture content, where applicable.
Relative Percent Difference:  The results from matrix and/or matrix spike duplicates are primarily designed to assess the precision
of analytical results in a given matrix and are expressed as relative percent difference (RPD).  Values which are less than five 
times the reporting limit for any individual parameter are evaluated by utilizing the absolute difference between the values; 
although the RPD value will be provided in the report.
Standard Reference Material: A reference sample of a known or certified value that is of the same or similar matrix as the 
associated field samples.

 -

 -

 -

 -

 -

 -

 -

 -

 -

 -

 -

 -

 -

Terms

Analytical Method: Both the document from which the method originates and the analytical reference method. (Example: EPA 8260B is 
shown as 1,8260B.) The codes for the reference method documents are provided in the References section of the Addendum.

Data Qualifiers

A

B

C

D

E

G

H

I

M

P

Q

 -

 -

 -

 -

 -

 -

 -

 -

 -

 -

 -

Spectra identified as "Aldol Condensation Product".

The analyte was detected above the reporting limit in the associated method blank. Flag only applies to associated field samples that 
have detectable concentrations of the analyte at less than five times (5x) the concentration found in the blank. For MCP-related 
projects, flag only applies to associated field samples that have detectable concentrations of the analyte at less than ten times (10x) 
the concentration found in the blank. For DOD-related projects, flag only applies to associated field samples that have detectable 
concentrations of the analyte at less than ten times (10x) the concentration found in the blank AND the analyte was detected above 
one-half the reporting limit (or above the reporting limit for common lab contaminants) in the associated method blank.
Co-elution: The target analyte co-elutes with a known lab standard (i.e. surrogate, internal standards, etc.) for co-extracted 
analyses.
Concentration of analyte was quantified from diluted analysis. Flag only applies to field samples that have detectable concentrations 
of the analyte.
Concentration of analyte exceeds the range of the calibration curve and/or linear range of the instrument.

The concentration may be biased high due to matrix interferences (i.e, co-elution) with non-target compound(s). The result should 
be considered estimated.
The analysis of pH was performed beyond the regulatory-required holding time of 15 minutes from the time of sample collection.

The RPD between the results for the two columns exceeds the method-specified criteria; however, the lower value has been reported
due to obvious interference.
Reporting Limit (RL) exceeds the MCP CAM Reporting Limit for this analyte.

The RPD between the results for the two columns exceeds the method-specified criteria.

The quality control sample exceeds the associated acceptance criteria. Note: This flag is not applicable for matrix spike recoveries 
when the sample concentration is greater than 4x the spike added or for batch duplicate RPD when the sample concentrations are less

1 The reference for this analyte should be considered modified since this analyte is absent from the target analyte list of the original
method.

 -

Footnotes

Serial_No:08301117:35
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Report Format: Data Usability Report

Project Name:

Project Number:

Lab Number:

Report Date:

L1113015IRS/GSA

41062464 08/30/11

Data Qualifiers

R

RE

 -

 -

than 5x the RL. (Metals only.)

Analytical results are from sample re-analysis.

Analytical results are from sample re-extraction.

J

ND

 -

 -

Estimated value. This represents an estimated concentration for Tentatively Identified Compounds (TICs).

Not detected at the reporting limit (RL) for the sample.

Serial_No:08301117:35
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Alpha Analytical performs services with reasonable care and diligence normal to the analytical testing
laboratory industry.  In the event of an error, the sole and exclusive responsibility of Alpha Analytical
shall be to re-perform the work at it's own expense.  In no event shall Alpha Analytical be held liable
for any incidental, consequential or special damages, including but not limited to, damages in any way
connected with the use of, interpretation of, information or analysis provided by Alpha Analytical.

We strongly urge our clients to comply with EPA protocol regarding sample volume, preservation, cooling,
containers, sampling procedures, holding time and splitting of samples in the field.

LIMITATION OF LIABILITIES

1 Test Methods for Evaluating Solid Waste:  Physical/Chemical Methods.  EPA SW-846. 
Third Edition. Updates I - IIIA, 1997.

Project Name:

Project Number:

Lab Number:

Report Date:

L1113015IRS/GSA

41062464

REFERENCES 

08/30/11
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Certificate/Approval Program Summary 
Last revised July 28, 2011  - Westboro Facility   

 
The following list includes only those analytes/methods for which certification/approval is currently held. 

For a complete listing of analytes for the referenced methods, please contact your Alpha Customer Service Representative.  
 

Connecticut Department of Public Health Certificate/Lab ID: PH-0574. NELAP Accredited Solid Waste/Soil. 
 
Drinking Water (Inorganic Parameters: Color, pH, Turbidity, Conductivity, Alkalinity, Chloride, Free Residual Chlorine, 
Fluoride, Calcium Hardness, Sulfate, Nitrate, Nitrite, Aluminum, Antimony, Arsenic, Barium, Beryllium, Cadmium, 
Calcium, Chromium, Copper, Iron, Lead, Magnesium, Manganese, Mercury, Molybdenum, Nickel, Potassium, Selenium, 
Silver, Sodium, Thallium, Vanadium, Zinc, Total Dissolved Solids, Total Organic Carbon, Total Cyanide, Perchlorate. 
Organic Parameters: Volatile Organics 524.2, Total Trihalomethanes 524.2, 1,2-Dibromo-3-chloropropane (DBCP), 
Ethylene Dibromide (EDB), 1,4-Dioxane (Mod 8270). Microbiology Parameters: Total Coliform-MF mEndo (SM9222B), 
Total Coliform – Colilert (SM9223 P/A), E. Coli. – Colilert (SM9223 P/A), HPC – Pour Plate (SM9215B), Fecal Coliform – 
MF m-FC (SM9222D))  
 
Wastewater/Non-Potable Water (Inorganic Parameters: Color, pH, Conductivity, Acidity, Alkalinity, Chloride, Total 
Residual Chlorine, Fluoride, Total Hardness, Silica, Sulfate, Sulfide, Ammonia, Kjeldahl Nitrogen, Nitrate, Nitrite, O-
Phosphate, Total Phosphorus, Aluminum, Antimony, Arsenic, Barium, Beryllium, Boron, Cadmium, Calcium, Chromium, 
Hexavalent Chromium, Cobalt, Copper, Iron, Lead, Magnesium, Manganese, Mercury, Molybdenum, Nickel, Potassium, 
Selenium, Silver, Sodium, Strontium, Thallium, Tin, Titanium, Vanadium, Zinc, Total Residue (Solids), Total Dissolved 
Solids, Total Suspended Solids (non-filterable), BOD, CBOD, COD, TOC, Total Cyanide, Phenolics, Foaming Agents 
(MBAS), Bromide, Oil and Grease. Organic Parameters: PCBs, Organochlorine Pesticides, Technical Chlordane, 
Toxaphene, 2,4-D, 2,4,5-T, 2,4,5-TP(Silvex), Acid Extractables (Phenols), Benzidines, Phthalate Esters, Nitrosamines, 
Nitroaromatics & Isophorone, Polynuclear Aromatic Hydrocarbons, Haloethers, Chlorinated Hydrocarbons, Volatile 
Organics, TPH (HEM/SGT), Extractable Petroleum Hydrocarbons (ETPH), MA-EPH, MA-VPH. Microbiology Parameters: 
Total Coliform – MF mEndo (SM9222B), Total Coliform – MTF (SM9221B), HPC – Pour Plate (SM9215B), Fecal 
Coliform – MF m-FC (SM9222D), Fecal Coliform – A-1 Broth (SM9221E).)  
 
Solid Waste/Soil (Inorganic Parameters: pH, Sulfide, Aluminum, Antimony, Arsenic, Barium, Beryllium, Boron, Cadmium, 
Calcium, Chromium, Hexavalent Chromium, Cobalt, Copper, Iron, Lead, Magnesium, Manganese, Mercury, 
Molybdenum, Nickel, Potassium, Selenium, Silver, Sodium, Thallium, Tin, Vanadium, Zinc, Total Cyanide, Ignitability, 
Phenolics, Corrosivity, TCLP Leach (1311), SPLP Leach (1312 metals only), Reactivity. Organic Parameters: PCBs, 
PCBs in Oil, Organochlorine Pesticides, Technical Chlordane, Toxaphene, Extractable Petroleum Hydrocarbons 
(ETPH), MA-EPH, MA-VPH, Dicamba, 2,4-D, 2,4,5-T, 2,4,5-TP(Silvex), Volatile Organics, Acid Extractables (Phenols), 
3.3’-Dichlorobenzidine, Phthalates, Nitrosamines, Nitroaromatics & Cyclic Ketones, PAHs, Haloethers, Chlorinated 
Hydrocarbons. )  
 
Maine Department of Human Services Certificate/Lab ID: 2009024.  
Drinking Water (Inorganic Parameters: SM9215B, 9222D, 9223B, EPA 180.1, 353.2, SM2130B, 2320B, 2540C, 4500Cl-
D, 4500CN-C, 4500CN-E, 4500F-C, 4500H+B, 4500NO3-F, EPA 200.7, EPA 200.8, 245.1, EPA 300.0. Organic 
Parameters: 504.1, 524.2.)  
 
Wastewater/Non-Potable Water (Inorganic Parameters: EPA 120.1, 1664A, 350.1, 351.1, 353.2, 410.4, 420.1, 
SM2320B, 2510B, 2540C, 2540D, 426C, 4500Cl-D, 4500Cl-E, 4500CN-C, 4500CN-E, 4500F-B, 4500F-C, 4500H+B, 
4500Norg-B, 4500Norg-C, 4500NH3-B, 4500NH3-G, 4500NH3-H, 4500NO3-F, 4500P-B, 4500P-E, 5210B, 5220D, 
5310C, 9010B, 9040B, 9030B, 7470A, 7196A, 2340B, EPA 200.7, 6010, 200.8, 6020, 245.1, 1311, 1312, 3005A, 
Enterolert, 9223D, 9222D. Organic Parameters: 608, 8081, 8082, 8330, 8151A, 624, 8260, 3510C, 3630C, 5030B, ME-
DRO, ME-GRO, MA-EPH, MA-VPH.)  
 
Solid Waste/Soil (Inorganic Parameters:  9010B, 9012A, 9014A, 9040B, 9045C, 6010B, 7471A, 7196A, 9050A, 1010, 
1030, 9065, 1311, 1312, 3005A, 3050B. Organic Parameters: ME-DRO, ME-GRO, MA-EPH, MA-VPH, 8260B, 8270C, 
8330, 8151A, 8081A, 8082, 3540C, 3546, 3580A, 3630C, 5030B, 5035.) 
 
Massachusetts Department of Environmental Protection Certificate/Lab ID: M-MA086.  
Drinking Water (Inorganic Parameters: (EPA 200.8 for: Sb,As,Ba,Be,Cd,Cr,Cu,Pb,Ni,Se,Tl) (EPA 200.7 for: 
Ba,Be,Ca,Cd,Cr,Cu,Na,Ni)  245.1, (300.0 for:  Nitrate-N, Fluoride, Sulfate); (EPA 353.2 for:  Nitrate-N, Nitrite-N);   
(SM4500NO3-F for:  Nitrate-N and Nitrite-N); 4500F-C, 4500CN-CE, EPA 180.1, SM2130B, SM4500Cl-D, 2320B, 
SM2540C, SM4500H-B. Organic Parameters: (EPA 524.2 for:  Trihalomethanes, Volatile Organics); (504.1 for:  1,2-
Dibromoethane, 1,2-Dibromo-3-Chloropropane), EPA 332. Microbiology Parameters:  SM9215B; ENZ. SUB. SM9223; 
ColilertQT SM9223B; MF-SM9222D.) 
 
Non-Potable Water (Inorganic Parameters:, (EPA 200.8 for:  Al,Sb,As,Be,Cd,Cr,Cu,Pb,Mn,Ni,Se,Ag,Tl,Zn); (EPA 200.7 
for:  Al,Sb,As,Be,Cd,Ca,Cr,Co,Cu,Fe,Pb,Mg,Mn,Mo,Ni,K,Se,Ag,Na,Sr,Ti,Tl, V,Zn); 245.1, SM4500H,B, EPA 120.1, 
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SM2510B, 2540C, 2340B, 2320B, 4500CL-E, 4500F-BC, 426C, SM4500NH3-BH, (EPA 350.1 for:  Ammonia-N), 
LACHAT 10-107-06-1-B for Ammonia-N, SM4500NO3-F, 353.2 for Nitrate-N, SM4500NH3-BC-NES, EPA 351.1, 
SM4500P-E, 4500P-B,E, 5220D, EPA 410.4, SM 5210B, 5310C, 4500CL-D, EPA 1664, SM14 510AC, EPA 420.1, 
SM4500-CN-CE, SM2540D. 
Organic Parameters: (EPA 624 for Volatile Halocarbons, Volatile Aromatics),(608 for:  Chlordane, Aldrin, Dieldrin, DDD, 
DDE, DDT, Heptachlor, Heptachlor Epoxide, PCBs-Water), (EPA 625 for SVOC Acid Extractables and SVOC 
Base/Neutral Extractables), 600/4-81-045-PCB-Oil.  Microbiology Parameters: (ColilertQT SM9223B;Enterolert-QT: 
SM9222D-MF.)  
 
New Hampshire Department of Environmental Services Certificate/Lab ID: 200307. NELAP Accredited. 
Drinking Water (Inorganic Parameters: SM 9222B, 9223B, 9215B, EPA 200.7, 200.8, 245.2, 300.0, SM4500CN-E, 
4500H+B, 4500NO3-F, 2320B, 2510B, 2540C, 4500F-C, 5310C, 2120B, EPA 332.0. Organic Parameters: 504.1, 524.2.)  
 
Non-Potable Water (Inorganic Parameters: SM9222D, 9221B, 9222B, 9221E-EC, EPA 3005A, 200.7, 200.8, 245.1, 
245.2, SW-846 6010B, 6020, 7196A, 7470A, SM3500-CR-D, EPA 120.1, 300.0, 350.1, 351.1, 353.2, 410.4, 420.1, 
1664A, SW-846 9010, 9030, 9040B, 9050A, SM426C, SM2120B, 2310B, 2320B, 2540B, 2540D, 4500H+B, 4500CL-E, 
4500CN-E, 4500NH3-H, 4500NO3-F, 4500NO2-B, 4500P-E, 4500-S2-D, 5210B, 5220D, 2510B, 2540C, 4500F-C, 
5310C, 5540C, LACHAT 10-204-00-1-A, LACHAT 10-107-06-2-D. Organic Parameters: SW-846 3510C, 5030B, 8260B, 
8270C, 8330, EPA 624, 625, 608, SW-846 8082, 8081A, 8151A.)  
 
Solid & Chemical Materials (Inorganic Parameters: SW-846 6010B, 7196A, 7471A, 1010, 1030, 9010, 9012A, 9014, 
9030B, 9040B, 9045C, 9050C, 9065,1311, 1312, 3005A, 3050B. Organic Parameters: SW-846 3540C,  3546, 3580A, 
5030B, 5035, 8260B, 8270C, 8330, 8151A, 8015B, 8082, 8081A.) 
  
New Jersey Department of Environmental Protection Certificate/Lab ID: MA935. NELAP Accredited. 
Drinking Water (Inorganic Parameters: SM9222B, 9221E, 9223B, 9215B, 4500CN-CE, 4500NO3-F, 4500F-C, EPA 
300.0, 200.7, 200.8, 245.2, 2540C, SM2120B, 2320B, 2510B, 5310C, SM4500H-B. Organic Parameters: EPA 332, 
504.1, 524.2.)  
 
Non-Potable Water (Inorganic Parameters: SM5210B, EPA 410.4, SM5220D, 4500Cl-E, EPA 300.0, SM2120B, 
SM4500F-BC, EPA 200.7, 351.1, LACHAT 10-107-06-2-D, EPA 353.2, SM4500NO3-F, 4500NO2-B, EPA 1664A, 
SM5310B, C or D, 4500-PE, EPA 420.1, SM510ABC, SM4500P-B5+E, 2540B, 2540C, 2540D, EPA 120.1, SM2510B, 
SM15 426C, 9222D, 9221B, 9221C, 9221E, 9222B, 9215B, 2310B, 2320B, 4500NH3-H, 4500-S D, EPA 350.1, 350.2, 
SW-846 1312, 6020, 6020A, 7470A, 5540C, 4500H-B, EPA 200.8, SM3500Cr-D, 4500CN-CE, EPA 245.1, 245.2, SW-
846 9040B, 3005A, 3015, EPA 6010B, 6010C, 7196A, 3060A, SW-846 9010B, 9030B. Organic Parameters: SW-846 
8260B, 8270C, 8270D, 8270C-SIM, 8270D-SIM, 3510C, EPA 608, 624, 625, SW-846 3630C, 5030B, 8081A, 8081B, 
8082, 8082A, 8151A, 8330, NJ OQA-QAM-025 Rev.7, NJ EPH.)  
 
Solid & Chemical Materials (Inorganic Parameters: SW-846, 6010B, 6010C, 7196A, 3060A, 9010B, 9030B, 1010, 1030, 
1311, 1312, 3005A, 3050B, 7471A, 7471B, 9014, 9012A, 9040B, 9045C, 9050A, 9065. Organic Parameters: SW-846 
8015B, 8015C, 8081A, 8081B, 8082, 8082A, 8151A, 8330, 8260B, 8270C, 8270D, 8270C-SIM, 8270D-SIM, 3540C, 
3545, 3546, 3550B, 3580A, 3630C, 5030B, 5035L, 5035H, NJ OQA-QAM-025 Rev.7, NJ EPH.) 
  
New York Department of Health Certificate/Lab ID: 11148. NELAP Accredited. 
Drinking Water (Inorganic Parameters: SM9223B, 9222B, 9215B, EPA 200.8, 200.7, 245.2, SM5310C, EPA 332.0, 
SM2320B, EPA 300.0, SM2120B, 4500CN-E, 4500F-C, 4500H-B, 4500NO3-F, 2540C, SM 2510B. Organic Parameters: 
EPA 524.2, 504.1.)  
 
Non-Potable Water (Inorganic Parameters: SM9221E, 9222D, 9221B, 9222B, 9215B, 5210B, 5310C, EPA 410.4, 
SM5220D, 2310B-4a, 2320B, EPA 200.7, 300.0, SM4500CL-E, 4500F-C, SM15 426C, EPA 350.1, SM4500NH3-BH, 
EPA 351.1, LACHAT 10-107-06-2, EPA 353.2, LACHAT 10-107-04-1-C, SM4500-NO3-F, 4500-NO2-B, 4500P-E, 
2540C, 2540B, 2540D, EPA 200.8, EPA 6010B, 6020, EPA 7196A, SM3500Cr-D, EPA 245.1, 245.2, 7470A, SM2120B, 
LACHAT 10-204-00-1-A, EPA 9040B, SM4500-HB, EPA 1664A, EPA 420.1, SM14 510C, EPA 120.1, SM2510B, 
SM4500S-D, SM5540C, EPA 3005A, 9010B, 9030B.. Organic Parameters: EPA 624, 8260B, 8270C, 625, 608, 8081A, 
8151A, 8330, 8082, EPA 3510C, 5030B.)  
 
Solid & Hazardous Waste (Inorganic Parameters: 1010, 1030, EPA 6010B, 7196A, 7471A, 9012A, 9014, 9040B, 9045C, 
9065, 9050, EPA 1311, 1312, 3005A, 3050B, 9010B, 9030B. Organic Parameters: EPA 8260B, 8270C, 8015B, 8081A, 
8151A, 8330, 8082, 3540C, 3545, 3546, 3580, 5030B, 5035.)  
 
North Carolina Department of the Environment and Natural Resources Certificate/Lab ID : 666. Organic 
Parameters: MA-EPH, MA-VPH. 
 
Drinking Water Program Certificate/Lab ID:  25700.   (Inorganic Parameters: Chloride EPA 300.0.  Organic Parameters:  
524.2) 
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Pennsylvania Department of Environmental Protection Certificate/Lab ID : 68-03671. NELAP Accredited. 
Drinking Water (Organic Parameters: EPA 524.2, 504.1) 
 
Non-Potable Water (Inorganic Parameters: EPA 1312, 200.7, 410.4, 1664A, SM2540D, 5210B, 5220D, 4500-P,BE.  
Organic Parameters: EPA 3510C, 5030B, 625, 624, 608, 8081A, 8082, 8151A, 8260B, 8270C, 8330) 
 
Solid & Hazardous Waste (Inorganic Parameters: EPA 350.1, 1010, 1030, 1311, 1312, 3050B, 6010B, 7196A, 7471A, 
9010B, 9012A, 9014, 9040B, 9045C, 9050, 9065, SM 4500NH3-H.  Organic Parameters: 3540C, 3545, 3546, 3550B, 
3580A, 3630C, 5035, 8015B, 8081A, 8082, 8151A, 8260B, 8270C, 8330) 
 
Rhode Island Department of Health Certificate/Lab ID: LAO00065. NELAP Accredited via NY-DOH. 
Refer to MA-DEP Certificate for Potable and Non-Potable Water.  
Refer to NJ-DEP Certificate for Potable and Non-Potable Water.  
 
Texas Commisson on Environmental Quality  Certificate/Lab ID: T104704476-09-1. NELAP Accredited. 
Non-Potable Water (Inorganic Parameters: EPA 120.1, 1664, 200.7, 200.8, 245.1, 245.2, 300.0, 350.1, 351.1, 353.2, 
376.2, 410.4, 420.1, 6010, 6020, 7196, 7470, 9040, SM 2120B, 2310B, 2320B, 2510B, 2540B, 2540C, 2540D, 426C, 
4500CL-E, 4500CN-E, 4500F-C, 4500H+B, 4500NH3-H, 4500NO2B, 4500P-E, 4500 S2¯D, 510C, 5210B, 5220D, 
5310C, 5540C. Organic Parameters: EPA 608, 624, 625, 8081, 8082, 8151, 8260, 8270, 8330.) 
 
Solid & Hazardous Waste (Inorganic Parameters: EPA 1311, 1312, 9012, 9014, 9040, 9045, 9050, 9065.) 
 
Department of Defense Certificate/Lab ID: L2217. 
Drinking Water (Inorganic Parameters: SM 4500H-B. Organic Parameters: EPA 524.2, 504.1.) 
 
Non-Potable Water (Inorganic Parameters: EPA 200.7, 200.8, 6010B, 6020, 245.1, 245.2, 7470A, 9040B, 300.0, 332.0, 
6860, 353.2, 410.4, 9060, 1664A, SM 4500CN-E, 4500H-B, 4500NO3-F, 5220D, 5310C, 2320B, 2540C, 3005A, 3015, 
9010B, 9056. Organic Parameters: EPA 8260B, 8270C, 8330A, 625, 8082, 8081A, 3510C, 5030B, MassDEP EPH, 
MassDEP VPH.) 
 
Solid & Hazardous Waste (Inorganic Parameters: EPA 200.7, 6010B, 7471A, 9010, 9012A, 6860, 1311, 1312, 3050B, 
7196A, 9010B, 3500-CR-D, 4500CN-CE, 2540G, Organic Parameters: EPA 8260B, 8270C, 8330A/B-prep, 8082, 
8081A, 3540C, 3546, 3580A, 5035A, MassDEP EPH, MassDEP VPH.) 
 
The following analytes are not included in our current NELAP/TNI Scope of Accreditation: 
EPA 8260B:  Freon-113, 1,2,4,5-Tetramethylbenzene, 4-Ethyltoluene.  EPA 8330A:  PETN, Picric Acid, Nitroglycerine,  
2,6-DANT,  2,4-DANT.  EPA 8270C:  Methyl naphthalene, Dimethyl naphthalene, Total Methylnapthalenes, Total 
Dimethylnaphthalenes, 1,4-Diphenylhydrazine (Azobenzene). EPA 625:  4-Chloroaniline, 4-Methylphenol.  Total 
Phosphorus in a soil matrix, Chloride in a soil matrix, TKN in a soil matrix, NO2 in a soil matrix, NO3 in a soil matrix, SO4 
in a soil matrix. 
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L1113019

URS Corporation

41062464

IRS/GSA

Client:

Project Name:

Project Number:

09/02/11

Eight Walkup Drive, Westborough, MA  01581-1019

Lab Number:

Report Date:

508-898-9220  (Fax) 508-898-9193  800-624-9220 - www.alphalab.com

5 Industrial Way

Salem, NH 03079

Marilyn WadeATTN:

ANALYTICAL REPORT

Certifications & Approvals:  MA (M-MA086), NY NELAC (11148), CT (PH-0574), NH (2003), NJ (MA935), RI (LAO00065), ME (MA0086),
PA (Registration #68-03671), USDA (Permit #S-72578), US Army Corps of Engineers, Naval FESC.

(603) 893-0616Phone:

The original project report/data package is held by Alpha Analytical. This report/data package is paginated and should be reproduced only in its
entirety. Alpha Analytical holds no responsibility for results and/or data that are not consistent with the original.
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L1113019-01

L1113019-02

L1113019-03

L1113019-04

L1113019-05

L1113019-06

L1113019-07

L1113019-08

L1113019-09

L1113019-10

L1113019-11

L1113019-12

L1113019-13

L1113019-14

L1113019-15

L1113019-16

L1113019-17

L1113019-18

L1113019-19

L1113019-20

Alpha 
Sample ID

13L-AE-W15

13L-AE-W16

13L-AE-W17

13L-AE-W18

13L-AE-W19

13L-AE-W20

13L-AE-W21

13L-AE-W22

13L-AE-W23

13L-AE-W24

13L-AE-W25

13L-AE-W26

13L-AE-W27

13L-AE-W28

13L-AE-W29

13L-AE-W30

14L-LOUVER1

13L-AE-D1

6L-DE-W1

6L-CE-W1

Client ID

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

Sample 
Location

IRS/GSA

41062464

Project Name:
Project Number:

Lab Number: 
Report Date:

L1113019
09/02/11

08/20/11 11:10

08/20/11 11:20

08/20/11 11:30

08/20/11 11:40

08/20/11 11:45

08/20/11 11:55

08/20/11 12:00

08/20/11 12:05

08/20/11 12:10

08/20/11 12:20

08/20/11 12:30

08/20/11 12:35

08/20/11 12:40

08/20/11 12:45

08/20/11 12:50

08/20/11 12:55

08/20/11 13:05

08/20/11 13:15

08/20/11 13:25

08/20/11 13:35

Collection 
Date/Time
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IRS/GSA

41062464

Project Name:

Project Number:

Lab Number:

Report Date:
L1113019

09/02/11

Report Submission

This final report replaces the partial report issued August 31, 2011, and includes the results of all requested 

analyses.

PCBs

L1113019-01 through -12, -14 through -16 and -18 contain peaks which match the retention times for Aroclor

1254, but do not match the area ratios typical for this Aroclor. The results for Aroclor 1254 are reported as 

"altered".

L1113019-01 through -14, -16 and -18 have elevated detection limits due to the dilutions required by matrix 

interferences encountered during the concentration of the samples.

L1113019-15, -19 and -20 have elevated detection limits due to the dilutions required by the matrix 

interferences encountered during the concentration of the samples and the analytical dilutions required by the 

Case Narrative

The samples were received in accordance with the Chain of Custody and no significant deviations were encountered during the preparation 

or analysis unless otherwise noted. Sample Receipt, Container Information, and the Chain of Custody are located at the back of the report.

Results contained within this report relate only to the samples submitted under this Alpha Lab Number and meet all of the requirements of 

NELAC, for all NELAC accredited parameters. The data presented in this report is organized by parameter (i.e. VOC, SVOC, etc.). Sample 

specific Quality Control data (i.e. Surrogate Spike Recovery) is reported at the end of the target analyte list for each individual sample, 

followed by the Laboratory Batch Quality Control at the end of each parameter. If a sample was re-analyzed or re-extracted due to a 

required quality control corrective action and if both sets of data are reported, the Laboratory ID of the re-analysis or re-extraction is 

designated with an "R" or "RE", respectively. When multiple Batch Quality Control elements are reported (e.g. more than one LCS), the 

associated samples for each element are noted in the grey shaded header line of each data table. Any Laboratory Batch, Sample Specific %

recovery or RPD value that is outside the listed Acceptance Criteria is bolded in the report. Definitions of all data qualifiers and acronyms 

used in this report are provided in the Glossary located at the back of the report.

Please see the associated ADEx data file for a comparison of laboratory reporting limits that were achieved with the regulatory Numerical 

Standards requested on the Chain of Custody.

For additional information, please contact Client Services at 800-624-9220.
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Case Narrative (continued)

    
    I, the undersigned, attest under the pains and penalties of perjury that, to the best of my knowledge and 
    belief and based upon my personal inquiry of those responsible for providing the information contained
    in this analytical report, such information is accurate and complete.  This certificate of analysis is not
    complete unless this page accompanies any and all pages of this report.

    
    Authorized Signature:    

    Title:  Technical Director/Representative                                                                          Date:  09/02/11                  

IRS/GSA

41062464

Project Name:

Project Number:

Lab Number:

Report Date:
L1113019

09/02/11

target compounds present in the samples.

L1113019-17 has elevated detection limits due to the dilution required by the sample matrix.

The surrogate recoveries for L1113019-01 through -20 are below the acceptance criteria for 2,4,5,6-

Tetrachloro-m-xylene and Decachlorobiphenyl (all 0%) due to the dilutions required to quantitate the samples. 

Re-extraction was not required; therefore, the results of the original analyses are reported.

The dual column RPD for L1113019-08 is above the acceptance criteria for 1254; however, no obvious column

interferences are present. The higher of the two results is reported and qualified with a "P".

The WG486348-1 Method Blank, associated with L1113019-19 and -20, has a concentration above the 

reporting limit for Aroclor 1254. The results of the original analysis are reported and are qualified with a "B" for 

any associated sample concentrations that are less than 5x the blank concentration for this analyte.
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ORGANICS
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FF

Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

12

12

12

12

12

12

12

12

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113019

592

592

592

592

395

395

197

197

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

09/02/11

13L-AE-W15Client ID:
08/20/11 11:10Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113019-01Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/27/11 07:19
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 23:50

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--
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Aroclor 1254

Parameter Result Dilution Factor

4090 ug/kg 12

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113019

592

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

09/02/11

13L-AE-W15Client ID:
08/20/11 11:10Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113019-01Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/27/11 07:19
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 23:50

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

Serial_No:09021116:40
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

23

23

23

23

23

23

23

23

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113019

1160

1160

1160

1160

776

776

388

388

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

09/02/11

13L-AE-W16Client ID:
08/20/11 11:20Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113019-02Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/27/11 07:32
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 23:50

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--
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Aroclor 1254

Parameter Result Dilution Factor

6730 ug/kg 23

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113019

1160

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

09/02/11

13L-AE-W16Client ID:
08/20/11 11:20Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113019-02Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/27/11 07:32
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 23:50

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

24

24

24

24

24

24

24

24

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113019

1280

1280

1280

1280

857

857

428

428

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

09/02/11

13L-AE-W17Client ID:
08/20/11 11:30Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113019-03Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/27/11 07:46
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 23:50

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

Serial_No:09021116:40
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Aroclor 1254

Parameter Result Dilution Factor

8100 ug/kg 24

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113019

1280

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

09/02/11

13L-AE-W17Client ID:
08/20/11 11:30Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113019-03Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/27/11 07:46
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 23:50

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

19

19

19

19

19

19

19

19

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113019

942

942

942

942

628

628

314

314

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

09/02/11

13L-AE-W18Client ID:
08/20/11 11:40Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113019-04Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/27/11 07:59
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 23:50

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--
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Aroclor 1254

Parameter Result Dilution Factor

7090 ug/kg 19

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113019

942

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

09/02/11

13L-AE-W18Client ID:
08/20/11 11:40Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113019-04Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/27/11 07:59
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 23:50

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

Serial_No:09021116:40
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

22

22

22

22

22

22

22

22

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113019

1210

1210

1210

1210

809

809

404

404

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

09/02/11

13L-AE-W19Client ID:
08/20/11 11:45Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113019-05Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/27/11 08:12
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 23:50

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

Serial_No:09021116:40
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Aroclor 1254

Parameter Result Dilution Factor

2240 ug/kg 22

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113019

1210

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

09/02/11

13L-AE-W19Client ID:
08/20/11 11:45Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113019-05Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/27/11 08:12
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 23:50

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

Serial_No:09021116:40

Page 16 of 58



Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

19

19

19

19

19

19

19

19

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113019

1020

1020

1020

1020

678

678

339

339

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

09/02/11

13L-AE-W20Client ID:
08/20/11 11:55Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113019-06Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/27/11 08:25
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 23:50

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

Serial_No:09021116:40
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Aroclor 1254

Parameter Result Dilution Factor

1960 ug/kg 19

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113019

1020

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

09/02/11

13L-AE-W20Client ID:
08/20/11 11:55Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113019-06Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/27/11 08:25
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 23:50

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

Serial_No:09021116:40
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

14

14

14

14

14

14

14

14

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113019

747

747

747

747

498

498

249

249

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

09/02/11

13L-AE-W21Client ID:
08/20/11 12:00Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113019-07Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/27/11 08:38
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 23:50

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

Serial_No:09021116:40
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Aroclor 1254

Parameter Result Dilution Factor

6350 ug/kg 14

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113019

747

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

09/02/11

13L-AE-W21Client ID:
08/20/11 12:00Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113019-07Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/27/11 08:38
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 23:50

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

Serial_No:09021116:40
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

15

15

15

15

15

15

15

15

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113019

741

741

741

741

494

494

247

247

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

09/02/11

13L-AE-W22Client ID:
08/20/11 12:05Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113019-08Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/27/11 08:52
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 23:50

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

Serial_No:09021116:40
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Aroclor 1254

Parameter Result

P

Dilution Factor

3700 ug/kg 15

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113019

741

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

09/02/11

13L-AE-W22Client ID:
08/20/11 12:05Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113019-08Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/27/11 08:52
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 23:50

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

Serial_No:09021116:40
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

23

23

23

23

23

23

23

23

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113019

1200

1200

1200

1200

800

800

400

400

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

09/02/11

13L-AE-W23Client ID:
08/20/11 12:10Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113019-09Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/27/11 09:05
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 23:50

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

Serial_No:09021116:40
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Aroclor 1254

Parameter Result Dilution Factor

3660 ug/kg 23

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113019

1200

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

09/02/11

13L-AE-W23Client ID:
08/20/11 12:10Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113019-09Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/27/11 09:05
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 23:50

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

Serial_No:09021116:40
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

18

18

18

18

18

18

18

18

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113019

968

968

968

968

645

645

322

322

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

09/02/11

13L-AE-W24Client ID:
08/20/11 12:20Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113019-10Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/27/11 09:18
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 23:50

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

Serial_No:09021116:40
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Aroclor 1254

Parameter Result Dilution Factor

3240 ug/kg 18

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113019

968

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

09/02/11

13L-AE-W24Client ID:
08/20/11 12:20Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113019-10Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/27/11 09:18
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 23:50

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

Serial_No:09021116:40
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

14

14

14

14

14

14

14

14

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113019

782

782

782

782

521

521

261

261

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

09/02/11

13L-AE-W25Client ID:
08/20/11 12:30Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113019-11Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/30/11 11:30
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 23:50

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

Serial_No:09021116:40
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Aroclor 1254

Parameter Result Dilution Factor

3060 ug/kg 14

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113019

782

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

09/02/11

13L-AE-W25Client ID:
08/20/11 12:30Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113019-11Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/30/11 11:30
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 23:50

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

Serial_No:09021116:40
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

15

15

15

15

15

15

15

15

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113019

821

821

821

821

547

547

274

274

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

09/02/11

13L-AE-W26Client ID:
08/20/11 12:35Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113019-12Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/27/11 09:31
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 23:50

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

Serial_No:09021116:40
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Aroclor 1254

Parameter Result Dilution Factor

2390 ug/kg 15

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113019

821

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

09/02/11

13L-AE-W26Client ID:
08/20/11 12:35Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113019-12Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/27/11 09:31
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 23:50

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

Serial_No:09021116:40
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

4600

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

17

17

17

17

17

17

17

17

17

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113019

975

975

975

975

650

975

650

325

325

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

09/02/11

13L-AE-W27Client ID:
08/20/11 12:40Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113019-13Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
09/01/11 17:01
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/31/11 11:07

Cleanup Date1: 09/01/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 09/01/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

--

Serial_No:09021116:40
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

22

22

22

22

22

22

22

22

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113019

1140

1140

1140

1140

762

762

381

381

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

09/02/11

13L-AE-W28Client ID:
08/20/11 12:45Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113019-14Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/27/11 09:45
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 23:50

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

Serial_No:09021116:40
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Aroclor 1254

Parameter Result Dilution Factor

8950 ug/kg 22

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113019

1140

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

09/02/11

13L-AE-W28Client ID:
08/20/11 12:45Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113019-14Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/27/11 09:45
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 23:50

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

Serial_No:09021116:40
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

400

400

400

400

400

400

400

400

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113019

20200

20200

20200

20200

13500

13500

6730

6730

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

09/02/11

13L-AE-W29Client ID:
08/20/11 12:50Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113019-15Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/30/11 10:50
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 23:50

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

Serial_No:09021116:40
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Aroclor 1254

Parameter Result Dilution Factor

201000 ug/kg 400

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113019

20200

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

09/02/11

13L-AE-W29Client ID:
08/20/11 12:50Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113019-15Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/30/11 10:50
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 23:50

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

Serial_No:09021116:40
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

13

13

13

13

13

13

13

13

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113019

696

696

696

696

464

464

232

232

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

09/02/11

13L-AE-W30Client ID:
08/20/11 12:55Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113019-16Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/27/11 10:11
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 23:50

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

Serial_No:09021116:40
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Aroclor 1254

Parameter Result Dilution Factor

3780 ug/kg 13

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113019

696

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

09/02/11

13L-AE-W30Client ID:
08/20/11 12:55Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113019-16Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/27/11 10:11
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 23:50

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

Serial_No:09021116:40
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

10

10

10

10

10

10

10

10

10

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113019

518

518

518

518

345

518

345

173

173

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

09/02/11

14L-LOUVER1Client ID:
08/20/11 13:05Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113019-17Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/30/11 11:03
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 23:50

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

--

Serial_No:09021116:40

Page 38 of 58



Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

16200

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

18

18

18

18

18

18

18

18

18

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113019

2580

2580

2580

2580

1720

2580

1720

861

861

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

09/02/11

13L-AE-D1Client ID:
08/20/11 13:15Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113019-18Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/27/11 10:38
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 23:50

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

--

Serial_No:09021116:40
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

350

350

350

350

350

350

350

350

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113019

17900

17900

17900

17900

11900

11900

5970

5970

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

09/02/11

6L-DE-W1Client ID:
08/20/11 13:25Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113019-19Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/30/11 15:19
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 01:35

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

Serial_No:09021116:40
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Aroclor 1254

Parameter Result Dilution Factor

193000 ug/kg 350

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113019

17900

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

09/02/11

6L-DE-W1Client ID:
08/20/11 13:25Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113019-19Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/30/11 15:19
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 01:35

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

Serial_No:09021116:40
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

500

500

500

500

500

500

500

500

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113019

24900

24900

24900

24900

16600

16600

8300

8300

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

09/02/11

6L-CE-W1Client ID:
08/20/11 13:35Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113019-20Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/30/11 15:33
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 01:35

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

Serial_No:09021116:40
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Aroclor 1254

Parameter Result Dilution Factor

386000 ug/kg 500

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113019

24900

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

09/02/11

6L-CE-W1Client ID:
08/20/11 13:35Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113019-20Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/30/11 15:33
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 01:35

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

Serial_No:09021116:40
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Method Blank Analysis
Batch Quality Control

Project Name: 

Project Number: 

Lab Number: 

Report Date: 

IRS/GSA

41062464

L1113019

08/27/11 10:51
1,8082Analytical Method:

Analytical Date:
Extraction Method:

Cleanup Method1:

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 23:50

09/02/11

Cleanup Method2: EPA 3660B

Analyst: KB

Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result

ND

ND

ND

ND

ND

ND

ND

ND

ND

RL

59.8

59.8

59.8

59.8

39.8

59.8

39.8

19.9

19.9

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

UnitsQualifier

PCB by GC - Westborough Lab for sample(s):   01-12,14-18    Batch:   WG486341-1     

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

64

47

65

74

30-150

30-150

30-150

30-150

Surrogate %Recovery Qualifier
Acceptance 

Criteria

Cleanup Date1: 08/27/11

Cleanup Date2: 08/27/11

MDL

--

--

--

--

--

--

--

--

--

08/27/11
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Method Blank Analysis
Batch Quality Control

Project Name: 

Project Number: 

Lab Number: 

Report Date: 

IRS/GSA

41062464

L1113019

08/31/11 13:53
1,8082Analytical Method:

Analytical Date:
Extraction Method:

Cleanup Method1:

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 01:35

09/02/11

Cleanup Method2: EPA 3660B

Analyst: KB

Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result

ND

ND

ND

ND

ND

ND

ND

ND

RL

59.4

59.4

59.4

59.4

39.6

39.6

19.8

19.8

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

UnitsQualifier

PCB by GC - Westborough Lab for sample(s):   19-20    Batch:   WG486348-1     

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

77

87

91

99

30-150

30-150

30-150

30-150

Surrogate %Recovery Qualifier
Acceptance 

Criteria

Cleanup Date1: 08/27/11

Cleanup Date2: 08/27/11

MDL

--

--

--

--

--

--

--

--

08/27/11
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Method Blank Analysis
Batch Quality Control

Project Name: 

Project Number: 

Lab Number: 

Report Date: 

IRS/GSA

41062464

L1113019

08/31/11 13:53
1,8082Analytical Method:

Analytical Date:
Extraction Method:

Cleanup Method1:

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 01:35

09/02/11

Cleanup Method2: EPA 3660B

Analyst: KB

Aroclor 1254

Parameter Result

245

RL

59.4ug/kg

UnitsQualifier

PCB by GC - Westborough Lab for sample(s):   19-20    Batch:   WG486348-1     

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

77

87

91

99

30-150

30-150

30-150

30-150

Surrogate %Recovery Qualifier
Acceptance 

Criteria

Cleanup Date1: 08/27/11

Cleanup Date2: 08/27/11

MDL

--

08/27/11
Serial_No:09021116:40
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Method Blank Analysis
Batch Quality Control

Project Name: 

Project Number: 

Lab Number: 

Report Date: 

IRS/GSA

41062464

L1113019

09/01/11 17:51
1,8082Analytical Method:

Analytical Date:
Extraction Method:

Cleanup Method1:

EPA 3540C

EPA 3665A
Extraction Date: 08/31/11 11:07

09/02/11

Cleanup Method2: EPA 3660B

Analyst: KB

Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result

ND

ND

ND

ND

ND

ND

ND

ND

ND

RL

57.6

57.6

57.6

57.6

38.4

57.6

38.4

19.2

19.2

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

UnitsQualifier

PCB by GC - Westborough Lab for sample(s):   13    Batch:   WG487762-1     

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

59

74

66

83

30-150

30-150

30-150

30-150

Surrogate %Recovery Qualifier
Acceptance 

Criteria

Cleanup Date1: 09/01/11

Cleanup Date2: 09/01/11

MDL

--

--

--

--

--

--

--

--

--

09/01/11
Serial_No:09021116:40
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Aroclor 1016

Aroclor 1260

Aroclor 1016

Aroclor 1260

 59

 52

 64

 55

65

58

62

67

40-140

40-140

40-140

40-140

10

11

3

20

50

50

50

50

Parameter
LCS

%Recovery
LCSD

%Recovery
%Recovery

Limits RPD RPD Limits

PCB by GC - Westborough Lab  Associated sample(s):   01-12,14-18    Batch:   WG486341-2   WG486341-3     

PCB by GC - Westborough Lab  Associated sample(s):   19-20    Batch:   WG486348-2   WG486348-3     

Lab Control Sample Analysis
Batch Quality Control

Project Name: 

Project Number: 

Lab Number: 

Report Date: 

IRS/GSA

41062464

L1113019

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

60

44

60

62

57

44

62

62

30-150

30-150

30-150

30-150

30-150

30-150

30-150

30-150

63

75

64

80

60

47

65

65

Surrogate

Surrogate

Qual

Qual

%Recovery

%Recovery

Qual

Qual

%Recovery

%Recovery

LCS

LCS

LCSD

LCSD

09/02/11

Acceptance
Criteria

Acceptance
Criteria

Qual Qual Qual

Serial_No:09021116:40
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Aroclor 1016

Aroclor 1260

 73

 52

113

74

40-140

40-140

43

35

50

50

Parameter
LCS

%Recovery
LCSD

%Recovery
%Recovery

Limits RPD RPD Limits

PCB by GC - Westborough Lab  Associated sample(s):   13    Batch:   WG487762-2   WG487762-3     

Lab Control Sample Analysis
Batch Quality Control

Project Name: 

Project Number: 

Lab Number: 

Report Date: 

IRS/GSA

41062464

L1113019

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

45

57

64

73

30-150

30-150

30-150

30-150

53

69

65

81

Surrogate Qual%Recovery Qual%Recovery
LCS LCSD

09/02/11

Acceptance
Criteria

Qual Qual Qual

Serial_No:09021116:40
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*Values in parentheses indicate holding time in days

L1113019-01A

L1113019-02A

L1113019-03A

L1113019-04A

L1113019-05A

L1113019-06A

L1113019-07A

L1113019-08A

L1113019-09A

L1113019-10A

L1113019-11A

L1113019-12A

L1113019-13A

L1113019-14A

L1113019-15A

L1113019-16A

L1113019-17A

L1113019-18A

L1113019-19A

L1113019-20A

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

3.2

3.2

3.2

3.2

3.2

3.2

3.2

3.2

3.2

3.2

3.2

3.2

3.2

3.2

3.2

3.2

3.2

3.2

3.2

3.2

Y

Y

Y

Y

Y

Y

Y

Y

Y

Y

Y

Y

Y

Y

Y

Y

Y

Y

Y

Y

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

B Absent
Cooler

Custody SealCooler Information

IRS/GSA

41062464

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

Project Name:

Project Number:

L1113019Lab Number:

Report Date:

Sample Receipt and Container Information

Container ID Container Type Cooler pH
Temp
deg C Pres Seal

Container Information

Analysis(*)

09/02/11

Were project specific reporting limits specified? YES

Reagent H2O Preserved Vials Frozen on: NA

Serial_No:09021116:40
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Report Format: Data Usability Report

GLOSSARY

Project Name:

Project Number:

Lab Number:

Report Date:

L1113019IRS/GSA

41062464 09/02/11

Acronyms

EPA

LCS

LCSD

LFB

MDL

MS

MSD

NA

NC

NI

RL

RPD

SRM

Environmental Protection Agency.

Laboratory Control Sample: A sample matrix, free from the analytes of interest, spiked with verified known amounts of analytes 
or a material containing known and verified amounts of analytes.
Laboratory Control Sample Duplicate: Refer to LCS.

Laboratory Fortified Blank: A sample matrix, free from the analytes of interest, spiked with verified known amounts of analytes 
or a material containing known and verified amounts of analytes.
Method Detection Limit: This value represents the level to which target analyte concentrations are reported as estimated values, 
when those target analyte concentrations are quantified below the reporting limit (RL). The MDL includes any adjustments from 
dilutions, concentrations or moisture content, where applicable.
Matrix Spike Sample: A sample prepared by adding a known mass of target analyte to a specified amount of matrix sample for 
which an independent estimate of target analyte concentration is available. 
Matrix Spike Sample Duplicate: Refer to MS.

Not Applicable.

Not Calculated:  Term is utilized when one or more of the results utilized in the calculation are non-detect at the parameter's 
reporting unit.
Not Ignitable. 

Reporting Limit:  The value at which an instrument can accurately measure an analyte at a specific concentration. The RL 
includes any adjustments from dilutions, concentrations or moisture content, where applicable.
Relative Percent Difference:  The results from matrix and/or matrix spike duplicates are primarily designed to assess the precision
of analytical results in a given matrix and are expressed as relative percent difference (RPD).  Values which are less than five 
times the reporting limit for any individual parameter are evaluated by utilizing the absolute difference between the values; 
although the RPD value will be provided in the report.
Standard Reference Material: A reference sample of a known or certified value that is of the same or similar matrix as the 
associated field samples.

 -

 -

 -

 -

 -

 -

 -

 -

 -

 -

 -

 -

 -

Terms

Analytical Method: Both the document from which the method originates and the analytical reference method. (Example: EPA 8260B is 
shown as 1,8260B.) The codes for the reference method documents are provided in the References section of the Addendum.

Data Qualifiers

A

B

C

D

E

G

H

I

M

P

Q

 -

 -

 -

 -

 -

 -

 -

 -

 -

 -

 -

Spectra identified as "Aldol Condensation Product".

The analyte was detected above the reporting limit in the associated method blank. Flag only applies to associated field samples that 
have detectable concentrations of the analyte at less than five times (5x) the concentration found in the blank. For MCP-related 
projects, flag only applies to associated field samples that have detectable concentrations of the analyte at less than ten times (10x) 
the concentration found in the blank. For DOD-related projects, flag only applies to associated field samples that have detectable 
concentrations of the analyte at less than ten times (10x) the concentration found in the blank AND the analyte was detected above 
one-half the reporting limit (or above the reporting limit for common lab contaminants) in the associated method blank.
Co-elution: The target analyte co-elutes with a known lab standard (i.e. surrogate, internal standards, etc.) for co-extracted 
analyses.
Concentration of analyte was quantified from diluted analysis. Flag only applies to field samples that have detectable concentrations 
of the analyte.
Concentration of analyte exceeds the range of the calibration curve and/or linear range of the instrument.

The concentration may be biased high due to matrix interferences (i.e, co-elution) with non-target compound(s). The result should 
be considered estimated.
The analysis of pH was performed beyond the regulatory-required holding time of 15 minutes from the time of sample collection.

The RPD between the results for the two columns exceeds the method-specified criteria; however, the lower value has been reported
due to obvious interference.
Reporting Limit (RL) exceeds the MCP CAM Reporting Limit for this analyte.

The RPD between the results for the two columns exceeds the method-specified criteria.

The quality control sample exceeds the associated acceptance criteria. Note: This flag is not applicable for matrix spike recoveries 
when the sample concentration is greater than 4x the spike added or for batch duplicate RPD when the sample concentrations are less

1 The reference for this analyte should be considered modified since this analyte is absent from the target analyte list of the original
method.

 -

Footnotes

Serial_No:09021116:40
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Report Format: Data Usability Report

Project Name:

Project Number:

Lab Number:

Report Date:

L1113019IRS/GSA

41062464 09/02/11

Data Qualifiers

R

RE

 -

 -

than 5x the RL. (Metals only.)

Analytical results are from sample re-analysis.

Analytical results are from sample re-extraction.

J

ND

 -

 -

Estimated value. This represents an estimated concentration for Tentatively Identified Compounds (TICs).

Not detected at the reporting limit (RL) for the sample.

Serial_No:09021116:40
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Alpha Analytical performs services with reasonable care and diligence normal to the analytical testing
laboratory industry.  In the event of an error, the sole and exclusive responsibility of Alpha Analytical
shall be to re-perform the work at it's own expense.  In no event shall Alpha Analytical be held liable
for any incidental, consequential or special damages, including but not limited to, damages in any way
connected with the use of, interpretation of, information or analysis provided by Alpha Analytical.

We strongly urge our clients to comply with EPA protocol regarding sample volume, preservation, cooling,
containers, sampling procedures, holding time and splitting of samples in the field.

LIMITATION OF LIABILITIES

1 Test Methods for Evaluating Solid Waste:  Physical/Chemical Methods.  EPA SW-846. 
Third Edition. Updates I - IIIA, 1997.

Project Name:

Project Number:

Lab Number:

Report Date:

L1113019IRS/GSA

41062464

REFERENCES 

09/02/11
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Certificate/Approval Program Summary 
Last revised July 28, 2011  - Westboro Facility   

 
The following list includes only those analytes/methods for which certification/approval is currently held. 

For a complete listing of analytes for the referenced methods, please contact your Alpha Customer Service Representative.  
 

Connecticut Department of Public Health Certificate/Lab ID: PH-0574. NELAP Accredited Solid Waste/Soil. 
 
Drinking Water (Inorganic Parameters: Color, pH, Turbidity, Conductivity, Alkalinity, Chloride, Free Residual Chlorine, 
Fluoride, Calcium Hardness, Sulfate, Nitrate, Nitrite, Aluminum, Antimony, Arsenic, Barium, Beryllium, Cadmium, 
Calcium, Chromium, Copper, Iron, Lead, Magnesium, Manganese, Mercury, Molybdenum, Nickel, Potassium, Selenium, 
Silver, Sodium, Thallium, Vanadium, Zinc, Total Dissolved Solids, Total Organic Carbon, Total Cyanide, Perchlorate. 
Organic Parameters: Volatile Organics 524.2, Total Trihalomethanes 524.2, 1,2-Dibromo-3-chloropropane (DBCP), 
Ethylene Dibromide (EDB), 1,4-Dioxane (Mod 8270). Microbiology Parameters: Total Coliform-MF mEndo (SM9222B), 
Total Coliform – Colilert (SM9223 P/A), E. Coli. – Colilert (SM9223 P/A), HPC – Pour Plate (SM9215B), Fecal Coliform – 
MF m-FC (SM9222D))  
 
Wastewater/Non-Potable Water (Inorganic Parameters: Color, pH, Conductivity, Acidity, Alkalinity, Chloride, Total 
Residual Chlorine, Fluoride, Total Hardness, Silica, Sulfate, Sulfide, Ammonia, Kjeldahl Nitrogen, Nitrate, Nitrite, O-
Phosphate, Total Phosphorus, Aluminum, Antimony, Arsenic, Barium, Beryllium, Boron, Cadmium, Calcium, Chromium, 
Hexavalent Chromium, Cobalt, Copper, Iron, Lead, Magnesium, Manganese, Mercury, Molybdenum, Nickel, Potassium, 
Selenium, Silver, Sodium, Strontium, Thallium, Tin, Titanium, Vanadium, Zinc, Total Residue (Solids), Total Dissolved 
Solids, Total Suspended Solids (non-filterable), BOD, CBOD, COD, TOC, Total Cyanide, Phenolics, Foaming Agents 
(MBAS), Bromide, Oil and Grease. Organic Parameters: PCBs, Organochlorine Pesticides, Technical Chlordane, 
Toxaphene, 2,4-D, 2,4,5-T, 2,4,5-TP(Silvex), Acid Extractables (Phenols), Benzidines, Phthalate Esters, Nitrosamines, 
Nitroaromatics & Isophorone, Polynuclear Aromatic Hydrocarbons, Haloethers, Chlorinated Hydrocarbons, Volatile 
Organics, TPH (HEM/SGT), Extractable Petroleum Hydrocarbons (ETPH), MA-EPH, MA-VPH. Microbiology Parameters: 
Total Coliform – MF mEndo (SM9222B), Total Coliform – MTF (SM9221B), HPC – Pour Plate (SM9215B), Fecal 
Coliform – MF m-FC (SM9222D), Fecal Coliform – A-1 Broth (SM9221E).)  
 
Solid Waste/Soil (Inorganic Parameters: pH, Sulfide, Aluminum, Antimony, Arsenic, Barium, Beryllium, Boron, Cadmium, 
Calcium, Chromium, Hexavalent Chromium, Cobalt, Copper, Iron, Lead, Magnesium, Manganese, Mercury, 
Molybdenum, Nickel, Potassium, Selenium, Silver, Sodium, Thallium, Tin, Vanadium, Zinc, Total Cyanide, Ignitability, 
Phenolics, Corrosivity, TCLP Leach (1311), SPLP Leach (1312 metals only), Reactivity. Organic Parameters: PCBs, 
PCBs in Oil, Organochlorine Pesticides, Technical Chlordane, Toxaphene, Extractable Petroleum Hydrocarbons 
(ETPH), MA-EPH, MA-VPH, Dicamba, 2,4-D, 2,4,5-T, 2,4,5-TP(Silvex), Volatile Organics, Acid Extractables (Phenols), 
3.3’-Dichlorobenzidine, Phthalates, Nitrosamines, Nitroaromatics & Cyclic Ketones, PAHs, Haloethers, Chlorinated 
Hydrocarbons. )  
 
Maine Department of Human Services Certificate/Lab ID: 2009024.  
Drinking Water (Inorganic Parameters: SM9215B, 9222D, 9223B, EPA 180.1, 353.2, SM2130B, 2320B, 2540C, 4500Cl-
D, 4500CN-C, 4500CN-E, 4500F-C, 4500H+B, 4500NO3-F, EPA 200.7, EPA 200.8, 245.1, EPA 300.0. Organic 
Parameters: 504.1, 524.2.)  
 
Wastewater/Non-Potable Water (Inorganic Parameters: EPA 120.1, 1664A, 350.1, 351.1, 353.2, 410.4, 420.1, 
SM2320B, 2510B, 2540C, 2540D, 426C, 4500Cl-D, 4500Cl-E, 4500CN-C, 4500CN-E, 4500F-B, 4500F-C, 4500H+B, 
4500Norg-B, 4500Norg-C, 4500NH3-B, 4500NH3-G, 4500NH3-H, 4500NO3-F, 4500P-B, 4500P-E, 5210B, 5220D, 
5310C, 9010B, 9040B, 9030B, 7470A, 7196A, 2340B, EPA 200.7, 6010, 200.8, 6020, 245.1, 1311, 1312, 3005A, 
Enterolert, 9223D, 9222D. Organic Parameters: 608, 8081, 8082, 8330, 8151A, 624, 8260, 3510C, 3630C, 5030B, ME-
DRO, ME-GRO, MA-EPH, MA-VPH.)  
 
Solid Waste/Soil (Inorganic Parameters:  9010B, 9012A, 9014A, 9040B, 9045C, 6010B, 7471A, 7196A, 9050A, 1010, 
1030, 9065, 1311, 1312, 3005A, 3050B. Organic Parameters: ME-DRO, ME-GRO, MA-EPH, MA-VPH, 8260B, 8270C, 
8330, 8151A, 8081A, 8082, 3540C, 3546, 3580A, 3630C, 5030B, 5035.) 
 
Massachusetts Department of Environmental Protection Certificate/Lab ID: M-MA086.  
Drinking Water (Inorganic Parameters: (EPA 200.8 for: Sb,As,Ba,Be,Cd,Cr,Cu,Pb,Ni,Se,Tl) (EPA 200.7 for: 
Ba,Be,Ca,Cd,Cr,Cu,Na,Ni)  245.1, (300.0 for:  Nitrate-N, Fluoride, Sulfate); (EPA 353.2 for:  Nitrate-N, Nitrite-N);   
(SM4500NO3-F for:  Nitrate-N and Nitrite-N); 4500F-C, 4500CN-CE, EPA 180.1, SM2130B, SM4500Cl-D, 2320B, 
SM2540C, SM4500H-B. Organic Parameters: (EPA 524.2 for:  Trihalomethanes, Volatile Organics); (504.1 for:  1,2-
Dibromoethane, 1,2-Dibromo-3-Chloropropane), EPA 332. Microbiology Parameters:  SM9215B; ENZ. SUB. SM9223; 
ColilertQT SM9223B; MF-SM9222D.) 
 
Non-Potable Water (Inorganic Parameters:, (EPA 200.8 for:  Al,Sb,As,Be,Cd,Cr,Cu,Pb,Mn,Ni,Se,Ag,Tl,Zn); (EPA 200.7 
for:  Al,Sb,As,Be,Cd,Ca,Cr,Co,Cu,Fe,Pb,Mg,Mn,Mo,Ni,K,Se,Ag,Na,Sr,Ti,Tl, V,Zn); 245.1, SM4500H,B, EPA 120.1, 
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SM2510B, 2540C, 2340B, 2320B, 4500CL-E, 4500F-BC, 426C, SM4500NH3-BH, (EPA 350.1 for:  Ammonia-N), 
LACHAT 10-107-06-1-B for Ammonia-N, SM4500NO3-F, 353.2 for Nitrate-N, SM4500NH3-BC-NES, EPA 351.1, 
SM4500P-E, 4500P-B,E, 5220D, EPA 410.4, SM 5210B, 5310C, 4500CL-D, EPA 1664, SM14 510AC, EPA 420.1, 
SM4500-CN-CE, SM2540D. 
Organic Parameters: (EPA 624 for Volatile Halocarbons, Volatile Aromatics),(608 for:  Chlordane, Aldrin, Dieldrin, DDD, 
DDE, DDT, Heptachlor, Heptachlor Epoxide, PCBs-Water), (EPA 625 for SVOC Acid Extractables and SVOC 
Base/Neutral Extractables), 600/4-81-045-PCB-Oil.  Microbiology Parameters: (ColilertQT SM9223B;Enterolert-QT: 
SM9222D-MF.)  
 
New Hampshire Department of Environmental Services Certificate/Lab ID: 200307. NELAP Accredited. 
Drinking Water (Inorganic Parameters: SM 9222B, 9223B, 9215B, EPA 200.7, 200.8, 245.2, 300.0, SM4500CN-E, 
4500H+B, 4500NO3-F, 2320B, 2510B, 2540C, 4500F-C, 5310C, 2120B, EPA 332.0. Organic Parameters: 504.1, 524.2.)  
 
Non-Potable Water (Inorganic Parameters: SM9222D, 9221B, 9222B, 9221E-EC, EPA 3005A, 200.7, 200.8, 245.1, 
245.2, SW-846 6010B, 6020, 7196A, 7470A, SM3500-CR-D, EPA 120.1, 300.0, 350.1, 351.1, 353.2, 410.4, 420.1, 
1664A, SW-846 9010, 9030, 9040B, 9050A, SM426C, SM2120B, 2310B, 2320B, 2540B, 2540D, 4500H+B, 4500CL-E, 
4500CN-E, 4500NH3-H, 4500NO3-F, 4500NO2-B, 4500P-E, 4500-S2-D, 5210B, 5220D, 2510B, 2540C, 4500F-C, 
5310C, 5540C, LACHAT 10-204-00-1-A, LACHAT 10-107-06-2-D. Organic Parameters: SW-846 3510C, 5030B, 8260B, 
8270C, 8330, EPA 624, 625, 608, SW-846 8082, 8081A, 8151A.)  
 
Solid & Chemical Materials (Inorganic Parameters: SW-846 6010B, 7196A, 7471A, 1010, 1030, 9010, 9012A, 9014, 
9030B, 9040B, 9045C, 9050C, 9065,1311, 1312, 3005A, 3050B. Organic Parameters: SW-846 3540C,  3546, 3580A, 
5030B, 5035, 8260B, 8270C, 8330, 8151A, 8015B, 8082, 8081A.) 
  
New Jersey Department of Environmental Protection Certificate/Lab ID: MA935. NELAP Accredited. 
Drinking Water (Inorganic Parameters: SM9222B, 9221E, 9223B, 9215B, 4500CN-CE, 4500NO3-F, 4500F-C, EPA 
300.0, 200.7, 200.8, 245.2, 2540C, SM2120B, 2320B, 2510B, 5310C, SM4500H-B. Organic Parameters: EPA 332, 
504.1, 524.2.)  
 
Non-Potable Water (Inorganic Parameters: SM5210B, EPA 410.4, SM5220D, 4500Cl-E, EPA 300.0, SM2120B, 
SM4500F-BC, EPA 200.7, 351.1, LACHAT 10-107-06-2-D, EPA 353.2, SM4500NO3-F, 4500NO2-B, EPA 1664A, 
SM5310B, C or D, 4500-PE, EPA 420.1, SM510ABC, SM4500P-B5+E, 2540B, 2540C, 2540D, EPA 120.1, SM2510B, 
SM15 426C, 9222D, 9221B, 9221C, 9221E, 9222B, 9215B, 2310B, 2320B, 4500NH3-H, 4500-S D, EPA 350.1, 350.2, 
SW-846 1312, 6020, 6020A, 7470A, 5540C, 4500H-B, EPA 200.8, SM3500Cr-D, 4500CN-CE, EPA 245.1, 245.2, SW-
846 9040B, 3005A, 3015, EPA 6010B, 6010C, 7196A, 3060A, SW-846 9010B, 9030B. Organic Parameters: SW-846 
8260B, 8270C, 8270D, 8270C-SIM, 8270D-SIM, 3510C, EPA 608, 624, 625, SW-846 3630C, 5030B, 8081A, 8081B, 
8082, 8082A, 8151A, 8330, NJ OQA-QAM-025 Rev.7, NJ EPH.)  
 
Solid & Chemical Materials (Inorganic Parameters: SW-846, 6010B, 6010C, 7196A, 3060A, 9010B, 9030B, 1010, 1030, 
1311, 1312, 3005A, 3050B, 7471A, 7471B, 9014, 9012A, 9040B, 9045C, 9050A, 9065. Organic Parameters: SW-846 
8015B, 8015C, 8081A, 8081B, 8082, 8082A, 8151A, 8330, 8260B, 8270C, 8270D, 8270C-SIM, 8270D-SIM, 3540C, 
3545, 3546, 3550B, 3580A, 3630C, 5030B, 5035L, 5035H, NJ OQA-QAM-025 Rev.7, NJ EPH.) 
  
New York Department of Health Certificate/Lab ID: 11148. NELAP Accredited. 
Drinking Water (Inorganic Parameters: SM9223B, 9222B, 9215B, EPA 200.8, 200.7, 245.2, SM5310C, EPA 332.0, 
SM2320B, EPA 300.0, SM2120B, 4500CN-E, 4500F-C, 4500H-B, 4500NO3-F, 2540C, SM 2510B. Organic Parameters: 
EPA 524.2, 504.1.)  
 
Non-Potable Water (Inorganic Parameters: SM9221E, 9222D, 9221B, 9222B, 9215B, 5210B, 5310C, EPA 410.4, 
SM5220D, 2310B-4a, 2320B, EPA 200.7, 300.0, SM4500CL-E, 4500F-C, SM15 426C, EPA 350.1, SM4500NH3-BH, 
EPA 351.1, LACHAT 10-107-06-2, EPA 353.2, LACHAT 10-107-04-1-C, SM4500-NO3-F, 4500-NO2-B, 4500P-E, 
2540C, 2540B, 2540D, EPA 200.8, EPA 6010B, 6020, EPA 7196A, SM3500Cr-D, EPA 245.1, 245.2, 7470A, SM2120B, 
LACHAT 10-204-00-1-A, EPA 9040B, SM4500-HB, EPA 1664A, EPA 420.1, SM14 510C, EPA 120.1, SM2510B, 
SM4500S-D, SM5540C, EPA 3005A, 9010B, 9030B.. Organic Parameters: EPA 624, 8260B, 8270C, 625, 608, 8081A, 
8151A, 8330, 8082, EPA 3510C, 5030B.)  
 
Solid & Hazardous Waste (Inorganic Parameters: 1010, 1030, EPA 6010B, 7196A, 7471A, 9012A, 9014, 9040B, 9045C, 
9065, 9050, EPA 1311, 1312, 3005A, 3050B, 9010B, 9030B. Organic Parameters: EPA 8260B, 8270C, 8015B, 8081A, 
8151A, 8330, 8082, 3540C, 3545, 3546, 3580, 5030B, 5035.)  
 
North Carolina Department of the Environment and Natural Resources Certificate/Lab ID : 666. Organic 
Parameters: MA-EPH, MA-VPH. 
 
Drinking Water Program Certificate/Lab ID:  25700.   (Inorganic Parameters: Chloride EPA 300.0.  Organic Parameters:  
524.2) 
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Pennsylvania Department of Environmental Protection Certificate/Lab ID : 68-03671. NELAP Accredited. 
Drinking Water (Organic Parameters: EPA 524.2, 504.1) 
 
Non-Potable Water (Inorganic Parameters: EPA 1312, 200.7, 410.4, 1664A, SM2540D, 5210B, 5220D, 4500-P,BE.  
Organic Parameters: EPA 3510C, 5030B, 625, 624, 608, 8081A, 8082, 8151A, 8260B, 8270C, 8330) 
 
Solid & Hazardous Waste (Inorganic Parameters: EPA 350.1, 1010, 1030, 1311, 1312, 3050B, 6010B, 7196A, 7471A, 
9010B, 9012A, 9014, 9040B, 9045C, 9050, 9065, SM 4500NH3-H.  Organic Parameters: 3540C, 3545, 3546, 3550B, 
3580A, 3630C, 5035, 8015B, 8081A, 8082, 8151A, 8260B, 8270C, 8330) 
 
Rhode Island Department of Health Certificate/Lab ID: LAO00065. NELAP Accredited via NY-DOH. 
Refer to MA-DEP Certificate for Potable and Non-Potable Water.  
Refer to NJ-DEP Certificate for Potable and Non-Potable Water.  
 
Texas Commisson on Environmental Quality  Certificate/Lab ID: T104704476-09-1. NELAP Accredited. 
Non-Potable Water (Inorganic Parameters: EPA 120.1, 1664, 200.7, 200.8, 245.1, 245.2, 300.0, 350.1, 351.1, 353.2, 
376.2, 410.4, 420.1, 6010, 6020, 7196, 7470, 9040, SM 2120B, 2310B, 2320B, 2510B, 2540B, 2540C, 2540D, 426C, 
4500CL-E, 4500CN-E, 4500F-C, 4500H+B, 4500NH3-H, 4500NO2B, 4500P-E, 4500 S2¯D, 510C, 5210B, 5220D, 
5310C, 5540C. Organic Parameters: EPA 608, 624, 625, 8081, 8082, 8151, 8260, 8270, 8330.) 
 
Solid & Hazardous Waste (Inorganic Parameters: EPA 1311, 1312, 9012, 9014, 9040, 9045, 9050, 9065.) 
 
Department of Defense Certificate/Lab ID: L2217. 
Drinking Water (Inorganic Parameters: SM 4500H-B. Organic Parameters: EPA 524.2, 504.1.) 
 
Non-Potable Water (Inorganic Parameters: EPA 200.7, 200.8, 6010B, 6020, 245.1, 245.2, 7470A, 9040B, 300.0, 332.0, 
6860, 353.2, 410.4, 9060, 1664A, SM 4500CN-E, 4500H-B, 4500NO3-F, 5220D, 5310C, 2320B, 2540C, 3005A, 3015, 
9010B, 9056. Organic Parameters: EPA 8260B, 8270C, 8330A, 625, 8082, 8081A, 3510C, 5030B, MassDEP EPH, 
MassDEP VPH.) 
 
Solid & Hazardous Waste (Inorganic Parameters: EPA 200.7, 6010B, 7471A, 9010, 9012A, 6860, 1311, 1312, 3050B, 
7196A, 9010B, 3500-CR-D, 4500CN-CE, 2540G, Organic Parameters: EPA 8260B, 8270C, 8330A/B-prep, 8082, 
8081A, 3540C, 3546, 3580A, 5035A, MassDEP EPH, MassDEP VPH.) 
 
The following analytes are not included in our current NELAP/TNI Scope of Accreditation: 
EPA 8260B:  Freon-113, 1,2,4,5-Tetramethylbenzene, 4-Ethyltoluene.  EPA 8330A:  PETN, Picric Acid, Nitroglycerine,  
2,6-DANT,  2,4-DANT.  EPA 8270C:  Methyl naphthalene, Dimethyl naphthalene, Total Methylnapthalenes, Total 
Dimethylnaphthalenes, 1,4-Diphenylhydrazine (Azobenzene). EPA 625:  4-Chloroaniline, 4-Methylphenol.  Total 
Phosphorus in a soil matrix, Chloride in a soil matrix, TKN in a soil matrix, NO2 in a soil matrix, NO3 in a soil matrix, SO4 
in a soil matrix. 
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L1113020

URS Corporation

41062464

IRS/GSA

Client:

Project Name:

Project Number:

08/31/11

Eight Walkup Drive, Westborough, MA  01581-1019

Lab Number:

Report Date:

508-898-9220  (Fax) 508-898-9193  800-624-9220 - www.alphalab.com

5 Industrial Way

Salem, NH 03079

Marilyn WadeATTN:

ANALYTICAL REPORT

Certifications & Approvals:  MA (M-MA086), NY NELAC (11148), CT (PH-0574), NH (2003), NJ (MA935), RI (LAO00065), ME (MA0086),
PA (Registration #68-03671), USDA (Permit #S-72578), US Army Corps of Engineers, Naval FESC.

(603) 893-0616Phone:

The original project report/data package is held by Alpha Analytical. This report/data package is paginated and should be reproduced only in its
entirety. Alpha Analytical holds no responsibility for results and/or data that are not consistent with the original.

Serial_No:08311120:51

Page 1 of 42



L1113020-01

L1113020-02

L1113020-03

L1113020-04

L1113020-05

L1113020-06

L1113020-07

L1113020-08

L1113020-09

L1113020-10

L1113020-11

L1113020-12

L1113020-13

Alpha 
Sample ID

6L-B-W1

6L-B-D1

6L-BE-D1

6L-B-W2

10L-AE-D2

12L-AE-D3

DUP 1

DUP 2

DUP 3

DUP 4

DUP 5

DUP 6

DUP 7

Client ID

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

Sample 
Location

IRS/GSA

41062464

Project Name:
Project Number:

Lab Number: 
Report Date:

L1113020
08/31/11

08/20/11 13:45

08/20/11 13:55

08/20/11 14:00

08/20/11 14:05

08/20/11 14:10

08/20/11 14:15

08/20/11 14:25

08/20/11 14:35

08/20/11 14:40

08/20/11 14:45

08/20/11 14:50

08/20/11 14:55

08/20/11 15:00

Collection 
Date/Time
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IRS/GSA

41062464

Project Name:

Project Number:

Lab Number:

Report Date:
L1113020

08/31/11

PCB

L1113020-01 through -05 and -08 have elevated detection limits due to the dilutions required by the matrix 

interferences encountered during the concentration of the samples and the analytical dilutions required by the 

target compounds present in the samples.

L1113020-03, -05 and -10 through -13 have elevated detection limits due to limited sample volume available 

for analysis.

L1113020-06, -07 and -10 through -13 have elevated detection limits due to the dilutions required by matrix 

interferences encountered during the concentration of the samples.

L1113020-09 has elevated detection limits due to the dilution required by the sample matrix.

L1113020-03 contains peaks which match the retention times for Aroclor 1254, but do not match the area 

ratios typical for this aroclor. The result for Aroclor 1254 is reported as "altered".

The surrogate recoveries for L1113020-01 through -10 and -12 are below the acceptance criteria for 2,4,5,6-

Case Narrative

The samples were received in accordance with the Chain of Custody and no significant deviations were encountered during the preparation 

or analysis unless otherwise noted. Sample Receipt, Container Information, and the Chain of Custody are located at the back of the report.

Results contained within this report relate only to the samples submitted under this Alpha Lab Number and meet all of the requirements of 

NELAC, for all NELAC accredited parameters. The data presented in this report is organized by parameter (i.e. VOC, SVOC, etc.). Sample 

specific Quality Control data (i.e. Surrogate Spike Recovery) is reported at the end of the target analyte list for each individual sample, 

followed by the Laboratory Batch Quality Control at the end of each parameter. If a sample was re-analyzed or re-extracted due to a 

required quality control corrective action and if both sets of data are reported, the Laboratory ID of the re-analysis or re-extraction is 

designated with an "R" or "RE", respectively. When multiple Batch Quality Control elements are reported (e.g. more than one LCS), the 

associated samples for each element are noted in the grey shaded header line of each data table. Any Laboratory Batch, Sample Specific %

recovery or RPD value that is outside the listed Acceptance Criteria is bolded in the report. Definitions of all data qualifiers and acronyms 

used in this report are provided in the Glossary located at the back of the report.

Please see the associated ADEx data file for a comparison of laboratory reporting limits that were achieved with the regulatory Numerical 

Standards requested on the Chain of Custody.

For additional information, please contact Client Services at 800-624-9220.
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Case Narrative (continued)

    
    I, the undersigned, attest under the pains and penalties of perjury that, to the best of my knowledge and 
    belief and based upon my personal inquiry of those responsible for providing the information contained
    in this analytical report, such information is accurate and complete.  This certificate of analysis is not
    complete unless this page accompanies any and all pages of this report.

    
    Authorized Signature:    

    Title:  Technical Director/Representative                                                                          Date:  08/31/11                  

IRS/GSA

41062464

Project Name:

Project Number:

Lab Number:

Report Date:
L1113020

08/31/11

Tetrachloro-m-xylene and Decachlorobiphenyl (all 0%) due to the dilutions required to quantitate the samples. 

Re-extraction was not required; therefore, the results of the original analyses are reported.

The WG486348-1 Method Blank, associated with L1113020-01 through -13, has a concentration above the 

reporting limit for Aroclor 1254. The results of the original analysis are reported and are qualified with a "B" for 

any associated sample concentrations that are less than 5x the blank concentration for this analyte.
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ORGANICS
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PCBS

Serial_No:08311120:51

Page 6 of 42



FF

Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

250000

250000

250000

250000

250000

250000

250000

250000

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113020

12100000

12100000

12100000

12100000

8060000

8060000

4030000

4030000

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

08/31/11

6L-B-W1Client ID:
08/20/11 13:45Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113020-01Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/31/11 13:05
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 01:35

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--
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Aroclor 1254

Parameter Result Dilution Factor

211000000 ug/kg 250000

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113020

12100000

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

08/31/11

6L-B-W1Client ID:
08/20/11 13:45Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113020-01Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/31/11 13:05
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 01:35

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

30

30

30

30

30

30

30

30

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113020

1560

1560

1560

1560

1040

1040

522

522

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

08/31/11

6L-B-D1Client ID:
08/20/11 13:55Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113020-02Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/30/11 16:11
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 01:35

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--
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Aroclor 1254

Parameter Result Dilution Factor

19500 ug/kg 30

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113020

1560

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

08/31/11

6L-B-D1Client ID:
08/20/11 13:55Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113020-02Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/30/11 16:11
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 01:35

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

87900

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

50

50

50

50

50

50

50

50

50

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113020

10500

10500

10500

10500

6990

10500

6990

3500

3500

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

08/31/11

6L-BE-D1Client ID:
08/20/11 14:00Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113020-03Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/30/11 16:25
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 01:35

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

--
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

250000

250000

250000

250000

250000

250000

250000

250000

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113020

14400000

14400000

14400000

14400000

9600000

9600000

4800000

4800000

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

08/31/11

6L-B-W2Client ID:
08/20/11 14:05Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113020-04Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/31/11 13:21
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 01:35

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

Serial_No:08311120:51
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Aroclor 1254

Parameter Result Dilution Factor

198000000 ug/kg 250000

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113020

14400000

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

08/31/11

6L-B-W2Client ID:
08/20/11 14:05Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113020-04Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/31/11 13:21
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 01:35

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

Serial_No:08311120:51
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

25

25

25

25

25

25

25

25

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113020

2870

2870

2870

2870

1920

1920

958

958

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

08/31/11

10L-AE-D2Client ID:
08/20/11 14:10Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113020-05Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/30/11 16:51
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 01:35

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

Serial_No:08311120:51
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Aroclor 1254

Parameter Result Dilution Factor

14600 ug/kg 25

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113020

2870

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

08/31/11

10L-AE-D2Client ID:
08/20/11 14:10Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113020-05Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/30/11 16:51
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 01:35

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

Serial_No:08311120:51
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

10

10

10

10

10

10

10

10

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113020

679

679

679

679

452

452

226

226

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

08/31/11

12L-AE-D3Client ID:
08/20/11 14:15Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113020-06Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/30/11 19:04
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 01:35

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

Serial_No:08311120:51
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Aroclor 1254

Parameter Result Dilution Factor

4760 ug/kg 10

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113020

679

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

08/31/11

12L-AE-D3Client ID:
08/20/11 14:15Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113020-06Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/30/11 19:04
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 01:35

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

Serial_No:08311120:51
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

10

10

10

10

10

10

10

10

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113020

523

523

523

523

348

348

174

174

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

08/31/11

DUP 1Client ID:
08/20/11 14:25Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113020-07Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/30/11 18:50
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 01:35

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

Serial_No:08311120:51
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Aroclor 1254

Parameter Result Dilution Factor

3460 ug/kg 10

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113020

523

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

08/31/11

DUP 1Client ID:
08/20/11 14:25Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113020-07Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/30/11 18:50
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 01:35

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

Serial_No:08311120:51
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

4000

4000

4000

4000

4000

4000

4000

4000

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113020

198000

198000

198000

198000

132000

132000

66100

66100

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

08/31/11

DUP 2Client ID:
08/20/11 14:35Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113020-08Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/31/11 13:37
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 01:35

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

Serial_No:08311120:51
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Aroclor 1254

Parameter Result Dilution Factor

1770000 ug/kg 400

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113020

198000

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

08/31/11

DUP 2Client ID:
08/20/11 14:35Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113020-08Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/31/11 13:37
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 01:35

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

Serial_No:08311120:51

Page 21 of 42



Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

50

50

50

50

50

50

50

50

50

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113020

2590

2590

2590

2590

1720

2590

1720

862

862

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

08/31/11

DUP 3Client ID:
08/20/11 14:40Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113020-09Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/31/11 11:45
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 01:35

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

--

Serial_No:08311120:51
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

10

10

10

10

10

10

10

10

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113020

1310

1310

1310

1310

873

873

437

437

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

08/31/11

DUP 4Client ID:
08/20/11 14:45Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113020-10Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/30/11 18:37
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 01:35

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

Serial_No:08311120:51
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Aroclor 1254

Parameter Result Dilution Factor

2550 ug/kg 10

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113020

1310

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

08/31/11

DUP 4Client ID:
08/20/11 14:45Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113020-10Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/30/11 18:37
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 01:35

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

Serial_No:08311120:51
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

5

5

5

5

5

5

5

5

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113020

1470

1470

1470

1470

980

980

490

490

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

59

42

64

48

30-150

30-150

30-150

30-150

Acceptance 
CriteriaSurrogate % Recovery Qualifier

08/31/11

DUP 5Client ID:
08/20/11 14:50Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113020-11Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/31/11 11:13
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 01:35

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

Serial_No:08311120:51
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Aroclor 1254

Parameter Result Dilution Factor

11600 ug/kg 5

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113020

1470

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

59

42

64

48

30-150

30-150

30-150

30-150

Acceptance 
CriteriaSurrogate % Recovery Qualifier

08/31/11

DUP 5Client ID:
08/20/11 14:50Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113020-11Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/31/11 11:13
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 01:35

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

Serial_No:08311120:51
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

10

10

10

10

10

10

10

10

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113020

2460

2460

2460

2460

1640

1640

820

820

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

08/31/11

DUP 6Client ID:
08/20/11 14:55Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113020-12Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/30/11 18:24
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 01:35

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

Serial_No:08311120:51
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Aroclor 1254

Parameter Result Dilution Factor

6470 ug/kg 10

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113020

2460

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

08/31/11

DUP 6Client ID:
08/20/11 14:55Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113020-12Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/30/11 18:24
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 01:35

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

Serial_No:08311120:51
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

5

5

5

5

5

5

5

5

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113020

2000

2000

2000

2000

1330

1330

667

667

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

41

31

42

44

30-150

30-150

30-150

30-150

Acceptance 
CriteriaSurrogate % Recovery Qualifier

08/31/11

DUP 7Client ID:
08/20/11 15:00Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113020-13Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/30/11 18:11
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 01:35

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

Serial_No:08311120:51
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Aroclor 1254

Parameter Result Dilution Factor

13300 ug/kg 5

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS/GSA

41062464

L1113020

2000

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

41

31

42

44

30-150

30-150

30-150

30-150

Acceptance 
CriteriaSurrogate % Recovery Qualifier

08/31/11

DUP 7Client ID:
08/20/11 15:00Date Collected:
08/22/11Date Received:

ANDOVER, MASample Location:

L1113020-13Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/30/11 18:11
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 01:35

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

Serial_No:08311120:51
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Method Blank Analysis
Batch Quality Control

Project Name: 

Project Number: 

Lab Number: 

Report Date: 

IRS/GSA

41062464

L1113020

08/31/11 13:53
1,8082Analytical Method:

Analytical Date:
Extraction Method:

Cleanup Method1:

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 01:35

08/31/11

Cleanup Method2: EPA 3660B

Analyst: KB

Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result

ND

ND

ND

ND

ND

ND

ND

ND

RL

59.4

59.4

59.4

59.4

39.6

39.6

19.8

19.8

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

UnitsQualifier

PCB by GC - Westborough Lab for sample(s):   01-13    Batch:   WG486348-1     

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

77

87

91

99

30-150

30-150

30-150

30-150

Surrogate %Recovery Qualifier
Acceptance 

Criteria

Cleanup Date1: 08/27/11

Cleanup Date2: 08/27/11

MDL

--

--

--

--

--

--

--

--

08/27/11
Serial_No:08311120:51
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Method Blank Analysis
Batch Quality Control

Project Name: 

Project Number: 

Lab Number: 

Report Date: 

IRS/GSA

41062464

L1113020

08/31/11 13:53
1,8082Analytical Method:

Analytical Date:
Extraction Method:

Cleanup Method1:

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 01:35

08/31/11

Cleanup Method2: EPA 3660B

Analyst: KB

Aroclor 1254

Parameter Result

245

RL

59.4ug/kg

UnitsQualifier

PCB by GC - Westborough Lab for sample(s):   01-13    Batch:   WG486348-1     

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

77

87

91

99

30-150

30-150

30-150

30-150

Surrogate %Recovery Qualifier
Acceptance 

Criteria

Cleanup Date1: 08/27/11

Cleanup Date2: 08/27/11

MDL

--

08/27/11
Serial_No:08311120:51
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Aroclor 1016

Aroclor 1260

 64

 55

62

67

40-140

40-140

3

20

50

50

Parameter
LCS

%Recovery
LCSD

%Recovery
%Recovery

Limits RPD RPD Limits

PCB by GC - Westborough Lab  Associated sample(s):   01-13    Batch:   WG486348-2   WG486348-3     

Lab Control Sample Analysis
Batch Quality Control

Project Name: 

Project Number: 

Lab Number: 

Report Date: 

IRS/GSA

41062464

L1113020

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

57

44

62

62

30-150

30-150

30-150

30-150

60

47

65

65

Surrogate Qual%Recovery Qual%Recovery
LCS LCSD

08/31/11

Acceptance
Criteria

Qual Qual Qual

Serial_No:08311120:51
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*Values in parentheses indicate holding time in days

L1113020-01A

L1113020-02A

L1113020-03A

L1113020-04A

L1113020-05A

L1113020-06A

L1113020-07A

L1113020-08A

L1113020-09A

L1113020-10A

L1113020-11A

L1113020-12A

L1113020-13A

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

B

B

B

B

B

B

B

B

B

B

A

A

A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

3.2

3.2

3.2

3.2

3.2

3.2

3.2

3.2

3.2

3.2

5.7

5.7

5.7

Y

Y

Y

Y

Y

Y

Y

Y

Y

Y

Y

Y

Y

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

A

B

Absent

Absent

Cooler
Custody SealCooler Information

IRS/GSA

41062464

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

Project Name:

Project Number:

L1113020Lab Number:

Report Date:

Sample Receipt and Container Information

L1113020-09A

Container ID Container Type Cooler pH
Temp
deg C Pres Seal

Container Information

Analysis(*)

08/31/11

Were project specific reporting limits specified? YES

Container Comments

Reagent H2O Preserved Vials Frozen on: NA

Serial_No:08311120:51
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Report Format: Data Usability Report

GLOSSARY

Project Name:

Project Number:

Lab Number:

Report Date:

L1113020IRS/GSA

41062464 08/31/11

Acronyms

EPA

LCS

LCSD

LFB

MDL

MS

MSD

NA

NC

NI

RL

RPD

SRM

Environmental Protection Agency.

Laboratory Control Sample: A sample matrix, free from the analytes of interest, spiked with verified known amounts of analytes 
or a material containing known and verified amounts of analytes.
Laboratory Control Sample Duplicate: Refer to LCS.

Laboratory Fortified Blank: A sample matrix, free from the analytes of interest, spiked with verified known amounts of analytes 
or a material containing known and verified amounts of analytes.
Method Detection Limit: This value represents the level to which target analyte concentrations are reported as estimated values, 
when those target analyte concentrations are quantified below the reporting limit (RL). The MDL includes any adjustments from 
dilutions, concentrations or moisture content, where applicable.
Matrix Spike Sample: A sample prepared by adding a known mass of target analyte to a specified amount of matrix sample for 
which an independent estimate of target analyte concentration is available. 
Matrix Spike Sample Duplicate: Refer to MS.

Not Applicable.

Not Calculated:  Term is utilized when one or more of the results utilized in the calculation are non-detect at the parameter's 
reporting unit.
Not Ignitable. 

Reporting Limit:  The value at which an instrument can accurately measure an analyte at a specific concentration. The RL 
includes any adjustments from dilutions, concentrations or moisture content, where applicable.
Relative Percent Difference:  The results from matrix and/or matrix spike duplicates are primarily designed to assess the precision
of analytical results in a given matrix and are expressed as relative percent difference (RPD).  Values which are less than five 
times the reporting limit for any individual parameter are evaluated by utilizing the absolute difference between the values; 
although the RPD value will be provided in the report.
Standard Reference Material: A reference sample of a known or certified value that is of the same or similar matrix as the 
associated field samples.

 -

 -

 -

 -

 -

 -

 -

 -

 -

 -

 -

 -

 -

Terms

Analytical Method: Both the document from which the method originates and the analytical reference method. (Example: EPA 8260B is 
shown as 1,8260B.) The codes for the reference method documents are provided in the References section of the Addendum.

Data Qualifiers

A

B

C

D

E

G

H

I

M

P

Q

 -

 -

 -

 -

 -

 -

 -

 -

 -

 -

 -

Spectra identified as "Aldol Condensation Product".

The analyte was detected above the reporting limit in the associated method blank. Flag only applies to associated field samples that 
have detectable concentrations of the analyte at less than five times (5x) the concentration found in the blank. For MCP-related 
projects, flag only applies to associated field samples that have detectable concentrations of the analyte at less than ten times (10x) 
the concentration found in the blank. For DOD-related projects, flag only applies to associated field samples that have detectable 
concentrations of the analyte at less than ten times (10x) the concentration found in the blank AND the analyte was detected above 
one-half the reporting limit (or above the reporting limit for common lab contaminants) in the associated method blank.
Co-elution: The target analyte co-elutes with a known lab standard (i.e. surrogate, internal standards, etc.) for co-extracted 
analyses.
Concentration of analyte was quantified from diluted analysis. Flag only applies to field samples that have detectable concentrations 
of the analyte.
Concentration of analyte exceeds the range of the calibration curve and/or linear range of the instrument.

The concentration may be biased high due to matrix interferences (i.e, co-elution) with non-target compound(s). The result should 
be considered estimated.
The analysis of pH was performed beyond the regulatory-required holding time of 15 minutes from the time of sample collection.

The RPD between the results for the two columns exceeds the method-specified criteria; however, the lower value has been reported
due to obvious interference.
Reporting Limit (RL) exceeds the MCP CAM Reporting Limit for this analyte.

The RPD between the results for the two columns exceeds the method-specified criteria.

The quality control sample exceeds the associated acceptance criteria. Note: This flag is not applicable for matrix spike recoveries 
when the sample concentration is greater than 4x the spike added or for batch duplicate RPD when the sample concentrations are less

1 The reference for this analyte should be considered modified since this analyte is absent from the target analyte list of the original
method.

 -

Footnotes

Serial_No:08311120:51
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Report Format: Data Usability Report

Project Name:

Project Number:

Lab Number:

Report Date:

L1113020IRS/GSA

41062464 08/31/11

Data Qualifiers

R

RE

 -

 -

than 5x the RL. (Metals only.)

Analytical results are from sample re-analysis.

Analytical results are from sample re-extraction.

J

ND

 -

 -

Estimated value. This represents an estimated concentration for Tentatively Identified Compounds (TICs).

Not detected at the reporting limit (RL) for the sample.

Serial_No:08311120:51
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Alpha Analytical performs services with reasonable care and diligence normal to the analytical testing
laboratory industry.  In the event of an error, the sole and exclusive responsibility of Alpha Analytical
shall be to re-perform the work at it's own expense.  In no event shall Alpha Analytical be held liable
for any incidental, consequential or special damages, including but not limited to, damages in any way
connected with the use of, interpretation of, information or analysis provided by Alpha Analytical.

We strongly urge our clients to comply with EPA protocol regarding sample volume, preservation, cooling,
containers, sampling procedures, holding time and splitting of samples in the field.

LIMITATION OF LIABILITIES

1 Test Methods for Evaluating Solid Waste:  Physical/Chemical Methods.  EPA SW-846. 
Third Edition. Updates I - IIIA, 1997.

Project Name:

Project Number:

Lab Number:

Report Date:

L1113020IRS/GSA

41062464

REFERENCES 

08/31/11

Serial_No:08311120:51
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Certificate/Approval Program Summary 
Last revised July 28, 2011  - Westboro Facility   

 
The following list includes only those analytes/methods for which certification/approval is currently held. 

For a complete listing of analytes for the referenced methods, please contact your Alpha Customer Service Representative.  
 

Connecticut Department of Public Health Certificate/Lab ID: PH-0574. NELAP Accredited Solid Waste/Soil. 
 
Drinking Water (Inorganic Parameters: Color, pH, Turbidity, Conductivity, Alkalinity, Chloride, Free Residual Chlorine, 
Fluoride, Calcium Hardness, Sulfate, Nitrate, Nitrite, Aluminum, Antimony, Arsenic, Barium, Beryllium, Cadmium, 
Calcium, Chromium, Copper, Iron, Lead, Magnesium, Manganese, Mercury, Molybdenum, Nickel, Potassium, Selenium, 
Silver, Sodium, Thallium, Vanadium, Zinc, Total Dissolved Solids, Total Organic Carbon, Total Cyanide, Perchlorate. 
Organic Parameters: Volatile Organics 524.2, Total Trihalomethanes 524.2, 1,2-Dibromo-3-chloropropane (DBCP), 
Ethylene Dibromide (EDB), 1,4-Dioxane (Mod 8270). Microbiology Parameters: Total Coliform-MF mEndo (SM9222B), 
Total Coliform – Colilert (SM9223 P/A), E. Coli. – Colilert (SM9223 P/A), HPC – Pour Plate (SM9215B), Fecal Coliform – 
MF m-FC (SM9222D))  
 
Wastewater/Non-Potable Water (Inorganic Parameters: Color, pH, Conductivity, Acidity, Alkalinity, Chloride, Total 
Residual Chlorine, Fluoride, Total Hardness, Silica, Sulfate, Sulfide, Ammonia, Kjeldahl Nitrogen, Nitrate, Nitrite, O-
Phosphate, Total Phosphorus, Aluminum, Antimony, Arsenic, Barium, Beryllium, Boron, Cadmium, Calcium, Chromium, 
Hexavalent Chromium, Cobalt, Copper, Iron, Lead, Magnesium, Manganese, Mercury, Molybdenum, Nickel, Potassium, 
Selenium, Silver, Sodium, Strontium, Thallium, Tin, Titanium, Vanadium, Zinc, Total Residue (Solids), Total Dissolved 
Solids, Total Suspended Solids (non-filterable), BOD, CBOD, COD, TOC, Total Cyanide, Phenolics, Foaming Agents 
(MBAS), Bromide, Oil and Grease. Organic Parameters: PCBs, Organochlorine Pesticides, Technical Chlordane, 
Toxaphene, 2,4-D, 2,4,5-T, 2,4,5-TP(Silvex), Acid Extractables (Phenols), Benzidines, Phthalate Esters, Nitrosamines, 
Nitroaromatics & Isophorone, Polynuclear Aromatic Hydrocarbons, Haloethers, Chlorinated Hydrocarbons, Volatile 
Organics, TPH (HEM/SGT), Extractable Petroleum Hydrocarbons (ETPH), MA-EPH, MA-VPH. Microbiology Parameters: 
Total Coliform – MF mEndo (SM9222B), Total Coliform – MTF (SM9221B), HPC – Pour Plate (SM9215B), Fecal 
Coliform – MF m-FC (SM9222D), Fecal Coliform – A-1 Broth (SM9221E).)  
 
Solid Waste/Soil (Inorganic Parameters: pH, Sulfide, Aluminum, Antimony, Arsenic, Barium, Beryllium, Boron, Cadmium, 
Calcium, Chromium, Hexavalent Chromium, Cobalt, Copper, Iron, Lead, Magnesium, Manganese, Mercury, 
Molybdenum, Nickel, Potassium, Selenium, Silver, Sodium, Thallium, Tin, Vanadium, Zinc, Total Cyanide, Ignitability, 
Phenolics, Corrosivity, TCLP Leach (1311), SPLP Leach (1312 metals only), Reactivity. Organic Parameters: PCBs, 
PCBs in Oil, Organochlorine Pesticides, Technical Chlordane, Toxaphene, Extractable Petroleum Hydrocarbons 
(ETPH), MA-EPH, MA-VPH, Dicamba, 2,4-D, 2,4,5-T, 2,4,5-TP(Silvex), Volatile Organics, Acid Extractables (Phenols), 
3.3’-Dichlorobenzidine, Phthalates, Nitrosamines, Nitroaromatics & Cyclic Ketones, PAHs, Haloethers, Chlorinated 
Hydrocarbons. )  
 
Maine Department of Human Services Certificate/Lab ID: 2009024.  
Drinking Water (Inorganic Parameters: SM9215B, 9222D, 9223B, EPA 180.1, 353.2, SM2130B, 2320B, 2540C, 4500Cl-
D, 4500CN-C, 4500CN-E, 4500F-C, 4500H+B, 4500NO3-F, EPA 200.7, EPA 200.8, 245.1, EPA 300.0. Organic 
Parameters: 504.1, 524.2.)  
 
Wastewater/Non-Potable Water (Inorganic Parameters: EPA 120.1, 1664A, 350.1, 351.1, 353.2, 410.4, 420.1, 
SM2320B, 2510B, 2540C, 2540D, 426C, 4500Cl-D, 4500Cl-E, 4500CN-C, 4500CN-E, 4500F-B, 4500F-C, 4500H+B, 
4500Norg-B, 4500Norg-C, 4500NH3-B, 4500NH3-G, 4500NH3-H, 4500NO3-F, 4500P-B, 4500P-E, 5210B, 5220D, 
5310C, 9010B, 9040B, 9030B, 7470A, 7196A, 2340B, EPA 200.7, 6010, 200.8, 6020, 245.1, 1311, 1312, 3005A, 
Enterolert, 9223D, 9222D. Organic Parameters: 608, 8081, 8082, 8330, 8151A, 624, 8260, 3510C, 3630C, 5030B, ME-
DRO, ME-GRO, MA-EPH, MA-VPH.)  
 
Solid Waste/Soil (Inorganic Parameters:  9010B, 9012A, 9014A, 9040B, 9045C, 6010B, 7471A, 7196A, 9050A, 1010, 
1030, 9065, 1311, 1312, 3005A, 3050B. Organic Parameters: ME-DRO, ME-GRO, MA-EPH, MA-VPH, 8260B, 8270C, 
8330, 8151A, 8081A, 8082, 3540C, 3546, 3580A, 3630C, 5030B, 5035.) 
 
Massachusetts Department of Environmental Protection Certificate/Lab ID: M-MA086.  
Drinking Water (Inorganic Parameters: (EPA 200.8 for: Sb,As,Ba,Be,Cd,Cr,Cu,Pb,Ni,Se,Tl) (EPA 200.7 for: 
Ba,Be,Ca,Cd,Cr,Cu,Na,Ni)  245.1, (300.0 for:  Nitrate-N, Fluoride, Sulfate); (EPA 353.2 for:  Nitrate-N, Nitrite-N);   
(SM4500NO3-F for:  Nitrate-N and Nitrite-N); 4500F-C, 4500CN-CE, EPA 180.1, SM2130B, SM4500Cl-D, 2320B, 
SM2540C, SM4500H-B. Organic Parameters: (EPA 524.2 for:  Trihalomethanes, Volatile Organics); (504.1 for:  1,2-
Dibromoethane, 1,2-Dibromo-3-Chloropropane), EPA 332. Microbiology Parameters:  SM9215B; ENZ. SUB. SM9223; 
ColilertQT SM9223B; MF-SM9222D.) 
 
Non-Potable Water (Inorganic Parameters:, (EPA 200.8 for:  Al,Sb,As,Be,Cd,Cr,Cu,Pb,Mn,Ni,Se,Ag,Tl,Zn); (EPA 200.7 
for:  Al,Sb,As,Be,Cd,Ca,Cr,Co,Cu,Fe,Pb,Mg,Mn,Mo,Ni,K,Se,Ag,Na,Sr,Ti,Tl, V,Zn); 245.1, SM4500H,B, EPA 120.1, 
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SM2510B, 2540C, 2340B, 2320B, 4500CL-E, 4500F-BC, 426C, SM4500NH3-BH, (EPA 350.1 for:  Ammonia-N), 
LACHAT 10-107-06-1-B for Ammonia-N, SM4500NO3-F, 353.2 for Nitrate-N, SM4500NH3-BC-NES, EPA 351.1, 
SM4500P-E, 4500P-B,E, 5220D, EPA 410.4, SM 5210B, 5310C, 4500CL-D, EPA 1664, SM14 510AC, EPA 420.1, 
SM4500-CN-CE, SM2540D. 
Organic Parameters: (EPA 624 for Volatile Halocarbons, Volatile Aromatics),(608 for:  Chlordane, Aldrin, Dieldrin, DDD, 
DDE, DDT, Heptachlor, Heptachlor Epoxide, PCBs-Water), (EPA 625 for SVOC Acid Extractables and SVOC 
Base/Neutral Extractables), 600/4-81-045-PCB-Oil.  Microbiology Parameters: (ColilertQT SM9223B;Enterolert-QT: 
SM9222D-MF.)  
 
New Hampshire Department of Environmental Services Certificate/Lab ID: 200307. NELAP Accredited. 
Drinking Water (Inorganic Parameters: SM 9222B, 9223B, 9215B, EPA 200.7, 200.8, 245.2, 300.0, SM4500CN-E, 
4500H+B, 4500NO3-F, 2320B, 2510B, 2540C, 4500F-C, 5310C, 2120B, EPA 332.0. Organic Parameters: 504.1, 524.2.)  
 
Non-Potable Water (Inorganic Parameters: SM9222D, 9221B, 9222B, 9221E-EC, EPA 3005A, 200.7, 200.8, 245.1, 
245.2, SW-846 6010B, 6020, 7196A, 7470A, SM3500-CR-D, EPA 120.1, 300.0, 350.1, 351.1, 353.2, 410.4, 420.1, 
1664A, SW-846 9010, 9030, 9040B, 9050A, SM426C, SM2120B, 2310B, 2320B, 2540B, 2540D, 4500H+B, 4500CL-E, 
4500CN-E, 4500NH3-H, 4500NO3-F, 4500NO2-B, 4500P-E, 4500-S2-D, 5210B, 5220D, 2510B, 2540C, 4500F-C, 
5310C, 5540C, LACHAT 10-204-00-1-A, LACHAT 10-107-06-2-D. Organic Parameters: SW-846 3510C, 5030B, 8260B, 
8270C, 8330, EPA 624, 625, 608, SW-846 8082, 8081A, 8151A.)  
 
Solid & Chemical Materials (Inorganic Parameters: SW-846 6010B, 7196A, 7471A, 1010, 1030, 9010, 9012A, 9014, 
9030B, 9040B, 9045C, 9050C, 9065,1311, 1312, 3005A, 3050B. Organic Parameters: SW-846 3540C,  3546, 3580A, 
5030B, 5035, 8260B, 8270C, 8330, 8151A, 8015B, 8082, 8081A.) 
  
New Jersey Department of Environmental Protection Certificate/Lab ID: MA935. NELAP Accredited. 
Drinking Water (Inorganic Parameters: SM9222B, 9221E, 9223B, 9215B, 4500CN-CE, 4500NO3-F, 4500F-C, EPA 
300.0, 200.7, 200.8, 245.2, 2540C, SM2120B, 2320B, 2510B, 5310C, SM4500H-B. Organic Parameters: EPA 332, 
504.1, 524.2.)  
 
Non-Potable Water (Inorganic Parameters: SM5210B, EPA 410.4, SM5220D, 4500Cl-E, EPA 300.0, SM2120B, 
SM4500F-BC, EPA 200.7, 351.1, LACHAT 10-107-06-2-D, EPA 353.2, SM4500NO3-F, 4500NO2-B, EPA 1664A, 
SM5310B, C or D, 4500-PE, EPA 420.1, SM510ABC, SM4500P-B5+E, 2540B, 2540C, 2540D, EPA 120.1, SM2510B, 
SM15 426C, 9222D, 9221B, 9221C, 9221E, 9222B, 9215B, 2310B, 2320B, 4500NH3-H, 4500-S D, EPA 350.1, 350.2, 
SW-846 1312, 6020, 6020A, 7470A, 5540C, 4500H-B, EPA 200.8, SM3500Cr-D, 4500CN-CE, EPA 245.1, 245.2, SW-
846 9040B, 3005A, 3015, EPA 6010B, 6010C, 7196A, 3060A, SW-846 9010B, 9030B. Organic Parameters: SW-846 
8260B, 8270C, 8270D, 8270C-SIM, 8270D-SIM, 3510C, EPA 608, 624, 625, SW-846 3630C, 5030B, 8081A, 8081B, 
8082, 8082A, 8151A, 8330, NJ OQA-QAM-025 Rev.7, NJ EPH.)  
 
Solid & Chemical Materials (Inorganic Parameters: SW-846, 6010B, 6010C, 7196A, 3060A, 9010B, 9030B, 1010, 1030, 
1311, 1312, 3005A, 3050B, 7471A, 7471B, 9014, 9012A, 9040B, 9045C, 9050A, 9065. Organic Parameters: SW-846 
8015B, 8015C, 8081A, 8081B, 8082, 8082A, 8151A, 8330, 8260B, 8270C, 8270D, 8270C-SIM, 8270D-SIM, 3540C, 
3545, 3546, 3550B, 3580A, 3630C, 5030B, 5035L, 5035H, NJ OQA-QAM-025 Rev.7, NJ EPH.) 
  
New York Department of Health Certificate/Lab ID: 11148. NELAP Accredited. 
Drinking Water (Inorganic Parameters: SM9223B, 9222B, 9215B, EPA 200.8, 200.7, 245.2, SM5310C, EPA 332.0, 
SM2320B, EPA 300.0, SM2120B, 4500CN-E, 4500F-C, 4500H-B, 4500NO3-F, 2540C, SM 2510B. Organic Parameters: 
EPA 524.2, 504.1.)  
 
Non-Potable Water (Inorganic Parameters: SM9221E, 9222D, 9221B, 9222B, 9215B, 5210B, 5310C, EPA 410.4, 
SM5220D, 2310B-4a, 2320B, EPA 200.7, 300.0, SM4500CL-E, 4500F-C, SM15 426C, EPA 350.1, SM4500NH3-BH, 
EPA 351.1, LACHAT 10-107-06-2, EPA 353.2, LACHAT 10-107-04-1-C, SM4500-NO3-F, 4500-NO2-B, 4500P-E, 
2540C, 2540B, 2540D, EPA 200.8, EPA 6010B, 6020, EPA 7196A, SM3500Cr-D, EPA 245.1, 245.2, 7470A, SM2120B, 
LACHAT 10-204-00-1-A, EPA 9040B, SM4500-HB, EPA 1664A, EPA 420.1, SM14 510C, EPA 120.1, SM2510B, 
SM4500S-D, SM5540C, EPA 3005A, 9010B, 9030B.. Organic Parameters: EPA 624, 8260B, 8270C, 625, 608, 8081A, 
8151A, 8330, 8082, EPA 3510C, 5030B.)  
 
Solid & Hazardous Waste (Inorganic Parameters: 1010, 1030, EPA 6010B, 7196A, 7471A, 9012A, 9014, 9040B, 9045C, 
9065, 9050, EPA 1311, 1312, 3005A, 3050B, 9010B, 9030B. Organic Parameters: EPA 8260B, 8270C, 8015B, 8081A, 
8151A, 8330, 8082, 3540C, 3545, 3546, 3580, 5030B, 5035.)  
 
North Carolina Department of the Environment and Natural Resources Certificate/Lab ID : 666. Organic 
Parameters: MA-EPH, MA-VPH. 
 
Drinking Water Program Certificate/Lab ID:  25700.   (Inorganic Parameters: Chloride EPA 300.0.  Organic Parameters:  
524.2) 
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Pennsylvania Department of Environmental Protection Certificate/Lab ID : 68-03671. NELAP Accredited. 
Drinking Water (Organic Parameters: EPA 524.2, 504.1) 
 
Non-Potable Water (Inorganic Parameters: EPA 1312, 200.7, 410.4, 1664A, SM2540D, 5210B, 5220D, 4500-P,BE.  
Organic Parameters: EPA 3510C, 5030B, 625, 624, 608, 8081A, 8082, 8151A, 8260B, 8270C, 8330) 
 
Solid & Hazardous Waste (Inorganic Parameters: EPA 350.1, 1010, 1030, 1311, 1312, 3050B, 6010B, 7196A, 7471A, 
9010B, 9012A, 9014, 9040B, 9045C, 9050, 9065, SM 4500NH3-H.  Organic Parameters: 3540C, 3545, 3546, 3550B, 
3580A, 3630C, 5035, 8015B, 8081A, 8082, 8151A, 8260B, 8270C, 8330) 
 
Rhode Island Department of Health Certificate/Lab ID: LAO00065. NELAP Accredited via NY-DOH. 
Refer to MA-DEP Certificate for Potable and Non-Potable Water.  
Refer to NJ-DEP Certificate for Potable and Non-Potable Water.  
 
Texas Commisson on Environmental Quality  Certificate/Lab ID: T104704476-09-1. NELAP Accredited. 
Non-Potable Water (Inorganic Parameters: EPA 120.1, 1664, 200.7, 200.8, 245.1, 245.2, 300.0, 350.1, 351.1, 353.2, 
376.2, 410.4, 420.1, 6010, 6020, 7196, 7470, 9040, SM 2120B, 2310B, 2320B, 2510B, 2540B, 2540C, 2540D, 426C, 
4500CL-E, 4500CN-E, 4500F-C, 4500H+B, 4500NH3-H, 4500NO2B, 4500P-E, 4500 S2¯D, 510C, 5210B, 5220D, 
5310C, 5540C. Organic Parameters: EPA 608, 624, 625, 8081, 8082, 8151, 8260, 8270, 8330.) 
 
Solid & Hazardous Waste (Inorganic Parameters: EPA 1311, 1312, 9012, 9014, 9040, 9045, 9050, 9065.) 
 
Department of Defense Certificate/Lab ID: L2217. 
Drinking Water (Inorganic Parameters: SM 4500H-B. Organic Parameters: EPA 524.2, 504.1.) 
 
Non-Potable Water (Inorganic Parameters: EPA 200.7, 200.8, 6010B, 6020, 245.1, 245.2, 7470A, 9040B, 300.0, 332.0, 
6860, 353.2, 410.4, 9060, 1664A, SM 4500CN-E, 4500H-B, 4500NO3-F, 5220D, 5310C, 2320B, 2540C, 3005A, 3015, 
9010B, 9056. Organic Parameters: EPA 8260B, 8270C, 8330A, 625, 8082, 8081A, 3510C, 5030B, MassDEP EPH, 
MassDEP VPH.) 
 
Solid & Hazardous Waste (Inorganic Parameters: EPA 200.7, 6010B, 7471A, 9010, 9012A, 6860, 1311, 1312, 3050B, 
7196A, 9010B, 3500-CR-D, 4500CN-CE, 2540G, Organic Parameters: EPA 8260B, 8270C, 8330A/B-prep, 8082, 
8081A, 3540C, 3546, 3580A, 5035A, MassDEP EPH, MassDEP VPH.) 
 
The following analytes are not included in our current NELAP/TNI Scope of Accreditation: 
EPA 8260B:  Freon-113, 1,2,4,5-Tetramethylbenzene, 4-Ethyltoluene.  EPA 8330A:  PETN, Picric Acid, Nitroglycerine,  
2,6-DANT,  2,4-DANT.  EPA 8270C:  Methyl naphthalene, Dimethyl naphthalene, Total Methylnapthalenes, Total 
Dimethylnaphthalenes, 1,4-Diphenylhydrazine (Azobenzene). EPA 625:  4-Chloroaniline, 4-Methylphenol.  Total 
Phosphorus in a soil matrix, Chloride in a soil matrix, TKN in a soil matrix, NO2 in a soil matrix, NO3 in a soil matrix, SO4 
in a soil matrix. 
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L1113022

URS Corporation

41062464.01

IRS-GSA

Client:

Project Name:

Project Number:

09/01/11

Eight Walkup Drive, Westborough, MA  01581-1019

Lab Number:

Report Date:

508-898-9220  (Fax) 508-898-9193  800-624-9220 - www.alphalab.com

5 Industrial Way

Salem, NH 03079

Thomas LazottATTN:

ANALYTICAL REPORT

Certifications & Approvals:  MA (M-MA086), NY NELAC (11148), CT (PH-0574), NH (2003), NJ (MA935), RI (LAO00065), ME (MA0086),
PA (Registration #68-03671), USDA (Permit #S-72578), US Army Corps of Engineers, Naval FESC.

(603) 893-0616Phone:

The original project report/data package is held by Alpha Analytical. This report/data package is paginated and should be reproduced only in its
entirety. Alpha Analytical holds no responsibility for results and/or data that are not consistent with the original.
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L1113022-01

L1113022-02

L1113022-03

L1113022-04

L1113022-05

L1113022-06

L1113022-07

L1113022-08

L1113022-09

L1113022-10

L1113022-11

L1113022-12

L1113022-13

L1113022-14

L1113022-15

L1113022-16

L1113022-17

L1113022-18

L1113022-19

L1113022-20

Alpha 
Sample ID

IN-D11-MR

IN-D12-ER

IN-D13-WE

IN-D14-DB

IN-D15-UR

IN-D16-CC

IN-D17-CR5

IN-D18-LD

IN-W1-MDF-5

IN-W2-MDF-5

IN-D1-LD

IN-D2-LD

IN-D3-LD

IN-D4-FC

IN-D5-ME

IN-D6-MR

IN-D7-WR

IN-D8-MC

IN-D9-PHL

IN-D10-WES

Client ID

310 LOWELL ST, ANDOVER, MA

310 LOWELL ST, ANDOVER, MA

310 LOWELL ST, ANDOVER, MA

310 LOWELL ST, ANDOVER, MA

310 LOWELL ST, ANDOVER, MA

310 LOWELL ST, ANDOVER, MA

310 LOWELL ST, ANDOVER, MA

310 LOWELL ST, ANDOVER, MA

310 LOWELL ST, ANDOVER, MA

310 LOWELL ST, ANDOVER, MA

310 LOWELL ST, ANDOVER, MA

310 LOWELL ST, ANDOVER, MA

310 LOWELL ST, ANDOVER, MA

310 LOWELL ST, ANDOVER, MA

310 LOWELL ST, ANDOVER, MA

310 LOWELL ST, ANDOVER, MA

310 LOWELL ST, ANDOVER, MA

310 LOWELL ST, ANDOVER, MA

310 LOWELL ST, ANDOVER, MA

310 LOWELL ST, ANDOVER, MA

Sample 
Location

IRS-GSA

41062464.01

Project Name:
Project Number:

Lab Number: 
Report Date:

L1113022
09/01/11

08/20/11 11:00

08/20/11 11:00

08/20/11 11:00

08/20/11 11:00

08/20/11 11:00

08/20/11 11:00

08/20/11 11:00

08/20/11 11:00

08/20/11 11:00

08/20/11 11:00

08/20/11 11:00

08/20/11 11:00

08/20/11 11:00

08/20/11 11:00

08/20/11 11:00

08/20/11 11:00

08/20/11 11:00

08/20/11 11:00

08/20/11 11:00

08/20/11 11:00

Collection 
Date/Time
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IRS-GSA

41062464.01

Project Name:

Project Number:

Lab Number:

Report Date:
L1113022

09/01/11

Report Submission

This final report replaces the partial report issued August 31, 2011 and includes the results of all requested 

analyses.

PCB

L1113022-01 through -20 have elevated detection limits due to limited sample volumes available for analysis.

L1113022-01, -05 and -14 have elevated detection limits due to the dilutions required by the matrix 

interferences encountered during the concentration of the samples and the analytical dilutions required by the 

target compounds present in the samples.

L1113022-02, -03, -04 and -06 have elevated detection limits due to the dilutions required by matrix 

interferences encountered during the concentration of the samples.

L1113022-06, -09, -14 and -18 contain peaks which match the retention times for Aroclor 1254, but do not 

Case Narrative

The samples were received in accordance with the Chain of Custody and no significant deviations were encountered during the preparation 

or analysis unless otherwise noted. Sample Receipt, Container Information, and the Chain of Custody are located at the back of the report.

Results contained within this report relate only to the samples submitted under this Alpha Lab Number and meet all of the requirements of 

NELAC, for all NELAC accredited parameters. The data presented in this report is organized by parameter (i.e. VOC, SVOC, etc.). Sample 

specific Quality Control data (i.e. Surrogate Spike Recovery) is reported at the end of the target analyte list for each individual sample, 

followed by the Laboratory Batch Quality Control at the end of each parameter. If a sample was re-analyzed or re-extracted due to a 

required quality control corrective action and if both sets of data are reported, the Laboratory ID of the re-analysis or re-extraction is 

designated with an "R" or "RE", respectively. When multiple Batch Quality Control elements are reported (e.g. more than one LCS), the 

associated samples for each element are noted in the grey shaded header line of each data table. Any Laboratory Batch, Sample Specific %

recovery or RPD value that is outside the listed Acceptance Criteria is bolded in the report. Definitions of all data qualifiers and acronyms 

used in this report are provided in the Glossary located at the back of the report.

Please see the associated ADEx data file for a comparison of laboratory reporting limits that were achieved with the regulatory Numerical 

Standards requested on the Chain of Custody.

For additional information, please contact Client Services at 800-624-9220.
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Case Narrative (continued)

    
    I, the undersigned, attest under the pains and penalties of perjury that, to the best of my knowledge and 
    belief and based upon my personal inquiry of those responsible for providing the information contained
    in this analytical report, such information is accurate and complete.  This certificate of analysis is not
    complete unless this page accompanies any and all pages of this report.

    
    Authorized Signature:    

    Title:  Technical Director/Representative                                                                          Date:  09/01/11                  

IRS-GSA

41062464.01

Project Name:

Project Number:

Lab Number:

Report Date:
L1113022

09/01/11

match the area ratios typical for this Aroclor. The results for Aroclor 1254 are reported as "altered".

The surrogate recoveries for L1113022-04, -05, -09, -14, -19 and -20 are below the acceptance criteria for 

2,4,5,6-Tetrachloro-m-xylene and Decachlorobiphenyl (all 0%) due to the dilutions required to quantitate the 

samples. Re-extraction was not required; therefore, the results of the original analyses are reported.

The surrogate recoveries for the following samples were outside the acceptance criteria for 2,4,5,6-

Tetrachloro-m-xylene and Decachlorobiphenyl; however, re-extraction could not be performed due to lack of 

additional sample. The results of the original analysis are reported:

L1113022-08: 6%/7% and 5%/4%

L1113022-10: 18%/23% and 20%/24%

L1113022-13: 21%/21% and 22%/17%

L1113022-09, -10, -18 and -19 have elevated detection limits due to the dilutions required by the elevated 

concentrations of target compounds in the samples.

L1113022-15: The internal standard (IS) response for 1-Bromo-2-nitrobenzene was above the acceptance 

criteria on the confirmation column; however, the sample was not re-analyzed due to obvious interferences. A 

copy of the chromatogram is included as an attachment to this report.  The dual column RPD for L1113022-15 

is above the acceptance criteria for Aroclor 1254. The results from the primary column are reported and 

qualified with a "P".  Also, the surrogate recoveries for L1113302-15 are outside the individual acceptance 

criteria for 2,4,5,6-Tetrachloro-m-xylene (13%) and Decachlorobiphenyl (5%) on the confirmation column due 

to the high internal standard response.

The dual column RPDs for L1113022-16 and -17 are above the acceptance criteria for Aroclor 1248; however,

no obvious column interferences are present. The higher of the two results is reported and qualified with a "P".

L1113022-20 has elevated detection limits due to the dilution required by the sample matrix.

L1113022-20: The internal standard (IS) response for 1-Bromo-2-nitrobenzene was below the acceptance 

criteria on the confirmation column; however, the sample was not re-analyzed due to obvious interferences. A 

copy of the chromatogram is included as an attachment to this report.

The WG486348-1 Method Blank, associated with L1113022-01 through -05, has a concentration above the 

reporting limit for Aroclor 1254. The results of the original analysis are reported and are qualified with a "B" for 

any associated sample concentrations that are less than 5x the blank concentration for this analyte.
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ORGANICS
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PCBS
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FF

Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

25

25

25

25

25

25

25

25

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-GSA

41062464.01

L1113022

4690

4690

4690

4690

3120

3120

1560

1560

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

95

85

86

113

30-150

30-150

30-150

30-150

Acceptance 
CriteriaSurrogate % Recovery Qualifier

09/01/11

IN-D11-MRClient ID:
08/20/11 11:00Date Collected:
08/22/11Date Received:

310 LOWELL ST, ANDOVER, MASample Location:

L1113022-01Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/30/11 17:18
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 01:35

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--
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Aroclor 1254

Parameter Result Dilution Factor

42900 ug/kg 25

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-GSA

41062464.01

L1113022

4690

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

95

85

86

113

30-150

30-150

30-150

30-150

Acceptance 
CriteriaSurrogate % Recovery Qualifier

09/01/11

IN-D11-MRClient ID:
08/20/11 11:00Date Collected:
08/22/11Date Received:

310 LOWELL ST, ANDOVER, MASample Location:

L1113022-01Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/30/11 17:18
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 01:35

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--
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Page 8 of 55



Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

5

5

5

5

5

5

5

5

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-GSA

41062464.01

L1113022

1180

1180

1180

1180

787

787

394

394

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

55

44

62

71

30-150

30-150

30-150

30-150

Acceptance 
CriteriaSurrogate % Recovery Qualifier

09/01/11

IN-D12-ERClient ID:
08/20/11 11:00Date Collected:
08/22/11Date Received:

310 LOWELL ST, ANDOVER, MASample Location:

L1113022-02Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/30/11 17:57
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 01:35

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--
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Aroclor 1254

Parameter Result Dilution Factor

28000 ug/kg 5

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-GSA

41062464.01

L1113022

1180

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

55

44

62

71

30-150

30-150

30-150

30-150

Acceptance 
CriteriaSurrogate % Recovery Qualifier

09/01/11

IN-D12-ERClient ID:
08/20/11 11:00Date Collected:
08/22/11Date Received:

310 LOWELL ST, ANDOVER, MASample Location:

L1113022-02Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/30/11 17:57
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 01:35

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

5

5

5

5

5

5

5

5

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-GSA

41062464.01

L1113022

838

838

838

838

559

559

279

279

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

82

65

88

95

30-150

30-150

30-150

30-150

Acceptance 
CriteriaSurrogate % Recovery Qualifier

09/01/11

IN-D13-WEClient ID:
08/20/11 11:00Date Collected:
08/22/11Date Received:

310 LOWELL ST, ANDOVER, MASample Location:

L1113022-03Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/30/11 17:44
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 01:35

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

Serial_No:09011114:38
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Aroclor 1254

Parameter Result Dilution Factor

10600 ug/kg 5

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-GSA

41062464.01

L1113022

838

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

82

65

88

95

30-150

30-150

30-150

30-150

Acceptance 
CriteriaSurrogate % Recovery Qualifier

09/01/11

IN-D13-WEClient ID:
08/20/11 11:00Date Collected:
08/22/11Date Received:

310 LOWELL ST, ANDOVER, MASample Location:

L1113022-03Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/30/11 17:44
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 01:35

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

Serial_No:09011114:38
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

10

10

10

10

10

10

10

10

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-GSA

41062464.01

L1113022

3190

3190

3190

3190

2130

2130

1060

1060

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

09/01/11

IN-D14-DBClient ID:
08/20/11 11:00Date Collected:
08/22/11Date Received:

310 LOWELL ST, ANDOVER, MASample Location:

L1113022-04Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/31/11 11:29
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 01:35

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

Serial_No:09011114:38
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Aroclor 1254

Parameter Result Dilution Factor

8820 ug/kg 10

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-GSA

41062464.01

L1113022

3190

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

09/01/11

IN-D14-DBClient ID:
08/20/11 11:00Date Collected:
08/22/11Date Received:

310 LOWELL ST, ANDOVER, MASample Location:

L1113022-04Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/31/11 11:29
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 01:35

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

Serial_No:09011114:38
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

25

25

25

25

25

25

25

25

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-GSA

41062464.01

L1113022

4240

4240

4240

4240

2820

2820

1410

1410

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

09/01/11

IN-D15-URClient ID:
08/20/11 11:00Date Collected:
08/22/11Date Received:

310 LOWELL ST, ANDOVER, MASample Location:

L1113022-05Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/30/11 17:31
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 01:35

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

Serial_No:09011114:38
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Aroclor 1254

Parameter Result Dilution Factor

45900 ug/kg 25

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-GSA

41062464.01

L1113022

4240

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

09/01/11

IN-D15-URClient ID:
08/20/11 11:00Date Collected:
08/22/11Date Received:

310 LOWELL ST, ANDOVER, MASample Location:

L1113022-05Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/30/11 17:31
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 01:35

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

Serial_No:09011114:38
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

2

2

2

2

2

2

2

2

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-GSA

41062464.01

L1113022

1880

1880

1880

1880

1250

1250

625

625

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

52

64

47

46

30-150

30-150

30-150

30-150

Acceptance 
CriteriaSurrogate % Recovery Qualifier

09/01/11

IN-D16-CCClient ID:
08/20/11 11:00Date Collected:
08/22/11Date Received:

310 LOWELL ST, ANDOVER, MASample Location:

L1113022-06Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/27/11 11:05
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/26/11 00:59

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

Serial_No:09011114:38
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Aroclor 1254

Parameter Result Dilution Factor

5170 ug/kg 2

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-GSA

41062464.01

L1113022

1880

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

52

64

47

46

30-150

30-150

30-150

30-150

Acceptance 
CriteriaSurrogate % Recovery Qualifier

09/01/11

IN-D16-CCClient ID:
08/20/11 11:00Date Collected:
08/22/11Date Received:

310 LOWELL ST, ANDOVER, MASample Location:

L1113022-06Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/27/11 11:05
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/26/11 00:59

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

Serial_No:09011114:38
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

1

1

1

1

1

1

1

1

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-GSA

41062464.01

L1113022

811

811

811

811

540

540

270

270

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

51

60

52

54

30-150

30-150

30-150

30-150

Acceptance 
CriteriaSurrogate % Recovery Qualifier

09/01/11

IN-D17-CR5Client ID:
08/20/11 11:00Date Collected:
08/22/11Date Received:

310 LOWELL ST, ANDOVER, MASample Location:

L1113022-07Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/27/11 11:17
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/26/11 00:59

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

Serial_No:09011114:38
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Aroclor 1254

Parameter Result Dilution Factor

3040 ug/kg 1

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-GSA

41062464.01

L1113022

811

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

51

60

52

54

30-150

30-150

30-150

30-150

Acceptance 
CriteriaSurrogate % Recovery Qualifier

09/01/11

IN-D17-CR5Client ID:
08/20/11 11:00Date Collected:
08/22/11Date Received:

310 LOWELL ST, ANDOVER, MASample Location:

L1113022-07Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/27/11 11:17
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/26/11 00:59

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

Serial_No:09011114:38
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

733

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

1

1

1

1

1

1

1

1

1

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-GSA

41062464.01

L1113022

151

151

151

151

100

151

100

50.2

50.2

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

6

5

7

4

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

09/01/11

IN-D18-LDClient ID:
08/20/11 11:00Date Collected:
08/22/11Date Received:

310 LOWELL ST, ANDOVER, MASample Location:

L1113022-08Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/27/11 11:30
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/26/11 00:59

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

--

Serial_No:09011114:38
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

10

10

10

10

10

10

10

10

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-GSA

41062464.01

L1113022

1060

1060

1060

1060

707

707

353

353

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

09/01/11

IN-W1-MDF-5Client ID:
08/20/11 11:00Date Collected:
08/22/11Date Received:

310 LOWELL ST, ANDOVER, MASample Location:

L1113022-09Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
09/01/11 10:09
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/26/11 00:59

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

Serial_No:09011114:38
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Aroclor 1254

Parameter Result Dilution Factor

6040 ug/kg 10

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-GSA

41062464.01

L1113022

1060

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

09/01/11

IN-W1-MDF-5Client ID:
08/20/11 11:00Date Collected:
08/22/11Date Received:

310 LOWELL ST, ANDOVER, MASample Location:

L1113022-09Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
09/01/11 10:09
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/26/11 00:59

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

Serial_No:09011114:38
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

5

5

5

5

5

5

5

5

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-GSA

41062464.01

L1113022

1100

1100

1100

1100

735

735

368

368

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

18

20

23

24

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

09/01/11

IN-W2-MDF-5Client ID:
08/20/11 11:00Date Collected:
08/22/11Date Received:

310 LOWELL ST, ANDOVER, MASample Location:

L1113022-10Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
09/01/11 10:25
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/26/11 00:59

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

Serial_No:09011114:38

Page 24 of 55



Aroclor 1254

Parameter Result Dilution Factor

6180 ug/kg 5

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-GSA

41062464.01

L1113022

1100

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

18

20

23

24

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

09/01/11

IN-W2-MDF-5Client ID:
08/20/11 11:00Date Collected:
08/22/11Date Received:

310 LOWELL ST, ANDOVER, MASample Location:

L1113022-10Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
09/01/11 10:25
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/26/11 00:59

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

Serial_No:09011114:38
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

1

1

1

1

1

1

1

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-GSA

41062464.01

L1113022

588

588

588

588

392

196

196

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

76

91

54

72

30-150

30-150

30-150

30-150

Acceptance 
CriteriaSurrogate % Recovery Qualifier

09/01/11

IN-D1-LDClient ID:
08/20/11 11:00Date Collected:
08/22/11Date Received:

310 LOWELL ST, ANDOVER, MASample Location:

L1113022-11Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/27/11 10:53
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/26/11 00:59

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

Serial_No:09011114:38
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Aroclor 1248

Aroclor 1254

Parameter Result Dilution Factor

9850

5350

ug/kg

ug/kg

1

1

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-GSA

41062464.01

L1113022

392

588

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

76

91

54

72

30-150

30-150

30-150

30-150

Acceptance 
CriteriaSurrogate % Recovery Qualifier

09/01/11

IN-D1-LDClient ID:
08/20/11 11:00Date Collected:
08/22/11Date Received:

310 LOWELL ST, ANDOVER, MASample Location:

L1113022-11Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/27/11 10:53
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/26/11 00:59

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

Serial_No:09011114:38
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

6030

5340

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

1

1

1

1

1

1

1

1

1

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-GSA

41062464.01

L1113022

316

316

316

316

210

316

210

105

105

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

45

48

42

43

30-150

30-150

30-150

30-150

Acceptance 
CriteriaSurrogate % Recovery Qualifier

09/01/11

IN-D2-LDClient ID:
08/20/11 11:00Date Collected:
08/22/11Date Received:

310 LOWELL ST, ANDOVER, MASample Location:

L1113022-12Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/27/11 12:07
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/26/11 00:59

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

--

Serial_No:09011114:38
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

1

1

1

1

1

1

1

1

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-GSA

41062464.01

L1113022

370

370

370

370

247

247

123

123

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

21

22

21

17

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

09/01/11

IN-D3-LDClient ID:
08/20/11 11:00Date Collected:
08/22/11Date Received:

310 LOWELL ST, ANDOVER, MASample Location:

L1113022-13Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/27/11 12:19
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/26/11 00:59

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

Serial_No:09011114:38
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Aroclor 1254

Parameter Result Dilution Factor

4780 ug/kg 1

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-GSA

41062464.01

L1113022

370

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

21

22

21

17

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

09/01/11

IN-D3-LDClient ID:
08/20/11 11:00Date Collected:
08/22/11Date Received:

310 LOWELL ST, ANDOVER, MASample Location:

L1113022-13Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/27/11 12:19
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/26/11 00:59

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

Serial_No:09011114:38
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

10

10

10

10

10

10

10

10

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-GSA

41062464.01

L1113022

4220

4220

4220

4220

2820

2820

1410

1410

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

09/01/11

IN-D4-FCClient ID:
08/20/11 11:00Date Collected:
08/22/11Date Received:

310 LOWELL ST, ANDOVER, MASample Location:

L1113022-14Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/31/11 12:01
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/26/11 00:59

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

Serial_No:09011114:38
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Aroclor 1254

Parameter Result Dilution Factor

28000 ug/kg 10

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-GSA

41062464.01

L1113022

4220

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

09/01/11

IN-D4-FCClient ID:
08/20/11 11:00Date Collected:
08/22/11Date Received:

310 LOWELL ST, ANDOVER, MASample Location:

L1113022-14Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/31/11 12:01
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/26/11 00:59

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

Serial_No:09011114:38
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result

P

Dilution Factor

ND

ND

ND

ND

ND

1440

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

1

1

1

1

1

1

1

1

1

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-GSA

41062464.01

L1113022

152

152

152

152

102

152

102

50.8

50.8

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

58

58

13

5

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Surrogate % Recovery Qualifier

09/01/11

IN-D5-MEClient ID:
08/20/11 11:00Date Collected:
08/22/11Date Received:

310 LOWELL ST, ANDOVER, MASample Location:

L1113022-15Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/27/11 12:43
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/26/11 00:59

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

--

Serial_No:09011114:38
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result

P

Dilution Factor

ND

ND

ND

ND

5900

6380

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

1

1

1

1

1

1

1

1

1

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-GSA

41062464.01

L1113022

252

252

252

252

168

252

168

84.0

84.0

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

67

68

57

56

30-150

30-150

30-150

30-150

Acceptance 
CriteriaSurrogate % Recovery Qualifier

09/01/11

IN-D6-MRClient ID:
08/20/11 11:00Date Collected:
08/22/11Date Received:

310 LOWELL ST, ANDOVER, MASample Location:

L1113022-16Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/27/11 12:56
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/26/11 00:59

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

--

Serial_No:09011114:38
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result

P

Dilution Factor

ND

ND

ND

ND

6480

5860

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

1

1

1

1

1

1

1

1

1

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-GSA

41062464.01

L1113022

789

789

789

789

526

789

526

263

263

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

60

58

52

53

30-150

30-150

30-150

30-150

Acceptance 
CriteriaSurrogate % Recovery Qualifier

09/01/11

IN-D7-WRClient ID:
08/20/11 11:00Date Collected:
08/22/11Date Received:

310 LOWELL ST, ANDOVER, MASample Location:

L1113022-17Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/27/11 13:08
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/26/11 00:59

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

--

Serial_No:09011114:38
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

5

5

5

5

5

5

5

5

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-GSA

41062464.01

L1113022

1390

1390

1390

1390

926

926

463

463

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

59

38

43

38

30-150

30-150

30-150

30-150

Acceptance 
CriteriaSurrogate % Recovery Qualifier

09/01/11

IN-D8-MCClient ID:
08/20/11 11:00Date Collected:
08/22/11Date Received:

310 LOWELL ST, ANDOVER, MASample Location:

L1113022-18Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/31/11 12:17
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/26/11 01:40

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

Serial_No:09011114:38
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Aroclor 1254

Parameter Result Dilution Factor

9470 ug/kg 5

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-GSA

41062464.01

L1113022

1390

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

59

38

43

38

30-150

30-150

30-150

30-150

Acceptance 
CriteriaSurrogate % Recovery Qualifier

09/01/11

IN-D8-MCClient ID:
08/20/11 11:00Date Collected:
08/22/11Date Received:

310 LOWELL ST, ANDOVER, MASample Location:

L1113022-18Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/31/11 12:17
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/26/11 01:40

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

Serial_No:09011114:38
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

10

10

10

10

10

10

10

10

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-GSA

41062464.01

L1113022

1580

1580

1580

1580

1050

1050

526

526

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

09/01/11

IN-D9-PHLClient ID:
08/20/11 11:00Date Collected:
08/22/11Date Received:

310 LOWELL ST, ANDOVER, MASample Location:

L1113022-19Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/31/11 12:33
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/26/11 01:40

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

Serial_No:09011114:38
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Aroclor 1254

Parameter Result Dilution Factor

44900 ug/kg 10

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-GSA

41062464.01

L1113022

1580

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

09/01/11

IN-D9-PHLClient ID:
08/20/11 11:00Date Collected:
08/22/11Date Received:

310 LOWELL ST, ANDOVER, MASample Location:

L1113022-19Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/31/11 12:33
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/26/11 01:40

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

Serial_No:09011114:38
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

10

10

10

10

10

10

10

10

10

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-GSA

41062464.01

L1113022

962

962

962

962

641

962

641

320

320

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

09/01/11

IN-D10-WESClient ID:
08/20/11 11:00Date Collected:
08/22/11Date Received:

310 LOWELL ST, ANDOVER, MASample Location:

L1113022-20Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
08/31/11 12:49
KB

EPA 3540C

EPA 3665A
Extraction Date: 08/26/11 01:40

Cleanup Date1: 08/27/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 08/27/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

--

Serial_No:09011114:38
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Method Blank Analysis
Batch Quality Control

Project Name: 

Project Number: 

Lab Number: 

Report Date: 

IRS-GSA

41062464.01

L1113022

08/31/11 13:53
1,8082Analytical Method:

Analytical Date:
Extraction Method:

Cleanup Method1:

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 01:35

09/01/11

Cleanup Method2: EPA 3660B

Analyst: KB

Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result

ND

ND

ND

ND

ND

ND

ND

ND

RL

59.4

59.4

59.4

59.4

39.6

39.6

19.8

19.8

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

UnitsQualifier

PCB by GC - Westborough Lab for sample(s):   01-05    Batch:   WG486348-1     

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

77

87

91

99

30-150

30-150

30-150

30-150

Surrogate %Recovery Qualifier
Acceptance 

Criteria

Cleanup Date1: 08/27/11

Cleanup Date2: 08/27/11

MDL

--

--

--

--

--

--

--

--

08/27/11
Serial_No:09011114:38
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Method Blank Analysis
Batch Quality Control

Project Name: 

Project Number: 

Lab Number: 

Report Date: 

IRS-GSA

41062464.01

L1113022

08/31/11 13:53
1,8082Analytical Method:

Analytical Date:
Extraction Method:

Cleanup Method1:

EPA 3540C

EPA 3665A
Extraction Date: 08/24/11 01:35

09/01/11

Cleanup Method2: EPA 3660B

Analyst: KB

Aroclor 1254

Parameter Result

245

RL

59.4ug/kg

UnitsQualifier

PCB by GC - Westborough Lab for sample(s):   01-05    Batch:   WG486348-1     

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

77

87

91

99

30-150

30-150

30-150

30-150

Surrogate %Recovery Qualifier
Acceptance 

Criteria

Cleanup Date1: 08/27/11

Cleanup Date2: 08/27/11

MDL

--

08/27/11
Serial_No:09011114:38
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Method Blank Analysis
Batch Quality Control

Project Name: 

Project Number: 

Lab Number: 

Report Date: 

IRS-GSA

41062464.01

L1113022

08/27/11 16:20
1,8082Analytical Method:

Analytical Date:
Extraction Method:

Cleanup Method1:

EPA 3540C

EPA 3665A
Extraction Date: 08/26/11 00:59

09/01/11

Cleanup Method2: EPA 3660B

Analyst: KB

Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result

ND

ND

ND

ND

ND

ND

ND

ND

ND

RL

59.8

59.8

59.8

59.8

39.8

59.8

39.8

19.9

19.9

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

UnitsQualifier

PCB by GC - Westborough Lab for sample(s):   06-20    Batch:   WG486609-1     

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

67

74

74

80

30-150

30-150

30-150

30-150

Surrogate %Recovery Qualifier
Acceptance 

Criteria

Cleanup Date1: 08/27/11

Cleanup Date2: 08/27/11

MDL

--

--

--

--

--

--

--

--

--

08/27/11
Serial_No:09011114:38
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Aroclor 1016

Aroclor 1260

Aroclor 1016

Aroclor 1260

 64

 55

 72

 79

62

67

80

85

40-140

40-140

40-140

40-140

3

20

11

7

50

50

50

50

Parameter
LCS

%Recovery
LCSD

%Recovery
%Recovery

Limits RPD RPD Limits

PCB by GC - Westborough Lab  Associated sample(s):   01-05    Batch:   WG486348-2   WG486348-3     

PCB by GC - Westborough Lab  Associated sample(s):   06-20    Batch:   WG486609-2   WG486609-3     

Lab Control Sample Analysis
Batch Quality Control

Project Name: 

Project Number: 

Lab Number: 

Report Date: 

IRS-GSA

41062464.01

L1113022

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

57

44

62

62

69

71

68

74

30-150

30-150

30-150

30-150

30-150

30-150

30-150

30-150

60

47

65

65

74

76

65

70

Surrogate

Surrogate

Qual

Qual

%Recovery

%Recovery

Qual

Qual

%Recovery

%Recovery

LCS

LCS

LCSD

LCSD

09/01/11

Acceptance
Criteria

Acceptance
Criteria

Qual Qual Qual

Serial_No:09011114:38
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*Values in parentheses indicate holding time in days

L1113022-01A

L1113022-02A

L1113022-03A

L1113022-04A

L1113022-05A

L1113022-06A

L1113022-07A

L1113022-08A

L1113022-09A

L1113022-10A

L1113022-11A

L1113022-12A

L1113022-13A

L1113022-14A

L1113022-15A

L1113022-16A

L1113022-17A

L1113022-18A

L1113022-19A

L1113022-20A

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

A

A

A

A

A

A

A

A

A

A

A

A

A

A

A

A

A

A

A

A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

5.7

5.7

5.7

5.7

5.7

5.7

5.7

5.7

5.7

5.7

5.7

5.7

5.7

5.7

5.7

5.7

5.7

5.7

5.7

5.7

Y

Y

Y

Y

Y

Y

Y

Y

Y

Y

Y

Y

Y

Y

Y

Y

Y

Y

Y

Y

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

A Absent
Cooler

Custody SealCooler Information

IRS-GSA

41062464.01

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

PCB-8082LL-3540C(14)

Project Name:

Project Number:

L1113022Lab Number:

Report Date:

Sample Receipt and Container Information

Container ID Container Type Cooler pH
Temp
deg C Pres Seal

Container Information

Analysis(*)

09/01/11

Were project specific reporting limits specified? YES

Reagent H2O Preserved Vials Frozen on: NA

Serial_No:09011114:38
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Report Format: Data Usability Report

GLOSSARY

Project Name:

Project Number:

Lab Number:

Report Date:

L1113022IRS-GSA

41062464.01 09/01/11

Acronyms

EPA

LCS

LCSD

LFB

MDL

MS

MSD

NA

NC

NI

RL

RPD

SRM

Environmental Protection Agency.

Laboratory Control Sample: A sample matrix, free from the analytes of interest, spiked with verified known amounts of analytes 
or a material containing known and verified amounts of analytes.
Laboratory Control Sample Duplicate: Refer to LCS.

Laboratory Fortified Blank: A sample matrix, free from the analytes of interest, spiked with verified known amounts of analytes 
or a material containing known and verified amounts of analytes.
Method Detection Limit: This value represents the level to which target analyte concentrations are reported as estimated values, 
when those target analyte concentrations are quantified below the reporting limit (RL). The MDL includes any adjustments from 
dilutions, concentrations or moisture content, where applicable.
Matrix Spike Sample: A sample prepared by adding a known mass of target analyte to a specified amount of matrix sample for 
which an independent estimate of target analyte concentration is available. 
Matrix Spike Sample Duplicate: Refer to MS.

Not Applicable.

Not Calculated:  Term is utilized when one or more of the results utilized in the calculation are non-detect at the parameter's 
reporting unit.
Not Ignitable. 

Reporting Limit:  The value at which an instrument can accurately measure an analyte at a specific concentration. The RL 
includes any adjustments from dilutions, concentrations or moisture content, where applicable.
Relative Percent Difference:  The results from matrix and/or matrix spike duplicates are primarily designed to assess the precision
of analytical results in a given matrix and are expressed as relative percent difference (RPD).  Values which are less than five 
times the reporting limit for any individual parameter are evaluated by utilizing the absolute difference between the values; 
although the RPD value will be provided in the report.
Standard Reference Material: A reference sample of a known or certified value that is of the same or similar matrix as the 
associated field samples.

 -

 -

 -

 -

 -

 -

 -

 -

 -

 -

 -

 -

 -

Terms

Analytical Method: Both the document from which the method originates and the analytical reference method. (Example: EPA 8260B is 
shown as 1,8260B.) The codes for the reference method documents are provided in the References section of the Addendum.

Data Qualifiers

A

B

C

D

E

G

H

I

M

P

Q

 -

 -

 -

 -

 -

 -

 -

 -

 -

 -

 -

Spectra identified as "Aldol Condensation Product".

The analyte was detected above the reporting limit in the associated method blank. Flag only applies to associated field samples that 
have detectable concentrations of the analyte at less than five times (5x) the concentration found in the blank. For MCP-related 
projects, flag only applies to associated field samples that have detectable concentrations of the analyte at less than ten times (10x) 
the concentration found in the blank. For DOD-related projects, flag only applies to associated field samples that have detectable 
concentrations of the analyte at less than ten times (10x) the concentration found in the blank AND the analyte was detected above 
one-half the reporting limit (or above the reporting limit for common lab contaminants) in the associated method blank.
Co-elution: The target analyte co-elutes with a known lab standard (i.e. surrogate, internal standards, etc.) for co-extracted 
analyses.
Concentration of analyte was quantified from diluted analysis. Flag only applies to field samples that have detectable concentrations 
of the analyte.
Concentration of analyte exceeds the range of the calibration curve and/or linear range of the instrument.

The concentration may be biased high due to matrix interferences (i.e, co-elution) with non-target compound(s). The result should 
be considered estimated.
The analysis of pH was performed beyond the regulatory-required holding time of 15 minutes from the time of sample collection.

The RPD between the results for the two columns exceeds the method-specified criteria; however, the lower value has been reported
due to obvious interference.
Reporting Limit (RL) exceeds the MCP CAM Reporting Limit for this analyte.

The RPD between the results for the two columns exceeds the method-specified criteria.

The quality control sample exceeds the associated acceptance criteria. Note: This flag is not applicable for matrix spike recoveries 
when the sample concentration is greater than 4x the spike added or for batch duplicate RPD when the sample concentrations are less

1 The reference for this analyte should be considered modified since this analyte is absent from the target analyte list of the original
method.

 -

Footnotes

Serial_No:09011114:38
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Report Format: Data Usability Report

Project Name:

Project Number:

Lab Number:

Report Date:

L1113022IRS-GSA

41062464.01 09/01/11

Data Qualifiers

R

RE

 -

 -

than 5x the RL. (Metals only.)

Analytical results are from sample re-analysis.

Analytical results are from sample re-extraction.

J

ND

 -

 -

Estimated value. This represents an estimated concentration for Tentatively Identified Compounds (TICs).

Not detected at the reporting limit (RL) for the sample.

Serial_No:09011114:38
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Alpha Analytical performs services with reasonable care and diligence normal to the analytical testing
laboratory industry.  In the event of an error, the sole and exclusive responsibility of Alpha Analytical
shall be to re-perform the work at it's own expense.  In no event shall Alpha Analytical be held liable
for any incidental, consequential or special damages, including but not limited to, damages in any way
connected with the use of, interpretation of, information or analysis provided by Alpha Analytical.

We strongly urge our clients to comply with EPA protocol regarding sample volume, preservation, cooling,
containers, sampling procedures, holding time and splitting of samples in the field.

LIMITATION OF LIABILITIES

1 Test Methods for Evaluating Solid Waste:  Physical/Chemical Methods.  EPA SW-846. 
Third Edition. Updates I - IIIA, 1997.

Project Name:

Project Number:

Lab Number:

Report Date:

L1113022IRS-GSA

41062464.01

REFERENCES 

09/01/11
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Certificate/Approval Program Summary 
Last revised July 28, 2011  - Westboro Facility   

 
The following list includes only those analytes/methods for which certification/approval is currently held. 

For a complete listing of analytes for the referenced methods, please contact your Alpha Customer Service Representative.  
 

Connecticut Department of Public Health Certificate/Lab ID: PH-0574. NELAP Accredited Solid Waste/Soil. 
 
Drinking Water (Inorganic Parameters: Color, pH, Turbidity, Conductivity, Alkalinity, Chloride, Free Residual Chlorine, 
Fluoride, Calcium Hardness, Sulfate, Nitrate, Nitrite, Aluminum, Antimony, Arsenic, Barium, Beryllium, Cadmium, 
Calcium, Chromium, Copper, Iron, Lead, Magnesium, Manganese, Mercury, Molybdenum, Nickel, Potassium, Selenium, 
Silver, Sodium, Thallium, Vanadium, Zinc, Total Dissolved Solids, Total Organic Carbon, Total Cyanide, Perchlorate. 
Organic Parameters: Volatile Organics 524.2, Total Trihalomethanes 524.2, 1,2-Dibromo-3-chloropropane (DBCP), 
Ethylene Dibromide (EDB), 1,4-Dioxane (Mod 8270). Microbiology Parameters: Total Coliform-MF mEndo (SM9222B), 
Total Coliform – Colilert (SM9223 P/A), E. Coli. – Colilert (SM9223 P/A), HPC – Pour Plate (SM9215B), Fecal Coliform – 
MF m-FC (SM9222D))  
 
Wastewater/Non-Potable Water (Inorganic Parameters: Color, pH, Conductivity, Acidity, Alkalinity, Chloride, Total 
Residual Chlorine, Fluoride, Total Hardness, Silica, Sulfate, Sulfide, Ammonia, Kjeldahl Nitrogen, Nitrate, Nitrite, O-
Phosphate, Total Phosphorus, Aluminum, Antimony, Arsenic, Barium, Beryllium, Boron, Cadmium, Calcium, Chromium, 
Hexavalent Chromium, Cobalt, Copper, Iron, Lead, Magnesium, Manganese, Mercury, Molybdenum, Nickel, Potassium, 
Selenium, Silver, Sodium, Strontium, Thallium, Tin, Titanium, Vanadium, Zinc, Total Residue (Solids), Total Dissolved 
Solids, Total Suspended Solids (non-filterable), BOD, CBOD, COD, TOC, Total Cyanide, Phenolics, Foaming Agents 
(MBAS), Bromide, Oil and Grease. Organic Parameters: PCBs, Organochlorine Pesticides, Technical Chlordane, 
Toxaphene, 2,4-D, 2,4,5-T, 2,4,5-TP(Silvex), Acid Extractables (Phenols), Benzidines, Phthalate Esters, Nitrosamines, 
Nitroaromatics & Isophorone, Polynuclear Aromatic Hydrocarbons, Haloethers, Chlorinated Hydrocarbons, Volatile 
Organics, TPH (HEM/SGT), Extractable Petroleum Hydrocarbons (ETPH), MA-EPH, MA-VPH. Microbiology Parameters: 
Total Coliform – MF mEndo (SM9222B), Total Coliform – MTF (SM9221B), HPC – Pour Plate (SM9215B), Fecal 
Coliform – MF m-FC (SM9222D), Fecal Coliform – A-1 Broth (SM9221E).)  
 
Solid Waste/Soil (Inorganic Parameters: pH, Sulfide, Aluminum, Antimony, Arsenic, Barium, Beryllium, Boron, Cadmium, 
Calcium, Chromium, Hexavalent Chromium, Cobalt, Copper, Iron, Lead, Magnesium, Manganese, Mercury, 
Molybdenum, Nickel, Potassium, Selenium, Silver, Sodium, Thallium, Tin, Vanadium, Zinc, Total Cyanide, Ignitability, 
Phenolics, Corrosivity, TCLP Leach (1311), SPLP Leach (1312 metals only), Reactivity. Organic Parameters: PCBs, 
PCBs in Oil, Organochlorine Pesticides, Technical Chlordane, Toxaphene, Extractable Petroleum Hydrocarbons 
(ETPH), MA-EPH, MA-VPH, Dicamba, 2,4-D, 2,4,5-T, 2,4,5-TP(Silvex), Volatile Organics, Acid Extractables (Phenols), 
3.3’-Dichlorobenzidine, Phthalates, Nitrosamines, Nitroaromatics & Cyclic Ketones, PAHs, Haloethers, Chlorinated 
Hydrocarbons. )  
 
Maine Department of Human Services Certificate/Lab ID: 2009024.  
Drinking Water (Inorganic Parameters: SM9215B, 9222D, 9223B, EPA 180.1, 353.2, SM2130B, 2320B, 2540C, 4500Cl-
D, 4500CN-C, 4500CN-E, 4500F-C, 4500H+B, 4500NO3-F, EPA 200.7, EPA 200.8, 245.1, EPA 300.0. Organic 
Parameters: 504.1, 524.2.)  
 
Wastewater/Non-Potable Water (Inorganic Parameters: EPA 120.1, 1664A, 350.1, 351.1, 353.2, 410.4, 420.1, 
SM2320B, 2510B, 2540C, 2540D, 426C, 4500Cl-D, 4500Cl-E, 4500CN-C, 4500CN-E, 4500F-B, 4500F-C, 4500H+B, 
4500Norg-B, 4500Norg-C, 4500NH3-B, 4500NH3-G, 4500NH3-H, 4500NO3-F, 4500P-B, 4500P-E, 5210B, 5220D, 
5310C, 9010B, 9040B, 9030B, 7470A, 7196A, 2340B, EPA 200.7, 6010, 200.8, 6020, 245.1, 1311, 1312, 3005A, 
Enterolert, 9223D, 9222D. Organic Parameters: 608, 8081, 8082, 8330, 8151A, 624, 8260, 3510C, 3630C, 5030B, ME-
DRO, ME-GRO, MA-EPH, MA-VPH.)  
 
Solid Waste/Soil (Inorganic Parameters:  9010B, 9012A, 9014A, 9040B, 9045C, 6010B, 7471A, 7196A, 9050A, 1010, 
1030, 9065, 1311, 1312, 3005A, 3050B. Organic Parameters: ME-DRO, ME-GRO, MA-EPH, MA-VPH, 8260B, 8270C, 
8330, 8151A, 8081A, 8082, 3540C, 3546, 3580A, 3630C, 5030B, 5035.) 
 
Massachusetts Department of Environmental Protection Certificate/Lab ID: M-MA086.  
Drinking Water (Inorganic Parameters: (EPA 200.8 for: Sb,As,Ba,Be,Cd,Cr,Cu,Pb,Ni,Se,Tl) (EPA 200.7 for: 
Ba,Be,Ca,Cd,Cr,Cu,Na,Ni)  245.1, (300.0 for:  Nitrate-N, Fluoride, Sulfate); (EPA 353.2 for:  Nitrate-N, Nitrite-N);   
(SM4500NO3-F for:  Nitrate-N and Nitrite-N); 4500F-C, 4500CN-CE, EPA 180.1, SM2130B, SM4500Cl-D, 2320B, 
SM2540C, SM4500H-B. Organic Parameters: (EPA 524.2 for:  Trihalomethanes, Volatile Organics); (504.1 for:  1,2-
Dibromoethane, 1,2-Dibromo-3-Chloropropane), EPA 332. Microbiology Parameters:  SM9215B; ENZ. SUB. SM9223; 
ColilertQT SM9223B; MF-SM9222D.) 
 
Non-Potable Water (Inorganic Parameters:, (EPA 200.8 for:  Al,Sb,As,Be,Cd,Cr,Cu,Pb,Mn,Ni,Se,Ag,Tl,Zn); (EPA 200.7 
for:  Al,Sb,As,Be,Cd,Ca,Cr,Co,Cu,Fe,Pb,Mg,Mn,Mo,Ni,K,Se,Ag,Na,Sr,Ti,Tl, V,Zn); 245.1, SM4500H,B, EPA 120.1, 
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SM2510B, 2540C, 2340B, 2320B, 4500CL-E, 4500F-BC, 426C, SM4500NH3-BH, (EPA 350.1 for:  Ammonia-N), 
LACHAT 10-107-06-1-B for Ammonia-N, SM4500NO3-F, 353.2 for Nitrate-N, SM4500NH3-BC-NES, EPA 351.1, 
SM4500P-E, 4500P-B,E, 5220D, EPA 410.4, SM 5210B, 5310C, 4500CL-D, EPA 1664, SM14 510AC, EPA 420.1, 
SM4500-CN-CE, SM2540D. 
Organic Parameters: (EPA 624 for Volatile Halocarbons, Volatile Aromatics),(608 for:  Chlordane, Aldrin, Dieldrin, DDD, 
DDE, DDT, Heptachlor, Heptachlor Epoxide, PCBs-Water), (EPA 625 for SVOC Acid Extractables and SVOC 
Base/Neutral Extractables), 600/4-81-045-PCB-Oil.  Microbiology Parameters: (ColilertQT SM9223B;Enterolert-QT: 
SM9222D-MF.)  
 
New Hampshire Department of Environmental Services Certificate/Lab ID: 200307. NELAP Accredited. 
Drinking Water (Inorganic Parameters: SM 9222B, 9223B, 9215B, EPA 200.7, 200.8, 245.2, 300.0, SM4500CN-E, 
4500H+B, 4500NO3-F, 2320B, 2510B, 2540C, 4500F-C, 5310C, 2120B, EPA 332.0. Organic Parameters: 504.1, 524.2.)  
 
Non-Potable Water (Inorganic Parameters: SM9222D, 9221B, 9222B, 9221E-EC, EPA 3005A, 200.7, 200.8, 245.1, 
245.2, SW-846 6010B, 6020, 7196A, 7470A, SM3500-CR-D, EPA 120.1, 300.0, 350.1, 351.1, 353.2, 410.4, 420.1, 
1664A, SW-846 9010, 9030, 9040B, 9050A, SM426C, SM2120B, 2310B, 2320B, 2540B, 2540D, 4500H+B, 4500CL-E, 
4500CN-E, 4500NH3-H, 4500NO3-F, 4500NO2-B, 4500P-E, 4500-S2-D, 5210B, 5220D, 2510B, 2540C, 4500F-C, 
5310C, 5540C, LACHAT 10-204-00-1-A, LACHAT 10-107-06-2-D. Organic Parameters: SW-846 3510C, 5030B, 8260B, 
8270C, 8330, EPA 624, 625, 608, SW-846 8082, 8081A, 8151A.)  
 
Solid & Chemical Materials (Inorganic Parameters: SW-846 6010B, 7196A, 7471A, 1010, 1030, 9010, 9012A, 9014, 
9030B, 9040B, 9045C, 9050C, 9065,1311, 1312, 3005A, 3050B. Organic Parameters: SW-846 3540C,  3546, 3580A, 
5030B, 5035, 8260B, 8270C, 8330, 8151A, 8015B, 8082, 8081A.) 
  
New Jersey Department of Environmental Protection Certificate/Lab ID: MA935. NELAP Accredited. 
Drinking Water (Inorganic Parameters: SM9222B, 9221E, 9223B, 9215B, 4500CN-CE, 4500NO3-F, 4500F-C, EPA 
300.0, 200.7, 200.8, 245.2, 2540C, SM2120B, 2320B, 2510B, 5310C, SM4500H-B. Organic Parameters: EPA 332, 
504.1, 524.2.)  
 
Non-Potable Water (Inorganic Parameters: SM5210B, EPA 410.4, SM5220D, 4500Cl-E, EPA 300.0, SM2120B, 
SM4500F-BC, EPA 200.7, 351.1, LACHAT 10-107-06-2-D, EPA 353.2, SM4500NO3-F, 4500NO2-B, EPA 1664A, 
SM5310B, C or D, 4500-PE, EPA 420.1, SM510ABC, SM4500P-B5+E, 2540B, 2540C, 2540D, EPA 120.1, SM2510B, 
SM15 426C, 9222D, 9221B, 9221C, 9221E, 9222B, 9215B, 2310B, 2320B, 4500NH3-H, 4500-S D, EPA 350.1, 350.2, 
SW-846 1312, 6020, 6020A, 7470A, 5540C, 4500H-B, EPA 200.8, SM3500Cr-D, 4500CN-CE, EPA 245.1, 245.2, SW-
846 9040B, 3005A, 3015, EPA 6010B, 6010C, 7196A, 3060A, SW-846 9010B, 9030B. Organic Parameters: SW-846 
8260B, 8270C, 8270D, 8270C-SIM, 8270D-SIM, 3510C, EPA 608, 624, 625, SW-846 3630C, 5030B, 8081A, 8081B, 
8082, 8082A, 8151A, 8330, NJ OQA-QAM-025 Rev.7, NJ EPH.)  
 
Solid & Chemical Materials (Inorganic Parameters: SW-846, 6010B, 6010C, 7196A, 3060A, 9010B, 9030B, 1010, 1030, 
1311, 1312, 3005A, 3050B, 7471A, 7471B, 9014, 9012A, 9040B, 9045C, 9050A, 9065. Organic Parameters: SW-846 
8015B, 8015C, 8081A, 8081B, 8082, 8082A, 8151A, 8330, 8260B, 8270C, 8270D, 8270C-SIM, 8270D-SIM, 3540C, 
3545, 3546, 3550B, 3580A, 3630C, 5030B, 5035L, 5035H, NJ OQA-QAM-025 Rev.7, NJ EPH.) 
  
New York Department of Health Certificate/Lab ID: 11148. NELAP Accredited. 
Drinking Water (Inorganic Parameters: SM9223B, 9222B, 9215B, EPA 200.8, 200.7, 245.2, SM5310C, EPA 332.0, 
SM2320B, EPA 300.0, SM2120B, 4500CN-E, 4500F-C, 4500H-B, 4500NO3-F, 2540C, SM 2510B. Organic Parameters: 
EPA 524.2, 504.1.)  
 
Non-Potable Water (Inorganic Parameters: SM9221E, 9222D, 9221B, 9222B, 9215B, 5210B, 5310C, EPA 410.4, 
SM5220D, 2310B-4a, 2320B, EPA 200.7, 300.0, SM4500CL-E, 4500F-C, SM15 426C, EPA 350.1, SM4500NH3-BH, 
EPA 351.1, LACHAT 10-107-06-2, EPA 353.2, LACHAT 10-107-04-1-C, SM4500-NO3-F, 4500-NO2-B, 4500P-E, 
2540C, 2540B, 2540D, EPA 200.8, EPA 6010B, 6020, EPA 7196A, SM3500Cr-D, EPA 245.1, 245.2, 7470A, SM2120B, 
LACHAT 10-204-00-1-A, EPA 9040B, SM4500-HB, EPA 1664A, EPA 420.1, SM14 510C, EPA 120.1, SM2510B, 
SM4500S-D, SM5540C, EPA 3005A, 9010B, 9030B.. Organic Parameters: EPA 624, 8260B, 8270C, 625, 608, 8081A, 
8151A, 8330, 8082, EPA 3510C, 5030B.)  
 
Solid & Hazardous Waste (Inorganic Parameters: 1010, 1030, EPA 6010B, 7196A, 7471A, 9012A, 9014, 9040B, 9045C, 
9065, 9050, EPA 1311, 1312, 3005A, 3050B, 9010B, 9030B. Organic Parameters: EPA 8260B, 8270C, 8015B, 8081A, 
8151A, 8330, 8082, 3540C, 3545, 3546, 3580, 5030B, 5035.)  
 
North Carolina Department of the Environment and Natural Resources Certificate/Lab ID : 666. Organic 
Parameters: MA-EPH, MA-VPH. 
 
Drinking Water Program Certificate/Lab ID:  25700.   (Inorganic Parameters: Chloride EPA 300.0.  Organic Parameters:  
524.2) 
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Pennsylvania Department of Environmental Protection Certificate/Lab ID : 68-03671. NELAP Accredited. 
Drinking Water (Organic Parameters: EPA 524.2, 504.1) 
 
Non-Potable Water (Inorganic Parameters: EPA 1312, 200.7, 410.4, 1664A, SM2540D, 5210B, 5220D, 4500-P,BE.  
Organic Parameters: EPA 3510C, 5030B, 625, 624, 608, 8081A, 8082, 8151A, 8260B, 8270C, 8330) 
 
Solid & Hazardous Waste (Inorganic Parameters: EPA 350.1, 1010, 1030, 1311, 1312, 3050B, 6010B, 7196A, 7471A, 
9010B, 9012A, 9014, 9040B, 9045C, 9050, 9065, SM 4500NH3-H.  Organic Parameters: 3540C, 3545, 3546, 3550B, 
3580A, 3630C, 5035, 8015B, 8081A, 8082, 8151A, 8260B, 8270C, 8330) 
 
Rhode Island Department of Health Certificate/Lab ID: LAO00065. NELAP Accredited via NY-DOH. 
Refer to MA-DEP Certificate for Potable and Non-Potable Water.  
Refer to NJ-DEP Certificate for Potable and Non-Potable Water.  
 
Texas Commisson on Environmental Quality  Certificate/Lab ID: T104704476-09-1. NELAP Accredited. 
Non-Potable Water (Inorganic Parameters: EPA 120.1, 1664, 200.7, 200.8, 245.1, 245.2, 300.0, 350.1, 351.1, 353.2, 
376.2, 410.4, 420.1, 6010, 6020, 7196, 7470, 9040, SM 2120B, 2310B, 2320B, 2510B, 2540B, 2540C, 2540D, 426C, 
4500CL-E, 4500CN-E, 4500F-C, 4500H+B, 4500NH3-H, 4500NO2B, 4500P-E, 4500 S2¯D, 510C, 5210B, 5220D, 
5310C, 5540C. Organic Parameters: EPA 608, 624, 625, 8081, 8082, 8151, 8260, 8270, 8330.) 
 
Solid & Hazardous Waste (Inorganic Parameters: EPA 1311, 1312, 9012, 9014, 9040, 9045, 9050, 9065.) 
 
Department of Defense Certificate/Lab ID: L2217. 
Drinking Water (Inorganic Parameters: SM 4500H-B. Organic Parameters: EPA 524.2, 504.1.) 
 
Non-Potable Water (Inorganic Parameters: EPA 200.7, 200.8, 6010B, 6020, 245.1, 245.2, 7470A, 9040B, 300.0, 332.0, 
6860, 353.2, 410.4, 9060, 1664A, SM 4500CN-E, 4500H-B, 4500NO3-F, 5220D, 5310C, 2320B, 2540C, 3005A, 3015, 
9010B, 9056. Organic Parameters: EPA 8260B, 8270C, 8330A, 625, 8082, 8081A, 3510C, 5030B, MassDEP EPH, 
MassDEP VPH.) 
 
Solid & Hazardous Waste (Inorganic Parameters: EPA 200.7, 6010B, 7471A, 9010, 9012A, 6860, 1311, 1312, 3050B, 
7196A, 9010B, 3500-CR-D, 4500CN-CE, 2540G, Organic Parameters: EPA 8260B, 8270C, 8330A/B-prep, 8082, 
8081A, 3540C, 3546, 3580A, 5035A, MassDEP EPH, MassDEP VPH.) 
 
The following analytes are not included in our current NELAP/TNI Scope of Accreditation: 
EPA 8260B:  Freon-113, 1,2,4,5-Tetramethylbenzene, 4-Ethyltoluene.  EPA 8330A:  PETN, Picric Acid, Nitroglycerine,  
2,6-DANT,  2,4-DANT.  EPA 8270C:  Methyl naphthalene, Dimethyl naphthalene, Total Methylnapthalenes, Total 
Dimethylnaphthalenes, 1,4-Diphenylhydrazine (Azobenzene). EPA 625:  4-Chloroaniline, 4-Methylphenol.  Total 
Phosphorus in a soil matrix, Chloride in a soil matrix, TKN in a soil matrix, NO2 in a soil matrix, NO3 in a soil matrix, SO4 
in a soil matrix. 
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Quantitation Report    (QT Reviewed)

Data Path : I:\Pest12\110827\
Data File : 12110827-12.d                                       
Signal(s) : Signal #1: ECD1A.ch  Signal #2: ECD2B.ch
Acq On    : 27 Aug 2011  12:43 pm
Operator  : pest12:kb
Sample    : l1113022-15,42e,,
Misc      : wg486848,wg486609,ical5910
ALS Vial  : 11   Sample Multiplier: 1

Integration File signal 1: events.e
Integration File signal 2: events2.e
Quant Time: Sep 01 11:20:10 2011
Quant Method : I:\Pest12\Methods Pest12\P12_pcb 28-01-11_ugL_.m
Quant Title  : pcb
QLast Update : Wed Aug 24 09:33:39 2011
Response via : Initial Calibration
Integrator: ChemStation

Volume Inj.     : 
Signal #1 Phase :                   Signal #2 Phase:  
Signal #1 Info  :                   Signal #2 Info :  

Sub List     : Default - All compounds listed

0.00 0.50 1.00 1.50 2.00 2.50 3.00 3.50 4.00 4.50 5.00 5.50 6.00 6.50 7.00 7.50 8.00 8.50

0

5e+08

1e+09

1.5e+09

2e+09

Time

Response_ Signal: 12110827-12.d\ECD1A.ch

0.00 0.50 1.00 1.50 2.00 2.50 3.00 3.50 4.00 4.50 5.00 5.50 6.00 6.50 7.00 7.50 8.00 8.50

0

5e+08

1e+09

1.5e+09

2e+09

Time

Response_ Signal: 12110827-12.d\ECD2B.ch

P12_pcb 28-01-11_ugL_.m Thu Sep 01 11:20:36 2011                    Page: 4
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Quantitation Report    (QT Reviewed)

Data Path : I:\Pest7\110830\
Data File : p7110830-82.d                                       
Signal(s) : Signal #1: ECD1A.CH  Signal #2: ECD2B.CH
Acq On    : 31 Aug 2011  12:49 pm
Operator  : Pest7: kb
Sample    : l1113022-20d,42e,10,
Misc      : wg486848,wg486609,ical6056
ALS Vial  : 0 (Sig #1); 82 (Sig #2)   Sample Multiplier: 1

Integration File signal 1: events.e
Integration File signal 2: events2.e
Quant Time: Aug 31 14:47:13 2011
Quant Method : I:\Pest7\Methods Pest7\P7_pcb 07_19_11_ugL_.m
Quant Title  : pcb
QLast Update : Wed Aug 31 14:32:35 2011
Response via : Initial Calibration
Integrator: ChemStation   6890 Scale Mode: Large solvent peaks clipped

Volume Inj.     : 
Signal #1 Phase :                   Signal #2 Phase:  
Signal #1 Info  :                   Signal #2 Info :  

Sub List     : Default - All compounds listed

0.50 1.00 1.50 2.00 2.50 3.00 3.50 4.00 4.50 5.00 5.50 6.00 6.50 7.00 7.50 8.00 8.50

0

1e+08

2e+08

3e+08

4e+08

5e+08

6e+08

Time

Response_ Signal: p7110830-82.d\ECD1A.CH

0.50 1.00 1.50 2.00 2.50 3.00 3.50 4.00 4.50 5.00 5.50 6.00 6.50 7.00 7.50 8.00 8.50

0

1e+08

2e+08

3e+08

4e+08

5e+08

6e+08

7e+08

8e+08

Time

Response_ Signal: p7110830-82.d\ECD2B.CH

P7_pcb 07_19_11_ugL_.m Thu Sep 01 11:23:01 2011                     Page: 4
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L1118200

URS Corporation

Not Specified

IRS

Client:

Project Name:

Project Number:

11/10/11

Eight Walkup Drive, Westborough, MA  01581-1019

Lab Number:

Report Date:

508-898-9220  (Fax) 508-898-9193  800-624-9220 - www.alphalab.com

5 Industrial Way

Salem, NH 03079

Thomas LazottATTN:

ANALYTICAL REPORT

Certifications & Approvals:  MA (M-MA086), NY  (11148), CT (PH-0574), NH (2003), NJ NELAP (MA935), RI (LAO00065), ME (MA00086),
PA (68-03671), USDA (Permit  #P-330-11-00240), NC (666), TX (T104704476), DOD (L2217), US Army Corps of Engineers.

(603) 893-0616Phone:

The original project report/data package is held by Alpha Analytical. This report/data package is paginated and should be reproduced only in its
entirety. Alpha Analytical holds no responsibility for results and/or data that are not consistent with the original.
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L1118200-01

L1118200-02

L1118200-03

L1118200-04

L1118200-05

L1118200-06

L1118200-07

L1118200-08

L1118200-09

L1118200-10

L1118200-11

L1118200-12

L1118200-13

Alpha 
Sample ID

14 LINE COLUMN H

14 LINE COLUMN F

14 LINE COLUMN E

14 LINE COLUMN D

14 LINE COLUMN C

14 LINE COLUMN B

B LINE COLUMN 13.3

B LINE COLUMN 13

AE LINE COLUMN 11

AE LINE COLUMN 10

AE LINE COLUMN 9

AE LINE COLUMN 8

AE LINE COLUMN 7

Client ID

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

Sample 
Location

IRS

Not Specified

Project Name:
Project Number:

Lab Number: 
Report Date:

L1118200
11/10/11

11/02/11 08:55

11/02/11 09:25

11/02/11 09:40

11/02/11 09:55

11/02/11 10:10

11/02/11 10:15

11/02/11 10:25

11/02/11 10:45

11/02/11 11:00

11/02/11 11:15

11/02/11 11:35

11/02/11 11:45

11/02/11 11:55

Collection 
Date/Time
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Project Name:

Project Number:

Lab Number:

Report Date:

Were all samples received in a condition consistent with those described on the Chain-of-
Custody, properly preserved (including temperature) in the field or laboratory, and 
prepared/analyzed within method holding times?

Were the analytical method(s) and all associated QC requirements specified in the selected 
CAM protocol(s) followed?

Were all required corrective actions and analytical response actions specified in the selected 
CAM protocol(s) implemented for all identified performance standard non-conformances?

Does the laboratory report comply with all the reporting requirements specified in CAM VII A, 
"Quality Assurance and Quality Control Guidelines for the Acquisition and Reporting of Analytical
Data?"

VPH, EPH, and APH Methods only:  Was each method conducted without significant 
modification(s)? (Refer to the individual method(s) for a list of significant modifications).

APH and TO-15 Methods only: Was the complete analyte list reported for each method?

Were all applicable CAM protocol QC and performance standard non-conformances identified 
and evaluated in a laboratory narrative (including all "No" responses to Questions A through E)?

YES

YES

YES

YES

N/A

N/A

YES

A

B

C

D

E a.

E b.

F

MADEP MCP Response Action Analytical Report Certification

L1118200IRS

Not Specified

Were the reporting limits at or below all CAM reporting limits specified in the selected CAM 
protocol(s)?

Were all QC performance standards specified in the CAM protocol(s) achieved?

Were results reported for the complete analyte list specified in the selected CAM protocol(s)?

NO

NO

YES

G

H

I

   
   A response to questions G, H and I is required for "Presumptive Certainty" status

This form provides certifications for all samples performed by MCP methods. Please refer to 
the Sample Results and Container Information sections of this report for specification of 
MCP methods used for each analysis. The following questions pertain only to MCP 
Analytical Methods.

   
   An affirmative response to questions A through F is required for "Presumptive Certainty" status

   For any questions answered "No", please refer to the case narrative section on the following page(s).

11/10/11

Please note that sample matrix information is located in the Sample Results section of this report.
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    I, the undersigned, attest under the pains and penalties of perjury that, to the best of my knowledge and 
    belief and based upon my personal inquiry of those responsible for providing the information contained
    in this analytical report, such information is accurate and complete.  This certificate of analysis is not
    complete unless this page accompanies any and all pages of this report.

    
    Authorized Signature:    

    Title:  Technical Director/Representative                                                                          Date:  11/10/11                  

IRS

Not Specified

Project Name:

Project Number:

Lab Number:

Report Date:
L1118200

11/10/11

MCP Related Narratives

PCB

L1118200-01 through -13 have elevated detection limits due to the dilutions required by the elevated 

concentrations of target compounds in the samples. 

In reference to question G:

One or more of the target analytes did not achieve the requested CAM reporting limits.

In reference to question H:

The surrogate recoveries for L1118200-01 through -13 are below the acceptance criteria for 2,4,5,6-

Tetrachloro-m-xylene and Decachlorobiphenyl (All at 0%) due to the dilutions required to quantitate the 

samples. Re-extraction was not required; therefore, the results of the original analysis are reported.

Case Narrative

The samples were received in accordance with the Chain of Custody and no significant deviations were encountered during the preparation 

or analysis unless otherwise noted. Sample Receipt, Container Information, and the Chain of Custody are located at the back of the report.

Results contained within this report relate only to the samples submitted under this Alpha Lab Number and meet all of the requirements of 

NELAC, for all NELAC accredited parameters. The data presented in this report is organized by parameter (i.e. VOC, SVOC, etc.). Sample 

specific Quality Control data (i.e. Surrogate Spike Recovery) is reported at the end of the target analyte list for each individual sample, 

followed by the Laboratory Batch Quality Control at the end of each parameter. If a sample was re-analyzed or re-extracted due to a 

required quality control corrective action and if both sets of data are reported, the Laboratory ID of the re-analysis or re-extraction is 

designated with an "R" or "RE", respectively. When multiple Batch Quality Control elements are reported (e.g. more than one LCS), the 

associated samples for each element are noted in the grey shaded header line of each data table. Any Laboratory Batch, Sample Specific %

recovery or RPD value that is outside the listed Acceptance Criteria is bolded in the report. Definitions of all data qualifiers and acronyms 

used in this report are provided in the Glossary located at the back of the report.

Please see the associated ADEx data file for a comparison of laboratory reporting limits that were achieved with the regulatory Numerical 

Standards requested on the Chain of Custody.

For additional information, please contact Client Services at 800-624-9220.
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ORGANICS
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PCBS
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FF

Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

2010000

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

100

100

100

100

100

100

100

100

100

Qualifier Units RL

MCP Polychlorinated Biphenyls - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS

Not Specified

L1118200

190000

190000

190000

190000

126000

190000

126000

63300

63300

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

11/10/11

14 LINE COLUMN HClient ID:
11/02/11 08:55Date Collected:
11/03/11Date Received:

ANDOVER, MASample Location:

L1118200-01Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

97,8082
11/07/11 16:00
KB

EPA 3580A

EPA 3665A
Extraction Date: 11/04/11 10:00

Cleanup Date1: 11/04/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 11/04/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

--
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

1000

1000

1000

1000

1000

1000

1000

1000

Qualifier Units RL

MCP Polychlorinated Biphenyls - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS

Not Specified

L1118200

2320000

2320000

2320000

2320000

1550000

1550000

775000

775000

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

11/10/11

14 LINE COLUMN FClient ID:
11/02/11 09:25Date Collected:
11/03/11Date Received:

ANDOVER, MASample Location:

L1118200-02Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

97,8082
11/04/11 16:50
KB

EPA 3580A

EPA 3665A
Extraction Date: 11/04/11 10:00

Cleanup Date1: 11/04/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 11/04/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--
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Aroclor 1254

Parameter Result Dilution Factor

52600000 ug/kg 1000

Qualifier Units RL

MCP Polychlorinated Biphenyls - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS

Not Specified

L1118200

2320000

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

11/10/11

14 LINE COLUMN FClient ID:
11/02/11 09:25Date Collected:
11/03/11Date Received:

ANDOVER, MASample Location:

L1118200-02Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

97,8082
11/04/11 16:50
KB

EPA 3580A

EPA 3665A
Extraction Date: 11/04/11 10:00

Cleanup Date1: 11/04/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 11/04/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

Serial_No:11101113:48
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

37400000

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

1000

1000

1000

1000

1000

1000

1000

1000

1000

Qualifier Units RL

MCP Polychlorinated Biphenyls - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS

Not Specified

L1118200

2500000

2500000

2500000

2500000

1670000

2500000

1670000

833000

833000

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

11/10/11

14 LINE COLUMN EClient ID:
11/02/11 09:40Date Collected:
11/03/11Date Received:

ANDOVER, MASample Location:

L1118200-03Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

97,8082
11/04/11 17:02
KB

EPA 3580A

EPA 3665A
Extraction Date: 11/04/11 10:00

Cleanup Date1: 11/04/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 11/04/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

--

Serial_No:11101113:48
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

92700000

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

5000

5000

5000

5000

5000

5000

5000

5000

5000

Qualifier Units RL

MCP Polychlorinated Biphenyls - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS

Not Specified

L1118200

14000000

14000000

14000000

14000000

9340000

14000000

9340000

4670000

4670000

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

11/10/11

14 LINE COLUMN DClient ID:
11/02/11 09:55Date Collected:
11/03/11Date Received:

ANDOVER, MASample Location:

L1118200-04Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

97,8082
11/07/11 16:13
KB

EPA 3580A

EPA 3665A
Extraction Date: 11/04/11 10:00

Cleanup Date1: 11/04/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 11/04/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

--

Serial_No:11101113:48
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

8400000

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

1000

1000

1000

1000

1000

1000

1000

1000

1000

Qualifier Units RL

MCP Polychlorinated Biphenyls - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS

Not Specified

L1118200

2320000

2320000

2320000

2320000

1550000

2320000

1550000

775000

775000

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

11/10/11

14 LINE COLUMN CClient ID:
11/02/11 10:10Date Collected:
11/03/11Date Received:

ANDOVER, MASample Location:

L1118200-05Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

97,8082
11/04/11 17:27
KB

EPA 3580A

EPA 3665A
Extraction Date: 11/04/11 10:00

Cleanup Date1: 11/04/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 11/04/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

--

Serial_No:11101113:48
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

19700000

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

1000

1000

1000

1000

1000

1000

1000

1000

1000

Qualifier Units RL

MCP Polychlorinated Biphenyls - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS

Not Specified

L1118200

1780000

1780000

1780000

1780000

1180000

1780000

1180000

592000

592000

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

11/10/11

14 LINE COLUMN BClient ID:
11/02/11 10:15Date Collected:
11/03/11Date Received:

ANDOVER, MASample Location:

L1118200-06Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

97,8082
11/04/11 17:39
KB

EPA 3580A

EPA 3665A
Extraction Date: 11/04/11 10:00

Cleanup Date1: 11/04/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 11/04/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

--

Serial_No:11101113:48
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

3010000

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

100

100

100

100

100

100

100

100

100

Qualifier Units RL

MCP Polychlorinated Biphenyls - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS

Not Specified

L1118200

300000

300000

300000

300000

200000

300000

200000

100000

100000

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

11/10/11

B LINE COLUMN 13.3Client ID:
11/02/11 10:25Date Collected:
11/03/11Date Received:

ANDOVER, MASample Location:

L1118200-07Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

97,8082
11/07/11 15:48
KB

EPA 3580A

EPA 3665A
Extraction Date: 11/04/11 10:00

Cleanup Date1: 11/04/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 11/04/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

--

Serial_No:11101113:48
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

14200000

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

1000

1000

1000

1000

1000

1000

1000

1000

1000

Qualifier Units RL

MCP Polychlorinated Biphenyls - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS

Not Specified

L1118200

2910000

2910000

2910000

2910000

1940000

2910000

1940000

971000

971000

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

11/10/11

B LINE COLUMN 13Client ID:
11/02/11 10:45Date Collected:
11/03/11Date Received:

ANDOVER, MASample Location:

L1118200-08Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

97,8082
11/04/11 18:04
KB

EPA 3580A

EPA 3665A
Extraction Date: 11/04/11 10:00

Cleanup Date1: 11/04/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 11/04/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

--

Serial_No:11101113:48
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

24600000

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

1000

1000

1000

1000

1000

1000

1000

1000

1000

Qualifier Units RL

MCP Polychlorinated Biphenyls - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS

Not Specified

L1118200

2700000

2700000

2700000

2700000

1800000

2700000

1800000

901000

901000

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

11/10/11

AE LINE COLUMN 11Client ID:
11/02/11 11:00Date Collected:
11/03/11Date Received:

ANDOVER, MASample Location:

L1118200-09Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

97,8082
11/04/11 18:16
KB

EPA 3580A

EPA 3665A
Extraction Date: 11/04/11 10:00

Cleanup Date1: 11/04/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 11/04/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

--

Serial_No:11101113:48
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

22100000

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

1000

1000

1000

1000

1000

1000

1000

1000

1000

Qualifier Units RL

MCP Polychlorinated Biphenyls - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS

Not Specified

L1118200

2340000

2340000

2340000

2340000

1560000

2340000

1560000

781000

781000

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

11/10/11

AE LINE COLUMN 10Client ID:
11/02/11 11:15Date Collected:
11/03/11Date Received:

ANDOVER, MASample Location:

L1118200-10Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

97,8082
11/04/11 18:29
KB

EPA 3580A

EPA 3665A
Extraction Date: 11/04/11 10:00

Cleanup Date1: 11/04/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 11/04/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

--

Serial_No:11101113:48
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

1000

1000

1000

1000

1000

1000

1000

1000

Qualifier Units RL

MCP Polychlorinated Biphenyls - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS

Not Specified

L1118200

2040000

2040000

2040000

2040000

1360000

1360000

680000

680000

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

11/10/11

AE LINE COLUMN 9Client ID:
11/02/11 11:35Date Collected:
11/03/11Date Received:

ANDOVER, MASample Location:

L1118200-11Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

97,8082
11/04/11 18:41
KB

EPA 3580A

EPA 3665A
Extraction Date: 11/04/11 10:00

Cleanup Date1: 11/04/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 11/04/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

Serial_No:11101113:48
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Aroclor 1254

Parameter Result Dilution Factor

30600000 ug/kg 1000

Qualifier Units RL

MCP Polychlorinated Biphenyls - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS

Not Specified

L1118200

2040000

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

11/10/11

AE LINE COLUMN 9Client ID:
11/02/11 11:35Date Collected:
11/03/11Date Received:

ANDOVER, MASample Location:

L1118200-11Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

97,8082
11/04/11 18:41
KB

EPA 3580A

EPA 3665A
Extraction Date: 11/04/11 10:00

Cleanup Date1: 11/04/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 11/04/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

Serial_No:11101113:48

Page 19 of 32



Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

44400000

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

1000

1000

1000

1000

1000

1000

1000

1000

1000

Qualifier Units RL

MCP Polychlorinated Biphenyls - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS

Not Specified

L1118200

2940000

2940000

2940000

2940000

1960000

2940000

1960000

980000

980000

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

11/10/11

AE LINE COLUMN 8Client ID:
11/02/11 11:45Date Collected:
11/03/11Date Received:

ANDOVER, MASample Location:

L1118200-12Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

97,8082
11/04/11 18:53
KB

EPA 3580A

EPA 3665A
Extraction Date: 11/04/11 10:00

Cleanup Date1: 11/04/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 11/04/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

--

Serial_No:11101113:48
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

78000000

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

5000

5000

5000

5000

5000

5000

5000

5000

5000

Qualifier Units RL

MCP Polychlorinated Biphenyls - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS

Not Specified

L1118200

11700000

11700000

11700000

11700000

7810000

11700000

7810000

3910000

3910000

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

11/10/11

AE LINE COLUMN 7Client ID:
11/02/11 11:55Date Collected:
11/03/11Date Received:

ANDOVER, MASample Location:

L1118200-13Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

97,8082
11/07/11 16:25
KB

EPA 3580A

EPA 3665A
Extraction Date: 11/04/11 10:00

Cleanup Date1: 11/04/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 11/04/11

Percent Solids: Results reported on an 'AS RECEIVED' basis.

MDL

--

--

--

--

--

--

--

--

--

Serial_No:11101113:48
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Method Blank Analysis
Batch Quality Control

Project Name: 

Project Number: 

Lab Number: 

Report Date: 

IRS

Not Specified

L1118200

11/04/11 16:26
97,8082Analytical Method:

Analytical Date:
Extraction Method:

Cleanup Method1:

EPA 3580A

EPA 3665A
Extraction Date: 11/04/11 10:00

11/10/11

Cleanup Method2: EPA 3660B

Analyst: KB

Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result

ND

ND

ND

ND

ND

ND

ND

ND

ND

RL

3000

3000

3000

3000

2000

3000

2000

1000

1000

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

UnitsQualifier

MCP Polychlorinated Biphenyls - Westborough Lab for sample(s):   01-13    Batch:   WG500248-1     

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

129

113

137

126

30-150

30-150

30-150

30-150

Surrogate %Recovery Qualifier
Acceptance 

Criteria

Cleanup Date1: 11/04/11

Cleanup Date2: 11/04/11

MDL

--

--

--

--

--

--

--

--

--

11/04/11
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Aroclor 1016

Aroclor 1260

 81

 82

90

74

40-140

40-140

11

10

30

30

Parameter
LCS

%Recovery
LCSD

%Recovery
%Recovery

Limits RPD RPD Limits

MCP Polychlorinated Biphenyls - Westborough Lab  Associated sample(s):   01-13    Batch:   WG500248-2   WG500248-3     

Lab Control Sample Analysis
Batch Quality Control

Project Name: 

Project Number: 

Lab Number: 

Report Date: 

IRS

Not Specified

L1118200

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

82

61

71

81

30-150

30-150

30-150

30-150

81

57

68

69

Surrogate Qual%Recovery Qual%Recovery
LCS LCSD

11/10/11

Acceptance
Criteria

Qual Qual Qual
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*Values in parentheses indicate holding time in days

L1118200-01A

L1118200-02A

L1118200-03A

L1118200-04A

L1118200-05A

L1118200-06A

L1118200-07A

L1118200-08A

L1118200-09A

L1118200-10A

L1118200-11A

L1118200-12A

L1118200-13A

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

A

A

A

A

A

A

A

A

A

A

A

A

A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

2.3

2.3

2.3

2.3

2.3

2.3

2.3

2.3

2.3

2.3

2.3

2.3

2.3

Y

Y

Y

Y

Y

Y

Y

Y

Y

Y

Y

Y

Y

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

A Absent
Cooler

Custody SealCooler Information

IRS

Not Specified

MCP-8082LL-10-3540C(365)

MCP-8082LL-10-3540C(365)

MCP-8082LL-10-3540C(365)

MCP-8082LL-10-3540C(365)

MCP-8082LL-10-3540C(365)

MCP-8082LL-10-3540C(365)

MCP-8082LL-10-3540C(365)

MCP-8082LL-10-3540C(365)

MCP-8082LL-10-3540C(365)

MCP-8082LL-10-3540C(365)

MCP-8082LL-10-3540C(365)

MCP-8082LL-10-3540C(365)

MCP-8082LL-10-3540C(365)

Project Name:

Project Number:

L1118200Lab Number:

Report Date:

Sample Receipt and Container Information

Container ID Container Type Cooler pH
Temp
deg C Pres Seal

Container Information

Analysis(*)

11/10/11

Were project specific reporting limits specified? YES

Reagent H2O Preserved Vials Frozen on: NA
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Report Format: Data Usability Report

GLOSSARY

Project Name:

Project Number:

Lab Number:

Report Date:

L1118200IRS

Not Specified 11/10/11

Acronyms

EPA

LCS

LCSD

LFB

MDL

MS

MSD

NA

NC

NI

RL

RPD

SRM

Environmental Protection Agency.

Laboratory Control Sample: A sample matrix, free from the analytes of interest, spiked with verified known amounts of analytes 
or a material containing known and verified amounts of analytes.
Laboratory Control Sample Duplicate: Refer to LCS.

Laboratory Fortified Blank: A sample matrix, free from the analytes of interest, spiked with verified known amounts of analytes 
or a material containing known and verified amounts of analytes.
Method Detection Limit: This value represents the level to which target analyte concentrations are reported as estimated values, 
when those target analyte concentrations are quantified below the reporting limit (RL). The MDL includes any adjustments from 
dilutions, concentrations or moisture content, where applicable.
Matrix Spike Sample: A sample prepared by adding a known mass of target analyte to a specified amount of matrix sample for 
which an independent estimate of target analyte concentration is available. 
Matrix Spike Sample Duplicate: Refer to MS.

Not Applicable.

Not Calculated:  Term is utilized when one or more of the results utilized in the calculation are non-detect at the parameter's 
reporting unit.
Not Ignitable. 

Reporting Limit:  The value at which an instrument can accurately measure an analyte at a specific concentration. The RL 
includes any adjustments from dilutions, concentrations or moisture content, where applicable.
Relative Percent Difference:  The results from matrix and/or matrix spike duplicates are primarily designed to assess the precision
of analytical results in a given matrix and are expressed as relative percent difference (RPD).  Values which are less than five 
times the reporting limit for any individual parameter are evaluated by utilizing the absolute difference between the values; 
although the RPD value will be provided in the report.
Standard Reference Material: A reference sample of a known or certified value that is of the same or similar matrix as the 
associated field samples.

 -

 -

 -

 -

 -

 -

 -

 -

 -

 -

 -

 -

 -

Terms

Analytical Method: Both the document from which the method originates and the analytical reference method. (Example: EPA 8260B is 
shown as 1,8260B.) The codes for the reference method documents are provided in the References section of the Addendum.

Data Qualifiers

A

B

C

D

E

G

H

I

M

NJ

 -

 -

 -

 -

 -

 -

 -

 -

 -

 -

Spectra identified as "Aldol Condensation Product".

The analyte was detected above the reporting limit in the associated method blank. Flag only applies to associated field samples that 
have detectable concentrations of the analyte at less than five times (5x) the concentration found in the blank. For MCP-related 
projects, flag only applies to associated field samples that have detectable concentrations of the analyte at less than ten times (10x) 
the concentration found in the blank. For DOD-related projects, flag only applies to associated field samples that have detectable 
concentrations of the analyte at less than ten times (10x) the concentration found in the blank AND the analyte was detected above 
one-half the reporting limit (or above the reporting limit for common lab contaminants) in the associated method blank. For NJ-
Air-related projects, flag only applies to associated field samples that have detectable concentrations of the analyte above the 
reporting limit.
Co-elution: The target analyte co-elutes with a known lab standard (i.e. surrogate, internal standards, etc.) for co-extracted 
analyses.
Concentration of analyte was quantified from diluted analysis. Flag only applies to field samples that have detectable concentrations 
of the analyte.
Concentration of analyte exceeds the range of the calibration curve and/or linear range of the instrument.

The concentration may be biased high due to matrix interferences (i.e, co-elution) with non-target compound(s). The result should 
be considered estimated.
The analysis of pH was performed beyond the regulatory-required holding time of 15 minutes from the time of sample collection.

The RPD between the results for the two columns exceeds the method-specified criteria; however, the lower value has been reported
due to obvious interference.
Reporting Limit (RL) exceeds the MCP CAM Reporting Limit for this analyte.

Presumptive evidence of compound. This represents an estimated concentration for Tentatively Identified Compounds (TICs), where 
the identification is based on a mass spectral library search.

1 The reference for this analyte should be considered modified since this analyte is absent from the target analyte list of the original
method.

 -

Footnotes
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Report Format: Data Usability Report

Project Name:

Project Number:

Lab Number:

Report Date:

L1118200IRS

Not Specified 11/10/11

Data Qualifiers

P

Q

R

RE

 -

 -

 -

 -

The RPD between the results for the two columns exceeds the method-specified criteria.

The quality control sample exceeds the associated acceptance criteria. For DOD-related projects, LCS and/or Continuing Calibration
Standard exceedences are also qualified on all associated sample results.  Note: This flag is not applicable for matrix spike recoveries
when the sample concentration is greater than 4x the spike added or for batch duplicate RPD when the sample concentrations are less
than 5x the RL. (Metals only.)
Analytical results are from sample re-analysis.

Analytical results are from sample re-extraction.

J

ND

 -

 -

Estimated value. This represents an estimated concentration for Tentatively Identified Compounds (TICs).

Not detected at the reporting limit (RL) for the sample.

Serial_No:11101113:48
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Alpha Analytical performs services with reasonable care and diligence normal to the analytical testing
laboratory industry.  In the event of an error, the sole and exclusive responsibility of Alpha Analytical
shall be to re-perform the work at it's own expense.  In no event shall Alpha Analytical be held liable
for any incidental, consequential or special damages, including but not limited to, damages in any way
connected with the use of, interpretation of, information or analysis provided by Alpha Analytical.

We strongly urge our clients to comply with EPA protocol regarding sample volume, preservation, cooling,
containers, sampling procedures, holding time and splitting of samples in the field.

LIMITATION OF LIABILITIES

97 EPA Test Methods (SW-846) with QC Requirements & Performance Standards for the 
Analysis of EPA SW-846 Methods under the Massachusetts Contingency Plan, WSC-
CAM-IIA, IIB, IIIA, IIIB, IIIC, IIID, VA, VB, VC, VIA, VIB, VIIIA and VIIIB, July 2010.

Project Name:

Project Number:

Lab Number:

Report Date:

L1118200IRS

Not Specified

REFERENCES 

11/10/11
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Certificate/Approval Program Summary 
Last revised September 19, 2011  - Westboro Facility   

 
The following list includes only those analytes/methods for which certification/approval is currently held. 

For a complete listing of analytes for the referenced methods, please contact your Alpha Customer Service Representative.  
 

Connecticut Department of Public Health Certificate/Lab ID: PH-0574. NELAP Accredited Solid Waste/Soil. 
 
Drinking Water (Inorganic Parameters: Color, pH, Turbidity, Conductivity, Alkalinity, Chloride, Free Residual Chlorine, 
Fluoride, Calcium Hardness, Sulfate, Nitrate, Nitrite, Aluminum, Antimony, Arsenic, Barium, Beryllium, Cadmium, 
Calcium, Chromium, Copper, Iron, Lead, Magnesium, Manganese, Mercury, Molybdenum, Nickel, Potassium, Selenium, 
Silver, Sodium, Thallium, Vanadium, Zinc, Total Dissolved Solids, Total Organic Carbon, Total Cyanide, Perchlorate. 
Organic Parameters: Volatile Organics 524.2, Total Trihalomethanes 524.2, 1,2-Dibromo-3-chloropropane (DBCP), 
Ethylene Dibromide (EDB), 1,4-Dioxane (Mod 8270). Microbiology Parameters: Total Coliform-MF mEndo (SM9222B), 
Total Coliform – Colilert (SM9223 P/A), E. Coli. – Colilert (SM9223 P/A), HPC – Pour Plate (SM9215B), Fecal Coliform – 
MF m-FC (SM9222D))  
 
Wastewater/Non-Potable Water (Inorganic Parameters: Color, pH, Conductivity, Acidity, Alkalinity, Chloride, Total 
Residual Chlorine, Fluoride, Total Hardness, Silica, Sulfate, Sulfide, Ammonia, Kjeldahl Nitrogen, Nitrate, Nitrite, O-
Phosphate, Total Phosphorus, Aluminum, Antimony, Arsenic, Barium, Beryllium, Boron, Cadmium, Calcium, Chromium, 
Hexavalent Chromium, Cobalt, Copper, Iron, Lead, Magnesium, Manganese, Mercury, Molybdenum, Nickel, Potassium, 
Selenium, Silver, Sodium, Strontium, Thallium, Tin, Titanium, Vanadium, Zinc, Total Residue (Solids), Total Dissolved 
Solids, Total Suspended Solids (non-filterable), BOD, CBOD, COD, TOC, Total Cyanide, Phenolics, Foaming Agents 
(MBAS), Bromide, Oil and Grease. Organic Parameters: PCBs, Organochlorine Pesticides, Technical Chlordane, 
Toxaphene, 2,4-D, 2,4,5-T, 2,4,5-TP(Silvex), Acid Extractables (Phenols), Benzidines, Phthalate Esters, Nitrosamines, 
Nitroaromatics & Isophorone, Polynuclear Aromatic Hydrocarbons, Haloethers, Chlorinated Hydrocarbons, Volatile 
Organics, TPH (HEM/SGT), Extractable Petroleum Hydrocarbons (ETPH), MA-EPH, MA-VPH. Microbiology Parameters: 
Total Coliform – MF mEndo (SM9222B), Total Coliform – MTF (SM9221B), HPC – Pour Plate (SM9215B), Fecal 
Coliform – MF m-FC (SM9222D), Fecal Coliform – A-1 Broth (SM9221E).)  
 
Solid Waste/Soil (Inorganic Parameters: pH, Sulfide, Aluminum, Antimony, Arsenic, Barium, Beryllium, Boron, Cadmium, 
Calcium, Chromium, Hexavalent Chromium, Cobalt, Copper, Iron, Lead, Magnesium, Manganese, Mercury, 
Molybdenum, Nickel, Potassium, Selenium, Silver, Sodium, Thallium, Tin, Vanadium, Zinc, Total Cyanide, Ignitability, 
Phenolics, Corrosivity, TCLP Leach (1311), SPLP Leach (1312 metals only), Reactivity. Organic Parameters: PCBs, 
PCBs in Oil, Organochlorine Pesticides, Technical Chlordane, Toxaphene, Extractable Petroleum Hydrocarbons 
(ETPH), MA-EPH, MA-VPH, Dicamba, 2,4-D, 2,4,5-T, 2,4,5-TP(Silvex), Volatile Organics, Acid Extractables (Phenols), 
3.3’-Dichlorobenzidine, Phthalates, Nitrosamines, Nitroaromatics & Cyclic Ketones, PAHs, Haloethers, Chlorinated 
Hydrocarbons. )  
 
Maine Department of Human Services Certificate/Lab ID: 2009024.  
Drinking Water (Inorganic Parameters: SM9215B, 9222D, 9223B, EPA 180.1, 353.2, SM2130B, 2320B, 2540C, 4500Cl-
D, 4500CN-C, 4500CN-E, 4500F-C, 4500H+B, 4500NO3-F, EPA 200.7, EPA 200.8, 245.1, EPA 300.0. Organic 
Parameters: 504.1, 524.2.)  
 
Wastewater/Non-Potable Water (Inorganic Parameters: EPA 120.1, 1664A, 350.1, 351.1, 353.2, 410.4, 420.1, 
SM2320B, 2510B, 2540C, 2540D, 426C, 4500Cl-D, 4500Cl-E, 4500CN-C, 4500CN-E, 4500F-B, 4500F-C, 4500H+B, 
4500Norg-B, 4500Norg-C, 4500NH3-B, 4500NH3-G, 4500NH3-H, 4500NO3-F, 4500P-B, 4500P-E, 5210B, 5220D, 
5310C, 9010B, 9040B, 9030B, 7470A, 7196A, 2340B, EPA 200.7, 6010, 200.8, 6020, 245.1, 1311, 1312, 3005A, 
Enterolert, 9223D, 9222D. Organic Parameters: 608, 8081, 8082, 8330, 8151A, 624, 8260, 3510C, 3630C, 5030B, ME-
DRO, ME-GRO, MA-EPH, MA-VPH.)  
 
Solid Waste/Soil (Inorganic Parameters:  9010B, 9012A, 9014A, 9040B, 9045C, 6010B, 7471A, 7196A, 9050A, 1010, 
1030, 9065, 1311, 1312, 3005A, 3050B. Organic Parameters: ME-DRO, ME-GRO, MA-EPH, MA-VPH, 8260B, 8270C, 
8330, 8151A, 8081A, 8082, 3540C, 3546, 3580A, 3630C, 5030B, 5035.) 
 
Massachusetts Department of Environmental Protection Certificate/Lab ID: M-MA086.  
Drinking Water (Inorganic Parameters: (EPA 200.8 for: Sb,As,Ba,Be,Cd,Cr,Cu,Pb,Ni,Se,Tl) (EPA 200.7 for: 
Ba,Be,Ca,Cd,Cr,Cu,Na,Ni)  245.1, (300.0 for:  Nitrate-N, Fluoride, Sulfate); (EPA 353.2 for:  Nitrate-N, Nitrite-N);   
(SM4500NO3-F for:  Nitrate-N and Nitrite-N); 4500F-C, 4500CN-CE, EPA 180.1, SM2130B, SM4500Cl-D, 2320B, 
SM2540C, SM4500H-B. Organic Parameters: (EPA 524.2 for:  Trihalomethanes, Volatile Organics); (504.1 for:  1,2-
Dibromoethane, 1,2-Dibromo-3-Chloropropane), EPA 332. Microbiology Parameters:  SM9215B; ENZ. SUB. SM9223; 
ColilertQT SM9223B; MF-SM9222D.) 
 
Non-Potable Water (Inorganic Parameters:, (EPA 200.8 for:  Al,Sb,As,Be,Cd,Cr,Cu,Pb,Mn,Ni,Se,Ag,Tl,Zn); (EPA 200.7 
for:  Al,Sb,As,Be,Cd,Ca,Cr,Co,Cu,Fe,Pb,Mg,Mn,Mo,Ni,K,Se,Ag,Na,Sr,Ti,Tl, V,Zn); 245.1, SM4500H,B, EPA 120.1, 
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SM2510B, 2540C, 2340B, 2320B, 4500CL-E, 4500F-BC, 426C, SM4500NH3-BH, (EPA 350.1 for:  Ammonia-N), 
LACHAT 10-107-06-1-B for Ammonia-N, SM4500NO3-F, 353.2 for Nitrate-N, SM4500NH3-BC-NES, EPA 351.1, 
SM4500P-E, 4500P-B,E, 5220D, EPA 410.4, SM 5210B, 5310C, 4500CL-D, EPA 1664, SM14 510AC, EPA 420.1, 
SM4500-CN-CE, SM2540D. 
Organic Parameters: (EPA 624 for Volatile Halocarbons, Volatile Aromatics),(608 for:  Chlordane, Aldrin, Dieldrin, DDD, 
DDE, DDT, Heptachlor, Heptachlor Epoxide, PCBs-Water), (EPA 625 for SVOC Acid Extractables and SVOC 
Base/Neutral Extractables), 600/4-81-045-PCB-Oil.  Microbiology Parameters: (ColilertQT SM9223B;Enterolert-QT: 
SM9222D-MF.)  
 
New Hampshire Department of Environmental Services Certificate/Lab ID: 200307. NELAP Accredited. 
Drinking Water (Inorganic Parameters: SM 9222B, 9223B, 9215B, EPA 200.7, 200.8, 245.2, 300.0, SM4500CN-E, 
4500H+B, 4500NO3-F, 2320B, 2510B, 2540C, 4500F-C, 5310C, 2120B, EPA 332.0. Organic Parameters: 504.1, 524.2.)  
 
Non-Potable Water (Inorganic Parameters: SM9222D, 9221B, 9222B, 9221E-EC, EPA 3005A, 200.7, 200.8, 245.1, 
245.2, SW-846 6010B, 6020, 7196A, 7470A, SM3500-CR-D, EPA 120.1, 300.0, 350.1, 350.2, 351.1, 353.2, 410.4, 
420.1, 1664A, SW-846 9010, 9030, 9040B, SM426C, SM2120B, 2310B, 2320B, 2540B, 2540D, 4500H+B, 4500CL-E, 
4500CN-E, 4500NH3-H, 4500NO3-F, 4500NO2-B, 4500P-E, 4500-S2-D, 5210B, 5220D, 2510B, 2540C, 4500F-C, 
5310C, 5540C, LACHAT 10-204-00-1-A, LACHAT 10-107-06-2-D. Organic Parameters: SW-846 3510C, 3630C, 5030B, 
8260B, 8270C, 8330, EPA 624, 625, 608, SW-846 8082, 8081A, 8151A.)  
 
Solid & Chemical Materials (Inorganic Parameters: SW-846 6010B, 7196A, 7471A, 1010, 1030, 9010, 9012A, 9014, 
9030B, 9040B, 9045C, 9050C, 9065,1311, 1312, 3005A, 3050B. Organic Parameters: SW-846 3540C,  3546, 3550B, 
3580A, 3630C, 5030B, 5035, 8260B, 8270C, 8330, 8151A, 8015B, 8082, 8081A.) 
  
New Jersey Department of Environmental Protection Certificate/Lab ID: MA935. NELAP Accredited. 
Drinking Water (Inorganic Parameters: SM9222B, 9221E, 9223B, 9215B, 4500CN-CE, 4500NO3-F, 4500F-C, EPA 
300.0, 200.7, 200.8, 245.2, 2540C, SM2120B, 2320B, 2510B, 5310C, SM4500H-B. Organic Parameters: EPA 332, 
504.1, 524.2.)  
 
Non-Potable Water (Inorganic Parameters: SM5210B, EPA 410.4, SM5220D, 4500Cl-E, EPA 300.0, SM2120B, 
SM4500F-BC, EPA 200.7, 351.1, LACHAT 10-107-06-2-D, EPA 353.2, SM4500NO3-F, 4500NO2-B, EPA 1664A, 
SM5310B, C or D, 4500-PE, EPA 420.1, SM510ABC, SM4500P-B5+E, 2540B, 2540C, 2540D, EPA 120.1, SM2510B, 
SM15 426C, 9222D, 9221B, 9221C, 9221E, 9222B, 9215B, 2310B, 2320B, 4500NH3-H, 4500-S D, EPA 350.1, 350.2, 
SW-846 1312, 6020, 6020A, 7470A, 5540C, 4500H-B, EPA 200.8, SM3500Cr-D, 4500CN-CE, EPA 245.1, 245.2, SW-
846 9040B, 3005A, 3015, EPA 6010B, 6010C, 7196A, 3060A, SW-846 9010B, 9030B. Organic Parameters: SW-846 
8260B, 8270C, 8270D, 8270C-SIM, 8270D-SIM, 3510C, EPA 608, 624, 625, SW-846 3630C, 5030B, 8081A, 8081B, 
8082, 8082A, 8151A, 8330, NJ OQA-QAM-025 Rev.7, NJ EPH.)  
 
Solid & Chemical Materials (Inorganic Parameters: SW-846, 6010B, 6010C, 7196A, 3060A, 9010B, 9030B, 1010, 1030, 
1311, 1312, 3005A, 3050B, 7471A, 7471B, 9014, 9012A, 9040B, 9045C, 9050A, 9065. Organic Parameters: SW-846 
8015B, 8015C, 8081A, 8081B, 8082, 8082A, 8151A, 8330, 8260B, 8270C, 8270D, 8270C-SIM, 8270D-SIM, 3540C, 
3545, 3546, 3550B, 3580A, 3630C, 5030B, 5035L, 5035H, NJ OQA-QAM-025 Rev.7, NJ EPH.) 
  
New York Department of Health Certificate/Lab ID: 11148. NELAP Accredited. 
Drinking Water (Inorganic Parameters: SM9223B, 9222B, 9215B, EPA 200.8, 200.7, 245.2, SM5310C, EPA 332.0, 
SM2320B, EPA 300.0, SM2120B, 4500CN-E, 4500F-C, 4500H-B, 4500NO3-F, 2540C, SM 2510B. Organic Parameters: 
EPA 524.2, 504.1.)  
 
Non-Potable Water (Inorganic Parameters: SM9221E, 9222D, 9221B, 9222B, 9215B, 5210B, 5310C, EPA 410.4, 
SM5220D, 2310B-4a, 2320B, EPA 200.7, 300.0, SM4500CL-E, 4500F-C, SM15 426C, EPA 350.1, SM4500NH3-BH, 
EPA 351.1, LACHAT 10-107-06-2, EPA 353.2, LACHAT 10-107-04-1-C, SM4500-NO3-F, 4500-NO2-B, 4500P-E, 
2540C, 2540B, 2540D, EPA 200.8, EPA 6010B, 6020, EPA 7196A, SM3500Cr-D, EPA 245.1, 245.2, 7470A, SM2120B, 
LACHAT 10-204-00-1-A, EPA 9040B, SM4500-HB, EPA 1664A, EPA 420.1, SM14 510C, EPA 120.1, SM2510B, 
SM4500S-D, SM5540C, EPA 3005A, 9010B, 9030B.. Organic Parameters: EPA 624, 8260B, 8270C, 625, 608, 8081A, 
8151A, 8330, 8082, EPA 3510C, 5030B.)  
 
Solid & Hazardous Waste (Inorganic Parameters: 1010, 1030, EPA 6010B, 7196A, 7471A, 9012A, 9014, 9040B, 9045C, 
9065, 9050, EPA 1311, 1312, 3005A, 3050B, 9010B, 9030B. Organic Parameters: EPA 8260B, 8270C, 8015B, 8081A, 
8151A, 8330, 8082, 3540C, 3545, 3546, 3580, 5030B, 5035.)  
 
North Carolina Department of the Environment and Natural Resources Certificate/Lab ID : 666. Organic 
Parameters: MA-EPH, MA-VPH. 
 
Drinking Water Program Certificate/Lab ID:  25700.   (Inorganic Parameters: Chloride EPA 300.0.  Organic Parameters:  
524.2) 
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Pennsylvania Department of Environmental Protection Certificate/Lab ID : 68-03671. NELAP Accredited. 
Drinking Water (Organic Parameters: EPA 524.2, 504.1) 
 
Non-Potable Water (Inorganic Parameters: EPA 1312, 200.7, 410.4, 1664A, SM2540D, 5210B, 5220D, 4500-P,BE.  
Organic Parameters: EPA 3510C, 3005A, 3630C, 5030B, 625, 624, 608, 8081A, 8082, 8151A, 8260B, 8270C, 8330) 
 
Solid & Hazardous Waste (Inorganic Parameters: EPA 350.1, 1010, 1030, 1311, 1312, 3050B, 6010B, 7196A, 7471A, 
9010B, 9012A, 9014, 9040B, 9045C, 9050, 9065, SM 4500NH3-H.  Organic Parameters: 3540C, 3545, 3546, 3550B, 
3580A, 3630C, 5035, 8015B, 8081A, 8082, 8151A, 8260B, 8270C, 8330) 
 
Rhode Island Department of Health Certificate/Lab ID: LAO00065. NELAP Accredited via NY-DOH. 
Refer to MA-DEP Certificate for Potable and Non-Potable Water.  
Refer to NJ-DEP Certificate for Potable and Non-Potable Water.  
 
Texas Commisson on Environmental Quality  Certificate/Lab ID: T104704476-09-1. NELAP Accredited. 
Non-Potable Water (Inorganic Parameters: EPA 120.1, 1664, 200.7, 200.8, 245.1, 245.2, 300.0, 350.1, 351.1, 353.2, 
376.2, 410.4, 420.1, 6010, 6020, 7196, 7470, 9040, SM 2120B, 2310B, 2320B, 2510B, 2540B, 2540C, 2540D, 426C, 
4500CL-E, 4500CN-E, 4500F-C, 4500H+B, 4500NH3-H, 4500NO2B, 4500P-E, 4500 S2¯D, 510C, 5210B, 5220D, 
5310C, 5540C. Organic Parameters: EPA 608, 624, 625, 8081, 8082, 8151, 8260, 8270, 8330.) 
 
Solid & Hazardous Waste (Inorganic Parameters: EPA 1311, 1312, 9012, 9014, 9040, 9045, 9050, 9065.) 
 
Department of Defense Certificate/Lab ID: L2217. 
Drinking Water (Inorganic Parameters: SM 4500H-B. Organic Parameters: EPA 524.2, 504.1.) 
 
Non-Potable Water (Inorganic Parameters: EPA 200.7, 200.8, 6010B, 6020, 245.1, 245.2, 7470A, 9040B, 300.0, 332.0, 
6860, 353.2, 410.4, 9060, 1664A, SM 4500CN-E, 4500H-B, 4500NO3-F, 5220D, 5310C, 2320B, 2540C, 3005A, 3015, 
9010B, 9056. Organic Parameters: EPA 8260B, 8270C, 8330A, 625, 8082, 8081A, 3510C, 5030B, MassDEP EPH, 
MassDEP VPH.) 
 
Solid & Hazardous Waste (Inorganic Parameters: EPA 200.7, 6010B, 7471A, 9010, 9012A, 6860, 1311, 1312, 3050B, 
7196A, 9010B, 3500-CR-D, 4500CN-CE, 2540G, Organic Parameters: EPA 8260B, 8270C, 8330A/B-prep, 8082, 
8081A, 3540C, 3546, 3580A, 5035A, MassDEP EPH, MassDEP VPH.) 
 
The following analytes are not included in our current NELAP/TNI Scope of Accreditation: 
EPA 8260B:  Freon-113, 1,2,4,5-Tetramethylbenzene, 4-Ethyltoluene.  EPA 8330A:  PETN, Picric Acid, Nitroglycerine,  
2,6-DANT,  2,4-DANT.  EPA 8270C:  Methyl naphthalene, Dimethyl naphthalene, Total Methylnapthalenes, Total 
Dimethylnaphthalenes, 1,4-Diphenylhydrazine (Azobenzene). EPA 625:  4-Chloroaniline, 4-Methylphenol.  Total 
Phosphorus in a soil matrix, Chloride in a soil matrix, TKN in a soil matrix, NO2 in a soil matrix, NO3 in a soil matrix, SO4 
in a soil matrix. 
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L1120594

URS Corporation

41062464

IRS

Client:

Project Name:

Project Number:

12/13/11

Eight Walkup Drive, Westborough, MA  01581-1019

Lab Number:

Report Date:

508-898-9220  (Fax) 508-898-9193  800-624-9220 - www.alphalab.com

5 Industrial Way

Salem, NH 03079

Thomas LazottATTN:

ANALYTICAL REPORT

Certifications & Approvals:  MA (M-MA086), NY  (11148), CT (PH-0574), NH (2003), NJ NELAP (MA935), RI (LAO00065), ME (MA00086),
PA (68-03671), USDA (Permit  #P-330-11-00240), NC (666), TX (T104704476), DOD (L2217), US Army Corps of Engineers.

(603) 893-0616Phone:

The original project report/data package is held by Alpha Analytical. This report/data package is paginated and should be reproduced only in its
entirety. Alpha Analytical holds no responsibility for results and/or data that are not consistent with the original.
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L1120594-01

L1120594-02

Alpha 
Sample ID

COLUMN LINE 2 EAST WALL

FB-1

Client ID

ANDOVER, MA

ANDOVER, MA

Sample 
Location

IRS

41062464

Project Name:
Project Number:

Lab Number: 
Report Date:

L1120594
12/13/11

12/09/11 08:40

12/09/11 00:00

Collection 
Date/Time
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    I, the undersigned, attest under the pains and penalties of perjury that, to the best of my knowledge and 
    belief and based upon my personal inquiry of those responsible for providing the information contained
    in this analytical report, such information is accurate and complete.  This certificate of analysis is not
    complete unless this page accompanies any and all pages of this report.

    
    Authorized Signature:    

    Title:  Technical Director/Representative                                                                          Date:  12/13/11                  

IRS

41062464

Project Name:

Project Number:

Lab Number:

Report Date:
L1120594

12/13/11

Sample Receipt

The samples were received at the laboratory above the required temperature range. The samples were 

transported to the laboratory in a cooler with blue ice and delivered directly from the sampling site.

PCBs

The WG507228-2 LCS recovery, associated with L1120594-01 and -02, were below the acceptance criteria 

for Aroclor 1260 (37%); however, re-extraction could not be performed due to lack of additional sample. The 

results of the original analyses are reported.

Case Narrative

The samples were received in accordance with the Chain of Custody and no significant deviations were encountered during the preparation 

or analysis unless otherwise noted. Sample Receipt, Container Information, and the Chain of Custody are located at the back of the report.

Results contained within this report relate only to the samples submitted under this Alpha Lab Number and meet all of the requirements of 

NELAC, for all NELAC accredited parameters. The data presented in this report is organized by parameter (i.e. VOC, SVOC, etc.). Sample 

specific Quality Control data (i.e. Surrogate Spike Recovery) is reported at the end of the target analyte list for each individual sample, 

followed by the Laboratory Batch Quality Control at the end of each parameter. If a sample was re-analyzed or re-extracted due to a 

required quality control corrective action and if both sets of data are reported, the Laboratory ID of the re-analysis or re-extraction is 

designated with an "R" or "RE", respectively. When multiple Batch Quality Control elements are reported (e.g. more than one LCS), the 

associated samples for each element are noted in the grey shaded header line of each data table. Any Laboratory Batch, Sample Specific %

recovery or RPD value that is outside the listed Acceptance Criteria is bolded in the report. Definitions of all data qualifiers and acronyms 

used in this report are provided in the Glossary located at the back of the report.

Please see the associated ADEx data file for a comparison of laboratory reporting limits that were achieved with the regulatory Numerical 

Standards requested on the Chain of Custody.

For additional information, please contact Client Services at 800-624-9220.
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FF

Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ND

ug Abs

ug Abs

ug Abs

ug Abs

ug Abs

ug Abs

ug Abs

ug Abs

ug Abs

1

1

1

1

1

1

1

1

1

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS

41062464

L1120594

0.500

0.500

0.500

0.500

0.500

0.500

0.500

0.500

0.500

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

52

49

52

44

30-150

30-150

30-150

30-150

Acceptance 
CriteriaSurrogate % Recovery Qualifier

12/13/11

COLUMN LINE 2 EAST WALLClient ID:
12/09/11 08:40Date Collected:
12/09/11Date Received:

ANDOVER, MASample Location:

L1120594-01Lab ID:

Field Prep: Not Specified
Matrix: Wipe Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
12/12/11 09:17
GT

EPA 3540C

EPA 3665A
Extraction Date: 12/09/11 22:45

Cleanup Date1: 12/11/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 12/11/11

MDL

--

--

--

--

--

--

--

--

--
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ND

ug Abs

ug Abs

ug Abs

ug Abs

ug Abs

ug Abs

ug Abs

ug Abs

ug Abs

1

1

1

1

1

1

1

1

1

Qualifier Units RL

PCB by GC - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS

41062464

L1120594

0.500

0.500

0.500

0.500

0.500

0.500

0.500

0.500

0.500

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

50

42

49

41

30-150

30-150

30-150

30-150

Acceptance 
CriteriaSurrogate % Recovery Qualifier

12/13/11

FB-1Client ID:
12/09/11 00:00Date Collected:
12/09/11Date Received:

ANDOVER, MASample Location:

L1120594-02Lab ID:

Field Prep: Not Specified
Matrix: Wipe Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

1,8082
12/12/11 09:29
GT

EPA 3540C

EPA 3665A
Extraction Date: 12/09/11 22:45

Cleanup Date1: 12/11/11
Cleanup Method2: EPA 3660B
Cleanup Date2: 12/11/11

MDL

--

--

--

--

--

--

--

--

--

Serial_No:12131112:50
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Method Blank Analysis
Batch Quality Control

Project Name: 

Project Number: 

Lab Number: 

Report Date: 

IRS

41062464

L1120594

12/12/11 09:42
1,8082Analytical Method:

Analytical Date:
Extraction Method:

Cleanup Method1:

EPA 3540C

EPA 3665A
Extraction Date: 12/09/11 22:45

12/13/11

Cleanup Method2: EPA 3660B

Analyst: GT

Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result

ND

ND

ND

ND

ND

ND

ND

ND

ND

RL

0.500

0.500

0.500

0.500

0.500

0.500

0.500

0.500

0.500

ug Abs

ug Abs

ug Abs

ug Abs

ug Abs

ug Abs

ug Abs

ug Abs

ug Abs

UnitsQualifier

PCB by GC - Westborough Lab for sample(s):   01-02    Batch:   WG507228-1     

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

76

62

76

63

30-150

30-150

30-150

30-150

Surrogate %Recovery Qualifier
Acceptance 

Criteria

Cleanup Date1: 12/11/11

Cleanup Date2: 12/11/11

MDL

--

--

--

--

--

--

--

--

--

12/11/11
Serial_No:12131112:50
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Aroclor 1016

Aroclor 1260

 43

 37

63

52

40-140

40-140

37

32

50

50

Parameter
LCS

%Recovery
LCSD

%Recovery
%Recovery

Limits RPD RPD Limits

PCB by GC - Westborough Lab  Associated sample(s):   01-02    Batch:   WG507228-2   WG507228-3     

Lab Control Sample Analysis
Batch Quality Control

Project Name: 

Project Number: 

Lab Number: 

Report Date: 

IRS

41062464

L1120594

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

45

35

46

36

30-150

30-150

30-150

30-150

62

51

62

50

Surrogate Qual%Recovery Qual%Recovery
LCS LCSD

12/13/11

Acceptance
Criteria

Qual Qual

Q

Qual

Serial_No:12131112:50
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*Values in parentheses indicate holding time in days

L1120594-01X

L1120594-02X

Amber 100ml Hexane preserved

Amber 100ml Hexane preserved

A

A

N/A

N/A

13.1

13.1

Y

Y

Absent

Absent

A Absent
Cooler

Custody SealCooler Information

IRS

41062464

PCB-8082-3540C(14)

PCB-8082-3540C(14)

Project Name:

Project Number:

L1120594Lab Number:

Report Date:

Sample Receipt and Container Information

L1120594-01X

L1120594-02X

Container ID Container Type Cooler pH
Temp
deg C Pres Seal

Container Information

Analysis(*)

12/13/11

Were project specific reporting limits specified? YES

Container Comments

Reagent H2O Preserved Vials Frozen on: NA

Serial_No:12131112:50
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Report Format: Data Usability Report

GLOSSARY

Project Name:

Project Number:

Lab Number:

Report Date:

L1120594IRS

41062464 12/13/11

Acronyms

EPA

LCS

LCSD

LFB

MDL

MS

MSD

NA

NC

NI

RL

RPD

SRM

Environmental Protection Agency.

Laboratory Control Sample: A sample matrix, free from the analytes of interest, spiked with verified known amounts of analytes 
or a material containing known and verified amounts of analytes.
Laboratory Control Sample Duplicate: Refer to LCS.

Laboratory Fortified Blank: A sample matrix, free from the analytes of interest, spiked with verified known amounts of analytes 
or a material containing known and verified amounts of analytes.
Method Detection Limit: This value represents the level to which target analyte concentrations are reported as estimated values, 
when those target analyte concentrations are quantified below the reporting limit (RL). The MDL includes any adjustments from 
dilutions, concentrations or moisture content, where applicable.
Matrix Spike Sample: A sample prepared by adding a known mass of target analyte to a specified amount of matrix sample for 
which an independent estimate of target analyte concentration is available. 
Matrix Spike Sample Duplicate: Refer to MS.

Not Applicable.

Not Calculated:  Term is utilized when one or more of the results utilized in the calculation are non-detect at the parameter's 
reporting unit.
Not Ignitable. 

Reporting Limit:  The value at which an instrument can accurately measure an analyte at a specific concentration. The RL 
includes any adjustments from dilutions, concentrations or moisture content, where applicable.
Relative Percent Difference:  The results from matrix and/or matrix spike duplicates are primarily designed to assess the precision
of analytical results in a given matrix and are expressed as relative percent difference (RPD).  Values which are less than five 
times the reporting limit for any individual parameter are evaluated by utilizing the absolute difference between the values; 
although the RPD value will be provided in the report.
Standard Reference Material: A reference sample of a known or certified value that is of the same or similar matrix as the 
associated field samples.

 -

 -

 -

 -

 -

 -

 -

 -

 -

 -

 -

 -

 -

Terms

Analytical Method: Both the document from which the method originates and the analytical reference method. (Example: EPA 8260B is 
shown as 1,8260B.) The codes for the reference method documents are provided in the References section of the Addendum.

Data Qualifiers

A

B

C

D

E

G

H

I

M

NJ

 -

 -

 -

 -

 -

 -

 -

 -

 -

 -

Spectra identified as "Aldol Condensation Product".

The analyte was detected above the reporting limit in the associated method blank. Flag only applies to associated field samples that 
have detectable concentrations of the analyte at less than five times (5x) the concentration found in the blank. For MCP-related 
projects, flag only applies to associated field samples that have detectable concentrations of the analyte at less than ten times (10x) 
the concentration found in the blank. For DOD-related projects, flag only applies to associated field samples that have detectable 
concentrations of the analyte at less than ten times (10x) the concentration found in the blank AND the analyte was detected above 
one-half the reporting limit (or above the reporting limit for common lab contaminants) in the associated method blank. For NJ-
Air-related projects, flag only applies to associated field samples that have detectable concentrations of the analyte above the 
reporting limit.
Co-elution: The target analyte co-elutes with a known lab standard (i.e. surrogate, internal standards, etc.) for co-extracted 
analyses.
Concentration of analyte was quantified from diluted analysis. Flag only applies to field samples that have detectable concentrations 
of the analyte.
Concentration of analyte exceeds the range of the calibration curve and/or linear range of the instrument.

The concentration may be biased high due to matrix interferences (i.e, co-elution) with non-target compound(s). The result should 
be considered estimated.
The analysis of pH was performed beyond the regulatory-required holding time of 15 minutes from the time of sample collection.

The RPD between the results for the two columns exceeds the method-specified criteria; however, the lower value has been reported
due to obvious interference.
Reporting Limit (RL) exceeds the MCP CAM Reporting Limit for this analyte.

Presumptive evidence of compound. This represents an estimated concentration for Tentatively Identified Compounds (TICs), where 
the identification is based on a mass spectral library search.

1 The reference for this analyte should be considered modified since this analyte is absent from the target analyte list of the original
method.

 -

Footnotes

Serial_No:12131112:50
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Report Format: Data Usability Report

Project Name:

Project Number:

Lab Number:

Report Date:

L1120594IRS

41062464 12/13/11

Data Qualifiers

P

Q

R

RE

 -

 -

 -

 -

The RPD between the results for the two columns exceeds the method-specified criteria.

The quality control sample exceeds the associated acceptance criteria. For DOD-related projects, LCS and/or Continuing Calibration
Standard exceedences are also qualified on all associated sample results.  Note: This flag is not applicable for matrix spike recoveries
when the sample concentration is greater than 4x the spike added or for batch duplicate RPD when the sample concentrations are less
than 5x the RL. (Metals only.)
Analytical results are from sample re-analysis.

Analytical results are from sample re-extraction.

J

ND

 -

 -

Estimated value. This represents an estimated concentration for Tentatively Identified Compounds (TICs).

Not detected at the reporting limit (RL) for the sample.

Serial_No:12131112:50
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Alpha Analytical performs services with reasonable care and diligence normal to the analytical testing
laboratory industry.  In the event of an error, the sole and exclusive responsibility of Alpha Analytical
shall be to re-perform the work at it's own expense.  In no event shall Alpha Analytical be held liable
for any incidental, consequential or special damages, including but not limited to, damages in any way
connected with the use of, interpretation of, information or analysis provided by Alpha Analytical.

We strongly urge our clients to comply with EPA protocol regarding sample volume, preservation, cooling,
containers, sampling procedures, holding time and splitting of samples in the field.

LIMITATION OF LIABILITIES

1 Test Methods for Evaluating Solid Waste:  Physical/Chemical Methods.  EPA SW-846. 
Third Edition. Updates I - IIIA, 1997.

Project Name:

Project Number:

Lab Number:

Report Date:

L1120594IRS

41062464

REFERENCES 

12/13/11
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Certificate/Approval Program Summary 
Last revised December 9, 2011  - Westboro Facility   

 
The following list includes only those analytes/methods for which certification/approval is currently held. 

For a complete listing of analytes for the referenced methods, please contact your Alpha Customer Service Representative.  
 

Connecticut Department of Public Health Certificate/Lab ID: PH-0574. NELAP Accredited Solid Waste/Soil. 
 
Drinking Water (Inorganic Parameters: Color, pH, Turbidity, Conductivity, Alkalinity, Chloride, Free Residual Chlorine, 
Fluoride, Calcium Hardness, Sulfate, Nitrate, Nitrite, Aluminum, Antimony, Arsenic, Barium, Beryllium, Cadmium, 
Calcium, Chromium, Copper, Iron, Lead, Magnesium, Manganese, Mercury, Molybdenum, Nickel, Potassium, Selenium, 
Silver, Sodium, Thallium, Vanadium, Zinc, Total Dissolved Solids, Total Organic Carbon, Total Cyanide, Perchlorate. 
Organic Parameters: Volatile Organics 524.2, Total Trihalomethanes 524.2, 1,2-Dibromo-3-chloropropane (DBCP), 
Ethylene Dibromide (EDB), 1,4-Dioxane (Mod 8270). Microbiology Parameters: Total Coliform-MF mEndo (SM9222B), 
Total Coliform – Colilert (SM9223 P/A), E. Coli. – Colilert (SM9223 P/A), HPC – Pour Plate (SM9215B), Fecal Coliform – 
MF m-FC (SM9222D))  
 
Wastewater/Non-Potable Water (Inorganic Parameters: Color, pH, Conductivity, Acidity, Alkalinity, Chloride, Total 
Residual Chlorine, Fluoride, Total Hardness, Silica, Sulfate, Sulfide, Ammonia, Kjeldahl Nitrogen, Nitrate, Nitrite, O-
Phosphate, Total Phosphorus, Aluminum, Antimony, Arsenic, Barium, Beryllium, Boron, Cadmium, Calcium, Chromium, 
Hexavalent Chromium, Cobalt, Copper, Iron, Lead, Magnesium, Manganese, Mercury, Molybdenum, Nickel, Potassium, 
Selenium, Silver, Sodium, Strontium, Thallium, Tin, Titanium, Vanadium, Zinc, Total Residue (Solids), Total Dissolved 
Solids, Total Suspended Solids (non-filterable), BOD, CBOD, COD, TOC, Total Cyanide, Phenolics, Foaming Agents 
(MBAS), Bromide, Oil and Grease. Organic Parameters: PCBs, Organochlorine Pesticides, Technical Chlordane, 
Toxaphene, 2,4-D, 2,4,5-T, 2,4,5-TP(Silvex), Acid Extractables (Phenols), Benzidines, Phthalate Esters, Nitrosamines, 
Nitroaromatics & Isophorone, Polynuclear Aromatic Hydrocarbons, Haloethers, Chlorinated Hydrocarbons, Volatile 
Organics, TPH (HEM/SGT), Extractable Petroleum Hydrocarbons (ETPH), MA-EPH, MA-VPH. Microbiology Parameters: 
Total Coliform – MF mEndo (SM9222B), Total Coliform – MTF (SM9221B), HPC – Pour Plate (SM9215B), Fecal 
Coliform – MF m-FC (SM9222D), Fecal Coliform – A-1 Broth (SM9221E).)  
 
Solid Waste/Soil (Inorganic Parameters: pH, Sulfide, Aluminum, Antimony, Arsenic, Barium, Beryllium, Boron, Cadmium, 
Calcium, Chromium, Hexavalent Chromium, Cobalt, Copper, Iron, Lead, Magnesium, Manganese, Mercury, 
Molybdenum, Nickel, Potassium, Selenium, Silver, Sodium, Thallium, Tin, Vanadium, Zinc, Total Cyanide, Ignitability, 
Phenolics, Corrosivity, TCLP Leach (1311), SPLP Leach (1312 metals only), Reactivity. Organic Parameters: PCBs, 
PCBs in Oil, Organochlorine Pesticides, Technical Chlordane, Toxaphene, Extractable Petroleum Hydrocarbons 
(ETPH), MA-EPH, MA-VPH, Dicamba, 2,4-D, 2,4,5-T, 2,4,5-TP(Silvex), Volatile Organics, Acid Extractables (Phenols), 
3.3’-Dichlorobenzidine, Phthalates, Nitrosamines, Nitroaromatics & Cyclic Ketones, PAHs, Haloethers, Chlorinated 
Hydrocarbons. )  
 
Maine Department of Human Services Certificate/Lab ID: 2009024.  
Drinking Water (Inorganic Parameters: SM9215B, 9222D, 9223B, EPA 180.1, 353.2, SM2130B, 2320B, 2540C, 4500Cl-
D, 4500CN-C, 4500CN-E, 4500F-C, 4500H+B, 4500NO3-F, EPA 200.7, EPA 200.8, 245.1, EPA 300.0. Organic 
Parameters: 504.1, 524.2.)  
 
Wastewater/Non-Potable Water (Inorganic Parameters: EPA 120.1, 1664A, 350.1, 351.1, 353.2, 410.4, 420.1, 
SM2320B, 2510B, 2540C, 2540D, 426C, 4500Cl-D, 4500Cl-E, 4500CN-C, 4500CN-E, 4500F-B, 4500F-C, 4500H+B, 
4500Norg-B, 4500Norg-C, 4500NH3-B, 4500NH3-G, 4500NH3-H, 4500NO3-F, 4500P-B, 4500P-E, 5210B, 5220D, 
5310C, 9010B, 9040B, 9030B, 7470A, 7196A, 2340B, EPA 200.7, 6010, 200.8, 6020, 245.1, 1311, 1312, 3005A, 
Enterolert, 9223D, 9222D. Organic Parameters: 608, 8081, 8082, 8330, 8151A, 624, 8260, 3510C, 3630C, 5030B, ME-
DRO, ME-GRO, MA-EPH, MA-VPH.)  
 
Solid Waste/Soil (Inorganic Parameters:  9010B, 9012A, 9014A, 9040B, 9045C, 6010B, 7471A, 7196A, 9050A, 1010, 
1030, 9065, 1311, 1312, 3005A, 3050B. Organic Parameters: ME-DRO, ME-GRO, MA-EPH, MA-VPH, 8260B, 8270C, 
8330, 8151A, 8081A, 8082, 3540C, 3546, 3580A, 3630C, 5030B, 5035.) 
 
Massachusetts Department of Environmental Protection Certificate/Lab ID: M-MA086.  
Drinking Water (Inorganic Parameters: (EPA 200.8 for: Sb,As,Ba,Be,Cd,Cr,Cu,Pb,Ni,Se,Tl) (EPA 200.7 for: 
Ba,Be,Ca,Cd,Cr,Cu,Na,Ni)  245.1, (300.0 for:  Nitrate-N, Fluoride, Sulfate); (EPA 353.2 for:  Nitrate-N, Nitrite-N);   
(SM4500NO3-F for:  Nitrate-N and Nitrite-N); 4500F-C, 4500CN-CE, EPA 180.1, SM2130B, SM4500Cl-D, 2320B, 
SM2540C, SM4500H-B. Organic Parameters: (EPA 524.2 for:  Trihalomethanes, Volatile Organics); (504.1 for:  1,2-
Dibromoethane, 1,2-Dibromo-3-Chloropropane), EPA 332. Microbiology Parameters:  SM9215B; ENZ. SUB. SM9223; 
ColilertQT SM9223B; MF-SM9222D.) 
 
Non-Potable Water (Inorganic Parameters:, (EPA 200.8 for:  Al,Sb,As,Be,Cd,Cr,Cu,Pb,Mn,Ni,Se,Ag,Tl,Zn); (EPA 200.7 
for:  Al,Sb,As,Be,Cd,Ca,Cr,Co,Cu,Fe,Pb,Mg,Mn,Mo,Ni,K,Se,Ag,Na,Sr,Ti,Tl,V,Zn); 245.1, SM4500H,B, EPA 120.1, 
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SM2510B, 2540C, 2340B, 2320B, 4500CL-E, 4500F-BC, 426C, SM4500NH3-BH, (EPA 350.1 for:  Ammonia-N), 
LACHAT 10-107-06-1-B for Ammonia-N, SM4500NO3-F, 353.2 for Nitrate-N, SM4500NH3-BC-NES, EPA 351.1, 
SM4500P-E, 4500P-B,E, 5220D, EPA 410.4, SM 5210B, 5310C, 4500CL-D, EPA 1664, SM14 510AC, EPA 420.1, 
SM4500-CN-CE, SM2540D. 
Organic Parameters: (EPA 624 for Volatile Halocarbons, Volatile Aromatics),(608 for:  Chlordane, Toxaphene, Aldrin, 
alpha-BHC, beta-BHC, gamma-BHC, delta-BHC, Dieldrin, DDD, DDE, DDT,Endosulfan I, Endosulfan II, Endosulfan 
sulfate, Endrin, Endrin Aldehyde, Heptachlor, Heptachlor Epoxide, PCBs-Water), (EPA 625 for SVOC Acid Extractables 
and SVOC Base/Neutral Extractables), 600/4-81-045-PCB-Oil.  Microbiology Parameters: (ColilertQT 
SM9223B;Enterolert-QT: SM9222D-MF.)  
 
New Hampshire Department of Environmental Services Certificate/Lab ID: 200307. NELAP Accredited. 
Drinking Water (Inorganic Parameters: SM 9222B, 9223B, 9215B, EPA 200.7, 200.8, 245.2, 300.0, SM4500CN-E, 
4500H+B, 4500NO3-F, 2320B, 2510B, 2540C, 4500F-C, 5310C, 2120B, EPA 332.0. Organic Parameters: 504.1, 524.2.)  
 
Non-Potable Water (Inorganic Parameters: SM9222D, 9221B, 9222B, 9221E-EC, EPA 3005A, 200.7, 200.8, 245.1, 
245.2, SW-846 6010B, 6020, 7196A, 7470A, SM3500-CR-D, EPA 120.1, 300.0, 350.1, 350.2, 351.1, 353.2, 410.4, 
420.1, 1664A, SW-846 9010, 9030, 9040B, SM426C, SM2120B, 2310B, 2320B, 2540B, 2540D, 4500H+B, 4500CL-E, 
4500CN-E, 4500NH3-H, 4500NO3-F, 4500NO2-B, 4500P-E, 4500-S2-D, 5210B, 5220D, 2510B, 2540C, 4500F-C, 
5310C, 5540C, LACHAT 10-204-00-1-A, LACHAT 10-107-06-2-D. Organic Parameters: SW-846 3510C, 3630C, 5030B, 
8260B, 8270C, 8330, EPA 624, 625, 608, SW-846 8082, 8081A, 8151A.)  
 
Solid & Chemical Materials (Inorganic Parameters: SW-846 6010B, 7196A, 7471A, 1010, 1030, 9010, 9012A, 9014, 
9030B, 9040B, 9045C, 9050C, 9065,1311, 1312, 3005A, 3050B. Organic Parameters: SW-846 3540C,  3546, 3550B, 
3580A, 3630C, 5030B, 5035, 8260B, 8270C, 8330, 8151A, 8015B, 8082, 8081A.) 
  
New Jersey Department of Environmental Protection Certificate/Lab ID: MA935. NELAP Accredited. 
Drinking Water (Inorganic Parameters: SM9222B, 9221E, 9223B, 9215B, 4500CN-CE, 4500NO3-F, 4500F-C, EPA 
300.0, 200.7, 200.8, 245.2, 2540C, SM2120B, 2320B, 2510B, 5310C, SM4500H-B. Organic Parameters: EPA 332, 
504.1, 524.2.)  
 
Non-Potable Water (Inorganic Parameters: SM5210B, EPA 410.4, SM5220D, 4500Cl-E, EPA 300.0, SM2120B, 
SM4500F-BC, EPA 200.7, 351.1, LACHAT 10-107-06-2-D, EPA 353.2, SM4500NO3-F, 4500NO2-B, EPA 1664A, 
SM5310B, C or D, 4500-PE, EPA 420.1, SM510ABC, SM4500P-B5+E, 2540B, 2540C, 2540D, EPA 120.1, SM2510B, 
SM15 426C, 9222D, 9221B, 9221C, 9221E, 9222B, 9215B, 2310B, 2320B, 4500NH3-H, 4500-S D, EPA 350.1, 350.2, 
SW-846 1312, 6020, 6020A, 7470A, 5540C, 4500H-B, EPA 200.8, SM3500Cr-D, 4500CN-CE, EPA 245.1, 245.2, SW-
846 9040B, 3005A, 3015, EPA 6010B, 6010C, 7196A, 3060A, SW-846 9010B, 9030B. Organic Parameters: SW-846 
8260B, 8270C, 8270D, 8270C-SIM, 8270D-SIM, 3510C, EPA 608, 624, 625, SW-846 3630C, 5030B, 8081A, 8081B, 
8082, 8082A, 8151A, 8330, NJ OQA-QAM-025 Rev.7, NJ EPH.)  
 
Solid & Chemical Materials (Inorganic Parameters: SW-846, 6010B, 6010C, 7196A, 3060A, 9010B, 9030B, 1010, 1030, 
1311, 1312, 3005A, 3050B, 7471A, 7471B, 9014, 9012A, 9040B, 9045C, 9050A, 9065. Organic Parameters: SW-846 
8015B, 8015C, 8081A, 8081B, 8082, 8082A, 8151A, 8330, 8260B, 8270C, 8270D, 8270C-SIM, 8270D-SIM, 3540C, 
3545, 3546, 3550B, 3580A, 3630C, 5030B, 5035L, 5035H, NJ OQA-QAM-025 Rev.7, NJ EPH.) 
  
New York Department of Health Certificate/Lab ID: 11148. NELAP Accredited. 
Drinking Water (Inorganic Parameters: SM9223B, 9222B, 9215B, EPA 200.8, 200.7, 245.2, SM5310C, EPA 332.0, 
SM2320B, EPA 300.0, SM2120B, 4500CN-E, 4500F-C, 4500H-B, 4500NO3-F, 2540C, SM 2510B. Organic Parameters: 
EPA 524.2, 504.1.)  
 
Non-Potable Water (Inorganic Parameters: SM9221E, 9222D, 9221B, 9222B, 9215B, 5210B, 5310C, EPA 410.4, 
SM5220D, 2310B-4a, 2320B, EPA 200.7, 300.0, SM4500CL-E, 4500F-C, SM15 426C, EPA 350.1, SM4500NH3-BH, 
EPA 351.1, LACHAT 10-107-06-2, EPA 353.2, LACHAT 10-107-04-1-C, SM4500-NO3-F, 4500-NO2-B, 4500P-E, 
2540C, 2540B, 2540D, EPA 200.8, EPA 6010B, 6020, EPA 7196A, SM3500Cr-D, EPA 245.1, 245.2, 7470A, SM2120B, 
LACHAT 10-204-00-1-A, EPA 9040B, SM4500-HB, EPA 1664A, EPA 420.1, SM14 510C, EPA 120.1, SM2510B, 
SM4500S-D, SM5540C, EPA 3005A, 9010B, 9030B.. Organic Parameters: EPA 624, 8260B, 8270C, 625, 608, 8081A, 
8151A, 8330, 8082, EPA 3510C, 5030B.)  
 
Solid & Hazardous Waste (Inorganic Parameters: 1010, 1030, EPA 6010B, 7196A, 7471A, 9012A, 9014, 9040B, 9045C, 
9065, 9050, EPA 1311, 1312, 3005A, 3050B, 9010B, 9030B. Organic Parameters: EPA 8260B, 8270C, 8015B, 8081A, 
8151A, 8330, 8082, 3540C, 3545, 3546, 3580, 5030B, 5035.)  
 
North Carolina Department of the Environment and Natural Resources Certificate/Lab ID : 666. Organic 
Parameters: MA-EPH, MA-VPH. 
 
Drinking Water Program Certificate/Lab ID:  25700.   (Inorganic Parameters: Chloride EPA 300.0.  Organic Parameters:  
524.2) 
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Pennsylvania Department of Environmental Protection Certificate/Lab ID : 68-03671. NELAP Accredited. 
Drinking Water (Organic Parameters: EPA 524.2, 504.1) 
 
Non-Potable Water (Inorganic Parameters: EPA 1312, 200.7, 410.4, 1664A, SM2540D, 5210B, 5220D, 4500-P,BE.  
Organic Parameters: EPA 3510C, 3005A, 3630C, 5030B, 625, 624, 608, 8081A, 8081B, 8082, 802A, 8151A, 8260B, 
8270C, 8270D, 8330) 
 
Solid & Hazardous Waste (Inorganic Parameters: EPA 350.1, 1010, 1030, 1311, 1312, 3050B, 3060A, 6010B, 6010C, 
7196A, 7471A, 9010B, 9012A, 9014, 9040B, 9045C, 9050, 9065, SM 4500NH3-H.  Organic Parameters: 3540C, 3546, 
3580A, 3630C, 5035, 8015B, 8015C, 8081A, 8081B, 8082, 8082A, 8151A, 8260B, 8270C, 8270D, 8330) 
 
Rhode Island Department of Health Certificate/Lab ID: LAO00065. NELAP Accredited via NY-DOH. 
Refer to MA-DEP Certificate for Potable and Non-Potable Water.  
Refer to NJ-DEP Certificate for Potable and Non-Potable Water.  
 
Texas Commisson on Environmental Quality  Certificate/Lab ID: T104704476-09-1. NELAP Accredited. 
Non-Potable Water (Inorganic Parameters: EPA 120.1, 1664, 200.7, 200.8, 245.1, 245.2, 300.0, 350.1, 351.1, 353.2, 
410.4, 420.1, 6010, 6020, 7196, 7470, 9040, SM 2120B, 2310B, 2320B, 2510B, 2540B, 2540C, 2540D, 426C, 4500CL-
E, 4500CN-E, 4500F-C, 4500H+B, 4500NH3-H, 4500NO2B, 4500P-E, 4500 S2¯D, 510C, 5210B, 5220D, 5310C, 
5540C. Organic Parameters: EPA 608, 624, 625, 8081, 8082, 8151, 8260, 8270, 8330.) 
 
Solid & Hazardous Waste (Inorganic Parameters: EPA 1311, 1312, 9012, 9014, 9040, 9045, 9050, 9065.) 
 
Department of Defense Certificate/Lab ID: L2217. 
Drinking Water (Inorganic Parameters: SM 4500H-B. Organic Parameters: EPA 524.2, 504.1.) 
 
Non-Potable Water (Inorganic Parameters: EPA 200.7, 200.8, 6010B, 6020, 245.1, 245.2, 7470A, 9040B, 300.0, 332.0, 
6860, 353.2, 410.4, 9060, 1664A, SM 4500CN-E, 4500H-B, 4500NO3-F, 5220D, 5310C, 2320B, 2540C, 3005A, 3015, 
9010B, 9056. Organic Parameters: EPA 8260B, 8270C, 8330A, 625, 8082, 8081A, 3510C, 5030B, MassDEP EPH, 
MassDEP VPH.) 
 
Solid & Hazardous Waste (Inorganic Parameters: EPA 200.7, 6010B, 7471A, 9010, 9012A, 6860, 1311, 1312, 3050B, 
7196A, 9010B, 3500-CR-D, 4500CN-CE, 2540G, Organic Parameters: EPA 8260B, 8270C, 8330A/B-prep, 8082, 
8081A, 3540C, 3546, 3580A, 5035A, MassDEP EPH, MassDEP VPH.) 
 
The following analytes are not included in our current NELAP/TNI Scope of Accreditation: 
EPA 8260B:  Freon-113, 1,2,4,5-Tetramethylbenzene, 4-Ethyltoluene.  EPA 8330A:  PETN, Picric Acid, Nitroglycerine,  
2,6-DANT,  2,4-DANT.  EPA 8270C:  Methyl naphthalene, Dimethyl naphthalene, Total Methylnapthalenes, Total 
Dimethylnaphthalenes, 1,4-Diphenylhydrazine (Azobenzene). EPA 625:  4-Chloroaniline, 4-Methylphenol.  Total 
Phosphorus in a soil matrix, Chloride in a soil matrix, TKN in a soil matrix, NO2 in a soil matrix, NO3 in a soil matrix, SO4 
in a soil matrix. 
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L1201253

URS Corporation

41062464.71

IRS-ANDOVER

Client:

Project Name:

Project Number:

01/27/12

Eight Walkup Drive, Westborough, MA  01581-1019

Lab Number:

Report Date:

508-898-9220  (Fax) 508-898-9193  800-624-9220 - www.alphalab.com

5 Industrial Way

Salem, NH 03079

Marilyn WadeATTN:

ANALYTICAL REPORT

Certifications & Approvals:  MA (M-MA086), NY  (11148), CT (PH-0574), NH (2003), NJ NELAP (MA935), RI (LAO00065), ME (MA00086),
PA (68-03671), USDA (Permit  #P-330-11-00240), NC (666), TX (T104704476), DOD (L2217), US Army Corps of Engineers.

(603) 893-0616Phone:

The original project report/data package is held by Alpha Analytical. This report/data package is paginated and should be reproduced only in its
entirety. Alpha Analytical holds no responsibility for results and/or data that are not consistent with the original.
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L1201253-01

L1201253-02

L1201253-03

L1201253-04

L1201253-05

L1201253-06

L1201253-07

L1201253-08

L1201253-09

L1201253-10

L1201253-11

L1201253-12

L1201253-13

L1201253-14

L1201253-15

L1201253-16

L1201253-17

L1201253-18

L1201253-19

L1201253-20

Alpha 
Sample ID

6L-DE-W1/0-3

6L-DE-W1/3-6

6L-DE-W1/6-9

AE-D-EJ/0-3

AE-D-EJ/0-3/DUP

AE-D-EJ/3-6

AE-D-EJ/6-9

13L-AE-W29/0-3

13L-AE-W29/3-6

13L-AE-W29/6-9

12L-BE-D3/0-3

12L-BE-D3/3-6

12L-BE-D3/6-9

6L-B-EJ/0-3

6L-B-EJ/3-6

6L-B-EJ/6-9

14L-E-EJ/0-3

14L-E-EJ/0-3/DUP

14L-E-EJ/3-6

14L-E-EJ/6-9

Client ID

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

Sample 
Location

IRS-ANDOVER

41062464.71

Project Name:
Project Number:

Lab Number: 
Report Date:

L1201253
01/27/12

01/24/12 09:45

01/24/12 10:00

01/24/12 10:15

01/24/12 10:45

01/24/12 10:45

01/24/12 11:00

01/24/12 11:10

01/24/12 11:45

01/24/12 11:55

01/24/12 12:00

01/24/12 12:30

01/24/12 12:40

01/24/12 12:50

01/24/12 13:10

01/24/12 13:20

01/24/12 13:30

01/24/12 13:45

01/24/12 13:45

01/24/12 14:00

01/24/12 14:15

Collection 
Date/Time
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Project Name:

Project Number:

Lab Number:

Report Date:

Were all samples received in a condition consistent with those described on the Chain-of-
Custody, properly preserved (including temperature) in the field or laboratory, and 
prepared/analyzed within method holding times?

Were the analytical method(s) and all associated QC requirements specified in the selected 
CAM protocol(s) followed?

Were all required corrective actions and analytical response actions specified in the selected 
CAM protocol(s) implemented for all identified performance standard non-conformances?

Does the laboratory report comply with all the reporting requirements specified in CAM VII A, 
"Quality Assurance and Quality Control Guidelines for the Acquisition and Reporting of Analytical
Data?"

VPH, EPH, and APH Methods only:  Was each method conducted without significant 
modification(s)? (Refer to the individual method(s) for a list of significant modifications).

APH and TO-15 Methods only: Was the complete analyte list reported for each method?

Were all applicable CAM protocol QC and performance standard non-conformances identified 
and evaluated in a laboratory narrative (including all "No" responses to Questions A through E)?

YES

YES

YES

YES

N/A

N/A

YES

A

B

C

D

E a.

E b.

F

MADEP MCP Response Action Analytical Report Certification

L1201253IRS-ANDOVER

41062464.71

Were the reporting limits at or below all CAM reporting limits specified in the selected CAM 
protocol(s)?

Were all QC performance standards specified in the CAM protocol(s) achieved?

Were results reported for the complete analyte list specified in the selected CAM protocol(s)?

YES

YES

YES

G

H

I

   
   A response to questions G, H and I is required for "Presumptive Certainty" status

This form provides certifications for all samples performed by MCP methods. Please refer to 
the Sample Results and Container Information sections of this report for specification of 
MCP methods used for each analysis. The following questions pertain only to MCP 
Analytical Methods.

   
   An affirmative response to questions A through F is required for "Presumptive Certainty" status

   For any questions answered "No", please refer to the case narrative section on the following page(s).

01/27/12

Please note that sample matrix information is located in the Sample Results section of this report.
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    I, the undersigned, attest under the pains and penalties of perjury that, to the best of my knowledge and 
    belief and based upon my personal inquiry of those responsible for providing the information contained
    in this analytical report, such information is accurate and complete.  This certificate of analysis is not
    complete unless this page accompanies any and all pages of this report.

    
    Authorized Signature:    

    Title:  Technical Director/Representative                                                                          Date:  01/27/12                  

IRS-ANDOVER

41062464.71

Project Name:

Project Number:

Lab Number:

Report Date:
L1201253

01/27/12

MCP Related Narratives

PCBs

L1201253-01 through -03 contain peaks which match the retention times for Aroclor 1242, but do not match 

the area ratios typical for this aroclor. The results for Aroclor 1242 are reported as "altered".

L1201253-04 and -05 contains peaks which match the retention times for Aroclor 1254, but do not match the 

area ratios typical for this aroclor. The results for Aroclor 1254 is reported as "altered".

Case Narrative

The samples were received in accordance with the Chain of Custody and no significant deviations were encountered during the preparation 

or analysis unless otherwise noted. Sample Receipt, Container Information, and the Chain of Custody are located at the back of the report.

Results contained within this report relate only to the samples submitted under this Alpha Lab Number and meet all of the requirements of 

NELAC, for all NELAC accredited parameters. The data presented in this report is organized by parameter (i.e. VOC, SVOC, etc.). Sample 

specific Quality Control data (i.e. Surrogate Spike Recovery) is reported at the end of the target analyte list for each individual sample, 

followed by the Laboratory Batch Quality Control at the end of each parameter. If a sample was re-analyzed or re-extracted due to a 

required quality control corrective action and if both sets of data are reported, the Laboratory ID of the re-analysis or re-extraction is 

designated with an "R" or "RE", respectively. When multiple Batch Quality Control elements are reported (e.g. more than one LCS), the 

associated samples for each element are noted in the grey shaded header line of each data table. Any Laboratory Batch, Sample Specific %

recovery or RPD value that is outside the listed Acceptance Criteria is bolded in the report. Definitions of all data qualifiers and acronyms 

used in this report are provided in the Glossary located at the back of the report.

Please see the associated ADEx data file for a comparison of laboratory reporting limits that were achieved with the regulatory Numerical 

Standards requested on the Chain of Custody.

For additional information, please contact Client Services at 800-624-9220.
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ORGANICS
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PCBS
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FF

Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

123

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

1

1

1

1

1

1

1

1

1

Qualifier Units RL

MCP Polychlorinated Biphenyls - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-ANDOVER

41062464.71

L1201253

59.8

59.8

59.8

59.8

39.8

59.8

39.8

19.9

19.9

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

47

43

42

45

30-150

30-150

30-150

30-150

Acceptance 
CriteriaSurrogate % Recovery Qualifier

01/27/12

6L-DE-W1/0-3Client ID:
01/24/12 09:45Date Collected:
01/24/12Date Received:

ANDOVER, MASample Location:

L1201253-01Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

97,8082
01/26/12 22:45
KB

EPA 3540C

EPA 3665A
Extraction Date: 01/25/12 21:10

Cleanup Date1: 01/26/12
Cleanup Method2: EPA 3660B
Cleanup Date2: 01/26/12

 98%Percent Solids: 

MDL

--

--

--

--

--

--

--

--

--
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

237

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

1

1

1

1

1

1

1

1

1

Qualifier Units RL

MCP Polychlorinated Biphenyls - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-ANDOVER

41062464.71

L1201253

53.8

53.8

53.8

53.8

35.9

53.8

35.9

17.9

17.9

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

84

71

79

86

30-150

30-150

30-150

30-150

Acceptance 
CriteriaSurrogate % Recovery Qualifier

01/27/12

6L-DE-W1/3-6Client ID:
01/24/12 10:00Date Collected:
01/24/12Date Received:

ANDOVER, MASample Location:

L1201253-02Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

97,8082
01/26/12 22:57
KB

EPA 3540C

EPA 3665A
Extraction Date: 01/25/12 21:10

Cleanup Date1: 01/26/12
Cleanup Method2: EPA 3660B
Cleanup Date2: 01/26/12

 99%Percent Solids: 

MDL

--

--

--

--

--

--

--

--

--
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

268

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

1

1

1

1

1

1

1

1

1

Qualifier Units RL

MCP Polychlorinated Biphenyls - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-ANDOVER

41062464.71

L1201253

51.8

51.8

51.8

51.8

34.5

51.8

34.5

17.3

17.3

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

78

67

75

81

30-150

30-150

30-150

30-150

Acceptance 
CriteriaSurrogate % Recovery Qualifier

01/27/12

6L-DE-W1/6-9Client ID:
01/24/12 10:15Date Collected:
01/24/12Date Received:

ANDOVER, MASample Location:

L1201253-03Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

97,8082
01/26/12 23:09
KB

EPA 3540C

EPA 3665A
Extraction Date: 01/25/12 21:10

Cleanup Date1: 01/26/12
Cleanup Method2: EPA 3660B
Cleanup Date2: 01/26/12

 99%Percent Solids: 

MDL

--

--

--

--

--

--

--

--

--

Serial_No:01271210:45
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

564

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

1

1

1

1

1

1

1

1

1

Qualifier Units RL

MCP Polychlorinated Biphenyls - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-ANDOVER

41062464.71

L1201253

55.9

55.9

55.9

55.9

37.2

55.9

37.2

18.6

18.6

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

80

68

78

83

30-150

30-150

30-150

30-150

Acceptance 
CriteriaSurrogate % Recovery Qualifier

01/27/12

AE-D-EJ/0-3Client ID:
01/24/12 10:45Date Collected:
01/24/12Date Received:

ANDOVER, MASample Location:

L1201253-04Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

97,8082
01/26/12 23:22
KB

EPA 3540C

EPA 3665A
Extraction Date: 01/25/12 21:10

Cleanup Date1: 01/26/12
Cleanup Method2: EPA 3660B
Cleanup Date2: 01/26/12

 100%Percent Solids: 

MDL

--

--

--

--

--

--

--

--

--

Serial_No:01271210:45
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

618

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

1

1

1

1

1

1

1

1

1

Qualifier Units RL

MCP Polychlorinated Biphenyls - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-ANDOVER

41062464.71

L1201253

57.5

57.5

57.5

57.5

38.3

57.5

38.3

19.2

19.2

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

81

67

71

76

30-150

30-150

30-150

30-150

Acceptance 
CriteriaSurrogate % Recovery Qualifier

01/27/12

AE-D-EJ/0-3/DUPClient ID:
01/24/12 10:45Date Collected:
01/24/12Date Received:

ANDOVER, MASample Location:

L1201253-05Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

97,8082
01/26/12 23:39
KB

EPA 3540C

EPA 3665A
Extraction Date: 01/25/12 21:10

Cleanup Date1: 01/26/12
Cleanup Method2: EPA 3660B
Cleanup Date2: 01/26/12

 99%Percent Solids: 

MDL

--

--

--

--

--

--

--

--

--

Serial_No:01271210:45
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

130

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

1

1

1

1

1

1

1

1

Qualifier Units RL

MCP Polychlorinated Biphenyls - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-ANDOVER

41062464.71

L1201253

58.6

58.6

58.6

39.1

58.6

39.1

19.5

19.5

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

83

71

81

87

30-150

30-150

30-150

30-150

Acceptance 
CriteriaSurrogate % Recovery Qualifier

01/27/12

AE-D-EJ/3-6Client ID:
01/24/12 11:00Date Collected:
01/24/12Date Received:

ANDOVER, MASample Location:

L1201253-06Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

97,8082
01/26/12 23:51
KB

EPA 3540C

EPA 3665A
Extraction Date: 01/25/12 22:00

Cleanup Date1: 01/26/12
Cleanup Method2: EPA 3660B
Cleanup Date2: 01/26/12

 100%Percent Solids: 

MDL

--

--

--

--

--

--

--

--

Serial_No:01271210:45

Page 12 of 62



Aroclor 1242

Parameter Result Dilution Factor

92.1 ug/kg 1

Qualifier Units RL

MCP Polychlorinated Biphenyls - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-ANDOVER

41062464.71

L1201253

58.6

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

83

71

81

87

30-150

30-150

30-150

30-150

Acceptance 
CriteriaSurrogate % Recovery Qualifier

01/27/12

AE-D-EJ/3-6Client ID:
01/24/12 11:00Date Collected:
01/24/12Date Received:

ANDOVER, MASample Location:

L1201253-06Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

97,8082
01/26/12 23:51
KB

EPA 3540C

EPA 3665A
Extraction Date: 01/25/12 22:00

Cleanup Date1: 01/26/12
Cleanup Method2: EPA 3660B
Cleanup Date2: 01/26/12

 100%Percent Solids: 

MDL

--

Serial_No:01271210:45
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

138

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

1

1

1

1

1

1

1

1

Qualifier Units RL

MCP Polychlorinated Biphenyls - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-ANDOVER

41062464.71

L1201253

56.2

56.2

56.2

37.4

56.2

37.4

18.7

18.7

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

75

63

73

76

30-150

30-150

30-150

30-150

Acceptance 
CriteriaSurrogate % Recovery Qualifier

01/27/12

AE-D-EJ/6-9Client ID:
01/24/12 11:10Date Collected:
01/24/12Date Received:

ANDOVER, MASample Location:

L1201253-07Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

97,8082
01/27/12 00:03
KB

EPA 3540C

EPA 3665A
Extraction Date: 01/25/12 22:00

Cleanup Date1: 01/26/12
Cleanup Method2: EPA 3660B
Cleanup Date2: 01/26/12

 100%Percent Solids: 

MDL

--

--

--

--

--

--

--

--

Serial_No:01271210:45
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Aroclor 1242

Parameter Result Dilution Factor

104 ug/kg 1

Qualifier Units RL

MCP Polychlorinated Biphenyls - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-ANDOVER

41062464.71

L1201253

56.2

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

75

63

73

76

30-150

30-150

30-150

30-150

Acceptance 
CriteriaSurrogate % Recovery Qualifier

01/27/12

AE-D-EJ/6-9Client ID:
01/24/12 11:10Date Collected:
01/24/12Date Received:

ANDOVER, MASample Location:

L1201253-07Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

97,8082
01/27/12 00:03
KB

EPA 3540C

EPA 3665A
Extraction Date: 01/25/12 22:00

Cleanup Date1: 01/26/12
Cleanup Method2: EPA 3660B
Cleanup Date2: 01/26/12

 100%Percent Solids: 

MDL

--

Serial_No:01271210:45
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

422

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

1

1

1

1

1

1

1

1

1

Qualifier Units RL

MCP Polychlorinated Biphenyls - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-ANDOVER

41062464.71

L1201253

52.9

52.9

52.9

52.9

35.3

52.9

35.3

17.6

17.6

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

84

72

79

83

30-150

30-150

30-150

30-150

Acceptance 
CriteriaSurrogate % Recovery Qualifier

01/27/12

13L-AE-W29/0-3Client ID:
01/24/12 11:45Date Collected:
01/24/12Date Received:

ANDOVER, MASample Location:

L1201253-08Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

97,8082
01/27/12 00:28
KB

EPA 3540C

EPA 3665A
Extraction Date: 01/25/12 22:00

Cleanup Date1: 01/26/12
Cleanup Method2: EPA 3660B
Cleanup Date2: 01/26/12

 100%Percent Solids: 

MDL

--

--

--

--

--

--

--

--

--

Serial_No:01271210:45

Page 16 of 62



Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

402

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

1

1

1

1

1

1

1

1

1

Qualifier Units RL

MCP Polychlorinated Biphenyls - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-ANDOVER

41062464.71

L1201253

57.7

57.7

57.7

57.7

38.5

57.7

38.5

19.2

19.2

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

76

70

74

82

30-150

30-150

30-150

30-150

Acceptance 
CriteriaSurrogate % Recovery Qualifier

01/27/12

13L-AE-W29/3-6Client ID:
01/24/12 11:55Date Collected:
01/24/12Date Received:

ANDOVER, MASample Location:

L1201253-09Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

97,8082
01/27/12 00:40
KB

EPA 3540C

EPA 3665A
Extraction Date: 01/25/12 22:00

Cleanup Date1: 01/26/12
Cleanup Method2: EPA 3660B
Cleanup Date2: 01/26/12

 100%Percent Solids: 

MDL

--

--

--

--

--

--

--

--

--

Serial_No:01271210:45

Page 17 of 62



Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

459

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

1

1

1

1

1

1

1

1

1

Qualifier Units RL

MCP Polychlorinated Biphenyls - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-ANDOVER

41062464.71

L1201253

57.9

57.9

57.9

57.9

38.6

57.9

38.6

19.3

19.3

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

67

71

64

81

30-150

30-150

30-150

30-150

Acceptance 
CriteriaSurrogate % Recovery Qualifier

01/27/12

13L-AE-W29/6-9Client ID:
01/24/12 12:00Date Collected:
01/24/12Date Received:

ANDOVER, MASample Location:

L1201253-10Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

97,8082
01/27/12 00:53
KB

EPA 3540C

EPA 3665A
Extraction Date: 01/25/12 22:00

Cleanup Date1: 01/26/12
Cleanup Method2: EPA 3660B
Cleanup Date2: 01/26/12

 100%Percent Solids: 

MDL

--

--

--

--

--

--

--

--

--

Serial_No:01271210:45
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

1

1

1

1

1

1

1

1

1

Qualifier Units RL

MCP Polychlorinated Biphenyls - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-ANDOVER

41062464.71

L1201253

57.0

57.0

57.0

57.0

38.0

57.0

38.0

19.0

19.0

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

82

71

83

81

30-150

30-150

30-150

30-150

Acceptance 
CriteriaSurrogate % Recovery Qualifier

01/27/12

12L-BE-D3/0-3Client ID:
01/24/12 12:30Date Collected:
01/24/12Date Received:

ANDOVER, MASample Location:

L1201253-11Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

97,8082
01/27/12 01:05
KB

EPA 3540C

EPA 3665A
Extraction Date: 01/25/12 22:00

Cleanup Date1: 01/26/12
Cleanup Method2: EPA 3660B
Cleanup Date2: 01/26/12

 100%Percent Solids: 

MDL

--

--

--

--

--

--

--

--

--

Serial_No:01271210:45
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

1

1

1

1

1

1

1

1

1

Qualifier Units RL

MCP Polychlorinated Biphenyls - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-ANDOVER

41062464.71

L1201253

58.5

58.5

58.5

58.5

39.0

58.5

39.0

19.5

19.5

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

82

73

82

85

30-150

30-150

30-150

30-150

Acceptance 
CriteriaSurrogate % Recovery Qualifier

01/27/12

12L-BE-D3/3-6Client ID:
01/24/12 12:40Date Collected:
01/24/12Date Received:

ANDOVER, MASample Location:

L1201253-12Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

97,8082
01/27/12 01:17
KB

EPA 3540C

EPA 3665A
Extraction Date: 01/25/12 22:00

Cleanup Date1: 01/26/12
Cleanup Method2: EPA 3660B
Cleanup Date2: 01/26/12

 100%Percent Solids: 

MDL

--

--

--

--

--

--

--

--

--

Serial_No:01271210:45
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

1

1

1

1

1

1

1

1

1

Qualifier Units RL

MCP Polychlorinated Biphenyls - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-ANDOVER

41062464.71

L1201253

54.2

54.2

54.2

54.2

36.2

54.2

36.2

18.1

18.1

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

82

71

80

83

30-150

30-150

30-150

30-150

Acceptance 
CriteriaSurrogate % Recovery Qualifier

01/27/12

12L-BE-D3/6-9Client ID:
01/24/12 12:50Date Collected:
01/24/12Date Received:

ANDOVER, MASample Location:

L1201253-13Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

97,8082
01/27/12 01:30
KB

EPA 3540C

EPA 3665A
Extraction Date: 01/25/12 22:00

Cleanup Date1: 01/26/12
Cleanup Method2: EPA 3660B
Cleanup Date2: 01/26/12

 100%Percent Solids: 

MDL

--

--

--

--

--

--

--

--

--

Serial_No:01271210:45
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

568

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

1

1

1

1

1

1

1

1

1

Qualifier Units RL

MCP Polychlorinated Biphenyls - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-ANDOVER

41062464.71

L1201253

53.1

53.1

53.1

53.1

35.4

53.1

35.4

17.7

17.7

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

72

69

68

74

30-150

30-150

30-150

30-150

Acceptance 
CriteriaSurrogate % Recovery Qualifier

01/27/12

6L-B-EJ/0-3Client ID:
01/24/12 13:10Date Collected:
01/24/12Date Received:

ANDOVER, MASample Location:

L1201253-14Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

97,8082
01/27/12 01:42
KB

EPA 3540C

EPA 3665A
Extraction Date: 01/25/12 22:00

Cleanup Date1: 01/26/12
Cleanup Method2: EPA 3660B
Cleanup Date2: 01/26/12

 99%Percent Solids: 

MDL

--

--

--

--

--

--

--

--

--

Serial_No:01271210:45
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

1

1

1

1

1

1

1

1

1

Qualifier Units RL

MCP Polychlorinated Biphenyls - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-ANDOVER

41062464.71

L1201253

56.9

56.9

56.9

56.9

38.0

56.9

38.0

19.0

19.0

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

71

63

72

77

30-150

30-150

30-150

30-150

Acceptance 
CriteriaSurrogate % Recovery Qualifier

01/27/12

6L-B-EJ/3-6Client ID:
01/24/12 13:20Date Collected:
01/24/12Date Received:

ANDOVER, MASample Location:

L1201253-15Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

97,8082
01/27/12 01:54
KB

EPA 3540C

EPA 3665A
Extraction Date: 01/25/12 22:00

Cleanup Date1: 01/26/12
Cleanup Method2: EPA 3660B
Cleanup Date2: 01/26/12

 100%Percent Solids: 

MDL

--

--

--

--

--

--

--

--

--

Serial_No:01271210:45
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

62.9

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

1

1

1

1

1

1

1

1

1

Qualifier Units RL

MCP Polychlorinated Biphenyls - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-ANDOVER

41062464.71

L1201253

53.2

53.2

53.2

53.2

35.4

53.2

35.4

17.7

17.7

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

80

76

78

87

30-150

30-150

30-150

30-150

Acceptance 
CriteriaSurrogate % Recovery Qualifier

01/27/12

6L-B-EJ/6-9Client ID:
01/24/12 13:30Date Collected:
01/24/12Date Received:

ANDOVER, MASample Location:

L1201253-16Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

97,8082
01/27/12 02:07
KB

EPA 3540C

EPA 3665A
Extraction Date: 01/25/12 22:00

Cleanup Date1: 01/26/12
Cleanup Method2: EPA 3660B
Cleanup Date2: 01/26/12

 99%Percent Solids: 

MDL

--

--

--

--

--

--

--

--

--

Serial_No:01271210:45

Page 24 of 62



Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

1110

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

1

1

1

1

1

1

1

1

1

Qualifier Units RL

MCP Polychlorinated Biphenyls - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-ANDOVER

41062464.71

L1201253

55.1

55.1

55.1

55.1

36.7

55.1

36.7

18.4

18.4

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

76

70

81

84

30-150

30-150

30-150

30-150

Acceptance 
CriteriaSurrogate % Recovery Qualifier

01/27/12

14L-E-EJ/0-3Client ID:
01/24/12 13:45Date Collected:
01/24/12Date Received:

ANDOVER, MASample Location:

L1201253-17Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

97,8082
01/27/12 02:19
KB

EPA 3540C

EPA 3665A
Extraction Date: 01/25/12 22:00

Cleanup Date1: 01/26/12
Cleanup Method2: EPA 3660B
Cleanup Date2: 01/26/12

 99%Percent Solids: 

MDL

--

--

--

--

--

--

--

--

--

Serial_No:01271210:45
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

1250

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

1

1

1

1

1

1

1

1

1

Qualifier Units RL

MCP Polychlorinated Biphenyls - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-ANDOVER

41062464.71

L1201253

55.5

55.5

55.5

55.5

37.0

55.5

37.0

18.5

18.5

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

70

64

71

75

30-150

30-150

30-150

30-150

Acceptance 
CriteriaSurrogate % Recovery Qualifier

01/27/12

14L-E-EJ/0-3/DUPClient ID:
01/24/12 13:45Date Collected:
01/24/12Date Received:

ANDOVER, MASample Location:

L1201253-18Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

97,8082
01/27/12 02:31
KB

EPA 3540C

EPA 3665A
Extraction Date: 01/25/12 22:00

Cleanup Date1: 01/26/12
Cleanup Method2: EPA 3660B
Cleanup Date2: 01/26/12

 99%Percent Solids: 

MDL

--

--

--

--

--

--

--

--

--

Serial_No:01271210:45
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

460

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

1

1

1

1

1

1

1

1

1

Qualifier Units RL

MCP Polychlorinated Biphenyls - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-ANDOVER

41062464.71

L1201253

59.4

59.4

59.4

59.4

39.6

59.4

39.6

19.8

19.8

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

77

74

82

82

30-150

30-150

30-150

30-150

Acceptance 
CriteriaSurrogate % Recovery Qualifier

01/27/12

14L-E-EJ/3-6Client ID:
01/24/12 14:00Date Collected:
01/24/12Date Received:

ANDOVER, MASample Location:

L1201253-19Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

97,8082
01/27/12 02:44
KB

EPA 3540C

EPA 3665A
Extraction Date: 01/25/12 22:00

Cleanup Date1: 01/26/12
Cleanup Method2: EPA 3660B
Cleanup Date2: 01/26/12

 99%Percent Solids: 

MDL

--

--

--

--

--

--

--

--

--

Serial_No:01271210:45
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

76.2

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

1

1

1

1

1

1

1

1

1

Qualifier Units RL

MCP Polychlorinated Biphenyls - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-ANDOVER

41062464.71

L1201253

56.5

56.5

56.5

56.5

37.7

56.5

37.7

18.8

18.8

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

80

74

79

86

30-150

30-150

30-150

30-150

Acceptance 
CriteriaSurrogate % Recovery Qualifier

01/27/12

14L-E-EJ/6-9Client ID:
01/24/12 14:15Date Collected:
01/24/12Date Received:

ANDOVER, MASample Location:

L1201253-20Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

97,8082
01/27/12 02:56
KB

EPA 3540C

EPA 3665A
Extraction Date: 01/25/12 22:00

Cleanup Date1: 01/26/12
Cleanup Method2: EPA 3660B
Cleanup Date2: 01/26/12

 100%Percent Solids: 

MDL

--

--

--

--

--

--

--

--

--

Serial_No:01271210:45
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Method Blank Analysis
Batch Quality Control

Project Name: 

Project Number: 

Lab Number: 

Report Date: 

IRS-ANDOVER

41062464.71

L1201253

01/26/12 22:08
97,8082Analytical Method:

Analytical Date:
Extraction Method:

Cleanup Method1:

EPA 3540C

EPA 3665A
Extraction Date: 01/25/12 21:10

01/27/12

Cleanup Method2: EPA 3660B

Analyst: KB

Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result

ND

ND

ND

ND

ND

ND

ND

ND

ND

RL

53.1

53.1

53.1

53.1

35.4

53.1

35.4

17.7

17.7

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

UnitsQualifier

MCP Polychlorinated Biphenyls - Westborough Lab for sample(s):   01-20    Batch:   WG515348-1     

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

83

81

81

94

30-150

30-150

30-150

30-150

Surrogate %Recovery Qualifier
Acceptance 

Criteria

Cleanup Date1: 01/26/12

Cleanup Date2: 01/26/12

MDL

--

--

--

--

--

--

--

--

--

01/26/12
Serial_No:01271210:45
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Aroclor 1016

Aroclor 1260

 67

 70

75

71

40-140

40-140

11

1

30

30

Parameter
LCS

%Recovery
LCSD

%Recovery
%Recovery

Limits RPD RPD Limits

MCP Polychlorinated Biphenyls - Westborough Lab  Associated sample(s):   01-20    Batch:   WG515348-2   WG515348-3     

Lab Control Sample Analysis
Batch Quality Control

Project Name: 

Project Number: 

Lab Number: 

Report Date: 

IRS-ANDOVER

41062464.71

L1201253

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

76

67

75

81

30-150

30-150

30-150

30-150

83

70

81

86

Surrogate Qual%Recovery Qual%Recovery
LCS LCSD

01/27/12

Acceptance
Criteria

Qual Qual Qual

Serial_No:01271210:45
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INORGANICS
&

MISCELLANEOUS

Serial_No:01271210:45

Page 31 of 62



FF

6L-DE-W1/0-3Client ID:
01/24/12 09:45Date Collected:
01/24/12Date Received:

Parameter Result
Dilution 
Factor

Matrix: Solid

ANDOVER, MASample Location:

L1201253-01Lab ID:

Qualifier Units RL

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-ANDOVER

41062464.71

L1201253

Field Prep:

Date
Analyzed

Analytical
Method Analyst

Not Specified

General Chemistry - Westborough Lab
Solids, Total 98 % 10.10 01/25/12 11:40 30,2540G MF

Date 
Prepared

-

01/27/12

MDL

NA

Serial_No:01271210:45
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FF

6L-DE-W1/3-6Client ID:
01/24/12 10:00Date Collected:
01/24/12Date Received:

Parameter Result
Dilution 
Factor

Matrix: Solid

ANDOVER, MASample Location:

L1201253-02Lab ID:

Qualifier Units RL

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-ANDOVER

41062464.71

L1201253

Field Prep:

Date
Analyzed

Analytical
Method Analyst

Not Specified

General Chemistry - Westborough Lab
Solids, Total 99 % 10.10 01/25/12 11:40 30,2540G MF

Date 
Prepared

-

01/27/12

MDL

NA

Serial_No:01271210:45
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FF

6L-DE-W1/6-9Client ID:
01/24/12 10:15Date Collected:
01/24/12Date Received:

Parameter Result
Dilution 
Factor

Matrix: Solid

ANDOVER, MASample Location:

L1201253-03Lab ID:

Qualifier Units RL

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-ANDOVER

41062464.71

L1201253

Field Prep:

Date
Analyzed

Analytical
Method Analyst

Not Specified

General Chemistry - Westborough Lab
Solids, Total 99 % 10.10 01/25/12 11:40 30,2540G MF

Date 
Prepared

-

01/27/12

MDL

NA

Serial_No:01271210:45
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FF

AE-D-EJ/0-3Client ID:
01/24/12 10:45Date Collected:
01/24/12Date Received:

Parameter Result
Dilution 
Factor

Matrix: Solid

ANDOVER, MASample Location:

L1201253-04Lab ID:

Qualifier Units RL

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-ANDOVER

41062464.71

L1201253

Field Prep:

Date
Analyzed

Analytical
Method Analyst

Not Specified

General Chemistry - Westborough Lab
Solids, Total 100 % 10.10 01/25/12 11:40 30,2540G MF

Date 
Prepared

-

01/27/12

MDL

NA

Serial_No:01271210:45
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FF

AE-D-EJ/0-3/DUPClient ID:
01/24/12 10:45Date Collected:
01/24/12Date Received:

Parameter Result
Dilution 
Factor

Matrix: Solid

ANDOVER, MASample Location:

L1201253-05Lab ID:

Qualifier Units RL

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-ANDOVER

41062464.71

L1201253

Field Prep:

Date
Analyzed

Analytical
Method Analyst

Not Specified

General Chemistry - Westborough Lab
Solids, Total 99 % 10.10 01/25/12 11:40 30,2540G MF

Date 
Prepared

-

01/27/12

MDL

NA

Serial_No:01271210:45
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FF

AE-D-EJ/3-6Client ID:
01/24/12 11:00Date Collected:
01/24/12Date Received:

Parameter Result
Dilution 
Factor

Matrix: Solid

ANDOVER, MASample Location:

L1201253-06Lab ID:

Qualifier Units RL

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-ANDOVER

41062464.71

L1201253

Field Prep:

Date
Analyzed

Analytical
Method Analyst

Not Specified

General Chemistry - Westborough Lab
Solids, Total 100 % 10.10 01/25/12 11:40 30,2540G MF

Date 
Prepared

-

01/27/12

MDL

NA

Serial_No:01271210:45
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FF

AE-D-EJ/6-9Client ID:
01/24/12 11:10Date Collected:
01/24/12Date Received:

Parameter Result
Dilution 
Factor

Matrix: Solid

ANDOVER, MASample Location:

L1201253-07Lab ID:

Qualifier Units RL

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-ANDOVER

41062464.71

L1201253

Field Prep:

Date
Analyzed

Analytical
Method Analyst

Not Specified

General Chemistry - Westborough Lab
Solids, Total 100 % 10.10 01/25/12 11:40 30,2540G MF

Date 
Prepared

-

01/27/12

MDL

NA

Serial_No:01271210:45

Page 38 of 62



FF

13L-AE-W29/0-3Client ID:
01/24/12 11:45Date Collected:
01/24/12Date Received:

Parameter Result
Dilution 
Factor

Matrix: Solid

ANDOVER, MASample Location:

L1201253-08Lab ID:

Qualifier Units RL

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-ANDOVER

41062464.71

L1201253

Field Prep:

Date
Analyzed

Analytical
Method Analyst

Not Specified

General Chemistry - Westborough Lab
Solids, Total 100 % 10.10 01/25/12 11:40 30,2540G MF

Date 
Prepared

-

01/27/12

MDL

NA

Serial_No:01271210:45
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FF

13L-AE-W29/3-6Client ID:
01/24/12 11:55Date Collected:
01/24/12Date Received:

Parameter Result
Dilution 
Factor

Matrix: Solid

ANDOVER, MASample Location:

L1201253-09Lab ID:

Qualifier Units RL

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-ANDOVER

41062464.71

L1201253

Field Prep:

Date
Analyzed

Analytical
Method Analyst

Not Specified

General Chemistry - Westborough Lab
Solids, Total 100 % 10.10 01/25/12 11:40 30,2540G MF

Date 
Prepared

-

01/27/12

MDL

NA

Serial_No:01271210:45
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FF

13L-AE-W29/6-9Client ID:
01/24/12 12:00Date Collected:
01/24/12Date Received:

Parameter Result
Dilution 
Factor

Matrix: Solid

ANDOVER, MASample Location:

L1201253-10Lab ID:

Qualifier Units RL

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-ANDOVER

41062464.71

L1201253

Field Prep:

Date
Analyzed

Analytical
Method Analyst

Not Specified

General Chemistry - Westborough Lab
Solids, Total 100 % 10.10 01/25/12 11:40 30,2540G MF

Date 
Prepared

-

01/27/12

MDL

NA

Serial_No:01271210:45
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FF

12L-BE-D3/0-3Client ID:
01/24/12 12:30Date Collected:
01/24/12Date Received:

Parameter Result
Dilution 
Factor

Matrix: Solid

ANDOVER, MASample Location:

L1201253-11Lab ID:

Qualifier Units RL

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-ANDOVER

41062464.71

L1201253

Field Prep:

Date
Analyzed

Analytical
Method Analyst

Not Specified

General Chemistry - Westborough Lab
Solids, Total 100 % 10.10 01/25/12 11:40 30,2540G MF

Date 
Prepared

-

01/27/12

MDL

NA

Serial_No:01271210:45
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FF

12L-BE-D3/3-6Client ID:
01/24/12 12:40Date Collected:
01/24/12Date Received:

Parameter Result
Dilution 
Factor

Matrix: Solid

ANDOVER, MASample Location:

L1201253-12Lab ID:

Qualifier Units RL

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-ANDOVER

41062464.71

L1201253

Field Prep:

Date
Analyzed

Analytical
Method Analyst

Not Specified

General Chemistry - Westborough Lab
Solids, Total 100 % 10.10 01/25/12 11:40 30,2540G MF

Date 
Prepared

-

01/27/12

MDL

NA

Serial_No:01271210:45
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FF

12L-BE-D3/6-9Client ID:
01/24/12 12:50Date Collected:
01/24/12Date Received:

Parameter Result
Dilution 
Factor

Matrix: Solid

ANDOVER, MASample Location:

L1201253-13Lab ID:

Qualifier Units RL

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-ANDOVER

41062464.71

L1201253

Field Prep:

Date
Analyzed

Analytical
Method Analyst

Not Specified

General Chemistry - Westborough Lab
Solids, Total 100 % 10.10 01/25/12 11:40 30,2540G MF

Date 
Prepared

-

01/27/12

MDL

NA

Serial_No:01271210:45
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FF

6L-B-EJ/0-3Client ID:
01/24/12 13:10Date Collected:
01/24/12Date Received:

Parameter Result
Dilution 
Factor

Matrix: Solid

ANDOVER, MASample Location:

L1201253-14Lab ID:

Qualifier Units RL

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-ANDOVER

41062464.71

L1201253

Field Prep:

Date
Analyzed

Analytical
Method Analyst

Not Specified

General Chemistry - Westborough Lab
Solids, Total 99 % 10.10 01/25/12 11:40 30,2540G MF

Date 
Prepared

-

01/27/12

MDL

NA

Serial_No:01271210:45
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FF

6L-B-EJ/3-6Client ID:
01/24/12 13:20Date Collected:
01/24/12Date Received:

Parameter Result
Dilution 
Factor

Matrix: Solid

ANDOVER, MASample Location:

L1201253-15Lab ID:

Qualifier Units RL

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-ANDOVER

41062464.71

L1201253

Field Prep:

Date
Analyzed

Analytical
Method Analyst

Not Specified

General Chemistry - Westborough Lab
Solids, Total 100 % 10.10 01/25/12 11:40 30,2540G MF

Date 
Prepared

-

01/27/12

MDL

NA

Serial_No:01271210:45
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FF

6L-B-EJ/6-9Client ID:
01/24/12 13:30Date Collected:
01/24/12Date Received:

Parameter Result
Dilution 
Factor

Matrix: Solid

ANDOVER, MASample Location:

L1201253-16Lab ID:

Qualifier Units RL

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-ANDOVER

41062464.71

L1201253

Field Prep:

Date
Analyzed

Analytical
Method Analyst

Not Specified

General Chemistry - Westborough Lab
Solids, Total 99 % 10.10 01/25/12 11:40 30,2540G MF

Date 
Prepared

-

01/27/12

MDL

NA

Serial_No:01271210:45
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FF

14L-E-EJ/0-3Client ID:
01/24/12 13:45Date Collected:
01/24/12Date Received:

Parameter Result
Dilution 
Factor

Matrix: Solid

ANDOVER, MASample Location:

L1201253-17Lab ID:

Qualifier Units RL

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-ANDOVER

41062464.71

L1201253

Field Prep:

Date
Analyzed

Analytical
Method Analyst

Not Specified

General Chemistry - Westborough Lab
Solids, Total 99 % 10.10 01/25/12 11:40 30,2540G MF

Date 
Prepared

-

01/27/12

MDL

NA

Serial_No:01271210:45
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FF

14L-E-EJ/0-3/DUPClient ID:
01/24/12 13:45Date Collected:
01/24/12Date Received:

Parameter Result
Dilution 
Factor

Matrix: Solid

ANDOVER, MASample Location:

L1201253-18Lab ID:

Qualifier Units RL

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-ANDOVER

41062464.71

L1201253

Field Prep:

Date
Analyzed

Analytical
Method Analyst

Not Specified

General Chemistry - Westborough Lab
Solids, Total 99 % 10.10 01/25/12 11:40 30,2540G MF

Date 
Prepared

-

01/27/12

MDL

NA

Serial_No:01271210:45
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FF

14L-E-EJ/3-6Client ID:
01/24/12 14:00Date Collected:
01/24/12Date Received:

Parameter Result
Dilution 
Factor

Matrix: Solid

ANDOVER, MASample Location:

L1201253-19Lab ID:

Qualifier Units RL

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-ANDOVER

41062464.71

L1201253

Field Prep:

Date
Analyzed

Analytical
Method Analyst

Not Specified

General Chemistry - Westborough Lab
Solids, Total 99 % 10.10 01/25/12 11:40 30,2540G MF

Date 
Prepared

-

01/27/12

MDL

NA

Serial_No:01271210:45
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FF

14L-E-EJ/6-9Client ID:
01/24/12 14:15Date Collected:
01/24/12Date Received:

Parameter Result
Dilution 
Factor

Matrix: Solid

ANDOVER, MASample Location:

L1201253-20Lab ID:

Qualifier Units RL

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-ANDOVER

41062464.71

L1201253

Field Prep:

Date
Analyzed

Analytical
Method Analyst

Not Specified

General Chemistry - Westborough Lab
Solids, Total 100 % 10.10 01/25/12 11:40 30,2540G MF

Date 
Prepared

-

01/27/12

MDL

NA

Serial_No:01271210:45

Page 51 of 62



Solids, Total 98 97 % 1 20

Units RPDParameter Native Sample Duplicate Sample RPD Limits

General Chemistry - Westborough Lab  Associated sample(s):  01-20    QC Batch ID:  WG515190-1    QC Sample:  L1201253-01  Client ID:  6L-DE-W1/0-3 

IRS-ANDOVER

41062464.71

Project Name:

Project Number:

L1201253Lab Number:

Report Date:

Lab Duplicate Analysis
Batch Quality Control

01/27/12

Qual

Serial_No:01271210:45
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*Values in parentheses indicate holding time in days

L1201253-01A

L1201253-02A

L1201253-03A

L1201253-04A

L1201253-05A

L1201253-06A

L1201253-07A

L1201253-08A

L1201253-09A

L1201253-10A

L1201253-11A

L1201253-12A

L1201253-13A

L1201253-14A

L1201253-15A

L1201253-16A

L1201253-17A

L1201253-18A

L1201253-19A

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

Amber 120ml unpreserved

A

A

A

A

A

A

A

A

A

A

A

A

A

A

A

A

A

A

A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

3

3

3

3

3

3

3

3

3

3

3

3

3

3

3

3

3

3

3

Y

Y

Y

Y

Y

Y

Y

Y

Y

Y

Y

Y

Y

Y

Y

Y

Y

Y

Y

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

Absent

A Absent
Cooler

Custody SealCooler Information

IRS-ANDOVER

41062464.71

TS(7),MCP-8082LL-10-
3540C(365)

TS(7),MCP-8082LL-10-
3540C(365)

TS(7),MCP-8082LL-10-
3540C(365)

TS(7),MCP-8082LL-10-
3540C(365)

TS(7),MCP-8082LL-10-
3540C(365)

TS(7),MCP-8082LL-10-
3540C(365)

TS(7),MCP-8082LL-10-
3540C(365)

TS(7),MCP-8082LL-10-
3540C(365)

TS(7),MCP-8082LL-10-
3540C(365)

TS(7),MCP-8082LL-10-
3540C(365)

TS(7),MCP-8082LL-10-
3540C(365)

TS(7),MCP-8082LL-10-
3540C(365)

TS(7),MCP-8082LL-10-
3540C(365)

TS(7),MCP-8082LL-10-
3540C(365)

TS(7),MCP-8082LL-10-
3540C(365)

TS(7),MCP-8082LL-10-
3540C(365)

TS(7),MCP-8082LL-10-
3540C(365)

TS(7),MCP-8082LL-10-
3540C(365)

TS(7),MCP-8082LL-10-
3540C(365)

Project Name:

Project Number:

L1201253Lab Number:

Report Date:

Sample Receipt and Container Information

Container ID Container Type Cooler pH
Temp
deg C Pres Seal

Container Information

Analysis(*)

01/27/12

Were project specific reporting limits specified? YES

Reagent H2O Preserved Vials Frozen on: NA

Serial_No:01271210:45
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*Values in parentheses indicate holding time in days

L1201253-20A Amber 120ml unpreserved A N/A 3 Y Absent

IRS-ANDOVER

41062464.71

TS(7),MCP-8082LL-10-
3540C(365)

Project Name:

Project Number:

L1201253Lab Number:

Report Date:

Container ID Container Type Cooler pH
Temp
deg C Pres Seal

Container Information

Analysis(*)

01/27/12

Serial_No:01271210:45
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Report Format: Data Usability Report

GLOSSARY

Project Name:

Project Number:

Lab Number:

Report Date:

L1201253IRS-ANDOVER

41062464.71 01/27/12

Acronyms

EPA

LCS

LCSD

LFB

MDL

MS

MSD

NA

NC

NI

RL

RPD

SRM

Environmental Protection Agency.

Laboratory Control Sample: A sample matrix, free from the analytes of interest, spiked with verified known amounts of analytes 
or a material containing known and verified amounts of analytes.
Laboratory Control Sample Duplicate: Refer to LCS.

Laboratory Fortified Blank: A sample matrix, free from the analytes of interest, spiked with verified known amounts of analytes 
or a material containing known and verified amounts of analytes.
Method Detection Limit: This value represents the level to which target analyte concentrations are reported as estimated values, 
when those target analyte concentrations are quantified below the reporting limit (RL). The MDL includes any adjustments from 
dilutions, concentrations or moisture content, where applicable.
Matrix Spike Sample: A sample prepared by adding a known mass of target analyte to a specified amount of matrix sample for 
which an independent estimate of target analyte concentration is available. 
Matrix Spike Sample Duplicate: Refer to MS.

Not Applicable.

Not Calculated:  Term is utilized when one or more of the results utilized in the calculation are non-detect at the parameter's 
reporting unit.
Not Ignitable. 

Reporting Limit:  The value at which an instrument can accurately measure an analyte at a specific concentration. The RL 
includes any adjustments from dilutions, concentrations or moisture content, where applicable.
Relative Percent Difference:  The results from matrix and/or matrix spike duplicates are primarily designed to assess the precision
of analytical results in a given matrix and are expressed as relative percent difference (RPD).  Values which are less than five 
times the reporting limit for any individual parameter are evaluated by utilizing the absolute difference between the values; 
although the RPD value will be provided in the report.
Standard Reference Material: A reference sample of a known or certified value that is of the same or similar matrix as the 
associated field samples.

 -

 -

 -

 -

 -

 -

 -

 -

 -

 -

 -

 -

 -

Terms

Analytical Method: Both the document from which the method originates and the analytical reference method. (Example: EPA 8260B is 
shown as 1,8260B.) The codes for the reference method documents are provided in the References section of the Addendum.

Data Qualifiers

A

B

C

D

E

G

H

I

M

NJ

 -

 -

 -

 -

 -

 -

 -

 -

 -

 -

Spectra identified as "Aldol Condensation Product".

The analyte was detected above the reporting limit in the associated method blank. Flag only applies to associated field samples that 
have detectable concentrations of the analyte at less than five times (5x) the concentration found in the blank. For MCP-related 
projects, flag only applies to associated field samples that have detectable concentrations of the analyte at less than ten times (10x) 
the concentration found in the blank. For DOD-related projects, flag only applies to associated field samples that have detectable 
concentrations of the analyte at less than ten times (10x) the concentration found in the blank AND the analyte was detected above 
one-half the reporting limit (or above the reporting limit for common lab contaminants) in the associated method blank. For NJ-
Air-related projects, flag only applies to associated field samples that have detectable concentrations of the analyte above the 
reporting limit.
Co-elution: The target analyte co-elutes with a known lab standard (i.e. surrogate, internal standards, etc.) for co-extracted 
analyses.
Concentration of analyte was quantified from diluted analysis. Flag only applies to field samples that have detectable concentrations 
of the analyte.
Concentration of analyte exceeds the range of the calibration curve and/or linear range of the instrument.

The concentration may be biased high due to matrix interferences (i.e, co-elution) with non-target compound(s). The result should 
be considered estimated.
The analysis of pH was performed beyond the regulatory-required holding time of 15 minutes from the time of sample collection.

The RPD between the results for the two columns exceeds the method-specified criteria; however, the lower value has been reported
due to obvious interference.
Reporting Limit (RL) exceeds the MCP CAM Reporting Limit for this analyte.

Presumptive evidence of compound. This represents an estimated concentration for Tentatively Identified Compounds (TICs), where 
the identification is based on a mass spectral library search.

1 The reference for this analyte should be considered modified since this analyte is absent from the target analyte list of the original
method.

 -

Footnotes

Serial_No:01271210:45
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Report Format: Data Usability Report

Project Name:

Project Number:

Lab Number:

Report Date:

L1201253IRS-ANDOVER

41062464.71 01/27/12

Data Qualifiers

P

Q

R

RE

 -

 -

 -

 -

The RPD between the results for the two columns exceeds the method-specified criteria.

The quality control sample exceeds the associated acceptance criteria. For DOD-related projects, LCS and/or Continuing Calibration
Standard exceedences are also qualified on all associated sample results.  Note: This flag is not applicable for matrix spike recoveries
when the sample concentration is greater than 4x the spike added or for batch duplicate RPD when the sample concentrations are less
than 5x the RL. (Metals only.)
Analytical results are from sample re-analysis.

Analytical results are from sample re-extraction.

J

ND

 -

 -

Estimated value. This represents an estimated concentration for Tentatively Identified Compounds (TICs).

Not detected at the reporting limit (RL) for the sample.

Serial_No:01271210:45
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Alpha Analytical performs services with reasonable care and diligence normal to the analytical testing
laboratory industry.  In the event of an error, the sole and exclusive responsibility of Alpha Analytical
shall be to re-perform the work at it's own expense.  In no event shall Alpha Analytical be held liable
for any incidental, consequential or special damages, including but not limited to, damages in any way
connected with the use of, interpretation of, information or analysis provided by Alpha Analytical.

We strongly urge our clients to comply with EPA protocol regarding sample volume, preservation, cooling,
containers, sampling procedures, holding time and splitting of samples in the field.

LIMITATION OF LIABILITIES

30

97

Standard Methods for the Examination of Water and Wastewater. APHA-AWWA-
WPCF. 18th Edition. 1992.

EPA Test Methods (SW-846) with QC Requirements & Performance Standards for the 
Analysis of EPA SW-846 Methods under the Massachusetts Contingency Plan, WSC-
CAM-IIA, IIB, IIIA, IIIB, IIIC, IIID, VA, VB, VC, VIA, VIB, VIIIA and VIIIB, July 2010.

Project Name:

Project Number:

Lab Number:

Report Date:

L1201253IRS-ANDOVER

41062464.71

REFERENCES 

01/27/12

Serial_No:01271210:45
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Certificate/Approval Program Summary 
Last revised January 3, 2012  - Westboro Facility   

 
The following list includes only those analytes/methods for which certification/approval is currently held. 

For a complete listing of analytes for the referenced methods, please contact your Alpha Customer Service Representative.  
 

Connecticut Department of Public Health Certificate/Lab ID: PH-0574. NELAP Accredited Solid Waste/Soil. 
 
Drinking Water (Inorganic Parameters: Color, pH, Turbidity, Conductivity, Alkalinity, Chloride, Free Residual Chlorine, 
Fluoride, Calcium Hardness, Sulfate, Nitrate, Nitrite, Aluminum, Antimony, Arsenic, Barium, Beryllium, Cadmium, 
Calcium, Chromium, Copper, Iron, Lead, Magnesium, Manganese, Mercury, Molybdenum, Nickel, Potassium, Selenium, 
Silver, Sodium, Thallium, Vanadium, Zinc, Total Dissolved Solids, Total Organic Carbon, Total Cyanide, Perchlorate. 
Organic Parameters: Volatile Organics 524.2, Total Trihalomethanes 524.2, 1,2-Dibromo-3-chloropropane (DBCP), 
Ethylene Dibromide (EDB), 1,4-Dioxane (Mod 8270). Microbiology Parameters: Total Coliform-MF mEndo (SM9222B), 
Total Coliform – Colilert (SM9223 P/A), E. Coli. – Colilert (SM9223 P/A), HPC – Pour Plate (SM9215B), Fecal Coliform – 
MF m-FC (SM9222D))  
 
Wastewater/Non-Potable Water (Inorganic Parameters: Color, pH, Conductivity, Acidity, Alkalinity, Chloride, Total 
Residual Chlorine, Fluoride, Total Hardness, Silica, Sulfate, Sulfide, Ammonia, Kjeldahl Nitrogen, Nitrate, Nitrite, O-
Phosphate, Total Phosphorus, Aluminum, Antimony, Arsenic, Barium, Beryllium, Boron, Cadmium, Calcium, Chromium, 
Hexavalent Chromium, Cobalt, Copper, Iron, Lead, Magnesium, Manganese, Mercury, Molybdenum, Nickel, Potassium, 
Selenium, Silver, Sodium, Strontium, Thallium, Tin, Titanium, Vanadium, Zinc, Total Residue (Solids), Total Dissolved 
Solids, Total Suspended Solids (non-filterable), BOD, CBOD, COD, TOC, Total Cyanide, Phenolics, Foaming Agents 
(MBAS), Bromide, Oil and Grease. Organic Parameters: PCBs, Organochlorine Pesticides, Technical Chlordane, 
Toxaphene, 2,4-D, 2,4,5-T, 2,4,5-TP(Silvex), Acid Extractables (Phenols), Benzidines, Phthalate Esters, Nitrosamines, 
Nitroaromatics & Isophorone, Polynuclear Aromatic Hydrocarbons, Haloethers, Chlorinated Hydrocarbons, Volatile 
Organics, TPH (HEM/SGT), Extractable Petroleum Hydrocarbons (ETPH), MA-EPH, MA-VPH. Microbiology Parameters: 
Total Coliform – MF mEndo (SM9222B), Total Coliform – MTF (SM9221B), HPC – Pour Plate (SM9215B), Fecal 
Coliform – MF m-FC (SM9222D), Fecal Coliform – A-1 Broth (SM9221E).)  
 
Solid Waste/Soil (Inorganic Parameters: pH, Sulfide, Aluminum, Antimony, Arsenic, Barium, Beryllium, Boron, Cadmium, 
Calcium, Chromium, Hexavalent Chromium, Cobalt, Copper, Iron, Lead, Magnesium, Manganese, Mercury, 
Molybdenum, Nickel, Potassium, Selenium, Silver, Sodium, Thallium, Tin, Vanadium, Zinc, Total Cyanide, Ignitability, 
Phenolics, Corrosivity, TCLP Leach (1311), SPLP Leach (1312 metals only), Reactivity. Organic Parameters: PCBs, 
PCBs in Oil, Organochlorine Pesticides, Technical Chlordane, Toxaphene, Extractable Petroleum Hydrocarbons 
(ETPH), MA-EPH, MA-VPH, Dicamba, 2,4-D, 2,4,5-T, 2,4,5-TP(Silvex), Volatile Organics, Acid Extractables (Phenols), 
3.3’-Dichlorobenzidine, Phthalates, Nitrosamines, Nitroaromatics & Cyclic Ketones, PAHs, Haloethers, Chlorinated 
Hydrocarbons. )  
 
Maine Department of Human Services Certificate/Lab ID: 2009024.  
Drinking Water (Inorganic Parameters: SM9215B, 9222D, 9223B, EPA 180.1, 353.2, SM2130B, 2320B, 2540C, 4500Cl-
D, 4500CN-C, 4500CN-E, 4500F-C, 4500H+B, 4500NO3-F, EPA 200.7, EPA 200.8, 245.1, EPA 300.0. Organic 
Parameters: 504.1, 524.2.)  
 
Wastewater/Non-Potable Water (Inorganic Parameters: EPA 120.1, 1664A, 350.1, 351.1, 353.2, 410.4, 420.1, 
SM2320B, 2510B, 2540C, 2540D, 426C, 4500Cl-D, 4500Cl-E, 4500CN-C, 4500CN-E, 4500F-B, 4500F-C, 4500H+B, 
4500Norg-B, 4500Norg-C, 4500NH3-B, 4500NH3-G, 4500NH3-H, 4500NO3-F, 4500P-B, 4500P-E, 5210B, 5220D, 
5310C, 9010B, 9040B, 9030B, 7470A, 7196A, 2340B, EPA 200.7, 6010, 200.8, 6020, 245.1, 1311, 1312, 3005A, 
Enterolert, 9223D, 9222D. Organic Parameters: 608, 8081, 8082, 8330, 8151A, 624, 8260, 3510C, 3630C, 5030B, ME-
DRO, ME-GRO, MA-EPH, MA-VPH.)  
 
Solid Waste/Soil (Inorganic Parameters:  9010B, 9012A, 9014A, 9040B, 9045C, 6010B, 7471A, 7196A, 9050A, 1010, 
1030, 9065, 1311, 1312, 3005A, 3050B. Organic Parameters: ME-DRO, ME-GRO, MA-EPH, MA-VPH, 8260B, 8270C, 
8330, 8151A, 8081A, 8082, 3540C, 3546, 3580A, 3630C, 5030B, 5035.) 
 
Massachusetts Department of Environmental Protection Certificate/Lab ID: M-MA086.  
Drinking Water (Inorganic Parameters: (EPA 200.8 for: Sb,As,Ba,Be,Cd,Cr,Cu,Pb,Ni,Se,Tl) (EPA 200.7 for: 
Ba,Be,Ca,Cd,Cr,Cu,Na,Ni)  245.1, (300.0 for:  Nitrate-N, Fluoride, Sulfate); (EPA 353.2 for:  Nitrate-N, Nitrite-N);   
(SM4500NO3-F for:  Nitrate-N and Nitrite-N); 4500F-C, 4500CN-CE, EPA 180.1, SM2130B, SM4500Cl-D, 2320B, 
SM2540C, SM4500H-B. Organic Parameters: (EPA 524.2 for:  Trihalomethanes, Volatile Organics); (504.1 for:  1,2-
Dibromoethane, 1,2-Dibromo-3-Chloropropane), EPA 332. Microbiology Parameters:  SM9215B; ENZ. SUB. SM9223; 
ColilertQT SM9223B; MF-SM9222D.) 
 
Non-Potable Water (Inorganic Parameters:, (EPA 200.8 for:  Al,Sb,As,Be,Cd,Cr,Cu,Pb,Mn,Ni,Se,Ag,Tl,Zn); (EPA 200.7 
for:  Al,Sb,As,Be,Cd,Ca,Cr,Co,Cu,Fe,Pb,Mg,Mn,Mo,Ni,K,Se,Ag,Na,Sr,Ti,Tl,V,Zn); 245.1, SM4500H,B, EPA 120.1, 
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Page 58 of 62



SM2510B, 2540C, 2340B, 2320B, 4500CL-E, 4500F-BC, 426C, SM4500NH3-BH, (EPA 350.1 for:  Ammonia-N), 
LACHAT 10-107-06-1-B for Ammonia-N, SM4500NO3-F, 353.2 for Nitrate-N, SM4500NH3-BC-NES, EPA 351.1, 
SM4500P-E, 4500P-B,E, 5220D, EPA 410.4, SM 5210B, 5310C, 4500CL-D, EPA 1664, SM14 510AC, EPA 420.1, 
SM4500-CN-CE, SM2540D. 
Organic Parameters: (EPA 624 for Volatile Halocarbons, Volatile Aromatics),(608 for:  Chlordane, Toxaphene, Aldrin, 
alpha-BHC, beta-BHC, gamma-BHC, delta-BHC, Dieldrin, DDD, DDE, DDT,Endosulfan I, Endosulfan II, Endosulfan 
sulfate, Endrin, Endrin Aldehyde, Heptachlor, Heptachlor Epoxide, PCBs-Water), (EPA 625 for SVOC Acid Extractables 
and SVOC Base/Neutral Extractables), 600/4-81-045-PCB-Oil.  Microbiology Parameters: (ColilertQT 
SM9223B;Enterolert-QT: SM9222D-MF.)  
 
New Hampshire Department of Environmental Services Certificate/Lab ID: 200307. NELAP Accredited. 
Drinking Water (Inorganic Parameters: SM 9222B, 9223B, 9215B, EPA 200.7, 200.8, 245.2, 300.0, SM4500CN-E, 
4500H+B, 4500NO3-F, 2320B, 2510B, 2540C, 4500F-C, 5310C, 2120B, EPA 332.0. Organic Parameters: 504.1, 524.2.)  
 
Non-Potable Water (Inorganic Parameters: SM9222D, 9221B, 9222B, 9221E-EC, EPA 3005A, 200.7, 200.8, 245.1, 
245.2, SW-846 6010B, 6020, 7196A, 7470A, SM3500-CR-D, EPA 120.1, 300.0, 350.1, 350.2, 351.1, 353.2, 410.4, 
420.1, 1664A, SW-846 9010, 9030, 9040B, SM426C, SM2120B, 2310B, 2320B, 2540B, 2540D, 4500H+B, 4500CL-E, 
4500CN-E, 4500NH3-H, 4500NO3-F, 4500NO2-B, 4500P-E, 4500-S2-D, 5210B, 5220D, 2510B, 2540C, 4500F-C, 
5310C, 5540C, LACHAT 10-204-00-1-A, LACHAT 10-107-06-2-D. Organic Parameters: SW-846 3510C, 3630C, 5030B, 
8260B, 8270C, 8330, EPA 624, 625, 608, SW-846 8082, 8081A, 8151A.)  
 
Solid & Chemical Materials (Inorganic Parameters: SW-846 6010B, 7196A, 7471A, 1010, 1030, 9010, 9012A, 9014, 
9030B, 9040B, 9045C, 9050C, 9065,1311, 1312, 3005A, 3050B. Organic Parameters: SW-846 3540C,  3546, 3550B, 
3580A, 3630C, 5030B, 5035, 8260B, 8270C, 8330, 8151A, 8015B, 8082, 8081A.) 
  
New Jersey Department of Environmental Protection Certificate/Lab ID: MA935. NELAP Accredited. 
Drinking Water (Inorganic Parameters: SM9222B, 9221E, 9223B, 9215B, 4500CN-CE, 4500NO3-F, 4500F-C, EPA 
300.0, 200.7, 200.8, 245.2, 2540C, SM2120B, 2320B, 2510B, 5310C, SM4500H-B. Organic Parameters: EPA 332, 
504.1, 524.2.)  
 
Non-Potable Water (Inorganic Parameters: SM5210B, EPA 410.4, SM5220D, 4500Cl-E, EPA 300.0, SM2120B, 
SM4500F-BC, EPA 200.7, 351.1, LACHAT 10-107-06-2-D, EPA 353.2, SM4500NO3-F, 4500NO2-B, EPA 1664A, 
SM5310B, C or D, 4500-PE, EPA 420.1, SM510ABC, SM4500P-B5+E, 2540B, 2540C, 2540D, EPA 120.1, SM2510B, 
SM15 426C, 9222D, 9221B, 9221C, 9221E, 9222B, 9215B, 2310B, 2320B, 4500NH3-H, 4500-S D, EPA 350.1, 350.2, 
SW-846 1312, 6020, 6020A, 7470A, 5540C, 4500H-B, EPA 200.8, SM3500Cr-D, 4500CN-CE, EPA 245.1, 245.2, SW-
846 9040B, 3005A, 3015, EPA 6010B, 6010C, 7196A, 3060A, SW-846 9010B, 9030B. Organic Parameters: SW-846 
8260B, 8270C, 8270D, 8270C-SIM, 8270D-SIM, 3510C, EPA 608, 624, 625, SW-846 3630C, 5030B, 8081A, 8081B, 
8082, 8082A, 8151A, 8330, NJ OQA-QAM-025 Rev.7, NJ EPH.)  
 
Solid & Chemical Materials (Inorganic Parameters: SW-846, 6010B, 6010C, 7196A, 3060A, 9010B, 9030B, 1010, 1030, 
1311, 1312, 3005A, 3050B, 7471A, 7471B, 9014, 9012A, 9040B, 9045C, 9050A, 9065. Organic Parameters: SW-846 
8015B, 8015C, 8081A, 8081B, 8082, 8082A, 8151A, 8330, 8260B, 8270C, 8270D, 8270C-SIM, 8270D-SIM, 3540C, 
3545, 3546, 3550B, 3580A, 3630C, 5030B, 5035L, 5035H, NJ OQA-QAM-025 Rev.7, NJ EPH.) 
  
New York Department of Health Certificate/Lab ID: 11148. NELAP Accredited. 
Drinking Water (Inorganic Parameters: SM9223B, 9222B, 9215B, EPA 200.8, 200.7, 245.2, SM5310C, EPA 332.0, 
SM2320B, EPA 300.0, SM2120B, 4500CN-E, 4500F-C, 4500H-B, 4500NO3-F, 2540C, SM 2510B. Organic Parameters: 
EPA 524.2, 504.1.)  
 
Non-Potable Water (Inorganic Parameters: SM9221E, 9222D, 9221B, 9222B, 9215B, 5210B, 5310C, EPA 410.4, 
SM5220D, 2310B-4a, 2320B, EPA 200.7, 300.0, SM4500CL-E, 4500F-C, SM15 426C, EPA 350.1, SM4500NH3-BH, 
EPA 351.1, LACHAT 10-107-06-2, EPA 353.2, LACHAT 10-107-04-1-C, SM4500-NO3-F, 4500-NO2-B, 4500P-E, 
2540C, 2540B, 2540D, EPA 200.8, EPA 6010B, 6020, EPA 7196A, SM3500Cr-D, EPA 245.1, 245.2, 7470A, SM2120B, 
LACHAT 10-204-00-1-A, EPA 9040B, SM4500-HB, EPA 1664A, EPA 420.1, SM14 510C, EPA 120.1, SM2510B, 
SM4500S-D, SM5540C, EPA 3005A, 9010B, 9030B.. Organic Parameters: EPA 624, 8260B, 8270C, 625, 608, 8081A, 
8151A, 8330, 8082, EPA 3510C, 5030B.)  
 
Solid & Hazardous Waste (Inorganic Parameters: 1010, 1030, EPA 6010B, 7196A, 7471A, 9012A, 9014, 9040B, 9045C, 
9065, 9050, EPA 1311, 1312, 3005A, 3050B, 9010B, 9030B. Organic Parameters: EPA 8260B, 8270C, 8015B, 8081A, 
8151A, 8330, 8082, 3540C, 3545, 3546, 3580, 5030B, 5035.)  
 
North Carolina Department of the Environment and Natural Resources Certificate/Lab ID : 666. Organic 
Parameters: MA-EPH, MA-VPH. 
 
Drinking Water Program Certificate/Lab ID:  25700.   (Inorganic Parameters: Chloride EPA 300.0.  Organic Parameters:  
524.2) 
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Pennsylvania Department of Environmental Protection Certificate/Lab ID : 68-03671. NELAP Accredited. 
Drinking Water (Organic Parameters: EPA 524.2, 504.1) 
 
Non-Potable Water (Inorganic Parameters: EPA 1312, 200.7, 410.4, 1664A, SM2540D, 5210B, 5220D, 4500-P,BE.  
Organic Parameters: EPA 3510C, 3005A, 3630C, 5030B, 625, 624, 608, 8081A, 8081B, 8082, 802A, 8151A, 8260B, 
8270C, 8270D, 8330) 
 
Solid & Hazardous Waste (Inorganic Parameters: EPA 350.1, 1010, 1030, 1311, 1312, 3050B, 3060A, 6010B, 6010C, 
7196A, 7471A, 9010B, 9012A, 9014, 9040B, 9045C, 9050, 9065, SM 4500NH3-H.  Organic Parameters: 3540C, 3546, 
3580A, 3630C, 5035, 8015B, 8015C, 8081A, 8081B, 8082, 8082A, 8151A, 8260B, 8270C, 8270D, 8330) 
 
Rhode Island Department of Health Certificate/Lab ID: LAO00065. NELAP Accredited via NY-DOH. 
Refer to MA-DEP Certificate for Potable and Non-Potable Water.  
Refer to NJ-DEP Certificate for Potable and Non-Potable Water.  
 
Texas Commisson on Environmental Quality  Certificate/Lab ID: T104704476-09-1. NELAP Accredited. 
Non-Potable Water (Inorganic Parameters: EPA 120.1, 1664, 200.7, 200.8, 245.1, 245.2, 300.0, 350.1, 351.1, 353.2, 
410.4, 420.1, 6010, 6020, 7196, 7470, 9040, SM 2120B, 2310B, 2320B, 2510B, 2540B, 2540C, 2540D, 426C, 4500CL-
E, 4500CN-E, 4500F-C, 4500H+B, 4500NH3-H, 4500NO2B, 4500P-E, 4500 S2¯D, 510C, 5210B, 5220D, 5310C, 
5540C. Organic Parameters: EPA 608, 624, 625, 8081, 8082, 8151, 8260, 8270, 8330.) 
 
Solid & Hazardous Waste (Inorganic Parameters: EPA 1311, 1312, 9012, 9014, 9040, 9045, 9050, 9065.) 
 
Virginia Division of Consolidated Laboratory Services  Certificate/Lab ID: 460195. NELAP Accredited. 
Non-Potable Water (Inorganic Parameters: EPA 3005A,3015,1312,6010B,6010C,SM4500S-D, SM4500-CN-CE, Lachat 
10-204-00-1-X. Organic Parameters: EPA 8260B) 
 
Solid & Hazardous Waste (Inorganic Parameters: EPA 3050B, 1311, 1312, 6010B, 6010C, 9030B, 9010B, 9012A, 9014. 
Organic Parameters: EPA 5035, 5030B, 8260B.) 
 
Department of Defense Certificate/Lab ID: L2217. 
Drinking Water (Inorganic Parameters: SM 4500H-B. Organic Parameters: EPA 524.2, 504.1.) 
 
Non-Potable Water (Inorganic Parameters: EPA 200.7, 200.8, 6010B, 6020, 245.1, 245.2, 7470A, 9040B, 300.0, 332.0, 
6860, 353.2, 410.4, 9060, 1664A, SM 4500CN-E, 4500H-B, 4500NO3-F, 5220D, 5310C, 2320B, 2540C, 3005A, 3015, 
9010B, 9056. Organic Parameters: EPA 8260B, 8270C, 8330A, 625, 8082, 8081A, 3510C, 5030B, MassDEP EPH, 
MassDEP VPH.) 
 
Solid & Hazardous Waste (Inorganic Parameters: EPA 200.7, 6010B, 7471A, 9010, 9012A, 6860, 1311, 1312, 3050B, 
7196A, 9010B, 3500-CR-D, 4500CN-CE, 2540G, Organic Parameters: EPA 8260B, 8270C, 8330A/B-prep, 8082, 
8081A, 3540C, 3546, 3580A, 5035A, MassDEP EPH, MassDEP VPH.) 
 
The following analytes are not included in our current NELAP/TNI Scope of Accreditation: 
EPA 8260B:  Freon-113, 1,2,4,5-Tetramethylbenzene, 4-Ethyltoluene.  EPA 8330A:  PETN, Picric Acid, Nitroglycerine,  
2,6-DANT,  2,4-DANT.  EPA 8270C:  Methyl naphthalene, Dimethyl naphthalene, Total Methylnapthalenes, Total 
Dimethylnaphthalenes, 1,4-Diphenylhydrazine (Azobenzene). EPA 625:  4-Chloroaniline, 4-Methylphenol.  Total 
Phosphorus in a soil matrix, Chloride in a soil matrix, TKN in a soil matrix, NO2 in a soil matrix, NO3 in a soil matrix, SO4 
in a soil matrix. 
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L1201875

URS Corporation

41062464.71

IRS-ANDOVER

Client:

Project Name:

Project Number:

02/07/12

Eight Walkup Drive, Westborough, MA  01581-1019

Lab Number:

Report Date:

508-898-9220  (Fax) 508-898-9193  800-624-9220 - www.alphalab.com

5 Industrial Way

Salem, NH 03079

Marilyn WadeATTN:

ANALYTICAL REPORT

Certifications & Approvals:  MA (M-MA086), NY  (11148), CT (PH-0574), NH (2003), NJ NELAP (MA935), RI (LAO00065), ME (MA00086),
PA (68-03671), USDA (Permit  #P-330-11-00240), NC (666), TX (T104704476), DOD (L2217), US Army Corps of Engineers.

(603) 893-0616Phone:

The original project report/data package is held by Alpha Analytical. This report/data package is paginated and should be reproduced only in its
entirety. Alpha Analytical holds no responsibility for results and/or data that are not consistent with the original.
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L1201875-01

L1201875-02

L1201875-03

L1201875-04

L1201875-05

L1201875-06

Alpha 
Sample ID

6L-B-W1/0-3

6L-B-W1/3-6

6L-B-W1/6-9

14L-D-EJ/6-9

14L-D-EJ/3-6

14L-D-EJ/0-3

Client ID

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

ANDOVER, MA

Sample 
Location

IRS-ANDOVER

41062464.71

Project Name:
Project Number:

Lab Number: 
Report Date:

L1201875
02/07/12

02/03/12 08:20

02/03/12 08:40

02/03/12 08:55

02/03/12 09:45

02/03/12 10:00

02/03/12 10:15

Collection 
Date/Time
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Project Name:

Project Number:

Lab Number:

Report Date:

Were all samples received in a condition consistent with those described on the Chain-of-
Custody, properly preserved (including temperature) in the field or laboratory, and 
prepared/analyzed within method holding times?

Were the analytical method(s) and all associated QC requirements specified in the selected 
CAM protocol(s) followed?

Were all required corrective actions and analytical response actions specified in the selected 
CAM protocol(s) implemented for all identified performance standard non-conformances?

Does the laboratory report comply with all the reporting requirements specified in CAM VII A, 
"Quality Assurance and Quality Control Guidelines for the Acquisition and Reporting of Analytical
Data?"

VPH, EPH, and APH Methods only:  Was each method conducted without significant 
modification(s)? (Refer to the individual method(s) for a list of significant modifications).

APH and TO-15 Methods only: Was the complete analyte list reported for each method?

Were all applicable CAM protocol QC and performance standard non-conformances identified 
and evaluated in a laboratory narrative (including all "No" responses to Questions A through E)?

YES

YES

YES

YES

N/A

N/A

YES

A

B

C

D

E a.

E b.

F

MADEP MCP Response Action Analytical Report Certification

L1201875IRS-ANDOVER

41062464.71

Were the reporting limits at or below all CAM reporting limits specified in the selected CAM 
protocol(s)?

Were all QC performance standards specified in the CAM protocol(s) achieved?

Were results reported for the complete analyte list specified in the selected CAM protocol(s)?

NO

NO

YES

G

H

I

   
   A response to questions G, H and I is required for "Presumptive Certainty" status

This form provides certifications for all samples performed by MCP methods. Please refer to 
the Sample Results and Container Information sections of this report for specification of 
MCP methods used for each analysis. The following questions pertain only to MCP 
Analytical Methods.

   
   An affirmative response to questions A through F is required for "Presumptive Certainty" status

   For any questions answered "No", please refer to the case narrative section on the following page(s).

02/07/12

Please note that sample matrix information is located in the Sample Results section of this report.
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IRS-ANDOVER

41062464.71

Project Name:

Project Number:

Lab Number:

Report Date:
L1201875

02/07/12

MCP Related Narratives

PCBs

L1201875-01 through -06 have elevated detection limits due to the limited sample volume utilized during 

extraction, as required by the sample matrix.

L1201875-02 has elevated detection limits due to the dilution required by matrix interferences encountered 

during the concentration of the sample.

L1201875-06 has elevated detection limits due to the dilution required by the elevated concentrations of target 

compounds in the sample.

In reference to question G:

L1201875-02 and -06: One or more of the target analytes did not achieve the requested CAM reporting limits.

Case Narrative

The samples were received in accordance with the Chain of Custody and no significant deviations were encountered during the preparation 

or analysis unless otherwise noted. Sample Receipt, Container Information, and the Chain of Custody are located at the back of the report.

Results contained within this report relate only to the samples submitted under this Alpha Lab Number and meet all of the requirements of 

NELAC, for all NELAC accredited parameters. The data presented in this report is organized by parameter (i.e. VOC, SVOC, etc.). Sample 

specific Quality Control data (i.e. Surrogate Spike Recovery) is reported at the end of the target analyte list for each individual sample, 

followed by the Laboratory Batch Quality Control at the end of each parameter. If a sample was re-analyzed or re-extracted due to a 

required quality control corrective action and if both sets of data are reported, the Laboratory ID of the re-analysis or re-extraction is 

designated with an "R" or "RE", respectively. When multiple Batch Quality Control elements are reported (e.g. more than one LCS), the 

associated samples for each element are noted in the grey shaded header line of each data table. Any Laboratory Batch, Sample Specific %

recovery or RPD value that is outside the listed Acceptance Criteria is bolded in the report. Definitions of all data qualifiers and acronyms 

used in this report are provided in the Glossary located at the back of the report.

Please see the associated ADEx data file for a comparison of laboratory reporting limits that were achieved with the regulatory Numerical 

Standards requested on the Chain of Custody.

For additional information, please contact Client Services at 800-624-9220.
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Case Narrative (continued)

    
    I, the undersigned, attest under the pains and penalties of perjury that, to the best of my knowledge and 
    belief and based upon my personal inquiry of those responsible for providing the information contained
    in this analytical report, such information is accurate and complete.  This certificate of analysis is not
    complete unless this page accompanies any and all pages of this report.

    
    Authorized Signature:    

    Title:  Technical Director/Representative                                                                          Date:  02/07/12                  

IRS-ANDOVER

41062464.71

Project Name:

Project Number:

Lab Number:

Report Date:
L1201875

02/07/12

In reference to question H:

The surrogate recoveries for L1201875-06 are below the acceptance criteria for 2,4,5,6-Tetrachloro-m-xylene

and Decachlorobiphenyl (all at 0%) due to the dilution required to quantitate the sample. Re-extraction was not

required; therefore, the results of the original analysis are reported.
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ORGANICS
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FF

Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

160

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

1

1

1

1

1

1

1

1

1

Qualifier Units RL

MCP Polychlorinated Biphenyls - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-ANDOVER

41062464.71

L1201875

52.3

52.3

52.3

52.3

34.9

52.3

34.9

17.4

17.4

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

66

58

66

71

30-150

30-150

30-150

30-150

Acceptance 
CriteriaSurrogate % Recovery Qualifier

02/07/12

6L-B-W1/0-3Client ID:
02/03/12 08:20Date Collected:
02/03/12Date Received:

ANDOVER, MASample Location:

L1201875-01Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

97,8082
02/06/12 03:15
SS

EPA 3540C

EPA 3665A
Extraction Date: 02/03/12 14:35

Cleanup Date1: 02/04/12
Cleanup Method2: EPA 3660B
Cleanup Date2: 02/04/12

 96%Percent Solids: 

MDL

--

--

--

--

--

--

--

--

--
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

2

2

2

2

2

2

2

2

2

Qualifier Units RL

MCP Polychlorinated Biphenyls - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-ANDOVER

41062464.71

L1201875

110

110

110

110

73.3

110

73.3

36.6

36.6

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

57

69

49

76

30-150

30-150

30-150

30-150

Acceptance 
CriteriaSurrogate % Recovery Qualifier

02/07/12

6L-B-W1/3-6Client ID:
02/03/12 08:40Date Collected:
02/03/12Date Received:

ANDOVER, MASample Location:

L1201875-02Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

97,8082
02/06/12 04:34
SS

EPA 3540C

EPA 3665A
Extraction Date: 02/03/12 14:35

Cleanup Date1: 02/05/12
Cleanup Method2: EPA 3660B
Cleanup Date2: 02/05/12

 98%Percent Solids: 

MDL

--

--

--

--

--

--

--

--

--
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

1

1

1

1

1

1

1

1

1

Qualifier Units RL

MCP Polychlorinated Biphenyls - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-ANDOVER

41062464.71

L1201875

57.7

57.7

57.7

57.7

38.5

57.7

38.5

19.2

19.2

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

39

45

36

48

30-150

30-150

30-150

30-150

Acceptance 
CriteriaSurrogate % Recovery Qualifier

02/07/12

6L-B-W1/6-9Client ID:
02/03/12 08:55Date Collected:
02/03/12Date Received:

ANDOVER, MASample Location:

L1201875-03Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

97,8082
02/06/12 03:28
SS

EPA 3540C

EPA 3665A
Extraction Date: 02/03/12 14:35

Cleanup Date1: 02/04/12
Cleanup Method2: EPA 3660B
Cleanup Date2: 02/04/12

 99%Percent Solids: 

MDL

--

--

--

--

--

--

--

--

--
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

77.9

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

1

1

1

1

1

1

1

1

1

Qualifier Units RL

MCP Polychlorinated Biphenyls - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-ANDOVER

41062464.71

L1201875

51.8

51.8

51.8

51.8

34.5

51.8

34.5

17.3

17.3

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

77

66

80

81

30-150

30-150

30-150

30-150

Acceptance 
CriteriaSurrogate % Recovery Qualifier

02/07/12

14L-D-EJ/6-9Client ID:
02/03/12 09:45Date Collected:
02/03/12Date Received:

ANDOVER, MASample Location:

L1201875-04Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

97,8082
02/06/12 03:41
SS

EPA 3540C

EPA 3665A
Extraction Date: 02/03/12 14:35

Cleanup Date1: 02/04/12
Cleanup Method2: EPA 3660B
Cleanup Date2: 02/04/12

 99%Percent Solids: 

MDL

--

--

--

--

--

--

--

--

--
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

1

1

1

1

1

1

1

1

Qualifier Units RL

MCP Polychlorinated Biphenyls - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-ANDOVER

41062464.71

L1201875

48.7

48.7

48.7

48.7

32.5

32.5

16.2

16.2

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

70

66

73

79

30-150

30-150

30-150

30-150

Acceptance 
CriteriaSurrogate % Recovery Qualifier

02/07/12

14L-D-EJ/3-6Client ID:
02/03/12 10:00Date Collected:
02/03/12Date Received:

ANDOVER, MASample Location:

L1201875-05Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

97,8082
02/06/12 04:08
SS

EPA 3540C

EPA 3665A
Extraction Date: 02/03/12 14:35

Cleanup Date1: 02/04/12
Cleanup Method2: EPA 3660B
Cleanup Date2: 02/04/12

 99%Percent Solids: 

MDL

--

--

--

--

--

--

--

--

Serial_No:02071215:43
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Aroclor 1254

Parameter Result Dilution Factor

109 ug/kg 1

Qualifier Units RL

MCP Polychlorinated Biphenyls - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-ANDOVER

41062464.71

L1201875

48.7

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

70

66

73

79

30-150

30-150

30-150

30-150

Acceptance 
CriteriaSurrogate % Recovery Qualifier

02/07/12

14L-D-EJ/3-6Client ID:
02/03/12 10:00Date Collected:
02/03/12Date Received:

ANDOVER, MASample Location:

L1201875-05Lab ID:

Field Prep: Not Specified
Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

97,8082
02/06/12 04:08
SS

EPA 3540C

EPA 3665A
Extraction Date: 02/03/12 14:35

Cleanup Date1: 02/04/12
Cleanup Method2: EPA 3660B
Cleanup Date2: 02/04/12

 99%Percent Solids: 

MDL

--

Serial_No:02071215:43
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Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result Dilution Factor

ND

ND

ND

ND

ND

7160

ND

ND

ND

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

20

20

20

20

20

20

20

20

20

Qualifier Units RL

MCP Polychlorinated Biphenyls - Westborough Lab

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-ANDOVER

41062464.71

L1201875

997

997

997

997

665

997

665

332

332

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

0

0

0

0

30-150

30-150

30-150

30-150

Acceptance 
Criteria

Q

Q

Q

Q

Surrogate % Recovery Qualifier

02/07/12

14L-D-EJ/0-3Client ID:
02/03/12 10:15Date Collected:
02/03/12Date Received:

ANDOVER, MASample Location:

L1201875-06Lab ID:

Field Prep: Not Specified

D

Matrix: Solid Extraction Method:

Cleanup Method1:
Analytical Method:
Analytical Date:
Analyst:

97,8082
02/06/12 18:46
SS

EPA 3540C

EPA 3665A
Extraction Date: 02/03/12 14:35

Cleanup Date1: 02/04/12
Cleanup Method2: EPA 3660B
Cleanup Date2: 02/04/12

 98%Percent Solids: 

MDL

--

--

--

--

--

--

--

--

--

Serial_No:02071215:43
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Method Blank Analysis
Batch Quality Control

Project Name: 

Project Number: 

Lab Number: 

Report Date: 

IRS-ANDOVER

41062464.71

L1201875

02/05/12 13:54
97,8082Analytical Method:

Analytical Date:
Extraction Method:

Cleanup Method1:

EPA 3540C

EPA 3665A
Extraction Date: 02/03/12 14:35

02/07/12

Cleanup Method2: EPA 3660B

Analyst: SS

Aroclor 1016

Aroclor 1221

Aroclor 1232

Aroclor 1242

Aroclor 1248

Aroclor 1254

Aroclor 1260

Aroclor 1262

Aroclor 1268

Parameter Result

ND

ND

ND

ND

ND

ND

ND

ND

ND

RL

18.9

18.9

18.9

18.9

12.6

18.9

12.6

6.30

6.30

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

ug/kg

UnitsQualifier

MCP Polychlorinated Biphenyls - Westborough Lab for sample(s):   01-06    Batch:   WG516781-1     

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

88

81

94

103

30-150

30-150

30-150

30-150

Surrogate %Recovery Qualifier
Acceptance 

Criteria

Cleanup Date1: 02/04/12

Cleanup Date2: 02/04/12

MDL

--

--

--

--

--

--

--

--

--

02/04/12
Serial_No:02071215:43
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Aroclor 1016

Aroclor 1260

 93

 97

109

110

40-140

40-140

16

13

30

30

Parameter
LCS

%Recovery
LCSD

%Recovery
%Recovery

Limits RPD RPD Limits

MCP Polychlorinated Biphenyls - Westborough Lab  Associated sample(s):   01-06    Batch:   WG516781-2   WG516781-3     

Lab Control Sample Analysis
Batch Quality Control

Project Name: 

Project Number: 

Lab Number: 

Report Date: 

IRS-ANDOVER

41062464.71

L1201875

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

2,4,5,6-Tetrachloro-m-xylene

Decachlorobiphenyl

92

85

91

97

30-150

30-150

30-150

30-150

100

95

99

108

Surrogate Qual%Recovery Qual%Recovery
LCS LCSD

02/07/12

Acceptance
Criteria

Qual Qual Qual

Serial_No:02071215:43
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INORGANICS
&

MISCELLANEOUS

Serial_No:02071215:43
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FF

6L-B-W1/0-3Client ID:
02/03/12 08:20Date Collected:
02/03/12Date Received:

Parameter Result
Dilution 
Factor

Matrix: Solid

ANDOVER, MASample Location:

L1201875-01Lab ID:

Qualifier Units RL

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-ANDOVER

41062464.71

L1201875

Field Prep:

Date
Analyzed

Analytical
Method Analyst

Not Specified

General Chemistry - Westborough Lab
Solids, Total 96 % 10.10 02/06/12 15:00 30,2540G MF

Date 
Prepared

-

02/07/12

MDL

NA

Serial_No:02071215:43
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FF

6L-B-W1/3-6Client ID:
02/03/12 08:40Date Collected:
02/03/12Date Received:

Parameter Result
Dilution 
Factor

Matrix: Solid

ANDOVER, MASample Location:

L1201875-02Lab ID:

Qualifier Units RL

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-ANDOVER

41062464.71

L1201875

Field Prep:

Date
Analyzed

Analytical
Method Analyst

Not Specified

General Chemistry - Westborough Lab
Solids, Total 98 % 10.10 02/06/12 15:00 30,2540G MF

Date 
Prepared

-

02/07/12

MDL

NA

Serial_No:02071215:43
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FF

6L-B-W1/6-9Client ID:
02/03/12 08:55Date Collected:
02/03/12Date Received:

Parameter Result
Dilution 
Factor

Matrix: Solid

ANDOVER, MASample Location:

L1201875-03Lab ID:

Qualifier Units RL

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-ANDOVER

41062464.71

L1201875

Field Prep:

Date
Analyzed

Analytical
Method Analyst

Not Specified

General Chemistry - Westborough Lab
Solids, Total 99 % 10.10 02/06/12 15:00 30,2540G MF

Date 
Prepared

-

02/07/12

MDL

NA

Serial_No:02071215:43

Page 20 of 32



FF

14L-D-EJ/6-9Client ID:
02/03/12 09:45Date Collected:
02/03/12Date Received:

Parameter Result
Dilution 
Factor

Matrix: Solid

ANDOVER, MASample Location:

L1201875-04Lab ID:

Qualifier Units RL

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-ANDOVER

41062464.71

L1201875

Field Prep:

Date
Analyzed

Analytical
Method Analyst

Not Specified

General Chemistry - Westborough Lab
Solids, Total 99 % 10.10 02/06/12 15:00 30,2540G MF

Date 
Prepared

-

02/07/12

MDL

NA

Serial_No:02071215:43

Page 21 of 32



FF

14L-D-EJ/3-6Client ID:
02/03/12 10:00Date Collected:
02/03/12Date Received:

Parameter Result
Dilution 
Factor

Matrix: Solid

ANDOVER, MASample Location:

L1201875-05Lab ID:

Qualifier Units RL

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-ANDOVER

41062464.71

L1201875

Field Prep:

Date
Analyzed

Analytical
Method Analyst

Not Specified

General Chemistry - Westborough Lab
Solids, Total 99 % 10.10 02/06/12 15:00 30,2540G MF

Date 
Prepared

-

02/07/12

MDL

NA

Serial_No:02071215:43
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FF

14L-D-EJ/0-3Client ID:
02/03/12 10:15Date Collected:
02/03/12Date Received:

Parameter Result
Dilution 
Factor

Matrix: Solid

ANDOVER, MASample Location:

L1201875-06Lab ID:

Qualifier Units RL

SAMPLE RESULTS

Project Name:

Project Number:

Lab Number:

Report Date:

IRS-ANDOVER

41062464.71

L1201875

Field Prep:

Date
Analyzed

Analytical
Method Analyst

Not Specified

General Chemistry - Westborough Lab
Solids, Total 98 % 10.10 02/06/12 15:00 30,2540G MF

Date 
Prepared

-

02/07/12

MDL

NA

Serial_No:02071215:43
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Solids, Total 98 98 % 0 20

Units RPDParameter Native Sample Duplicate Sample RPD Limits

General Chemistry - Westborough Lab  Associated sample(s):  01-06    QC Batch ID:  WG517013-1    QC Sample:  L1201875-06  Client ID:  14L-D-EJ/0-3 

IRS-ANDOVER

41062464.71

Project Name:

Project Number:

L1201875Lab Number:

Report Date:

Lab Duplicate Analysis
Batch Quality Control

02/07/12

Qual

Serial_No:02071215:43
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*Values in parentheses indicate holding time in days

L1201875-01A

L1201875-02A

L1201875-03A

L1201875-04A

L1201875-05A

L1201875-06A

Glass 100ml unpreserved

Glass 100ml unpreserved

Glass 100ml unpreserved

Glass 100ml unpreserved

Glass 100ml unpreserved

Glass 100ml unpreserved

A

A

A

A

A

A

N/A

N/A

N/A

N/A

N/A

N/A

4

4

4

4

4

4

Y

Y

Y

Y

Y

Y

Absent

Absent

Absent

Absent

Absent

Absent

A Absent
Cooler

Custody SealCooler Information

IRS-ANDOVER

41062464.71

TS(7),MCP-8082LL-10-
3540C(365)

TS(7),MCP-8082LL-10-
3540C(365)

TS(7),MCP-8082LL-10-
3540C(365)

TS(7),MCP-8082LL-10-
3540C(365)

TS(7),MCP-8082LL-10-
3540C(365)

TS(7),MCP-8082LL-10-
3540C(365)

Project Name:

Project Number:

L1201875Lab Number:

Report Date:

Sample Receipt and Container Information

Container ID Container Type Cooler pH
Temp
deg C Pres Seal

Container Information

Analysis(*)

02/07/12

Were project specific reporting limits specified? YES

Reagent H2O Preserved Vials Frozen on: NA

Serial_No:02071215:43
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Report Format: Data Usability Report

GLOSSARY

Project Name:

Project Number:

Lab Number:

Report Date:

L1201875IRS-ANDOVER

41062464.71 02/07/12

Acronyms

EPA

LCS

LCSD

LFB

MDL

MS

MSD

NA

NC

NI

RL

RPD

SRM

Environmental Protection Agency.

Laboratory Control Sample: A sample matrix, free from the analytes of interest, spiked with verified known amounts of analytes 
or a material containing known and verified amounts of analytes.
Laboratory Control Sample Duplicate: Refer to LCS.

Laboratory Fortified Blank: A sample matrix, free from the analytes of interest, spiked with verified known amounts of analytes 
or a material containing known and verified amounts of analytes.
Method Detection Limit: This value represents the level to which target analyte concentrations are reported as estimated values, 
when those target analyte concentrations are quantified below the reporting limit (RL). The MDL includes any adjustments from 
dilutions, concentrations or moisture content, where applicable.
Matrix Spike Sample: A sample prepared by adding a known mass of target analyte to a specified amount of matrix sample for 
which an independent estimate of target analyte concentration is available. 
Matrix Spike Sample Duplicate: Refer to MS.

Not Applicable.

Not Calculated:  Term is utilized when one or more of the results utilized in the calculation are non-detect at the parameter's 
reporting unit.
Not Ignitable. 

Reporting Limit:  The value at which an instrument can accurately measure an analyte at a specific concentration. The RL 
includes any adjustments from dilutions, concentrations or moisture content, where applicable.
Relative Percent Difference:  The results from matrix and/or matrix spike duplicates are primarily designed to assess the precision
of analytical results in a given matrix and are expressed as relative percent difference (RPD).  Values which are less than five 
times the reporting limit for any individual parameter are evaluated by utilizing the absolute difference between the values; 
although the RPD value will be provided in the report.
Standard Reference Material: A reference sample of a known or certified value that is of the same or similar matrix as the 
associated field samples.

 -

 -

 -

 -

 -

 -

 -

 -

 -

 -

 -

 -

 -

Terms

Analytical Method: Both the document from which the method originates and the analytical reference method. (Example: EPA 8260B is 
shown as 1,8260B.) The codes for the reference method documents are provided in the References section of the Addendum.

Data Qualifiers

A

B

C

D

E

G

H

I

M

NJ

 -

 -

 -

 -

 -

 -

 -

 -

 -

 -

Spectra identified as "Aldol Condensation Product".

The analyte was detected above the reporting limit in the associated method blank. Flag only applies to associated field samples that 
have detectable concentrations of the analyte at less than five times (5x) the concentration found in the blank. For MCP-related 
projects, flag only applies to associated field samples that have detectable concentrations of the analyte at less than ten times (10x) 
the concentration found in the blank. For DOD-related projects, flag only applies to associated field samples that have detectable 
concentrations of the analyte at less than ten times (10x) the concentration found in the blank AND the analyte was detected above 
one-half the reporting limit (or above the reporting limit for common lab contaminants) in the associated method blank. For NJ-
Air-related projects, flag only applies to associated field samples that have detectable concentrations of the analyte above the 
reporting limit.
Co-elution: The target analyte co-elutes with a known lab standard (i.e. surrogate, internal standards, etc.) for co-extracted 
analyses.
Concentration of analyte was quantified from diluted analysis. Flag only applies to field samples that have detectable concentrations 
of the analyte.
Concentration of analyte exceeds the range of the calibration curve and/or linear range of the instrument.

The concentration may be biased high due to matrix interferences (i.e, co-elution) with non-target compound(s). The result should 
be considered estimated.
The analysis of pH was performed beyond the regulatory-required holding time of 15 minutes from the time of sample collection.

The RPD between the results for the two columns exceeds the method-specified criteria; however, the lower value has been reported
due to obvious interference.
Reporting Limit (RL) exceeds the MCP CAM Reporting Limit for this analyte.

Presumptive evidence of compound. This represents an estimated concentration for Tentatively Identified Compounds (TICs), where 
the identification is based on a mass spectral library search.

1 The reference for this analyte should be considered modified since this analyte is absent from the target analyte list of the original
method.

 -

Footnotes

Serial_No:02071215:43
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Report Format: Data Usability Report

Project Name:

Project Number:

Lab Number:

Report Date:

L1201875IRS-ANDOVER

41062464.71 02/07/12

Data Qualifiers

P

Q

R

RE

 -

 -

 -

 -

The RPD between the results for the two columns exceeds the method-specified criteria.

The quality control sample exceeds the associated acceptance criteria. For DOD-related projects, LCS and/or Continuing Calibration
Standard exceedences are also qualified on all associated sample results.  Note: This flag is not applicable for matrix spike recoveries
when the sample concentration is greater than 4x the spike added or for batch duplicate RPD when the sample concentrations are less
than 5x the RL. (Metals only.)
Analytical results are from sample re-analysis.

Analytical results are from sample re-extraction.

J

ND

 -

 -

Estimated value. This represents an estimated concentration for Tentatively Identified Compounds (TICs).

Not detected at the reporting limit (RL) for the sample.

Serial_No:02071215:43
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Alpha Analytical performs services with reasonable care and diligence normal to the analytical testing
laboratory industry.  In the event of an error, the sole and exclusive responsibility of Alpha Analytical
shall be to re-perform the work at it's own expense.  In no event shall Alpha Analytical be held liable
for any incidental, consequential or special damages, including but not limited to, damages in any way
connected with the use of, interpretation of, information or analysis provided by Alpha Analytical.

We strongly urge our clients to comply with EPA protocol regarding sample volume, preservation, cooling,
containers, sampling procedures, holding time and splitting of samples in the field.

LIMITATION OF LIABILITIES

30

97

Standard Methods for the Examination of Water and Wastewater. APHA-AWWA-
WPCF. 18th Edition. 1992.

EPA Test Methods (SW-846) with QC Requirements & Performance Standards for the 
Analysis of EPA SW-846 Methods under the Massachusetts Contingency Plan, WSC-
CAM-IIA, IIB, IIIA, IIIB, IIIC, IIID, VA, VB, VC, VIA, VIB, VIIIA and VIIIB, July 2010.

Project Name:

Project Number:

Lab Number:

Report Date:

L1201875IRS-ANDOVER

41062464.71

REFERENCES 

02/07/12

Serial_No:02071215:43
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Certificate/Approval Program Summary 
Last revised January 30, 2012  - Westboro Facility   

 
The following list includes only those analytes/methods for which certification/approval is currently held. 

For a complete listing of analytes for the referenced methods, please contact your Alpha Customer Service Representative.  
 

Connecticut Department of Public Health Certificate/Lab ID: PH-0574. NELAP Accredited Solid Waste/Soil. 
 
Drinking Water (Inorganic Parameters: Color, pH, Turbidity, Conductivity, Alkalinity, Chloride, Free Residual Chlorine, 
Fluoride, Calcium Hardness, Sulfate, Nitrate, Nitrite, Aluminum, Antimony, Arsenic, Barium, Beryllium, Cadmium, 
Calcium, Chromium, Copper, Iron, Lead, Magnesium, Manganese, Mercury, Molybdenum, Nickel, Potassium, Selenium, 
Silver, Sodium, Thallium, Vanadium, Zinc, Total Dissolved Solids, Total Organic Carbon, Total Cyanide, Perchlorate. 
Organic Parameters: Volatile Organics 524.2, Total Trihalomethanes 524.2, 1,2-Dibromo-3-chloropropane (DBCP), 
Ethylene Dibromide (EDB), 1,4-Dioxane (Mod 8270). Microbiology Parameters: Total Coliform-MF mEndo (SM9222B), 
Total Coliform – Colilert (SM9223 P/A), E. Coli. – Colilert (SM9223 P/A), HPC – Pour Plate (SM9215B), Fecal Coliform – 
MF m-FC (SM9222D))  
 
Wastewater/Non-Potable Water (Inorganic Parameters: Color, pH, Conductivity, Acidity, Alkalinity, Chloride, Total 
Residual Chlorine, Fluoride, Total Hardness, Silica, Sulfate, Sulfide, Ammonia, Kjeldahl Nitrogen, Nitrate, Nitrite, O-
Phosphate, Total Phosphorus, Aluminum, Antimony, Arsenic, Barium, Beryllium, Boron, Cadmium, Calcium, Chromium, 
Hexavalent Chromium, Cobalt, Copper, Iron, Lead, Magnesium, Manganese, Mercury, Molybdenum, Nickel, Potassium, 
Selenium, Silver, Sodium, Strontium, Thallium, Tin, Titanium, Vanadium, Zinc, Total Residue (Solids), Total Dissolved 
Solids, Total Suspended Solids (non-filterable), BOD, CBOD, COD, TOC, Total Cyanide, Phenolics, Foaming Agents 
(MBAS), Bromide, Oil and Grease. Organic Parameters: PCBs, Organochlorine Pesticides, Technical Chlordane, 
Toxaphene, 2,4-D, 2,4,5-T, 2,4,5-TP(Silvex), Acid Extractables (Phenols), Benzidines, Phthalate Esters, Nitrosamines, 
Nitroaromatics & Isophorone, Polynuclear Aromatic Hydrocarbons, Haloethers, Chlorinated Hydrocarbons, Volatile 
Organics, TPH (HEM/SGT), Extractable Petroleum Hydrocarbons (ETPH), MA-EPH, MA-VPH. Microbiology Parameters: 
Total Coliform – MF mEndo (SM9222B), Total Coliform – MTF (SM9221B), HPC – Pour Plate (SM9215B), Fecal 
Coliform – MF m-FC (SM9222D), Fecal Coliform – A-1 Broth (SM9221E).)  
 
Solid Waste/Soil (Inorganic Parameters: pH, Sulfide, Aluminum, Antimony, Arsenic, Barium, Beryllium, Boron, Cadmium, 
Calcium, Chromium, Hexavalent Chromium, Cobalt, Copper, Iron, Lead, Magnesium, Manganese, Mercury, 
Molybdenum, Nickel, Potassium, Selenium, Silver, Sodium, Thallium, Tin, Vanadium, Zinc, Total Cyanide, Ignitability, 
Phenolics, Corrosivity, TCLP Leach (1311), SPLP Leach (1312 metals only), Reactivity. Organic Parameters: PCBs, 
PCBs in Oil, Organochlorine Pesticides, Technical Chlordane, Toxaphene, Extractable Petroleum Hydrocarbons 
(ETPH), MA-EPH, MA-VPH, Dicamba, 2,4-D, 2,4,5-T, 2,4,5-TP(Silvex), Volatile Organics, Acid Extractables (Phenols), 
3.3’-Dichlorobenzidine, Phthalates, Nitrosamines, Nitroaromatics & Cyclic Ketones, PAHs, Haloethers, Chlorinated 
Hydrocarbons. )  
 
Maine Department of Human Services Certificate/Lab ID: 2009024.  
Drinking Water (Inorganic Parameters: SM9215B, 9222D, 9223B, EPA 180.1, 353.2, SM2130B, 2320B, 2540C, 4500Cl-
D, 4500CN-C, 4500CN-E, 4500F-C, 4500H+B, 4500NO3-F, EPA 200.7, EPA 200.8, 245.1, EPA 300.0. Organic 
Parameters: 504.1, 524.2.)  
 
Wastewater/Non-Potable Water (Inorganic Parameters: EPA 120.1, 1664A, 350.1, 351.1, 353.2, 410.4, 420.1, 
SM2320B, 2510B, 2540C, 2540D, 426C, 4500Cl-D, 4500Cl-E, 4500CN-C, 4500CN-E, 4500F-B, 4500F-C, 4500H+B, 
4500Norg-B, 4500Norg-C, 4500NH3-B, 4500NH3-G, 4500NH3-H, 4500NO3-F, 4500P-B, 4500P-E, 5210B, 5220D, 
5310C, 9010B, 9040B, 9030B, 7470A, 7196A, 2340B, EPA 200.7, 6010, 200.8, 6020, 245.1, 1311, 1312, 3005A, 
Enterolert, 9223D, 9222D. Organic Parameters: 608, 8081, 8082, 8330, 8151A, 624, 8260, 3510C, 3630C, 5030B, ME-
DRO, ME-GRO, MA-EPH, MA-VPH.)  
 
Solid Waste/Soil (Inorganic Parameters:  9010B, 9012A, 9014A, 9040B, 9045C, 6010B, 7471A, 7196A, 9050A, 1010, 
1030, 9065, 1311, 1312, 3005A, 3050B. Organic Parameters: ME-DRO, ME-GRO, MA-EPH, MA-VPH, 8260B, 8270C, 
8330, 8151A, 8081A, 8082, 3540C, 3546, 3580A, 3630C, 5030B, 5035.) 
 
Massachusetts Department of Environmental Protection Certificate/Lab ID: M-MA086.  
Drinking Water (Inorganic Parameters: (EPA 200.8 for: Sb,As,Ba,Be,Cd,Cr,Cu,Pb,Ni,Se,Tl) (EPA 200.7 for: 
Ba,Be,Ca,Cd,Cr,Cu,Na,Ni)  245.1, (300.0 for:  Nitrate-N, Fluoride, Sulfate); (EPA 353.2 for:  Nitrate-N, Nitrite-N);   
(SM4500NO3-F for:  Nitrate-N and Nitrite-N); 4500F-C, 4500CN-CE, EPA 180.1, SM2130B, SM4500Cl-D, 2320B, 
SM2540C, SM4500H-B. Organic Parameters: (EPA 524.2 for:  Trihalomethanes, Volatile Organics); (504.1 for:  1,2-
Dibromoethane, 1,2-Dibromo-3-Chloropropane), EPA 332. Microbiology Parameters:  SM9215B; ENZ. SUB. SM9223; 
ColilertQT SM9223B; MF-SM9222D.) 
 
Non-Potable Water (Inorganic Parameters:, (EPA 200.8 for:  Al,Sb,As,Be,Cd,Cr,Cu,Pb,Mn,Ni,Se,Ag,Tl,Zn); (EPA 200.7 
for:  Al,Sb,As,Be,Cd,Ca,Cr,Co,Cu,Fe,Pb,Mg,Mn,Mo,Ni,K,Se,Ag,Na,Sr,Ti,Tl,V,Zn); 245.1, SM4500H,B, EPA 120.1, 
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SM2510B, 2540C, 2340B, 2320B, 4500CL-E, 4500F-BC, 426C, SM4500NH3-BH, (EPA 350.1 for:  Ammonia-N), 
LACHAT 10-107-06-1-B for Ammonia-N, SM4500NO3-F, 353.2 for Nitrate-N, SM4500NH3-BC-NES, EPA 351.1, 
SM4500P-E, 4500P-B,E, 5220D, EPA 410.4, SM 5210B, 5310C, 4500CL-D, EPA 1664, SM14 510AC, EPA 420.1, 
SM4500-CN-CE, SM2540D. 
Organic Parameters: (EPA 624 for Volatile Halocarbons, Volatile Aromatics),(608 for:  Chlordane, Toxaphene, Aldrin, 
alpha-BHC, beta-BHC, gamma-BHC, delta-BHC, Dieldrin, DDD, DDE, DDT,Endosulfan I, Endosulfan II, Endosulfan 
sulfate, Endrin, Endrin Aldehyde, Heptachlor, Heptachlor Epoxide, PCBs-Water), (EPA 625 for SVOC Acid Extractables 
and SVOC Base/Neutral Extractables), 600/4-81-045-PCB-Oil.  Microbiology Parameters: (ColilertQT 
SM9223B;Enterolert-QT: SM9222D-MF.)  
 
New Hampshire Department of Environmental Services Certificate/Lab ID: 200307. NELAP Accredited. 
Drinking Water (Inorganic Parameters: SM 9222B, 9223B, 9215B, EPA 200.7, 200.8, 245.2, 300.0, SM4500CN-E, 
4500H+B, 4500NO3-F, 2320B, 2510B, 2540C, 4500F-C, 5310C, 2120B, EPA 332.0. Organic Parameters: 504.1, 524.2.)  
 
Non-Potable Water (Inorganic Parameters: SM9222D, 9221B, 9222B, 9221E-EC, EPA 3005A, 200.7, 200.8, 245.1, 
245.2, SW-846 6010B, 6020, 7196A, 7470A, SM3500-CR-D, EPA 120.1, 300.0, 350.1, 350.2, 351.1, 353.2, 410.4, 
420.1, 1664A, SW-846 9010, 9030, 9040B, SM426C, SM2120B, 2310B, 2320B, 2540B, 2540D, 4500H+B, 4500CL-E, 
4500CN-E, 4500NH3-H, 4500NO3-F, 4500NO2-B, 4500P-E, 4500-S2-D, 5210B, 5220D, 2510B, 2540C, 4500F-C, 
5310C, 5540C, LACHAT 10-204-00-1-A, LACHAT 10-107-06-2-D. Organic Parameters: SW-846 3510C, 3630C, 5030B, 
8260B, 8270C, 8330, EPA 624, 625, 608, SW-846 8082, 8081A, 8151A.)  
 
Solid & Chemical Materials (Inorganic Parameters: SW-846 6010B, 7196A, 7471A, 1010, 1030, 9010, 9012A, 9014, 
9030B, 9040B, 9045C, 9050C, 9065,1311, 1312, 3005A, 3050B. Organic Parameters: SW-846 3540C,  3546, 3550B, 
3580A, 3630C, 5030B, 5035, 8260B, 8270C, 8330, 8151A, 8015B, 8082, 8081A.) 
  
New Jersey Department of Environmental Protection Certificate/Lab ID: MA935. NELAP Accredited. 
Drinking Water (Inorganic Parameters: SM9222B, 9221E, 9223B, 9215B, 4500CN-CE, 4500NO3-F, 4500F-C, EPA 
300.0, 200.7, 200.8, 245.2, 2540C, SM2120B, 2320B, 2510B, 5310C, SM4500H-B. Organic Parameters: EPA 332, 
504.1, 524.2.)  
 
Non-Potable Water (Inorganic Parameters: SM5210B, EPA 410.4, SM5220D, 4500Cl-E, EPA 300.0, SM2120B, 
SM4500F-BC, EPA 200.7, 351.1, LACHAT 10-107-06-2-D, EPA 353.2, SM4500NO3-F, 4500NO2-B, EPA 1664A, 
SM5310B, C or D, 4500-PE, EPA 420.1, SM510ABC, SM4500P-B5+E, 2540B, 2540C, 2540D, EPA 120.1, SM2510B, 
SM15 426C, 9222D, 9221B, 9221C, 9221E, 9222B, 9215B, 2310B, 2320B, 4500NH3-H, 4500-S D, EPA 350.1, 350.2, 
SW-846 1312, 6020, 6020A, 7470A, 5540C, 4500H-B, EPA 200.8, SM3500Cr-D, 4500CN-CE, EPA 245.1, 245.2, SW-
846 9040B, 3005A, 3015, EPA 6010B, 6010C, 7196A, 3060A, SW-846 9010B, 9030B. Organic Parameters: SW-846 
8260B, 8270C, 8270D, 8270C-SIM, 8270D-SIM, 3510C, EPA 608, 624, 625, SW-846 3630C, 5030B, 8081A, 8081B, 
8082, 8082A, 8151A, 8330, NJ OQA-QAM-025 Rev.7, NJ EPH.)  
 
Solid & Chemical Materials (Inorganic Parameters: SW-846, 6010B, 6010C, 7196A, 3060A, 9010B, 9030B, 1010, 1030, 
1311, 1312, 3005A, 3050B, 7471A, 7471B, 9014, 9012A, 9040B, 9045C, 9050A, 9065. Organic Parameters: SW-846 
8015B, 8015C, 8081A, 8081B, 8082, 8082A, 8151A, 8330, 8260B, 8270C, 8270D, 8270C-SIM, 8270D-SIM, 3540C, 
3545, 3546, 3550B, 3580A, 3630C, 5030B, 5035L, 5035H, NJ OQA-QAM-025 Rev.7, NJ EPH.) 
  
New York Department of Health Certificate/Lab ID: 11148. NELAP Accredited. 
Drinking Water (Inorganic Parameters: SM9223B, 9222B, 9215B, EPA 200.8, 200.7, 245.2, SM5310C, EPA 332.0, 
SM2320B, EPA 300.0, SM2120B, 4500CN-E, 4500F-C, 4500H-B, 4500NO3-F, 2540C, SM 2510B. Organic Parameters: 
EPA 524.2, 504.1.)  
 
Non-Potable Water (Inorganic Parameters: SM9221E, 9222D, 9221B, 9222B, 9215B, 5210B, 5310C, EPA 410.4, 
SM5220D, 2310B-4a, 2320B, EPA 200.7, 300.0, SM4500CL-E, 4500F-C, SM15 426C, EPA 350.1, SM4500NH3-BH, 
EPA 351.1, LACHAT 10-107-06-2, EPA 353.2, LACHAT 10-107-04-1-C, SM4500-NO3-F, 4500-NO2-B, 4500P-E, 
2540C, 2540B, 2540D, EPA 200.8, EPA 6010B, 6020, EPA 7196A, SM3500Cr-D, EPA 245.1, 245.2, 7470A, SM2120B, 
LACHAT 10-204-00-1-A, EPA 9040B, SM4500-HB, EPA 1664A, EPA 420.1, SM14 510C, EPA 120.1, SM2510B, 
SM4500S-D, SM5540C, EPA 3005A, 9010B, 9030B.. Organic Parameters: EPA 624, 8260B, 8270C, 625, 608, 8081A, 
8151A, 8330, 8082, EPA 3510C, 5030B.)  
 
Solid & Hazardous Waste (Inorganic Parameters: 1010, 1030, EPA 6010B, 7196A, 7471A, 9012A, 9014, 9040B, 9045C, 
9065, 9050, EPA 1311, 1312, 3005A, 3050B, 9010B, 9030B. Organic Parameters: EPA 8260B, 8270C, 8015B, 8081A, 
8151A, 8330, 8082, 3540C, 3545, 3546, 3580, 5030B, 5035.)  
 
North Carolina Department of the Environment and Natural Resources Certificate/Lab ID : 666. Organic 
Parameters: MA-EPH, MA-VPH. 
 
Drinking Water Program Certificate/Lab ID:  25700.   (Inorganic Parameters: Chloride EPA 300.0.  Organic Parameters:  
524.2) 
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Pennsylvania Department of Environmental Protection Certificate/Lab ID : 68-03671. NELAP Accredited. 
Drinking Water (Organic Parameters: EPA 524.2, 504.1) 
 
Non-Potable Water (Inorganic Parameters: EPA 1312, 200.7, 410.4, 1664A, SM2540D, 5210B, 5220D, 4500-P,BE.  
Organic Parameters: EPA 3510C, 3005A, 3630C, 5030B, 625, 624, 608, 8081A, 8081B, 8082, 802A, 8151A, 8260B, 
8270C, 8270D, 8330) 
 
Solid & Hazardous Waste (Inorganic Parameters: EPA 350.1, 1010, 1030, 1311, 1312, 3050B, 3060A, 6010B, 6010C, 
7196A, 7471A, 9010B, 9012A, 9014, 9040B, 9045C, 9050, 9065, SM 4500NH3-H.  Organic Parameters: 3540C, 3546, 
3580A, 3630C, 5035, 8015B, 8015C, 8081A, 8081B, 8082, 8082A, 8151A, 8260B, 8270C, 8270D, 8330) 
 
Rhode Island Department of Health Certificate/Lab ID: LAO00065. NELAP Accredited via NY-DOH. 
Refer to MA-DEP Certificate for Potable and Non-Potable Water.  
Refer to NJ-DEP Certificate for Potable and Non-Potable Water.  
 
Texas Commisson on Environmental Quality  Certificate/Lab ID: T104704476-09-1. NELAP Accredited. 
Non-Potable Water (Inorganic Parameters: EPA 120.1, 1664, 200.7, 200.8, 245.1, 245.2, 300.0, 350.1, 351.1, 353.2, 
410.4, 420.1, 6010, 6020, 7196, 7470, 9040, SM 2120B, 2310B, 2320B, 2510B, 2540B, 2540C, 2540D, 426C, 4500CL-
E, 4500CN-E, 4500F-C, 4500H+B, 4500NH3-H, 4500NO2B, 4500P-E, 4500 S2¯D, 510C, 5210B, 5220D, 5310C, 
5540C. Organic Parameters: EPA 608, 624, 625, 8081, 8082, 8151, 8260, 8270, 8330.) 
 
Solid & Hazardous Waste (Inorganic Parameters: EPA 1311, 1312, 9012, 9014, 9040, 9045, 9050, 9065.) 
 
Virginia Division of Consolidated Laboratory Services  Certificate/Lab ID: 460195. NELAP Accredited. 
Non-Potable Water (Inorganic Parameters: EPA 3005A,3015,1312,6010B,6010C,SM4500S-D, SM4500-CN-CE, Lachat 
10-204-00-1-X. Organic Parameters: EPA 8260B) 
 
Solid & Hazardous Waste (Inorganic Parameters: EPA 3050B, 1311, 1312, 6010B, 6010C, 9030B, 9010B, 9012A, 9014. 
Organic Parameters: EPA 5035, 5030B, 8260B.) 
 
Department of Defense, L-A-B  Certificate/Lab ID: L2217. 
Drinking Water (Inorganic Parameters: SM 4500H-B. Organic Parameters: EPA 524.2, 504.1.) 
 
Non-Potable Water (Inorganic Parameters: EPA 200.7, 200.8, 6010B, 6020, 245.1, 245.2, 7470A, 9040B, 300.0, 332.0, 
6860, 353.2, 410.4, 9060, 1664A, SM 4500CN-E, 4500H-B, 4500NO3-F, 5220D, 5310C, 2320B, 2540C, 3005A, 3015, 
9010B, 9056. Organic Parameters: EPA 8260B, 8270C, 8330A, 625, 8082, 8081A, 3510C, 5030B, MassDEP EPH, 
MassDEP VPH.) 
 
Solid & Hazardous Waste (Inorganic Parameters: EPA 200.7, 6010B, 7471A, 9010, 9012A, 6860, 1311, 1312, 3050B, 
7196A, 9010B, 3500-CR-D, 4500CN-CE, 2540G, Organic Parameters: EPA 8260B, 8270C, 8330A/B-prep, 8082, 
8081A, 3540C, 3546, 3580A, 5035A, MassDEP EPH, MassDEP VPH.) 
 
The following analytes are not included in our current NELAP/TNI Scope of Accreditation: 
EPA 8260B:  Freon-113, 1,2,4,5-Tetramethylbenzene, 4-Ethyltoluene.  EPA 8330A:  PETN, Picric Acid, Nitroglycerine,  
2,6-DANT,  2,4-DANT.  EPA 8270C:  Methyl naphthalene, Dimethyl naphthalene, Total Methylnapthalenes, Total 
Dimethylnaphthalenes, 1,4-Diphenylhydrazine (Azobenzene). EPA 625:  4-Chloroaniline, 4-Methylphenol.  Total 
Phosphorus in a soil matrix, Chloride in a soil matrix, TKN in a soil matrix, NO2 in a soil matrix, NO3 in a soil matrix, SO4 
in a soil matrix. 

Serial_No:02071215:43

Page 31 of 32



Serial_No:02071215:43

Page 32 of 32



 

 

Appendix B 

 

Sample Location Plans 



TW QW RW SW T1 T S R Q P N M L K Jb Ja J H Ga G Fa F E Da D C B A A1 BE CE DE AE

1

2

2.2

2.8

3

3.6

4

4.3

5

5.9

6

7

8

9

10

11

12

12.1

12.5

13

14

1

2

2.8

3

4.6

4

5

5.9

6

7

8

9

10

11

12

12.1

13

14

15

TW QW RW SW T1 T S R Q P N M L K J H G F E D C B A A1 BE CE DE AERW1 CE1

3.6

5.4

0.4

1.2

R.D.

R.D.

R.D.
R.D.

1

1
1

1

1

1

1

1
1

1

11

1

1

1

1

1 1

1

1

1

1

1

1

1111

1

1

1

1

1

1

1

1

1 1

1

11 1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1
1

1

55

3

3 35 5

5
5 3 5 53 5

11

4

1111

11

4

4

11

4

11

11

4

11

11

4

11

11

4

4

11

4

4

11
11

4

11

11

4

4

11

11

11

11

4

4

11

4

4

11

4 4

4

4

11

11

1111

3
3

2

2

PH
AS

E 
1

PH
AS

E 
2

PHASE 1

PH
AS

E 
1

PH
AS

E 
1

PH
AS

E 
2

PH
AS

E 
1

PH
AS

E 
2

PHASE 1

PHASE 2

PHASE 1

PHASE 2

PHASE 2

PHASE 1

PHASE 2

PHASE 1

PHASE 1

PHASE 2

PH
AS

E 
1

PH
AS

E 
2

PH
AS

E 
1

PH
AS

E 
2

PHASE 1

PHASE 1

PHASE 2

PHASE 1

PHASE 1

PHASE 2

PH
AS

E 
2

PHASE 2
PH

AS
E 

1

PH
AS

E 
2

PHASE 2

NOTE THAT KITCHEN AREAS MUST
BE OPERATIONAL AND ACCESSIBLE
THROUGHOUT ALL PHASES OF
CONSTRUCTION, DURING NORMAL
HOURS OF OPERATION

NOTE THAT CHILD CARE CENTER AREAS MUST BE OPERATIONAL
AND ACCESSIBLE THROUGHOUT ALL PHASES OF CONSTRUCTION,
DURING NORMAL HOURS OF OPERATION

PHASE 2
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E 
2

PHASING OF THIS AREA SHALL
BE SUB-PHASES ACROSS BOTH
PRIMARY PHASE SCHEDULES,
REFER TO PHASING NOTES ON
INDIVIDUAL TRADE DRAWINGS

EXISTING SATELLITE DISHES TO BE
REMOVED & RELOCATED BY OTHERS
PRIOR TO COMMENCEMENT OF
DEMOLITION IN THIS AREA OF ROOF.
COORDINATE W/ IRS AND CONTRACTING
OFFICER FOR FINAL NEW LOCATION.

5

5

5

5

DESCRIPTION

GENERAL DEMOLITION NOTES:

KEYNOTES FOR DEMOLITION:

1.       ALL WORK PERFORMED ON THIS BUILDING SHALL BE IN COMPLIANCE WITH ALL PERTINENT
CODES, RULES, REGULATIONS, AND ORDINANCES OF ALL APPLICABLE LOCAL, STATE, AND FEDERAL
GOVERNING AUTHORITIES.

2.      USE SUITABLE METHODS TO LIMIT DUST AND DIRT.  COMPLY WITH GOVERMENTAL
REGULATIONS PERTAINING TO ENVIRONMENTAL AND OTHER PROTECTIONS.   CONDUCT
OPERATIONS TO PREVENT INJURY TO ALL FACILITIES AND PERSONS.

3.       PROMPTLY REPAIR ANY DAMAGES TO FEATURES SCHEDULED TO REMAIN CAUSED BY
DEMOLITION OPERATIONS AT NO COST TO OWNER.

4.       REFER TO MEP DRAWINGS FOR REMOVALS OF MECHANICAL, ELECTRICAL, PLUMBING, AND LIFE
SAFETY SYSTEMS.

5.       THE EXACT LIMITS OF DEMOLITION AND REMOVALS SHALL BE DETERMINED FROM THE
DRAWINGS RELATIVE TO EACH DISCIPLINE.  ITEMS REMOVED OR DISTURBED BEYOND THE LIMITS
REQUIRED FOR THE INSTALLATION OF NEW SYSTEMS SHALL BE RESTORED WITHOUT  ADDITIONAL
COST.

6.      SCHEDULE DEMOLITION OF EXTERIOR FEATURES TO COINCIDE WITH DELIVERIES OF
REPLACEMENT FEATURES, OR PROVIDE WEATHERTIGHT TEMPORARY ENCLOSURES TO PROVIDE
PROTECTION TO OCCUPANTS AND THE BUILDING.

7.       UNLESS NOTED OTHERWISE, ITEMS OR SYSTEMS NOTED OR DEPICTED FOR REMOVAL SHALL
INCLUDE ALL CUTTING, DISMANTLING,  BREAKING UP, RIGGING, HAULING AND LEGAL DISPOSAL OF
THE ENTIRE SYSTEM INCLUDING FINISHES, SUPPORTS, REINFORCING, HANGERS, ADHESIVES,
SEALANTS AND EMBEDDED ANCHORAGES.

8.     CONTRACTOR SHALL FURNISH, INSTALL, AND MAINTAIN ALL SHORING AND BRACING
ASSOCIATED WITH THE DEMOLITION WORK.

9.     CONTRACTOR SHALL NOTIFY THE CONTRACTING OFFICER IN WRITING OF DISCREPANCIES
FOUND ON THE DRAWINGS.

10.     CONDUCT OPERATIONS TO PREVENT DAMAGE TO EXISTING FEATURES CONTAINED WITHIN
AREAS OF FUTURE PHASES.

11.     CONTRACTOR IS RESPONSIBLE FOR THE REMOVAL AND TEMPORARY STORAGE OF EXISTING
MATERIALS DESIGNATED TO BE REUSED.

12.     REFER TO NEW CONSTRUCTION DRAWINGS FOR ADDITIONAL INFORMATION AT AREAS OF
SELECTIVE DEMOLITION.

13.     G.C. IS RESPONSIBLE FOR SAWCUT AND REMOVAL OF CONCRETE AND TRENCHING, AT
EXISTING SLABS REQUIRED FOR INSTALLATION OF ALL NEW UNDERSLAB UTILITIES, PLUMBING,
CONDUITS, ETC.  REFER TO PLUMBING, ELECTRICAL, MECHANICAL, STRUCTURAL AND
ARCHITECTURAL DRAWINGS FOR ADDITIONAL INFO.

14.   ASBESTOS CONTAINING MATERIAL HAS BEEN IDENTIFIED IN THE BUILDING.  REFER TO THE
ASBESTOS LOCATIONS PLAN AH 100 AND THE HAZARDOUS MATERIALS REPORT FOR ADDITIONAL
INFORMATION.

KEYNOTE
NUMBER

REMOVE EXISTING ROOF DRAIN.  REFER TO PLUMBING DWGS FOR ADDITIONAL
INFORMATION.

EXISTING ROOF DRAIN TO REMAIN.

EXISTING PENTHOUSE DOOR(S) AND FRAME TO BE REMOVED.  REFER TO ROOF PLAN
FOR NEW LOCATION OF NEW DOORS.

REMOVE EXISTING MECHANICAL LOUVER.  REFER TO ROOF PLAN FOR LOCATION OF
NEW LOUVER.

REMOVE ALL EXISTING METAL SIDING ON EXISTING MECHANICAL PENTHOUSES.

NOT USED.

REFER TO ENLARGED ARCHITECTURAL PLANS & RCPS FOR EXTENT OF RECONFIGURED
TOILET ROOMS.

NOT USED.

EXISTING MEZZANINE, STAIRS AND ALL ASSOCIATED SUPPORT STRUCTURE TO BE
REMOVED.

EXISTING LOADING DOCK RETAINING WALLS & RAMP TO BE REMOVED. SEE CIVIL DWG
C-100 FOR MORE INFO.

CUT OPENING FOR NEW LOUVERS. REFER TO ROOF PLAN, MECH DWGS, & CIVIL, STRUCT
DWGS FOR MORE INFO. SEE AE-603 FOR NEW LOUVER TYPES.

CAREFULLY REMOVE AND STORE FOR RE-INSTALLATION, THE EXISTING PLAYGROUND
EQUIPMENT, FENCING AND RELATED MATERIALS. REFER TO PLANS FOR NEW LOCATION.

DEMOLISH & DISCARD RAISED FLOOR SYSTEM IN THIS AREA.

CAREFULLY REMOVE RAISED FLOORING SYSTEM IN THIS AREA,
AND TEMPORARILY STORE SUPPORT SYSTEM FOR REUSE IN
AREAS NOTED.  PANELS TO BE DISCARDED.

DEMOLITION LEGEND:

PARTITIONS TO BE DEMOLISHED.

WINDOW AND FRAMES TO BE DEMOLISHED.

DOOR(S) AND FRAME TO BE DEMOLISHED.

CUT OPENING FOR NEW ROOF FEATURE.  REFER TO ROOF PLAN &
STRUCTURAL DWGS FOR MORE INFORMATION.

CAREFULLY REMOVE RAISED FLOORING SYSTEM IN THIS AREA,
AND TEMPORARILY STORE PANELS & SUPPORT SYSTEM FOR
REUSE IN AREAS NOTED.

EXISTING SUSPENDED CEILING AND SUPPORTS TO BE REMOVED.
REMOVE BACK TO LOCATION OF ATTACHMENT ALL ASSOCIATED
HANGERS, FRAMING, BLOCKING, ETC.

CUT OPENING IN EXISTING SLAB FOR NEW FEATURE. REFER TO
FLOOR PLANS & STRUCTURAL DWGS FOR MORE INFORMATION.

BID DOCUMENTS

MAY 1, 2009

MODERNIZATION TO ANDOVER IRS SERVICE CENTER

IRS SERVICE CENTER, ANDOVER, MA

SMA00217

BRIAN WONG

IRS SERVICE CENTER

310 LOWELL STREET

ANDOVER MA 01810

MA 0137 ZZ

XX0000XX XX0000XX XX0000XX

XX0000XX XX0000XX XX0000XX

XXXX

JONATHAN LEVI ARCHITECTS

BURT HILL, INC.

XXXXXXXXXX
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OVERALL MAIN ROOF & PENTHOUSE DEMOLITION PLAN
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OVERALL MAIN ROOF & PENTHOUSE DEMOLITION PLAN
1 1/32" = 1'-0"

MAIN ROOF & PENTHOUSE DEMOLITION NOTES:
1.       REMOVE EXISTING BALLAST, ROOF MEMBRANE, INSULATION & ROOF COPING AT ALL ROOFING
LOCATIONS, INCLUDING PENTHOUSES, UNLESS NOTED OTHERWISE. REFER TO OTHER DEMOLITION
DWGS., FLOOR PLANS, ELEVATIONS & DETAILS FOR AREAS & ITEMS TO BE SELECTIVELY
DEMOLISHED.

2.       REMOVE ALL EXISTING ROOF WALKWAY PAVERS.

3.       REMOVE ALL UNUSED MECHANICAL EQUIPMENT SUPPORTS AND PLATFORMS.  REFER TO
MECHANICAL DWGS FOR MORE INFORMATION.

4.       REMOVE EXISTING METAL SIDING ON ALL EXISTING MECHANICAL PENTHOUSES.

5.       REMOVE EXISTING LIGHTNING PROTECTION SYSTEM.  EXISTING LEADS WHICH ARE CONCEALED
WITHIN BUILDING SHALL BE REUSED TO THE EXTENT FEASIBLE.  PROVIDE ADDITIONAL NEW LEADS
AS REQUIRED TO CREATE A COMPLETE NEW SYSTEM.  REFER TO ELECTRICAL SPECIFICATION SECT.
26 4113 LIGHTNING PROTECTION FOR MORE INFORMATION ON NEW LIGHTING PROTECTION SYSTEM
REQUIREMENTS.

4 05-26-2009 REVISION #4
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Stair 1, West , Door 1
Total PCB 22800
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Text Box
PH 13

bostonpc
Text Box
PH 5

bostonpc
Line

bostonpc
Text Box
Project
North

bostonpc
Callout
PH 5, East Door 1, Door should be Labeled West Door 1
Total PCB 260

lssmiley
Text Box
All louvers, windows and doors with caulking have been tested. Drawing is marked showing locations with PCB >50 ppm. All PCB values shown are in ppm.
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2009 Burt Hill Inc.

J  o  n  a  t  h  a  n    L  e  v  i    A  r  c  h  i  t  e  c  t  s

2 6 6   b e a c o n  s t r e e t
b o s t o n    m a    0 2 1 1 6
t e l      6 1 7   4 3 7   9 4 5 8
f a x     6 1 7   4 3 7   1 9 6 5

J  L  A

EXTERIOR DEMOLITION ELEVATIONS - EAST

AD-202-SMA00217.DWG

01

XXX 08/31/07

XXX

AD 2 02
X XXX

PARTIAL EAST ELEVATION
ALONG GRID LINE "AE"

1 1/8" = 1'-0"

PARTIAL EAST ELEVATION
ALONG GRID LINE "AE"

2 1/8" = 1'-0"

PARTIAL EAST ELEVATION
ALONG GRID LINE "AE"

3 1/8" = 1'-0"

PARTIAL EAST ELEVATION
ALONG GRID LINE "D"4 1/8" = 1'-0"

1.  REFER TO ARCHITECTURAL SPECIFICATIONS AND MECHANICAL, ELECTRICAL, PLUMBING, FIRE
PROTECTION, STRUCTURAL, CIVIL, AND LANDSCAPING DRAWINGS AND SPECIFICATIONS FOR
OTHER DEMOLITION REQUIREMENTS.

KEYNOTE LEGEND:

DEMOLITION ELEVATIONS - GENERAL NOTES:

REMOVE EXISTING EXTERIOR BRICK & BACK UP WALL SYSTEM

REMOVE EXISTING STOREFRONT DOOR & WINDOW SYSTEM

REMOVE EXISTING ELECTRICAL CONDUIT & ALL ASSOCIATED SUPPORTS - SEE ELECT. DWGS.
FOR ADDITIONAL REQMNTS

REMOVE EXISTING HOLLOW METAL DOOR(S) & FRAME

REMOVE MECHANICAL LOUVERS

REMOVE EXISTING PRECAST PANEL

REMOVE EXISTING CANOPY & FRAMING

REMOVE EXISTING WINDOW SYSTEM

REMOVE EXISTING CONCRETE RETAINING WALL

REMOVE EXISTING CONCRETE FOUNDATION WALLS

REMOVE EXISTING STONE BOLLARDS

REMOVE EXISTING METAL FENCE SYSTEM

REMOVE EXISTING METAL GARAGE DOOR FRAMES

REMOVE EXISTING METAL PANEL SYSTEMS AND ASSOCIATED FRAMING

REMOVE EXISTING WALL MOUNTED LIGHT - COORDINATE W/  ELECT. REQUIREMENTS

REMOVE EXISTING STAIR HEAD HOUSE, METAL PANELS & CMU BACK UP WALLS, & ROOF

REMOVE EXISTING METAL STAIR, PLATFORM, & RAILINGS

COMPLETELY REMOVE EXISTING VESTIBULE, DOORS, ROOF & FRAMING

REMOVE EXISTING CONCRETE STAIRS & METAL RAILINGS

REMOVE EXISTING CONCRETE RAMP & METAL RAILINGS

REMOVE EXISTING METAL RAILINGS

REMOVE EXISTING GAS PIPING & ALL ASSOCIATED SUPPORTS - COORDINATE W/ M.E.P.
REQUIREMENTS

REMOVE EXISTING COOLING TOWER - COORDINATE W/ MECH. REQUIREMENTS

REMOVE EXISTING CORRUGATED METAL WALL FINISH

RELOCATE SIAMESE CONNECTION & ALL ASSOCIATED PIPING - SEE F.P. DWGS.

CUT OPENING IN EXISTING BRICK AND BACK-UP WALL SYSTEM FOR NEW DOOR(S)

CUT OPENING FOR NEW MECHANICAL LOUVER(S).

REMOVE EXISTING CHIMNEY & FLUE

CUT OPENING IN EXISTING BRICK AND BACK-UP WALL SYSTEM FOR NEW FUEL OIL FILL BOX

REMOVE EXISTING GUTTER AND DOWNSPOUT

lssmiley
Text Box
All louvers, windows and doors with caulking have been tested. Drawing is marked showing locations with PCB  > 50 ppm. All PCB values shown are in ppm.

bostonpc
Callout
ID# AE Line Column 11, Total PCB 24600

bostonpc
Callout
ID# AE Line Column 10, Total PCB 22100

bostonpc
Callout
ID# AE Line Column 9, Total PCB 30600

bostonpc
Callout
ID# AE Line Column 8, Tota PCB 44400

bostonpc
Callout
ID# AE Line Column 7, Total PCB 78000

bostonpc
Callout
Brick Samples
0-3" : 0.56
3-6" : 0.22
6-9" : 0.24
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2009 Burt Hill Inc.

J  o  n  a  t  h  a  n    L  e  v  i    A  r  c  h  i  t  e  c  t  s

2 6 6   b e a c o n  s t r e e t
b o s t o n    m a    0 2 1 1 6
t e l      6 1 7   4 3 7   9 4 5 8
f a x     6 1 7   4 3 7   1 9 6 5

J  L  A

EXTERIOR DEMOLITION ELEVATIONS - NORTH

AD-201-SMA00217.DWG

01

XXX 08/31/07

XXX

AD 2 01
X XXX

PARTIAL NORTH ELEVATION
ALONG GRID LINE 61 1/8" = 1'-0"

PARTIAL NORTH ELEVATION
ALONG GRID LINES 1&2

2 1/8" = 1'-0"

PARTIAL NORTH ELEVATION
ALONG GRID LINES 1&2

3 1/8" = 1'-0"

PARTIAL NORTH ELEVATION
ALONG GRID LINE 64 1/8" = 1'-0"

1.  REFER TO ARCHITECTURAL SPECIFICATIONS AND MECHANICAL, ELECTRICAL, PLUMBING, FIRE
PROTECTION, STRUCTURAL, CIVIL, AND LANDSCAPING DRAWINGS AND SPECIFICATIONS FOR
OTHER DEMOLITION REQUIREMENTS.

KEYNOTE LEGEND:

DEMOLITION ELEVATIONS - GENERAL NOTES:

REMOVE EXISTING EXTERIOR BRICK & BACK UP WALL SYSTEM

REMOVE EXISTING STOREFRONT DOOR & WINDOW SYSTEM

REMOVE EXISTING ELECTRICAL CONDUIT & ALL ASSOCIATED SUPPORTS - SEE ELECT. DWGS.
FOR ADDITIONAL REQMNTS

REMOVE EXISTING HOLLOW METAL DOOR(S) & FRAME

REMOVE MECHANICAL LOUVERS

REMOVE EXISTING PRECAST PANEL

REMOVE EXISTING CANOPY & FRAMING

REMOVE EXISTING WINDOW SYSTEM

REMOVE EXISTING CONCRETE RETAINING WALL

REMOVE EXISTING CONCRETE FOUNDATION WALLS

REMOVE EXISTING STONE BOLLARDS

REMOVE EXISTING METAL FENCE SYSTEM

REMOVE EXISTING METAL GARAGE DOOR FRAMES

REMOVE EXISTING METAL PANEL SYSTEMS AND ASSOCIATED FRAMING

REMOVE EXISTING WALL MOUNTED LIGHT - COORDINATE W/  ELECT. REQUIREMENTS

REMOVE EXISTING STAIR HEAD HOUSE, METAL PANELS & CMU BACK UP WALLS, & ROOF

REMOVE EXISTING METAL STAIR, PLATFORM, & RAILINGS

COMPLETELY REMOVE EXISTING VESTIBULE, DOORS, ROOF & FRAMING

REMOVE EXISTING CONCRETE STAIRS & METAL RAILINGS

REMOVE EXISTING CONCRETE RAMP & METAL RAILINGS

REMOVE EXISTING METAL RAILINGS

REMOVE EXISTING GAS PIPING & ALL ASSOCIATED SUPPORTS - COORDINATE W/ M.E.P.
REQUIREMENTS

REMOVE EXISTING COOLING TOWER - COORDINATE W/ MECH. REQUIREMENTS

REMOVE EXISTING CORRUGATED METAL WALL FINISH

RELOCATE SIAMESE CONNECTION & ALL ASSOCIATED PIPING - SEE F.P. DWGS.

CUT OPENING IN EXISTING BRICK AND BACK-UP WALL SYSTEM FOR NEW DOOR(S)

CUT OPENING FOR NEW MECHANICAL LOUVER(S).

REMOVE EXISTING CHIMNEY & FLUE

CUT OPENING IN EXISTING BRICK AND BACK-UP WALL SYSTEM FOR NEW FUEL OIL FILL BOX

REMOVE EXISTING GUTTER AND DOWNSPOUT

bostonpc
Callout
6 Line, Column DE, Window 1
Total PCB 193

bostonpc
Callout
6 Line, Column CE,
Window 1
Totak PCB 386

bostonpc
Callout
6 Line, Column B,
Window 1
Total PCB 211000

bostonpc
Callout
6 Line, Column B,
Window 2
Total PCB 198000


bostonpc
Callout
6 Line, Column Line BE , Door 1
Total PCB 87.9


lssmiley
Text Box
All louvers, windows and doors with caulking have been tested. Drawing is marked showing locations with PCB >50 ppm. All PCB values  shown are in ppm.

bostonpc
Callout
Brick Samples
0-3" : 0.12
3-6" : 0.24
6-9" : 0.27

bostonpc
Callout
Brick Samples
0-3" : Results Pending
3-6" :  Results Pending
6-9" : Results Pending
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2009 Burt Hill Inc.

J  o  n  a  t  h  a  n    L  e  v  i    A  r  c  h  i  t  e  c  t  s

2 6 6   b e a c o n  s t r e e t
b o s t o n    m a    0 2 1 1 6
t e l      6 1 7   4 3 7   9 4 5 8
f a x     6 1 7   4 3 7   1 9 6 5

J  L  A

EXTERIOR DEMOLITION ELEVATIONS - SOUTH

AD-200-SMA00217.DWG

01

XXX 08/31/07

XXX

AD 2 00
X XXX

PARTIAL SOUTH ELEVATION
ALONG GRID LINE 12.5

1 1/8" = 1'-0"

PARTIAL SOUTH ELEVATION
ALONG GRID LINE 14

2 1/8" = 1'-0"

PARTIAL SOUTH ELEVATION
ALONG GRID LINE 14

3 1/8" = 1'-0"

PARTIAL SOUTH ELEVATION
ALONG GRID LINE 124 1/8" = 1'-0"

PARTIAL SOUTH ELEVATION
NEAR GRID LINE 155 1/8" = 1'-0"

PARTIAL SOUTH ELEVATION
ALONG GRID LINE 56 1/8" = 1'-0"

1.  REFER TO ARCHITECTURAL SPECIFICATIONS AND MECHANICAL, ELECTRICAL, PLUMBING, FIRE
PROTECTION, STRUCTURAL, CIVIL, AND LANDSCAPING DRAWINGS AND SPECIFICATIONS FOR
OTHER DEMOLITION REQUIREMENTS.

KEYNOTE LEGEND:

DEMOLITION ELEVATIONS - GENERAL NOTES:

REMOVE EXISTING EXTERIOR BRICK & BACK UP WALL SYSTEM

REMOVE EXISTING STOREFRONT DOOR & WINDOW SYSTEM

REMOVE EXISTING ELECTRICAL CONDUIT & ALL ASSOCIATED SUPPORTS - SEE ELECT. DWGS.
FOR ADDITIONAL REQMNTS

REMOVE EXISTING HOLLOW METAL DOOR(S) & FRAME

REMOVE MECHANICAL LOUVERS

REMOVE EXISTING PRECAST PANEL

REMOVE EXISTING CANOPY & FRAMING

REMOVE EXISTING WINDOW SYSTEM

REMOVE EXISTING CONCRETE RETAINING WALL

REMOVE EXISTING CONCRETE FOUNDATION WALLS

REMOVE EXISTING STONE BOLLARDS

REMOVE EXISTING METAL FENCE SYSTEM

REMOVE EXISTING METAL GARAGE DOOR FRAMES

REMOVE EXISTING METAL PANEL SYSTEMS AND ASSOCIATED FRAMING

REMOVE EXISTING WALL MOUNTED LIGHT - COORDINATE W/  ELECT. REQUIREMENTS

REMOVE EXISTING STAIR HEAD HOUSE, METAL PANELS & CMU BACK UP WALLS, & ROOF

REMOVE EXISTING METAL STAIR, PLATFORM, & RAILINGS

COMPLETELY REMOVE EXISTING VESTIBULE, DOORS, ROOF & FRAMING

REMOVE EXISTING CONCRETE STAIRS & METAL RAILINGS

REMOVE EXISTING CONCRETE RAMP & METAL RAILINGS

REMOVE EXISTING METAL RAILINGS

REMOVE EXISTING GAS PIPING & ALL ASSOCIATED SUPPORTS - COORDINATE W/ M.E.P.
REQUIREMENTS

REMOVE EXISTING COOLING TOWER - COORDINATE W/ MECH. REQUIREMENTS

REMOVE EXISTING CORRUGATED METAL WALL FINISH

RELOCATE SIAMESE CONNECTION & ALL ASSOCIATED PIPING - SEE F.P. DWGS.

CUT OPENING IN EXISTING BRICK AND BACK-UP WALL SYSTEM FOR NEW DOOR(S)

CUT OPENING FOR NEW MECHANICAL LOUVER(S).

REMOVE EXISTING CHIMNEY & FLUE

CUT OPENING IN EXISTING BRICK AND BACK-UP WALL SYSTEM FOR NEW FUEL OIL FILL BOX

REMOVE EXISTING GUTTER AND DOWNSPOUT

bostonpc
Callout
ID# 14 Line, Column H, Window 1
Total PCB 686

bostonpc
Callout
12 Line, Column BE, Door 3
Total PCB 4340

lssmiley
Text Box
All louvers, windows and doors with caulking have been tested. Drawing is marked showing locations with PCB >50 ppm. All PCB values shown are ppm. 

bostonpc
Callout
Consider this caulking material hot for PCB's.

bostonpc
Line

bostonpc
Callout
Consider this Caulking material hot for PCB's.

bostonpc
Callout
ID# 14 Line Column H, Total PCB 2010

bostonpc
Callout
ID# 14 Line Column F, Total PCB 52600

bostonpc
Callout
ID# 14 Line Column E, Total PCB 37400

bostonpc
Callout
ID# 14 Line  Column D, Total PCB 92700

bostonpc
Callout
ID# 14 Line Column Line C,Total PCB 8400

bostonpc
Callout
ID# 14 Line Column Line B, Total PCB 19700

bostonpc
Callout
Brick Samples
0-3" : 1.11
3-6" : 0.46
6-9" : 0.08

bostonpc
Callout
Brick Samples
0-3" : ND
3-6" : ND
6-9" : ND

bostonpc
Callout
Brick Samples
0-3" : Results Pending
3-6" : Results Pending
6-9" : Results Pending
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EXTERIOR WORK AT THIS ELEVATION @ CHILD DAY CARE CENTER TO BE REPLACEMENT OF ROOFING SYSTEM. SEE ROOF DEMOLITION PLAN ON AD-101 FOR MORE INFO.
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IRS SERVICE CENTER, ANDOVER, MA

SMA00217

BRIAN WONG

IRS SERVICE CENTER

310 LOWELL STREET

ANDOVER MA 01810

MA 0137 ZZ

XX0000XX XX0000XX XX0000XX

XX0000XX XX0000XX XX0000XX

XXXX

JONATHAN LEVI ARCHITECTS

BURT HILL, INC.

XXXXXXXXXX

GS-01P-06-BZ-C-0005

X-00-00-XX-0000

XX-00X-00-XXX-0000

X-00-00-XX-0000

10 CAUSEWAY STREET
BOSTON, MA

CONS. WORK

A/E TASK NO.

PROJECT

FACILITY CODE

CONSTR. CON.

FLOOR NO.

DESCRIPTIONDATEMARK

G
R

AP
H

IC
 S

C
AL

E
C

O
N

TR
AC

TO
R

S

A/E CON. NO.

CONS. CONTR.

PRIME A/E

SUB A/E

BU
IL

D
IN

G
PR

O
JE

C
T

D
R

AW
IN

G

NAME

STREET

CITY/ST./ZIP

BUILDING NO.

OTHER

BUILDING NOs.

TITLE

PROJECT

DESCRIPTION

SUBMISSION

SUB. DATE

GSA PM

PROJECT NO.

DATE DRAFTED:DRAWN BY

CHECKED BY

FILE NAME

DRAWING TITLE

DRAWING NO.
SEQUENCESHEET TYPEDISCIPLINE

OFSHEET

SHEET SIZE:

PROPERTY OF THE UNITED STATES GOVERNMENT - FOR OFFICIAL USE ONLY.  DO NOT REMOVE THIS NOTICE.  PROPERLY DESTROY DOCUMENTS WHEN NO LONGER NEEDED.

GENERAL SERVICES ADMINISTRATION

R
EV

IS
IO

N
 N

O
TE

S
KE

Y 
PL

AN
C

ER
TI

FI
C

AT
IO

N
S

30 X 42

2009 Burt Hill Inc.

J  o  n  a  t  h  a  n    L  e  v  i    A  r  c  h  i  t  e  c  t  s

2 6 6   b e a c o n  s t r e e t
b o s t o n    m a    0 2 1 1 6
t e l      6 1 7   4 3 7   9 4 5 8
f a x     6 1 7   4 3 7   1 9 6 5

J  L  A

EXTERIOR DEMOLITION ELEVATIONS - MISC.

AD-204-SMA00217.DWG

01

XXX 08/31/07

XXX

AD 2 04
X XXX

PARTIAL EAST ELEVATION
ALONG GRID LINE "B"

1 1/8" = 1'-0"

PARTIAL EAST ELEVATION
ALONG GRID LINE "M"

3 1/8" = 1'-0"

PARTIAL WEST ELEVATION
ALONG GRID LINE "BE"

7 1/8" = 1'-0"

PARTIAL EAST ELEVATION
ALONG GRID LINE "SW"

2 1/8" = 1'-0"

PARTIAL EAST ELEVATION
ALONG GRID LINE "Ja"

4 1/8" = 1'-0"

PARTIAL WEST ELEVATION
ALONG GRID LINE "G"6 1/8" = 1'-0"

PARTIAL WEST ELEVATION
ALONG GRID LINE "Jb"

5 1/8" = 1'-0"

1.  REFER TO ARCHITECTURAL SPECIFICATIONS AND MECHANICAL, ELECTRICAL, PLUMBING, FIRE
PROTECTION, STRUCTURAL, CIVIL, AND LANDSCAPING DRAWINGS AND SPECIFICATIONS FOR
OTHER DEMOLITION REQUIREMENTS.

KEYNOTE LEGEND:

DEMOLITION ELEVATIONS - GENERAL NOTES:

REMOVE EXISTING EXTERIOR BRICK & BACK UP WALL SYSTEM

REMOVE EXISTING STOREFRONT DOOR & WINDOW SYSTEM

REMOVE EXISTING ELECTRICAL CONDUIT & ALL ASSOCIATED SUPPORTS - SEE ELECT. DWGS.
FOR ADDITIONAL REQMNTS

REMOVE EXISTING HOLLOW METAL DOOR(S) & FRAME

REMOVE MECHANICAL LOUVERS

REMOVE EXISTING PRECAST PANEL

REMOVE EXISTING CANOPY & FRAMING

REMOVE EXISTING WINDOW SYSTEM

REMOVE EXISTING CONCRETE RETAINING WALL

REMOVE EXISTING CONCRETE FOUNDATION WALLS

REMOVE EXISTING STONE BOLLARDS

REMOVE EXISTING METAL FENCE SYSTEM

REMOVE EXISTING METAL GARAGE DOOR FRAMES

REMOVE EXISTING METAL PANEL SYSTEMS AND ASSOCIATED FRAMING

REMOVE EXISTING WALL MOUNTED LIGHT - COORDINATE W/  ELECT. REQUIREMENTS

REMOVE EXISTING STAIR HEAD HOUSE, METAL PANELS & CMU BACK UP WALLS, & ROOF

REMOVE EXISTING METAL STAIR, PLATFORM, & RAILINGS

COMPLETELY REMOVE EXISTING VESTIBULE, DOORS, ROOF & FRAMING

REMOVE EXISTING CONCRETE STAIRS & METAL RAILINGS

REMOVE EXISTING CONCRETE RAMP & METAL RAILINGS

REMOVE EXISTING METAL RAILINGS

REMOVE EXISTING GAS PIPING & ALL ASSOCIATED SUPPORTS - COORDINATE W/ M.E.P.
REQUIREMENTS

REMOVE EXISTING COOLING TOWER - COORDINATE W/ MECH. REQUIREMENTS

REMOVE EXISTING CORRUGATED METAL WALL FINISH

RELOCATE SIAMESE CONNECTION & ALL ASSOCIATED PIPING - SEE F.P. DWGS.

CUT OPENING IN EXISTING BRICK AND BACK-UP WALL SYSTEM FOR NEW DOOR(S)

CUT OPENING FOR NEW MECHANICAL LOUVER(S).

REMOVE EXISTING CHIMNEY & FLUE

CUT OPENING IN EXISTING BRICK AND BACK-UP WALL SYSTEM FOR NEW FUEL OIL FILL BOX

REMOVE EXISTING GUTTER AND DOWNSPOUT

EXISTING STORAGE BUILDING
ELEVATION - EAST8 1/8" = 1'-0"

EXISTING STORAGE BUILDING
ELEVATION - SOUTH9 1/8" = 1'-0"

EXISTING STORAGE BUILDING
ELEVATION - WEST10 1/8" = 1'-0"

EXISTING STORAGE BUILDING
ELEVATION - NORTH11 1/8" = 1'-0"

bostonpc
Callout
13 Line, Column AE, Window 29
Total PCB 201

lssmiley
Text Box
All louvers, windows and doors with caulking have been tested. Drawing is marked showing locations with PCB > 50 ppm. All values shown are in ppm.

bostonpc
Callout
ID# B Line Column13.3, Total PCB 3010

bostonpc
Callout
ID# B Line Column 13, Total PCB 14200

bostonpc
Callout
Brick Samples
0-3" : 0.57
3-6" : ND
6-9" : 0.06

bostonpc
Callout
Brick Samples
0-3" : 0.42
3-6" : 0.40
6-9" : 0.46


